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UFGS- 03100A (May 1998)
SECTI ON 03100A
STRUCTURAL CONCRETE FORMADRK
05/ 98

PART 1  GENERAL
1.1 REFERENCES

The publications listed below forma part of this specification to the

extent referenced. The publications are referred to in the text by basic

desi gnation only.

ACl | NTERNATI ONAL (ACl)

ACl 347R (1994) GQuide to Formwork for Concrete

AMERI CAN HARDBOARD ASSOC!I ATI ON ( AHA)

AHA A135. 4 (1995) Basic Hardboard

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM C 578 (1995) Rigid, Cellular Polystyrene Thernal
I nsul ati on

U S. DEPARTMENT OF COMMERCE (DOC)

PS-1 (1996) Vol untary Product Standard -
Construction and I ndustrial Plywood

1.2 SUBM TTALS
Government approval is required for submttals with a "G' designation
submttals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:
SD- 02 Shop Drawi ngs
Formwork; G
Drawi ngs showi ng details of formwrk, including dinensions of
fiber voids, joints, supports, studding and shoring, and sequence

of formand shoring renoval

SD- 03 Product Data

SECTI ON 03100a Page 2
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1.

Design; G

Desi gn anal ysis and cal cul ations for form design and net hodol ogy
used in the design.

Form Materials; G

Manufacturer's data including literature describing form
mat eri al s, accessories, and formrel easi ng agents.

For m Rel easi ng Agents; G

Manuf acturer's reconmendati on on nethod and rate of application
of formrel easi ng agents.

SD-07 Certificates
Fi ber Voids; G

Certificates attesting that fiber voids conformto the specified
requirenents.

3 DESI GN

Formwork shall be designed in accordance with nethodol ogy of ACI 347R for
anticipated | oads, lateral pressures, and stresses. Forns shall be capable
of producing a surface which neets the requirenents of the class of finish
specified in Section 03300 CAST-I N-PLACE STRUCTURAL CONCRETE. Forns shall
be capabl e of wi thstanding the pressures resulting from placenent and

vi bration of concrete.

.4 STORACGE AND HANDLI NG

Fi ber voids shall be stored above ground level in a dry location. Fiber
voi ds shall be kept dry until installed and overlaid with concrete.

PART 2 PRODUCTS

2.

2.

1 FORM MATERI ALS
1.1 Forns For O ass A and O ass B Finish

Fornms for Class A and Class B finished surfaces shall be plywod panels

conforming to PS-1, Grade B-B concrete formpanels, Class | or II. Oher
formmaterials or liners may be used provided the snpbot hness and appear ance
of concrete produced will be equivalent to that produced by the plywood

concrete formpanels. Forns for round columms shall be the prefabricated
seanl ess type.

.1.2 Forns For O ass C Finish

Fornms for Class C finished surfaces shall be shiplap |unber; plywood
conforming to PS-1, Grade B-B concrete formpanels, Class | or |I; tenpered

SECTI ON 03100a Page 3
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concrete form hardboard conform ng to AHA A135.4; other approved concrete
formmterial; or steel, except that steel |ining on wood sheat hi ng shal
not be used. Forms for round columms may have one vertical seam

2.1.3 Forns For C ass D Finish

Fornms for Class D finished surfaces, except where concrete is placed
agai nst earth, shall be wood or steel or other approved concrete form
mat eri al

2.1. 4 Ontted
2.1.5 Ontted
2.1.6 Form Ti es

Formties shall be factory-fabricated netal ties, shall be of the renpvable
or internal disconnecting or snap-off type, and shall be of a design that
will not permt formdeflection and will not spall concrete upon renoval
Solid backing shall be provided for each tie. Except where renbvable tie
rods are used, ties shall not |leave holes in the concrete surface | ess than
1/4 inch nor nore than 1 inch deep and not nore than 1 inchin dianeter.
Rermovabl e tie rods shall be not nore than 1-1/2 inches in dianmeter.

2.1.7 For m Rel easi ng Agents

Form rel easi ng agents shall be comercial fornulations that will not bond
with, stain or adversely affect concrete surfaces. Agents shall not inpair
subsequent treatnent of concrete surfaces dependi ng upon bond or adhesion
nor inpede the wetting of surfaces to be cured with water or curing
conpounds.

2.1.8 Fi ber Voi ds

Fi ber voids shall be the product of a reputable manufacturer regularly
engaged in the comrercial production of fiber voids. The voids shall be
constructed of double faced, corrugated fiberboard. The corrugated
fi berboard shall be fabricated of wet strength paper liners, inpregnated
with paraffin, and | am nated with noisture resistant adhesive, and shal
have a board strength of 275 psi. Voids which are inpregnated with
paraffin after construction, in lieu of being constructed with paraffin
i mpregnated fiberboard, are acceptable. Voids shall be designed to support
not |ess than 1000 psf. To prevent separation during concrete placenment
fiber voids shall be assenbled with steel or plastic banding at 4 feet on
center naxi mum or by adequate stapling or gluing as reconrended by the
manuf acturer. Fiber voids placed under concrete slabs and that are 8 inches
in depth may be heavy duty "waffl e box" type, constructed of paraffin
i mpregnat ed corrugated fiberboard.

2.2 FI BER VO D RETAI NERS
2.2.1 Pol ystyrene Rigid Insulation

Pol ystyrene rigid insulation shall conformto ASTM C 578, Type V, VI, or

SECTI ON 03100a Page 4
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VI, square edged. Size shall be 1-1/2 inches thick by 16 inches in height
by 3 feet in length, unless otherw se indicated.

2.2.2 Precast Concrete

Precast concrete units shall have a conpressive strength of not |ess than
2500 psi, reinforced with 6 inch by 6 inch by W.4 WAF wire nesh, and 12
i nches (height) by 3 feet (length) by 1-5/8 inches (thickness) in size
unl ess i ndi cat ed.

PART 3 EXECUTI ON
3.1 | NSTALLATI ON
3.1.1 For mwor k

Fornms shall be nortar tight, properly aligned and adequately supported to
produce concrete surfaces neeting the surface requirenents specified in
Section 03300 CAST-I N PLACE STRUCTURAL CONCRETE and conforming to
construction tolerance given in TABLE 1. Were concrete surfaces are to
have a Cass A or Cass B finish, joints in form panels shall be arranged
as approved. \Where forns for continuous surfaces are placed in successive
units, the forns shall fit over the conpleted surface to obtain accurate

al i gnment of the surface and to prevent |eakage of nortar. Forns shall not
be reused if there is any evidence of surface wear and tear or defects
which would inpair the quality of the surface. Surfaces of forns to be
reused shall be cleaned of nortar from previous concreting and of all other
foreign material before reuse. Formties that are to be conpletely

wi t hdrawn shall be coated with a nonstaining bond breaker

3.1. 2 Fi ber Voi ds

Voi ds shall be placed on a smooth firmdry bed of suitable material, to
avoi d being di splaced vertically, and shall be set tight, with no buckl ed
cartons, in order that horizontal displacenent cannot take place. Each
section of void shall have its ends sealed by dipping in paraffin, with any
additional cutting of voids at the jobsite to be field dipped in the sane
type of sealer, unless liners and flutes are conpletely inpregnated with
paraffin. Prior to placing reinforcement, the entire forned area for sl abs
shall be covered with a 4 x 8 feet mnimumflat sheets of fiber void
corrugated fiberboard. Joints shall be sealed with a noisture resistant
tape having a minimumw dth of 3 inches. |If voids are destroyed or damaged
and are not capabl e of supporting the design |load, they shall be replaced
prior to placing of concrete.

3.1.3 Fi ber Void Retainers
Fi ber void retainers shall be installed, continuously, on both sides of
fi ber voids placed under grade beans in order to retain the cavity after
the fiber voids biodegrade.

3.2 CHAVFERI NG

Except as otherw se shown, external corners that will be exposed shall be
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chanf ered, bevel ed, or rounded by noldings placed in the forns.
3.3  COATI NG

Forms for Class A and O ass B finished surfaces shall be coated with a form
rel easi ng agent before the formor reinforcenent is placed in fina
position. The coating shall be used as recommended in the manufacturer's
printed or witten instructions. Forns for Cass C and D finished surfaces
may be wet with water in lieu of coating imredi ately before placing
concrete, except that in cold weather with probable freezing tenperatures,
coating shall be nmandatory. Surplus coating on form surfaces and coating
on reinforcing steel and construction joints shall be renoved before

pl aci ng concrete.

3.4 REMOVAL OF FORMS

Fornms shall be renmpved preventing injury to the concrete and ensuring the
conpl ete safety of the structure. Formmork for columms, walls, side of
beans and other parts not supporting the weight of concrete nay be renoved
when the concrete has attained sufficient strength to resist danage from

t he renoval operation but not before at |east 24 hours has el apsed since
concrete placenent. Supporting forns and shores shall not be renpbved from
beans, floors and walls until the structural units are strong enough to
carry their own wei ght and any other construction or natural | oads.
Supporting forns or shores shall not be renoved before the concrete
strength has reached 70 percent of design strength, as determined by field
cured cylinders or other approved nethods. This strength shall be
denonstrated by job-cured test specinens, and by a structural analysis
considering the proposed loads in relation to these test strengths and the
strength of form ng and shoring system The job-cured test specinens for
formrenoval purposes shall be provided in nunbers as directed and shall be
in addition to those required for concrete quality control. The specinens
shal |l be renoved from nolds at the age of 24 hours and shall receive,

i nsofar as possible, the sane curing and protection as the structures they
represent.

TABLE 1

TOLERANCES FOR FORMED SURFACES

1. Variations fromthe In any 10 feet of

pl unb: length -------cnomomnon 1/4 inch

a. Inthe lines and Maxi mum for entire
surfaces of colums, length ---------mmomooon 1 inch
piers, walls and
in arises

b. For exposed corner In any 20 feet of
col umms, control -j oi nt length ----------- ---- 1/4 inch
grooves, and ot her Maxi mum for entire
conspi cuous |ines length--------c-cmomno-n 1/2 inch

SECTI ON 03100a Page 6
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TOLERANCES

2. Variation fromthe
|l evel or fromthe
grades indicated
on the draw ngs:

a. In slab soffits,
ceilings, beamsoffits,
and in arises, neasured
before renoval of
supporting shores

b. In exposed lintels,
sills, parapets,
hori zontal grooves,
and ot her conspi cuous
l'ines

3. Variation of the linear
building lines from
est abl i shed position
in plan

4, Variation of distance
bet ween wal | s, col umms,
partitions

5. Variation in the
sizes and | ocations
of sleeves, floor
openi ngs, and wall opening

6. Variation in
Cross-sectiona
di mensi ons of col umms
and beans and in the
t hi ckness of slabs and walls

7. Footings:

a. Variation of dinensions
in plan

b. M spl acenent of
eccentricity

SECTI ON 03100a

Benni ng, GA DACA21- 03- R- 0022
TABLE 1

FOR FORMED SURFACES

In any 10 feet of

length ------------------ 1/4 inch
In any bay or in any 20

feet of length---------- 3/ 8 inch
Maxi mum for entire

length ----------------- 3/4 inch
In any bay or in any 20 feet of
length ----------- ----- 1/4 inch
Maxi mum for entire
length------------------ 1/2 inch
In any 20 feet --------- 1/2 inch
MaXi mum ----------------- 1 inch
1/4 inch per 10 feet of distance,
but not nore than 1/2 inch in any
one bay,and not nore than 1 inch
total variation

Mnus ---------------- 1/4 inch
Plus ----------------- 1/2 inch
Mnus ----------------- 1/4 inch
Plus ------------------ 1/2 inch
Mnus ------------------ 1/2 inch
Plus ------------------- 2 inches
when forned or plus 3 inches

when pl aced agai nst unforned

excavation
2 percent of the footing

width in the direction of
m spl acenent but not nore than

Page 7
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TABLE 1

TOLERANCES FOR FORMED SURFACES

2 inches
c. Reduction in thickness MnNuUsS ------------------ 5 percent
of specified thickness
8. Variation in steps: Riser -----------moonon 1/8 inch
a. Inaflight of stairs Tread ------------------ 1/4 inch
b. In consecutive steps Riser -----------moonon 1/ 16 inch
Tread ------------------ 1/8 inch

-- End of Section --
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UFGS- 03150A (May 1998)
SECTI ON 03150A

EXPANSI ON JO NTS, CONTRACTI ON JO NTS, AND WATERSTOPS
05/ 98

PART 1 GENERAL

1.

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM C 919 (1983, R 1996) Inorganic Matter or Ash in
Bi t um nous Materials

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM C 919 (1984; R 1998) Use of Sealants in
Acoustical Applications

ASTM C 920 (1998) El astoneric Joint Seal ants

ASTM D 4 (1986; R 1998) Bitunen Content

ASTM D 6 (1995) Loss on Heating of Ol and

Asphal ti ¢ Conpounds

ASTM D 412 (1998a) Vul cani zed Rubber and
Ther nopl asti ¢ Rubbers and Thernopl astic
El astoners - Tension

ASTM D 471 (1998el ) Rubber Property - Effect of
Li qui ds
ASTM D 1190 (1997) Concrete Joint Seal er, Hot-Applied

El astic Type

ASTM D 1191 (1984; R 1994el)
Concrete Joint Seal ers

ASTM D 1751 (1999) Preformed Expansion Joint Filler
for Concrete Paving and Structura
Construction (Nonextrudi ng and Resilient
Bi t um nous Types)
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ASTM D 1752 (1984; R 1996el) Preforned Sponge Rubber
and Cork Expansion Joint Fillers for
Concrete Paving and Structural Construction

ASTM D 2628 (1991; R 1998) Prefornmed Pol ychl oroprene
El astoneric Joint Seals for Concrete
Pavenment s

ASTM D 2835 (1989; R 1998) Lubricant for Installation
of Preforned Conpression Seals in Concrete
Pavenment s

ASTM D 5249 (1995) Backer Material for Use Wth Cold

and Hot - Applied Joint Sealants in
Portl and- Cenent Concrete and Asphalt Joints

U S. ARMY CORPS OF ENG NEERS (USACE)

CCE CRD-C 513 (1974) Corps of Engineers Specifications
for Rubber Waterstops

CCE CRD-C 572 (1974) Corps of Engineers Specifications
for Pol yvinyl chl oride Waterstop

1.2 SUBM TTALS

CGovernment approval is required for submttals with a "G' designation;
submittals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs
Wat erstops; G

Shop drawi ngs and fabrication draw ngs provi ded by the
manuf acturer or prepared by the Contractor.

SD- 03 Product Data

Preformed Expansion Joint Filler; G
Seal ant; G
Wat erstops; G

Manufacturer's literature, including safety data sheets, for
preforned fillers and the lubricants used in their installation;
fiel d-nol ded seal ants and priners (when required by seal ant
manuf acturer); prefornmed conpression seals; and waterstops.

Manufacturer's recommended instructions for installing preforned

fillers, field-nol ded seal ants; prefornmed conpression seals; and
wat er st ops; and for splicing non-netallic waterstops.
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1.

SD-07 Certificates

Preformed Expansion Joint Filler; G
Seal ant; G
Wat erstops; G

Certificates of conpliance stating that the joint filler and
seal ant materials and waterstops conformto the requirenents
speci fi ed.

3 DELI VERY AND STORAGE

Mat eri al delivered and placed in storage shall be stored off the ground and
protected fromnoisture, dirt, and other contam nants. Sealants shall be
delivered in the manufacturer's origi nal unopened containers. Sealants
whose shelf life has expired shall be renmobved fromthe site.

PART 2 PRODUCTS

2.

2.

2.

1 OM TTED
2 PREFORMED EXPANSI ON JO NT FI LLER

Expansion joint filler shall be preformed material conformng to ASTM D 1751
or ASTM D 1752. Unless otherwise indicated, filler material shall be 3/8
inch thick and of a width applicable for the joint formed. Backer

materi al, when required, shall conformto ASTM D 5249.

.3 SEALANT

Joint sealant shall conformto the foll ow ng:

. 3.1 Pref ormed Pol ychl oroprene El astoneric Type

ASTM D 2628.

. 3.2 Lubricant for Preformed Conpression Seals

ASTM D 2835.

. 3.3 Hot - Pour ed Type

ASTM D 1190 tested in accordance with ASTM D 1191.

. 3.4 Fi el d- Mol ded Type

ASTM C 920, Type M for horizontal joints or Type NS for vertical joints,
Class 25, and Use NT. Bond breaker material shall be polyethyl ene tape,
coated paper, netal foil or simlar type materials. The back-up nmateri al
shal | be conpressible, non-shrink, nonreactive with seal ant, and

non- absorptive material type such as extruded butyl or polychl oroprene
rubber.

4  \WATERSTOPS
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Intersection and change of direction waterstops shall be shop fabricated.

2.4.1 Ontted

2.4.2 Ontted

2.4.3 Non-Metallic Materials®

Non-metal lic waterstops shall be manufactured froma prine virgin resin
reclained material is not acceptable. The conpound shall contain

pl asticizers, stabilizers, and other additives to neet specified

requi renents. Rubber waterstops shall conformto COE CRD- C 513.

Pol yvi nyl chl ori de waterstops shall conformto COE CRD-C 572. Thernopl astic
el astomeri c rubber waterstops shall conformto ASTM D 471.

4.4 Non- Metal lic Hydrophilic

Swel | abl e strip type conmpound of polymer nodified chl oroprene rubber that
swel I's upon contact with water shall conformto ASTM D 412 as foll ows:
Tensile strength 420 psi mninmum ultinmte el ongation 600 percent m ni num
Har dness shall be 50 m nimumon the type A durometer and the volunetric
expansion ratio in distilled water at 70 degrees F shall be 3 to 1 m ninmum

.4.5 Preformed El astic Adhesive

Preforned pl astic adhesive waterstops shall be produced from bl ends of

refi ned hydrocarbon resins and plasticizing compounds reinforced with inert
mneral filler, and shall contain no solvents, asbestos, irritating funes

or obnoxi ous odors. The conpound shall not depend on oxidi zi ng,
evaporating, or chemcal action for its adhesive or cohesive strength.

.4.5.1 Chemi cal Conposition

The chem cal conposition of the sealing conpound shall neet the
requi renents shown bel ow

PERCENT BY WEI GHT

COVPONENT M N. MAX. TEST
Bi tunmen (Hydrocarbon plastic) 50 70 ASTM D 4
Inert Mneral Filler 30 50 AASHTO T 111
Vol atile Matter 2 ASTM D 6

.4.5.2 Adhesi on Under Hydrostatic Pressure

The sealing conpound shall not leak at the joints for a period of 24 hours
under a vertical 6 foot head pressure. |In a separate test, the sealing
conpound shall not |eak under a horizontal pressure of 10 psi which is
reached by slowy applying increnments of 2 psi every mnute.

2.4.5.3 Sag of Fl ow Resi stance
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Saggi ng shall not be detected when tested as follows: Fill a wooden form1l
inch wide and 6 inches long flush with sealing conpound and place in an
oven at 135 degrees F in a vertical position for 5 days.

2.4.5.4 Chem cal Resi stance

The seal i ng conpound when i nmersed separately in a 5% solution of caustic
pot ash, a 5% solution of hydrochloric acid, 5% solution of sulfuric acid
and a saturated hydrogen sul fide solution for 30 days at ambi ent room
tenperature shall show no visible deterioration.

PART 3 EXECUTI ON
3.1 JAONTS

Joints shall be installed at locations indicated and as authori zed.
3.1.1 Contraction Joints

Contraction joints may be constructed by cutting the concrete with a saw
after concrete has set. Joints shall be approximately 1/8 inch wi de and
shall extend into the slab one-fourth the slab thickness, mninm but not
I ess than 1 inch.

3.1.1.1 Onitted
3.1.1.2 Sawed Joints

Joint sawi ng shall be early enough to prevent uncontrolled cracking in the
sl ab, but late enough that this can be acconplished wi thout appreciable

spal ling. Concrete sawi ng nachi nes shall be adequate in nunber and power,
and with sufficient replacenent blades to conplete the sawing at the
required rate. Joints shall be cut to true alignnent and shall be cut in
sequence of concrete placenment. Sludge and cutting debris shall be renoved.

3.1.2 Expansi on Joints

Prefornmed expansion joint filler shall be used in expansion and isolation
joints in slabs around col ums and between sl abs on grade and vertica
surfaces where indicated. The filler shall extend the full slab depth,

unl ess otherwi se indicated. The edges of the joint shall be neatly
finished with an edging tool of 1/8 inch radius, except where a resilient
floor surface will be applied. Were the joint is to receive a seal ant,
the filler strips shall be installed at the proper |evel below the finished
floor with a slightly tapered, dressed and oiled wood strip tenporarily
secured to the top to forma recess to the size shown on the drawi ngs. The
wood strip shall be renoved after the concrete has set. Contractor nay opt
to use a renovabl e expansion filler cap designed and fabricated for this
purpose in lieu of the wood strip. The groove shall be thoroughly cl eaned
of laitance, curing conpound, foreign materials, protrusions of hardened
concrete, and any dust which shall be bl own out of the groove with oil-free
conpressed air.

3.1.3 Joi nt Seal ant
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Sawed contraction joints and expansion joints in slabs shall be filled with
joint sealant, unless otherwi se shown. Joint surfaces shall be clean, dry,
and free of oil or other foreign nmaterial which would adversely affect the
bond between seal ant and concrete. Joint sealant shall be applied as
recomended by the manufacturer of the seal ant.

3.1.3.1 Joints Wth Preformed Conpression Seal s

Conpression seals shall be installed with equi pmrent capable of installing
joint seals to the prescribed depth without cutting, nicking, tw sting, or
ot herwi se distorting or danaging the seal or concrete and with no nore than
5 percent stretching of the seal. The sides of the joint and, if

necessary, the sides of the conpression seal shall be covered with a
coating of lubricant. Butt joints shall be coated with |ibera

applications of |ubricant.

3.1.3.2 Joints Wth Fiel d- Mol ded Seal ant

Joints shall not be seal ed when the sealant material, anmbient air, or
concrete tenmperature is less than 40 degrees F. Wen the sealants are
neant to reduce the sound transm ssion characteristics of interior walls,
ceilings, and floors the guidance provided in ASTM C 919 shall be foll owed.
Joints requiring a bond breaker shall be coated with curing conpound or
wi th bitum nous paint. Bond breaker and back-up material shall be
installed where required. Joints shall be primed and filled flush with
joint sealant in accordance with the manufacturer's recomendati ons.

3.2 WATERSTOPS, | NSTALLATI ON AND SPLI CES

Wat erstops shall be installed at the |ocations shown to forma continuous
wat er-ti ght diaphragm Adequate provision shall be nade to support and
conpletely protect the waterstops during the progress of the work. Any
wat er st op punctured or damaged shall be repaired or replaced. Exposed
wat er st ops shall be protected during application of formrel ease agents to
avoi d being coated. Suitable guards shall be provided to protect exposed
proj ecting edges and ends of partially enbedded wat erstops from danage when
concrete placenent has been discontinued. Splices shall be nade by
certified trai ned personnel using approved equi pnent and procedures.

3.2.1 Ontted
3.2.2 Onitted
3.2.3 Non-Metallic

Fittings shall be shop nade using a nachine specifically designed to
nmechanically weld the waterstop. A miter guide, proper fixturing (profile
dependant), and portable power saw shall be used to mter cut the ends to
be joined to ensure good alignment and contact between joined surfaces.
The splicing of straight | engths shall be done by squaring the ends to be
joined. Continuity of the characteristic features of the cross section of
the waterstop (ribs, tabular center axis, protrusions, etc.) shall be

mai nt ai ned across the splice.
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3.2.3.1 Rubber Waterstop

Splices shall be vul cani zed or shall be made using col d bond adhesive as
recommended by the manufacturer. Splices for TPE-R shall be as specified
for PVC

3.2.3.2 Pol yvi nyl Chl ori de Waterstop

Splices shall be nade by heat sealing the adjacent waterstop edges together
using a thernmoplastic splicing iron utilizing a non-stick surface
specifically designed for waterstop wel ding. The correct tenperature shal
be used to sufficiently nelt without charring the plastic. The spliced
area, when cool ed, shall show no signs of separation, holes, or other

i nperfections when bent by hand in as sharp an angl e as possi bl e.

3.2.3.3 Qual ity Assurance

Edge welding will not be permitted. Centerbulbs shall be conpressed or

cl osed when wel ding to non-centerbulb type. Waterstop splicing defects
whi ch are unacceptable include, but are not linmted to the following: 1)
Tensile strength | ess than 80 percent of parent section. 2) Free lap
joints. 3) Msalignnent of centerbulb, ribs, and end bul bs greater than
1/16 inch. 4) Msalignnent which reduces waterstop cross section nore than
15 percent. 5) Bond failure at joint deeper than 1/16 inch or 15 percent
of material thickness. 6) Msalignment of waterstop splice resulting in
m sal i gnment of waterstop in excess of 1/2 inch in 10 feet. 7) Visible
porosity in the weld area, including pin holes. 8) Charred or burnt
material. 9) Bubbles or inadequate bonding. 10) Visible signs of splice
separati on when cool ed splice is bent by hand at a sharp angle.

3.2. 4 Non-Metal lic Hydrophilic Waterstop Installation

Ends to be joined shall be mter cut with sharp knife or shears. The ends
shal | be adhered with cyanacryiate (super glue) adhesive. Wen joining
hydrophilic type waterstop to PVC waterstop, the hydrophilic waterstop
shal | be positioned as shown on the drawings. A |liberal ambunt of a single
conponent hydrophilic sealant shall be applied to the junction to conplete
the transition.

3.2.5 Pref orned Pl astic Adhesive Installation

The installation of preformed plastic adhesive waterstops shall be a prineg,
peel, place and pour procedure. Joint surfaces shall be clean and dry
before primng and just prior to placing the sealing strips. The end of
each strip shall be spliced to the next strip with a 1 inch overlap; the
overlap shall be pressed firmy to release trapped air. During damp or
cold conditions the joint surface shall be flashed with a safe, direct
flame to warm and dry the surface adequately; the sealing strips shall be
di pped in warmwater to soften the material to achi eve maxi num bond to the
concrete surface.

3.3 CONSTRUCTI ON JO NTS
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Construction joints are specified in Section 03300 CAST-| N PLACE STRUCTURAL
CONCRETE except that construction joints coinciding with expansi on and
contraction joints shall be treated as expansion or contraction joints as
appl i cabl e.

-- End of Section --
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UFGS- 03200A ( Sept enber 1997)
SECTI ON 03200A

CONCRETE REI NFORCEMENT
09/ 97

PART 1 GENERAL
1.1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.

ACl | NTERNATI ONAL (ACl)

ACl 318/ 318R (1995) Building Code Requirenents for
Structural Concrete and Commentary

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 82 (1997a) Steel Wre, Plain, for Concrete
Rei nf or cenent

ASTM A 184/ A 184M (1996) Fabricated Deforned Steel Bar Mats
for Concrete Reinforcenment

ASTM A 185 (1997) Steel Welded Wre Fabric, Plain,
for Concrete Reinforcenment

ASTM A 615/ A 615M (1996a) Deformed and Plain Billet-Steel
Bars for Concrete Reinforcenent

ASTM A 675/ A 675M (1990a; R 1995el) Steel Bars, Carbon,
Hot - Wought, Special Quality, Mechani cal
Properties

CONCRETE REI NFORCI NG STEEL | NSTI TUTE (CRSI)
CRSI MsP-1 (1996) Manual of Standard Practice
1.2 SUBM TTALS

CGovernment approval is required for submttals with a "G' designation;

submttals not having a "G' designation are for infornmation only. Wen

used, a designation following the "G' designation identifies the office

that will review the submittal for the Governnent. The follow ng shall be

submtted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs
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1.

1.

Rei nf orcenment; G
Detail drawi ngs showi ng reinforcing steel placenent, schedul es,
si zes, grades, and splicing and bending details. Draw ngs shall
show support details including types, sizes and spacing.
SD-07 Certificates
Reinforcing Steel; G
Certified copies of mll reports attesting that the reinforcing
steel furnished contains no | ess than 25 percent recycled scrap
steel and neets the requirenents specified herein, prior to the
installation of reinforcing steel.
3 OM TTED
4 DELI VERY AND STORAGE

Rei nf orcement and accessories shall be stored off the ground on platforns,
ski ds, or other supports.

PART 2 PRODUCTS

2.

1 DOVELS

Dowel s shall conformto ASTM A 675/ A 675M G ade 80.

.2 FABRI CATED BAR MATS

Fabri cated bar mats shall conformto ASTM A 184/ A 184M

.3 REI NFORCI NG STEEL

Rei nforcing steel shall be deforned bars conform ng to ASTM A 615/ A 615M
grades and sizes as indicated. Cold drawn wire used for spiral
rei nforcement shall conformto ASTM A 82.

.4  WELDED WRE FABRI C

Wel ded wire fabric shall conformto ASTM A 185

.5 WRE TIES

Wre ties shall be 16 gauge or heavi er black anneal ed steel wire.

.6 SUPPORTS

Bar supports for forned surfaces shall be designed and fabricated in
accordance with CRSI MSP-1 and shall be steel or precast concrete bl ocks.
Precast concrete bl ocks shall have wire ties and shall be not |less than 4
i nches square when supporting reinforcenent on ground. Precast concrete
bl ock shall have conpressive strength equal to that of the surroundi ng
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concrete. \Where concrete forned surfaces will be exposed to weather or
where surfaces are to be painted, steel supports within 1/2 inch of
concrete surface shall be gal vani zed, plastic protected or of stainless
steel. Concrete supports used in concrete exposed to view shall have the
sanme color and texture as the finish surface. For slabs on grade, supports
shal | be precast concrete blocks, plastic coated steel fabricated with
bearing plates, or specifically designed wire-fabric supports fabricated of
pl astic.

PART 3 EXECUTI ON

3.

3.

1 REI NFORCEMENT

Rei nf orcenment shall be fabricated to shapes and di nensi ons shown and shal
conformto the requirenents of ACI 318/ 318R Rei nf orcenment shall be cold
bent unl ess ot herwi se authorized. Bending may be acconplished in the field
or at the mill. Bars shall not be bent after enbednent in concrete.

Safety caps shall be placed on all exposed ends of vertical concrete

rei nforcement bars that pose a danger to |life safety. Wre tie ends shal

face away fromthe forns.

1.1 Pl acenent

Rei nforcement shall be free fromloose rust and scale, dirt, oil, or other
del eterious coating that could reduce bond with the concrete.

Rei nforcenment shall be placed in accordance with ACI 318/ 318R at | ocations
shown plus or nminus one bar dianeter. Rei nf orcerment shall not be

conti nuous through expansion joints and shall be as indicated through
construction or contraction joints. Concrete coverage shall be as

i ndicated or as required by ACl 318/ 318R If bars are noved nore than one
bar dianeter to avoid interference with other reinforcenent, conduits or
enbedded itens, the resulting arrangenent of bars, including additiona
bars required to nmeet structural requirenents, shall be approved before
concrete is placed.

. 1.2 Splicing

Splices of reinforcenent shall conformto ACI 318/ 318R and shall be nmde
only as required or indicated. Splicing shall be by |apping or by
nmechani cal butt connection; except that lap splices shall not be used for
bars larger than No. 11 unless otherw se indicated. Lapped bars shall be
placed in contact and securely tied or spaced transversely apart to permt
t he embednent of the entire surface of each bar in concrete. Lapped bars
shal | not be spaced farther apart than one-fifth the required |l ength of lap
or 6 inches. Mechanical butt splices shall be in accordance with the
recomendati on of the manufacturer of the nmechanical splicing device. Butt
splices shall develop 125 percent of the specified mnimumyield tensile
strength of the spliced bars or of the snaller bar in transition splices.
Bars shall be flanme dried before butt splicing. Adequate jigs and cl anps
or other devices shall be provided to support, align, and hold the

| ongi tudinal centerline of the bars to be butt spliced in a straight line.

2 WELDED- W RE FABRI C PLACEMENT

SECTI ON 03200a Page 4



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

Wel ded-wire fabric shall be placed in slabs as indicated. Fabric placed in
sl abs on grade shall be continuous between expansi on, construction, and
contraction joints. Fabric placenent at joints shall be as indicated.

Lap splices shall be nmade in such a way that the overl apped area equals the
di stance between the outernpbst crosswires plus 2 inches. Laps shall be
staggered to avoid continuous laps in either direction. Fabric shall be
wired or clipped together at laps at intervals not to exceed 4 feet.

Fabric shall be positioned by the use of supports.

3.3 DOWEL | NSTALLATI ON
Dowel s shall be installed in slabs on grade at |ocations indicated and at
right angles to joint being doweled. Dowels shall be accurately positioned
and aligned parallel to the finished concrete surface before concrete
pl acenent. Dowels shall be rigidly supported during concrete placenent.
One end of dowels shall be coated with a bond breaker

-- End of Section --
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UFGS- 03300 (Novenber 2001)
SECTI ON 03300

CAST- | N- PLACE STRUCTURAL CONCRETE
11/01

PART 1 GENERAL

1.

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.

ACl | NTERNATI ONAL (ACl)

ACl 117/ 117R (1990; Errata) Standard Tol erances for
Concrete Construction and Materials

ACl 211.1 (1991) Standard Practice for Selecting
Proportions for Normal, Heavyweight, and
Mass Concrete

ACl 214. 3R (1988; R 1997) Sinmplified Version of the
Recommended Practice for Eval uation of
Strength Test Results of Concrete

ACl 305R (1999) Hot Weat her Concreting

ACl 318/ 318R (1999) Buil ding Code Requirenents for
Structural Concrete and Comment ary

AMERI CAN ASSOCI ATI ON OF STATE HI GHVAY AND TRANSPORTATI ON OFFI CI ALS
( AASHTO)

AASHTO M 182 (1991; R 1996) Burlap Cloth Made from Jute
or Kenaf

AVERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM C 1059 (1999) Latex Agents for Bonding Fresh to
Har dened Concrete

ASTM C 1064/ C 1064M (1999) Tenperature of Freshly M xed
Portl and Cenment Concrete

ASTM C 1077 (1998) Laboratories Testing Concrete and
Concrete Aggregates for Use in
Construction and Criteria for Laboratory
Eval uati on

ASTM C 1107 (1999) Packaged Dry, Hydraulic-Cenent
Grout (Nonshr i nk)

ASTM C 136 (1996a) Sieve Analysis of Fine and Coarse
Aggr egat es
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937
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(2000) Slunp of Hydraulic Cenent Concrete
(1999a) Portl and Cenent

(1997a) Sheet Materials for Curing Concrete
(1999) Sampling Freshly M xed Concrete

(2000) Making and Curing Concrete Test
Speci mens in the Laboratory

(1997el) Air Content of Freshly M xed
Concrete by the Pressure Method

(2000) Air-Entraining Adm xtures for
Concrete

(1998a) Liquid Menbrane- Forni ng Conpounds
for Curing Concrete

(2000e1) Making and Curing Concrete Test
Specinmens in the Field

(1999ael) Concrete Aggregates

(2001) Compressive Strength of Cylindrica
Concrete Speci nens

(1999) (Obtaining and Testing Drilled Cores
and Sawed Beans of Concrete

(1999ael) Chenical Adm xtures for Concrete

(2000) Coal Fly Ash and Raw or Cal ci ned
Nat ural Pozzol an for Use as a M neral
Adm xture in Concrete

(1994) Flexural Strength of Concrete
(Using Sinple Beam Wt h Third-Point
Loadi ng)

(1999) Epoxy- Resi n-Base Bondi ng Systens
for Concrete

(1997) Gout Fluidifier for
Pr epl aced- Aggregate Concrete

(2000e2) Ready-M xed Concrete

(1998a) Expansi on and Bl eedi ng of Freshly
M xed Grouts for Preplaced-Aggregate
Concrete in the Laboratory

(1999) Preforned Expansion Joint Filler
for Concrete Paving and Structural
Construction (Nonextruding and Resilient
Bi t um nous Types)

(1987; R 1997) Sanpling Aggregates
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ASTM E 1155 (1996) Determ ning Floor Flatness and
Level ness Using the F-Number System

ASTM E 96 (2000) water Vapor Transm ssion of
Material s

NATI ONAL READY- M XED CONCRETE ASSOCI ATI ON ( NRMCA)

NRMCA QC 3 (1984) Quality Control Manual: Section 3,
Pl ant Certifications Checklist:
Certification of Ready M xed Concrete
Production Facilities

NRMCA TWMMVB 100 (1994) Truck M xer Agitator and Front
Di scharge Concrete Carrier Standards

U S. ARW CORPS OF ENG NEERS (USACE)

CCE CRD-C 104 (1980) Method of Cal culation of the
Fi neness Mbdul us of Aggregate

CCE CRD-C 400 (1963) Requirenments for Water for Use in
M xi ng or Curing Concrete

CCE CRD-C 521 (1981) Standard Test Method for Frequency
and Amplitude of Vibrators for Concrete

CCE CRD-C 540 (1971; R 1981) Standard Specification for
Nonbi t um nous Inserts for Contraction
Joints in Portland Cenent Concrete
Airfield Pavenents, Sawable Type

CCE CRD-C 94 (1995) Surface Retarders

1.2 OM TTED
1.3 LUVP SUM CONTRACT

Under this type of contract concrete items will be paid for by |unp sum and
wi Il not be neasured. The work covered by these itens consists of
furnishing all concrete materials, reinforcenent, mscellaneous enbedded
materials, and equi pnent, and performing all |abor for the formng

manuf acture, transporting, placing, finishing, curing, and protection of
concrete in these structures.

1.4 SUBM TTALS
CGovernment approval is required for submittals with a "G' designation;
submttals not having a "G' designation are for information only. Wen
used, a designation following the "G' designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
submitted in accordance with Section 01330 SUBM TTAL PROCEDURES:
SD- 03 Product Data

M xture Proportions; G
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The results of trial mxture design studies along with a
statenment giving the maxi mum nomi nal coarse aggregate size and the
proportions of ingredients that will be used in the manufacture of
each strength or class of concrete, at |east 14 days prior to
conmenci ng concrete placing operations. Aggregate wei ghts shal
be based on the saturated surface dry condition. The statenent
shal | be acconpanied by test results froman approved i ndependent
conmercial testing |laboratory, showi ng that m xture design studies
have been nade with materials proposed for the project and that
the proportions selected will produce concrete of the qualities
i ndicated. No substitutions shall be made in the materials used
in the mxture design studies without additional tests to show
that the quality of the concrete is satisfactory.

SD-06 Test Reports
Testing and Inspection for Contractor Quality Control; G

Certified copies of laboratory test reports, including mll
tests and all other test data, for portland cenent, bl ended
cenent, pozzol an, ground granul ated bl ast furnace slag, silica
fume, aggregate, adm xtures, and curing conpound proposed for use
on this project.

1.5 QUALI FI CATI ONS

Contractor Quality Control personnel assigned to concrete construction
shal | be American Concrete Institute (AClI) Certified Wirkmen in one of the
foll owi ng grades or shall have witten evidence of having conpleted sinlar
qgual i fication prograns:

Concrete Field Testing Technician, G ade |
Concrete Laboratory Testing Technician, Gade |I or Il
Concrete Construction Inspector, Level |

Concrete Transportati on Construction |Inspector or

Rei nf orced Concrete Special Inspector, Jointly certified by American
Concrete Institute (ACl), Building Oficial and Code Administrators
International (BOCA), International Conference of Building Oficials (I1CBO,
and Sout hern Buil di ng Code Congress International (SBCC).

The foreman or |ead journeynan of the flatwork finishing crew shall have
simlar qualification for ACl Concrete Flatwork Technician/ Fini sher or
equal, with witten docunentation

1.6 OM TTED

1.7 OM TTED

1.8 GENERAL REQUI REMENTS

1.8.1 Tol er ances
Except as otherw se specified herein, tolerances for concrete batching,
m xture properties, and construction as well as definition of terns and
application practices shall be in accordance with ACl 117/117R Level and

grade tol erance neasurenents of slabs shall be nmade as soon as possible
after finishing; when forns or shoring are used, the neasurenents shall be
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made prior to renoval .
1.8.1.1 Fl oors

For the purpose of this Section the followi ng term nology correl ation
between ACI 117/ 117R and this Section shall apply:

Floor Profile Quality

Classification From ACl 117/ 117R Thi s Section
Conventional Bullfl oated Sane

Conventi onal Straight edged Sane

Fl at Fl oat Finish or Trowel Finish
Very Fl at Sane. Use only with F-system

Level ness tol erance shall not apply where design requires floors to be
sloped to drains or sloped for other reasons.

1.8.1.2 Fl oors by the F-Nunber System

The flatness and | evel ness of floors shall be carefully controlled and the
tol erances shall be measured by the F-Nunber system of Paragraph 4.5.6 and
4.5.6.1 of ACI 117/117R  The Contractor shall furnish an approved fl oor
profil ograph or other equi pnent capabl e of nmeasuring the floor flatness
(FF) nunber and the floor |evelness (FL) nunber in accordance with ASTM E
1155. The Contractor shall performthe tol erance neasurenents within 72
hours after floor slab construction while being observed by the Contracting
Oficer. The tolerances of surfaces beyond the limts of ASTM E 1155 (the
areas within 24 inches of enbednments and construction joints) shall be
acceptable to the Contracting Oficer. Tol erances of the follow ng areas
shall neet the requirenents for the listed surfaces as specified in

par agraphs 4.5.6 and 4.5.6.1 of ACl 117/117R

Trowel Fini sh- Areas Al |l Sl abs

1.8.1.3 Fl oors by the Straightedge System
The flatness of the floors shall be carefully controlled and the tol erances
shal | be neasured by the strai ghtedge system as specified in paragraph
4.5.7 of ACI 117/ 117R, using a 10 foot straightedge, within 72 hours after
floor slab installation and before shores and/or fornms are renmoved. The
listed tol erances shall be nmet at any and every |l ocation at which the
st rai ght edge can be pl aced.
Float Finish Al Areas

1.8.2 Strength Requirements and w/ c Ratio

1.8.2.1 Strength Requirenents
Speci fied conpressive strength (f'c) shall be as foll ows:

COWPRESSI VE STRENGTH STRUCTURE OR PORTI ON OF STRUCTURE
4000 psi at 28 days Sl abs on Grades, Topping Slabs, and

Ret ai ning Walls
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COVPRESSI VE STRENGTH STRUCTURE OR PORTI ON OF STRUCTURE
3000 psi at 28 days All O her Concrete
Concrete sl abs on-grade shall have a 28-day flexural strength of 650 psi.

Concrete
equal to
portl and

made with high-early strength cenment shall have a 7-day strength
the specified 28-day strength for concrete nade with Type | or |
cenent. Conpressive strength shall be determ ned in accordance

with ASTM C 39/C 39M  Fl exural strength shall be determ ned in accordance
with ASTM C 78.

a.

Eval uati on of Concrete Conpressive Strength. Conpressive strength
specimens (6 by 12 inch cylinders) shall be fabricated by the
Contractor and | aboratory cured in accordance with ASTM C 31/ C 31M
and tested in accordance with ASTM C 39/C 39M The strength of
the concrete will be considered satisfactory so long as the
average of all sets of three consecutive test results equals or
exceeds the specified conpressive strength f'c and no individua
test result falls bel ow the specified strength f'c by nore than
500 psi. A "test" is defined as the average of two conpani on
cylinders, or if only one cylinder is tested, the results of the
single cylinder test. Additional analysis or testing, including
taking cores and/or |oad tests may be required at the Contractor's
expense when the strength of the concrete in the structure is
consi dered potentially deficient.

I nvestigation of Low Strength Conpressive Test Results. \Wen any
strength test of standard-cured test cylinders falls bel ow the
specified strength requirement by nmore than 500 psi or if tests of
field-cured cylinders indicate deficiencies in protection and
curing, steps shall be taken to assure that the | oad-carrying
capacity of the structure is not jeopardized. Wen the strength
of concrete in place is considered potentially deficient, cores
shal | be obtained and tested in accordance with ASTM C 42/ C 42M

At least three representative cores shall be taken from each
nmenber or area of concrete in place that is considered potentially

deficient. The location of cores will be determ ned by the
Contracting O ficer to least inpair the strength of the structure.
Concrete in the area represented by the core testing will be

consi dered adequate if the average strength of the cores is equa
to at | east 85 percent of the specified strength requirenent and
if no single core is less than 75 percent of the specified
strength requirenent. Non-destructive tests (tests other than
test cylinders or cores) shall not be used as a basis for
acceptance or rejection. The Contractor shall performthe coring
and repair the holes. Cores will be tested by the Government.

Load Tests. |If the core tests are inconclusive or inpractical to
obtain or if structural analysis does not confirmthe safety of
the structure, |oad tests may be directed by the Contracting

O ficer in accordance with the requirenents of ACI 318/ 318R
Concrete work evaluated by structural analysis or by results of a
| oad test as being understrength shall be corrected in a nanner
sati sfactory to the Contracting Officer. All investigations,
testing, load tests, and correction of deficiencies shall be
perfornmed by and at the expense of the Contractor and nust be
approved by the Contracting O ficer, except that if all concrete
is found to be in conpliance with the drawi ngs and specifications,
the cost of investigations, testing, and |oad tests will be at the
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expense of the Governnent.

d. Evaluation of Concrete Flexural Strength. Flexural strength
speci mens (beans) shall be fabricated by the Contractor and
| aboratory cured in accordance with ASTM C 31/C 31M and tested in
accordance with ASTM C 78. The strength of the concrete will be
consi dered sati sfactory so long as the average of all sets of
three consecutive test results equals or exceeds the specified
flexural strength and no individual test result falls bel ow the
specified flexural strength by nore than 50 psi. A "test" is
defined as the average of two conpani on beans. Additiona
anal ysis or testing, including taking cores and/or |oad tests nay
be required at the Contractor's expense when the strength of the
concrete in the slab is considered potentially deficient.

1.8.2.2 Wat er-Cenent Ratio

Maxi mum wat er-cenment ratio (wc) for nornmal weight concrete shall be as
fol | ows:

WATER- CEMENT RATI O BY WEI GHT STRUCTURE OR PORTI ON OF STRUCTURE

0. 45 Al Concrete

These w/ c's may cause hi gher strengths than that required above for
conpressive or flexural strength. The maximumw c required will be the
equi valent w c as determ ned by conversion fromthe weight ratio of water
to cement plus pozzol an, by the weight equival ency nethod as described in
ACl 211.1.

1.8.3 Ai r Entrai nnent

Except as otherw se specified for |ightweight concrete, all normal weight
concrete shall be air entrained to contain between 4 and 7 percent total
air, except that when the nom nal nmaxi num size coarse aggregate is 3/4 inch
or snaller it shall be between 4.5 and 7.5 percent. Concrete with

speci fied strength over 5000 psi may have 1.0 percent |less air than

speci fied above. Specified air content shall be attained at point of

pl acenent into the forms. Air content for normal weight concrete shall be
determ ned in accordance with ASTM C 231

1.8.4 Sl unp
Slunmp of the concrete, as delivered to the point of placenment into the

forms, shall be within the following limts. Slunmp shall be determ ned in
accordance with ASTM C 143/ C 143M

Sl unp
Structural El enent M ni mum Maxi mum

Wal I's, colums and beans 2 in. 4 in

Foundati on wal | s, substructure
wal I s, footings, slabs 1in. 3in

Any structural concrete approved
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Sl unp
Structural El enent M ni mum Maxi mum

for placenent by punping:
At punp 2.in. 6 in
At di scharge of |ine 1in. 4 in

1.8.5 Concrete Tenperature

The tenperature of the concrete as delivered shall not exceed 90 degrees F
When the anbient tenperature during placing is 40 degrees F or |ess, or
is expected to be at any tinme within 6 hours after placing, the tenperature

of the concrete as delivered shall be between 55 and 75 degrees F

1.8.6 Si ze of Coarse Aggregate

The | argest feasi ble nom nal maxi mum si ze aggregate (NVMSA) specified in

par agr aph AGGREGATES shal |l be used in each placerment. However, nom nal
maxi mum si ze of aggregate shall not exceed any of the follow ng: one-half
of the m ni mum cover for reinforcing bars, one-half of the m nimum cl ear
spaci ng between reinforcing bars, one-fifth of the narrowest dinension

bet ween sides of forns, or one-third of the thickness of slabs or toppings.

1.8.7 Speci al Properties and Products

Concrete may contain adm xtures other than air entraining agents, such as
wat er reducers, superplasticizers, or set retarding agents to provide
special properties to the concrete, if specified or approved. Any of these
materials to be used on the project shall be used in the m x design studies.

1.9 M XTURE PROPORTI ONS

Concrete shall be conposed of portland cenent, other cenentitious and
pozzol anic materials as specified, aggregates, water and adm xtures as
speci fi ed.

1.9.1 Proportioning Studies for Normal Weight Concrete

Trial design batches, nixture proportioning studies, and testing

requi renents for various classes and types of concrete specified shall be
the responsibility of the Contractor. Except as specified for flexura
strength concrete, m xture proportions shall be based on conpressive
strength as deternined by test specinmens fabricated in accordance with ASTM
C 192/ C 192M and tested in accordance with ASTM C 39/C 39M  Sanpl es of al
materials used in mxture proportioning studies shall be representative of
t hose proposed for use in the project and shall be acconpani ed by the
manuf acturer's or producer's test reports indicating conpliance with these
specifications. Trial mxtures having proportions, consistencies, and air
content suitable for the work shall be nmade based on net hodol ogy descri bed
in ACl 211.1, using at least three different water-cenent ratios for each
type of mxture, which will produce a range of strength enconpassi ng those
required for each class and type of concrete required on the project. The
maxi mum wat er-cenment rati os required in subparagraph Water-Cenent Ratio

will be the equivalent water-cenent ratio as deternm ned by conversion from
the weight ratio of water to cement plus pozzol an, by the weight
equi val ency nethod as described in ACl 211.1. If pozzolan is used in the

concrete m xture, the m ni mum pozzol an content shall be 15 percent by

SECTI ON 03300 Page 12 (Revised by Amendnent No. 0001)



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

wei ght of the total cenmentitious material, and the maxi num shall be 35
percent. Laboratory trial mixtures shall be designed for maxi num pernitted
slunp and air content. Separate sets of trial mxture studies shall be
made for each conbination of cenentitious materials and each conbination of
adm xtures proposed for use. No conbination of either shall be used unti
proven by such studies, except that, if approved in witing and ot herwi se
permtted by these specifications, an accelerator or a retarder may be used
wi t hout separate trial mxture study. Separate trial mxture studies shal
al so be made for concrete for any conveying or placing method proposed

whi ch requires special properties and for concrete to be placed in
unusual ly difficult placing |ocations. The tenperature of concrete in each
trial batch shall be reported. For each water-cenent ratio, at |east three
test cylinders for each test age shall be made and cured in accordance with
ASTM C 192/ C 192M They shall be tested at 7 and 28 days in accordance
with ASTM C 39/C 39M Fromthese test results, a curve shall be plotted
showi ng the rel ati onship between water-cenment ratio and strength for each
set of trial mx studies. In addition, a curve shall be plotted show ng
the rel ationship between 7 day and 28 day strengths. Each nixture shall be
designed to pronote easy and suitable concrete placenent, consolidation and
finishing, and to prevent segregation and excessive bl eedi ng.

1.9.2 Proportioning Studies for Flexural Strength Concrete

Trial design batches, nixture proportioning studies, and testing

requi renents shall conformto the requirenents specified in paragraph
Proportioning Studies for Normal Wight Concrete, except that proportions
shal | be based on flexural strength as determined by test specinens (beans)
fabricated in accordance with ASTM C 192/ C 192M and tested i n accordance
with ASTM C 78. Procedures given in ACI 211.1 shall be nodified as
necessary to accomvodate flexural strength.

1.9.3 Onitted
1.9.4 Average Conpressive Strength Required for M xtures

The m xture proportions selected during nixture design studi es shal
produce a required average conpressive strength (f'cr) exceeding the

speci fied conpressive strength (f'c) by the anpbunt indicated below. This
requi red average conpressive strength, f'cr, will not be a required
acceptance criteria during concrete production. However, whenever the

dai ly average conpressive strength at 28 days drops below f'cr during
concrete production, or daily average 7-day strength drops bel ow a strength
correlated with the 28-day f'cr, the mixture shall be adjusted, as
approved, to bring the daily average back up to f'cr. During production
the required f'cr shall be adjusted, as appropriate, based on the standard
devi ation being attained on the job

1.9.4.1 Conput ati ons from Test Records

Where a concrete production facility has test records, a standard devi ation
shal | be established in accordance with the applicable provisions of AC
214.3R.  Test records fromwhich a standard deviation is cal cul ated shal
represent materials, quality control procedures, and conditions simlar to
t hose expected; shall represent concrete produced to neet a specified
strength or strengths (f'c) within 1,000 psi of that specified for proposed
wor k; and shall consist of at |east 30 consecutive tests. A strength test
shal |l be the average of the strengths of two cylinders made fromthe sane
sanmpl e of concrete and tested at 28 days. Required average conpressive
strength f'cr used as the basis for selection of concrete proportions shal
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be the larger of the equations that follow using the standard deviation as
det er mi ned above:
f'ecr = f'c + 1.34S where units are in ps
f'ecr = f'c + 2.33S - 500 where units are in ps
Where S = standard devi ation
VWere a concrete production facility does not have test records neeting the
requi renents above but does have a record based on 15 to 29 consecutive
tests, a standard deviation shall be established as the product of the
cal cul at ed standard deviation and a nodification factor fromthe foll ow ng

t abl e:

MCDI FI CATI ON FACTOR

NUMBER OF TESTS FOR STANDARD DEVI ATI ON
15 1.16
20 1.08
25 1.03

30 or nore 1.00

1.9.4.2 Conput ati ons wi t hout Previous Test Records

When a concrete production facility does not have sufficient field strength
test records for calculation of the standard deviation, the required
average strength f'cr shall be deternined as foll ows:

a. |If the specified conpressive strength f'c is |l ess than 3,000 psi,
f'ecr = f'c + 1000 ps

b. |If the specified conpressive strength f'c is 3,000 to 5,000 psi,
f'er =f'c + 1,200 ps

c. |If the specified conpressive strength f'c is over 5,000 psi,
f'er =f'c + 1,400 ps

1.9.5 Average Flexural Strength Required for M xtures

The m xture proportions selected during m xture design studies for flexura
strength mixtures and the m xture used during concrete production shall be
designed and adjusted during concrete production as approved, except that

t he overdesign for average flexural strength shall sinply be 15 percent
greater than the specified flexural strength at all tines.

1.10 STORAGE OF MATERI ALS

Cenment and other cenmentitious materials shall be stored in weathertight
bui | di ngs, bins, or silos which will exclude npoisture and contam nants and
keep each nmaterial conpletely separated. Aggregate stockpiles shall be
arranged and used in a manner to avoi d excessive segregation and to prevent
contam nation with other naterials or with other sizes of aggregates.
Aggregate shall not be stored directly on ground unless a sacrificial |ayer
is left undisturbed. Reinforcing bars and accessories shall be stored
above the ground on platfornms, skids or other supports. Oher materials
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shall be stored in such a manner as to avoid contani nation and
deterioration. Adm xtures which have been in storage at the project site
for Ionger than 6 nonths or which have been subjected to freezing shall not
be used unless retested and proven to nmeet the specified requirenents.
Material s shall be capable of being accurately identified after bundles or
contai ners are opened.

1.11 GOVERNMENT ASSURANCE | NSPECTI ON AND TESTI NG

Day-to day inspection and testing shall be the responsibility of the
Contractor Quality Control (CQC) staff. However, representatives of the

Contracting Oficer can and will inspect construction as consi dered
appropriate and will nonitor operations of the Contractor's CQC staff.
CGovernnment inspection or testing will not relieve the Contractor of any of

his CQC responsibilities.
1.11.1 Material s

The Governnent will sanple and test aggregates, cenentitious naterials,
other materials, and concrete to deternmi ne conpliance with the
specifications as considered appropriate. The Contractor shall provide
facilities and | abor as may be necessary for procurenment of representative
test sanmples. Sanples of aggregates will be obtained at the point of
batching in accordance with ASTM D 75. Qher materials will be sanpled
fromstorage at the jobsite or fromother |ocations as considered
appropriate. Sanples may be placed in storage for later testing when
appropri ate.

1.11.2 Fresh Concrete

Fresh concrete will be sanpled as delivered in accordance with ASTM C 172
and tested in accordance with these specifications, as considered necessary.

1.11.3 Har dened Concrete

Tests on hardened concrete will be perfornmed by the Governnent when such
tests are considered necessary.

1.11.4 | nspecti on
Concrete operations nay be tested and inspected by the CGovernment as the
project progresses. Failure to detect defective work or nmaterial wll not

prevent rejection |ater when a defect is discovered nor will it obligate
the Governnent for final acceptance.

PART 2 PRODUCTS

2.1 CEMENTI TI QUS MATERI ALS
Cenentitious Materials shall be portland cenent, or portland cenent in
conbi nati on with pozzol an and shall conformto appropriate specifications
listed below. Use of cementitious materials in concrete which will have
surfaces exposed in the conmpleted structure shall be restricted so there is
no change in color, source, or type of cenentitious naterial

2.1.1 Portl and Cement
ASTM C 150, Type | with a maxi mum 15 percent anmount of trical ci um

al um nate, or Type I
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2.1.2 Onitted

2.1.3 Onmtted

*1

2.1. 4 Pozzolan (Fly Ash)
ASTM C 618, Cass Cwith the optional requirenents for nultiple factor
drying shrinkage, and uniformty from Tabl e 2A of ASTM C 618. |If pozzol an
is used, it shall never be less than 15 percent nor nore than 35 percent by
wei ght of the total cementitious material. The Contractor shall comply
wi t h EPA requir enent s—i-h—accordance—withSeection01670 RECYCLED / RECOVERED-
MATERFALS.

2.2  AGGREGATES
Aggregates shall conformto the foll ow ng.

2.2.1 Fi ne Aggregate

Fi ne aggregate shall conformto the quality and gradation requirenents of
ASTM C 33.

2.2.2 Coar se Aggregate

Coarse aggregate shall conformto ASTM C 33, Class 5S, size designation #
67.

2.3 CHEM CAL ADM XTURES
Chemical adm xtures, when required or pernitted, shall conformto the
appropriate specification |listed. Adm xtures shall be furnished in liquid
formand of suitable concentration for easy, accurate control of dispensing.

2.3.1 Ai r-Entraining Adm xture

ASTM C 260 and shall consistently entrain the air content in the specified
ranges under field conditions.

2.3.2 Accel erating Adm xture

ASTM C 494/ C 494M Type C or E, except that cal ciumchloride or adm xtures
contai ning cal ciumchloride shall not be used.

2.3.3 Wat er - Reduci ng or Retarding Admi xture

ASTM C 494/ C 494M Type A, B, or D, except that the 6-nmonth and 1-year
conpressive and flexural strength tests are waived.

2.3.4 Onritted

2.3.5 Surface Retarder
COE CRD- C 94.

2.3.6 Expandi ng Adm xture

Al umi num powder type expandi ng adm xture conform ng to ASTM C 937.
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2.4 CURI NG MATERI ALS
2.4.1 | mper vi ous- Sheet

| mpervi ous-sheet materials shall conformto ASTM C 171, type optional
except, that polyethyl ene sheet shall not be used.

2.4.2 Menbr ane- For mi ng Conpound

Menbr ane- Formi ng curing conpound shall conformto ASTM C 309, Type 1-D or
2, except that only a styrene acrylate or chlorinated rubber conmpound
neeting Class B requirenents shall be used for surfaces that are to be
painted or are to receive bitum nous roofing, or waterproofing, or floors
that are to receive adhesive applications of resilient flooring. The
curing conpound sel ected shall be conpatible with any subsequent paint,
roofing, waterproofing, or flooring specified. Nonpignented conpound shal
contain a fugitive dye, and shall have the reflective requirements in ASTM
C 309 wai ved

2.4.3 Burl ap and Cotton Mat

Burl ap and cotton mat used for curing shall conformto AASHTO M 182.
2.5 WATER

Water for mixing and curing shall be fresh, clean, potable, and free of

i njurious amounts of oil, acid, salt, or alkali, except that non-potable
water may be used if it neets the requirements of COE CRD C 400.

2.6 NONSHRI NK GROUT

Nonshrink grout shall conformto ASTM C 1107, G ade B, and shall be a
commercial formulation suitable for the proposed application

2.7 NONSLI P SURFACI NG MATERI AL

Nonslip surfacing naterial shall consist of 55 percent, mninmm alum num
oxi de or silicon-di oxi de abrasive ceranically bonded together to forma
honbgeneous material sufficiently porous to provide a good bond with
portland cement paste; or factory-graded enery aggregate consisting of not
| ess than 45 percent al um num oxi de and 25 percent ferric oxide. The
aggregate shall be well graded fromparticles retained on the No. 30 sieve
to particles passing the No. 8 sieve.

2.8 LATEX BONDI NG AGENT

Latex agents for bonding fresh to hardened concrete shall conformto ASTM C
1059.

2.9 EPOXY RESI N

Epoxy resins for use in repairs shall conformto ASTM C 881, Type V, G ade
2. Cass as appropriate to the existing anbi ent and surface tenperatures.

*
1
2.10 EMBEDDED | TEMS

Enbedded itenms shall be of the size and type indicated or as needed for the
application. Dovetail slots shall be gal vani zed steel. Hanhgersfor—
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CEHLINGS——I nserts for shelf angles and bolt hangers shall be of nalleable
iron or cast or wought steel

11 OM TTED

.12 OM TTED

.13 VAPCR BARRI ER

Vapor barrier shall be polyethylene sheeting with a mninumthickness of 6
mls or other equivalent material having a vapor perneance rating not
exceeding 0.5 perns as deternined in accordance with ASTM E 96.

.14 JO NT NMATERI ALS

.14.1 Joint Fillers, Sealers, and \Waterstops

Expansion joint fillers shall be preforned materials conformng to ASTM D
1751. WMaterials for waterstops shall be in accordance with Section 03150
EXPANSI ON JO NTS, CONTRACTI ON JO NTS, AND WATERSTOPS. Materials for and
sealing of joints shall conformto the requirenents of Section 07900 JO NT
SEALI NG

.14.2 Contraction Joints in Sl abs

Sawabl e type contraction joint inserts shall conformto COE CRD C 540

PART 3 EXECUTI ON

3.

3.

1 PREPARATI ON FOR PLACI NG

Bef ore commenci ng concrete placenent, the foll owi ng shall be perforned.
Surfaces to receive concrete shall be clean and free fromfrost, ice, mud,
and water. Fornms shall be in place, cleaned, coated, and adequately
supported, in accordance with Section 03100 STRUCTURAL CONCRETE FORMADRK
Rei nforcing steel shall be in place, cleaned, tied, and adequately
supported, in accordance with Section 03200 CONCRETE RElI NFORCEMENT.
Transporting and conveyi ng equi pnent shall be in-place, ready for use,

cl ean, and free of hardened concrete and foreign material. Equi pnment for
consol idating concrete shall be at the placing site and in proper working
order. Equi prent and material for curing and for protecting concrete from
weat her or nechani cal danage shall be at the placing site, in proper

wor ki ng condition and in sufficient anobunt for the entire placenent. When
hot, wi ndy conditions during concreting appear probable, equipnent and
material shall be at the placing site to provi de w ndbreaks, shading,

foggi ng, or other action to prevent plastic shrinkage cracking or other
damagi ng drying of the concrete.

1.1 Foundat i ons

.1.1.1 Concrete on Earth Foundati ons

Earth (subgrade, base, or subbase courses) surfaces upon which concrete is
to be placed shall be clean, danp, and free fromdebris, frost, ice, and
standing or running water. Prior to placenment of concrete, the foundation
shall be well drained and shall be satisfactorily graded and uniformy
conpact ed.

1.1.2 Preparati on of Rock
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Rock surfaces upon which concrete is to be placed shall be free fromoil
standi ng or running water, ice, nud, drunmy rock, coating, debris, and

| oose, sem detached or unsound fragments. Joints in rock shall be cleaned
to a satisfactory depth, as determ ned by the Contracting Officer, and to
firmrock on the sides. |Imediately before the concrete is placed, rock
surfaces shall be cleaned thoroughly by the use of air-water jets or

sandbl asting as specified below for Previously Placed Concrete. Rock
surfaces shall be kept continuously nmoist for at |east 24 hours i mediately
prior to placing concrete thereon. All horizontal and approxi mately

hori zontal surfaces shall be covered, inmediately before the concrete is
placed, with a |ayer of nortar proportioned simlar to that in the concrete
m xture. Concrete shall be placed before the nortar stiffens.

3.1.1.3 Excavated Surfaces in Lieu of Forns

Concrete for footings may be placed directly against the soil provided the
earth or rock has been carefully trinmred, is uniformand stable, and neets
t he conpaction requirenents of Section 02315 EXCAVATI ON, FILLI NG AND
BACKFI LLI NG FOR BUI LDI NGS. The concrete shall be placed wi thout becom ng
contam nated by | oose material, and the outline of the concrete shall be
within the specified tol erances.

3.1.2 Previously Placed Concrete

3.1.2.1 Oritted

3.1.2.2 Ornitted

3.1.2.3 Ontted

3.1.2.4 Onritted

3.1.2.5 Preparati on of Previously Placed Concrete

Concrete surfaces to which other concrete is to be bonded shall be abraded
in an approved nmanner that will expose sound aggregate uniformy w thout
damagi ng the concrete. Laitance and | oose particles shall be renoved.
Surfaces shall be thoroughly washed and shall be npist but w thout free
wat er when concrete is placed.

3.1.3 Vapor Barrier

Vapor barrier shall be provided beneath the interior on-grade concrete
floor slabs. The greatest wi dths and | engths practicable shall be used to
elimnate joints wherever possible. Joints shall be |apped a m ni mum of 12
i nches. Torn, punctured, or danaged vapor barrier material shall be
renoved and new vapor barrier shall be provided prior to placing concrete.
For mnor repairs, patches may be made using |laps of at |east 12 inches.
Lapped joints shall be seal ed and edges patched with pressure-sensitive
adhesive or tape not less than 2 inches wide and conpatible with the
menbrane. Vapor barrier shall be placed directly on underlying subgrade,
base course, or capillary water barrier, unless it consists of crushed
material or large granular material which could puncture the vapor barrier
In this case, the surface shall be choked with a light |ayer of sand, as
approved, before placing the vapor barrier. A 2 inch |ayer of conpacted,
cl ean concrete sand (fine aggregate) shall be placed on top of the vapor
barrier before placing concrete. Concrete placenent shall be controlled so
as to prevent damage to the vapor barrier, or any covering sand.
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3.

3.

3.

3.

1.4 Ontted
1.5 Enbedded |tens

Bef ore pl acement of concrete, care shall be taken to determ ne that al
enbedded itens are firmy and securely fastened in place as indicated on
the drawi ngs, or required. Conduit and other enbedded itens shall be clean
and free of oil and other foreign matter such as | oose coatings or rust,

pai nt, and scale. The enbeddi ng of wood in concrete will be permtted only
when specifically authorized or directed. Voids in sleeves, inserts, and
anchor slots shall be filled tenporarily with readily renovable naterials
to prevent the entry of concrete into voids. Welding shall not be
perfornmed on enbedded nmetals within 1 feet of the surface of the concrete.
Tack wel di ng shall not be perforned on or to enbedded itens.

.2 CONCRETE PRODUCTI ON

2.1 Bat chi ng, M xing, and Transporting Concrete

Concrete shall be furnished froma ready-ni xed concrete plant. Ready-mn xed
concrete shall be batched, m xed, and transported in accordance with ASTM C
94/ C 94M except as otherw se specified. Truck mxers, agitators, and
nonagitating transporting units shall conply with NRMCA TMVB 100.

Ready-mi x plant equi pment and facilities shall be certified in accordance
with NRMCA QC 3. Approved batch tickets shall be furnished for each | oad
of ready-m xed concrete. Site-m xed concrete shall conformto the
fol |l owi ng subparagr aphs.

.2.1.1 Onitted
.2.1.2 Onitted
.2.1.3 Ornitted
.2.1.4 Onitted
.2.1.5 Onitted
.2.1.6 Ornitted
.2.1.7 Onitted

.2.1.8 Truck M xers

Truck m xers, the mxing of concrete therein, and concrete uniformty shal
conformto the requirenents of ASTM C 94/C 94M A truck m xer may be used
either for conplete nixing (transit-mxed) or to finish the partial mxing
done in a stationary mixer (shrink-mxed). Each truck shall be equipped
with two counters fromwhich it is possible to determ ne the nunber of
revol utions at m xing speed and the nunmber of revolutions at agitating
speed. Water shall not be added at the placing site unless specifically
approved; and in no case shall it exceed the specified wc. Any such water
shal |l be injected at the base of the m xer, not at the discharge end.

3 OM TTED

4 OM TTED
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3.5 OMTTED
3.6  TRANSPORTI NG CONCRETE TO PRQJECT SI TE

Concrete shall be transported to the placing site in truck m xers.
3.7  CONVEYI NG CONCRETE ON SI TE

Concrete shall be conveyed from m xer or transporting unit to forns as
rapidly as possible and within the time interval specified by nethods which
wi Il prevent segregation or |loss of ingredients using follow ng equi prent.
Conveyi ng equi pnent shall be cl eaned before each pl acenent.

3.7.1 Bucket s

The interior hopper slope shall be not |ess than 58 degrees fromthe

hori zontal, the m ni num di nensi on of the clear gate opening shall be at

| east 5 tines the nom nal naxi mum size aggregate, and the area of the gate
openi ng shall not be |l ess than 2 square feet. The naxi mum di nensi on of the
gat e openi ng shall not be greater than twi ce the ninimum di nension. The
bucket gates shall be essentially grout tight when closed and nay be
manual |y, pneumatically, or hydraulically operated except that buckets

| arger than 2 cubic yards shall not be manually operated. The design of

t he bucket shall provide nmeans for positive regulation of the ampbunt and
rate of deposit of concrete in each dunping position

3.7.2 Transfer Hoppers

Concrete may be charged into nonagitating hoppers for transfer to other
conveyi ng devi ces. Transfer hoppers shall be capable of receiving concrete
directly fromdelivery vehicles and shall have conical -shaped di scharge
features. The transfer hopper shall be equipped with a hydraulically
operated gate and with a neans of external vibration to effect conplete

di scharge. Concrete shall not be held in nonagitating transfer hoppers
nore than 30 ninutes.

3.7.3 Trucks

Truck m xers operating at agitating speed or truck agitators used for
transporting plant-m xed concrete shall conformto the requirements of ASTM
C 94/C 94M Nonagi tating equi prent shall be used only for transporting

pl ant - mi xed concrete over a snooth road and when the hauling time is |ess
than 15 mnutes. Bodies of nonagitating equi pmrent shall be snooth,

wat ertight, netal containers specifically designed to transport concrete,
shaped with rounded corners to mninize segregation, and equi pped with
gates that will permt positive control of the discharge of the concrete.

3.7.4 Chutes
When concrete can be placed directly froma truck m xer, agitator, or
nonagi tati ng equi pnent, the chutes normally attached to this equi prment by
t he manufacturer may be used. A discharge deflector shall be used when
required by the Contracting Officer. Separate chutes and other simlar
equi pnmrent will not be pernitted for conveying concrete.

3.7.5 Belt Conveyors
Belt conveyors shall be designed and operated to assure a uniformfl ow of
concrete frommxer to final place of deposit w thout segregation of
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ingredients or loss of nortar and shall be provided with positive neans,

such as discharge baffle or hopper , for preventing segregation of the

concrete at the transfer points and the point of placing. Belt conveyors

shal | be constructed such that the idler spacing shall not exceed 36 inches.
The belt speed shall be a mninum of 300 feet per mnute and a maxi mum of

750 feet per minute. |If concrete is to be placed through installed

hori zontal or sloping reinforcing bars, the conveyor shall discharge

concrete into a pipe or elephant truck that is |ong enough to extend

t hrough the reinforcing bars.

3.7.6 Concrete Punps

Concrete may be conveyed by positive displacenment punp when approved. The
punpi ng equi pnent shall be piston or squeeze pressure type; pneumatic

pl aci ng equi pnent shall not be used. The pipeline shall be rigid stee

pi pe or heavy-duty flexible hose. The inside dianeter of the pipe shall be
at least 3 times the nom nal maxi num size coarse aggregate in the concrete
m xture to be punped but not |ess than 4 inches. Al unmi num pi pe shall not
be used.

3.8 PLACI NG CONCRETE

M xed concrete shall be discharged within 1-1/2 hours or before the m xer
drum has revol ved 300 revol utions, whichever cones first after the

i ntroduction of the mxing water to the cenent and aggregates. Wen the
concrete tenmperature exceeds 85 degrees F, the tinme shall be reduced to 45
m nutes. Concrete shall be placed within 15 minutes after it has been

di scharged fromthe transporting unit. Concrete shall be handled from

m xer or transporting unit to fornms in a continuous manner until the
approved unit of operation is conpleted. Adequate scaffolding, ranps and
wal kways shal |l be provided so that personnel and equi pnment are not
supported by in-place reinforcenent. Placing will not be pernitted when
the sun, heat, wind, or limtations of facilities furnished by the
Contractor prevent proper consolidation, finishing and curing. Sufficient
pl aci ng capacity shall be provided so that concrete can be kept free of
cold joints.

3.8.1 Depositing Concrete

Concrete shall be deposited as close as possible to its final position in
the forms, and there shall be no vertical drop greater than 5 feet except
where suitable equipnment is provided to prevent segregati on and where
specifically authorized. Depositing of the concrete shall be so regul ated
that it will be effectively consolidated in horizontal |ayers not nore than
12 inches thick, except that all slabs shall be placed in a single |ayer.
Concrete to receive other construction shall be screeded to the proper

I evel . Concrete shall be deposited continuously in one layer or in layers
so that fresh concrete is deposited on in-place concrete that is stil
plastic. Fresh concrete shall not be deposited on concrete that has
hardened sufficiently to cause formati on of seans or planes of weakness
within the section. Concrete that has surface dried, partially hardened,
or contains foreign material shall not be used. Wen tenporary spreaders
are used in the forms, the spreaders shall be renoved as their service
becomes unnecessary. Concrete shall not be placed in slabs over colums
and wall's until concrete in colums and walls has been in-place at |east
two hours or until the concrete begins to lose its plasticity. Concrete
for beams, girders, brackets, colum capitals, haunches, and drop panels
shal |l be placed at the same tine as concrete for adjoining slabs.

SECTI ON 03300 Page 22 (Revised by Amendnent No. 0001)



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

3.

8.2 Consol i dati on

| mredi ately after placing, each |ayer of concrete shall be consolidated by
internal vibrators, except for slabs 4 inches thick or Iess. The vibrators
shall at all times be adequate in effectiveness and nunber to properly
consolidate the concrete; a spare vibrator shall be kept at the jobsite
during all concrete placing operations. The vibrators shall have a
frequency of not less than 10,000 vibrations per minute, an anplitude of at
| east 0.025 inch, and the head di aneter shall be appropriate for the
structural nenmber and the concrete m xture being placed. Vibrators shal
be inserted vertically at uniform spacing over the area of placenment. The
di stance between insertions shall be approximately 1-1/2 tines the radius
of action of the vibrator so that the area being vibrated will overlap the
adj acent just-vibrated area by a reasonable amount. The vibrator shal
penetrate rapidly to the bottomof the layer and at least 6 inches into the
preceding layer if there is such. Vibrator shall be held stationary unti
the concrete is consolidated and then vertically withdrawn slowWy while
operating. Formyvibrators shall not be used unless specifically approved
and unless forns are constructed to withstand their use. Vibrators shal
not be used to nove concrete within the forms. Slabs 4 inches and less in
t hi ckness shall be consolidated by properly designed vibrating screeds or
ot her approved technique. Excessive vibration of |ightweight concrete
resulting in segration or flotation of coarse aggregate shall be prevented.
Frequency and anplitude of vibrators shall be determ ned in accordance
with COE CRD-C 521. Gate tanpers ("jitterbugs") shall not be used

.8.3 Col d Weat her Requi renents

Speci al protection nmeasures, approved by the Contracting Oficer, shall be
used if freezing tenperatures are anticipated before the expiration of the
specified curing period. The anbient tenperature of the air where concrete
is to be placed and the tenperature of surfaces to receive concrete shal

be not |ess than 40 degrees F. The tenperature of the concrete when pl aced
shall be not less than 50 degrees F nor nore than 75 degrees F. Heating of
the m xi ng water or aggregates will be required to regulate the concrete

pl acing tenperature. Materials entering the nmixer shall be free fromice,
snow, or frozen lunps. Salt, chemicals or other materials shall not be

i ncorporated in the concrete to prevent freezing. Upon witten approval,
an accel erating adm xture conform ng to ASTM C 494/ C 494M Type C or E may
be used, provided it contains no calciumchloride. Calciumchloride shal
not be used.

.8.4 Hot Weat her Requirenents

VWhen the anmbient tenperature during concrete placing is expected to exceed
85 degrees F, the concrete shall be placed and finished with procedures
previously submitted and as specified herein. The concrete tenperature at
time of delivery to the forns shall not exceed the tenperature shown in the
tabl e bel ow when neasured in accordance with ASTM C 1064/ C 1064M  Cool i ng
of the mixing water or aggregates or placing concrete in the cooler part of
the day may be required to obtain an adequate placing tenperature. A
retarder may be used, as approved, to facilitate placing and finishing.
Steel forns and reinforcenents shall be cool ed as approved prior to
concrete placenent when steel tenperatures are greater than 120 degrees F
Conveyi ng and pl aci ng equi prent shall be cooled if necessary to maintain
proper concrete-placing tenperature.
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3.

Maxi mum Al | owabl e Concrete Pl aci ng Tenperature

Rel ative Humi dity, Percent, Maxi mum Al | owabl e Concrete
During Tinme of Tenper ature
Concrete Pl acenent Degr ees
Greater than 60 90 F
40- 60 85 F
Less than 40 80 F

8.5 Prevention of Plastic Shrinkage Cracking

During hot weather with |l ow humidity, and particularly w th appreciable
wind, as well as interior placenents when space heaters produce |ow

hum dity, the Contractor shall be alert to the tendency for plastic
shrinkage cracks to devel op and shall institute neasures to prevent this.
Particular care shall be taken if plastic shrinkage cracking is potentially
i mm nent and especially if it has devel oped during a previous placenent.
Peri ods of high potential for plastic shrinkage cracking can be antici pated
by use of Fig. 2.1.5 of ACI 305R In addition the concrete placenent shal
be further protected by erecting shades and wi ndbreaks and by applying fog
sprays of water, sprinkling, ponding or wet covering. Plastic shrinkage
cracks that occur shall be filled by injection of epoxy resin as directed,
after the concrete hardens. Plastic shrinkage cracks shall never be
trowel ed over or filled with slurry.

.8.6 Ontted

. 8.7 Pl aci ng Concrete in Congested Areas

Speci al care shall be used to ensure conplete filling of the forns,
elimnation of all voids, and conplete consolidation of the concrete when
pl acing concrete in areas congested with reinforcing bars, enbedded itens,
wat er st ops and ot her tight spacing. An appropriate concrete m xture shal
be used, and the nomi nal maxi mrum size of aggregate (NVMSA) shall neet the
specified criteria when evaluated for the congested area. Vibrators with
heads of a size appropriate for the cl earances avail able shall be used, and
t he consolidation operation shall be closely supervised to ensure conplete
and thorough consolidation at all points. Were necessary, splices of
reinforcing bars shall be alternated to reduce congestion. Were two nats
of closely spaced reinforcing are required, the bars in each mat shall be
pl aced in matching alignment to reduce congestion. Reinforcing bars may be
temporarily crowded to one side during concrete placenent provided they are
returned to exact required |l ocation before concrete placenent and
consol i dati on are conpl et ed.

.9 JANTS

Joints shall be |located and constructed as indicated or approved. Joints
not indicated on the drawi ngs shall be | ocated and constructed to mninze
the inmpact on the strength of the structure. |n general, such joints shal
be | ocated near the middl e of the spans of supported sl abs, beans, and
girders unless a beamintersects a girder at this point, in which case the
joint in the girder shall be offset a distance equal to twi ce the wi dth of
the beam Joints in walls and columms shall be at the underside of floors,
sl abs, beans, or girders and at the tops of footings or floor slabs, unless
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ot herwi se approved. Joints shall be perpendicular to the main
reinforcement. Al reinforcenment shall be continued across joints; except
that reinforcenent or other fixed metal itenms shall not be continuous

t hrough expansion joints, or through construction or contraction joints in
sl abs on grade. Reinforcenment shall be 2 inches clear fromeach joint.
Except where otherw se indicated, construction joints between interior

sl abs on grade and vertical surfaces shall consist of 30 pound
asphalt-saturated felt, extending for the full depth of the slab. The
perimeters of the slabs shall be free of fins, rough edges, spalling, or
ot her unsightly appearance. Reservoir for sealant for construction and
contraction joints in slabs shall be fornmed to the di nensi ons shown on the
drawi ngs by renoving snap-out joint-formng inserts, by saw ng sawabl e
inserts, or by sawing to widen the top portion of sawed joints. Joints to
be seal ed shall be cleaned and seal ed as indicated and in accordance wth
Section 07900 JO NT SEALI NG

.9.1 Construction Joints

For concrete other than slabs on grade, construction joints shall be

| ocated so that the unit of operation does not exceed 100 feet. Concrete
shal | be placed continuously so that each unit is nonolithic in
construction. Fresh concrete shall not be placed agai nst adjacent hardened
concrete until it is at least 24 hours old. Construction joints shall be

| ocated as indicated or approved. Where concrete work is interrupted by
weat her, end of work shift or other sinmilar type of delay, |ocation and
type of construction joint shall be subject to approval of the Contracting
Oficer. Unless otherw se indicated and except for slabs on grade,
reinforcing steel shall extend through construction joints. Construction
joints in slabs on grade shall be keyed or dowel ed as shown. Concrete
colums, walls, or piers shall be in place at |east 2 hours, or until the
concrete begins to lose its plasticity, before placing concrete for beans,
girders, or slabs thereon. 1In walls having door or w ndow openings, lifts
shall terminate at the top and bottom of the opening. Oher lifts shal
term nate at such levels as to conformto structural requirenments or
architectural details. Where horizontal construction joints in walls or
colums are required, a strip of 1 inch square-edge |unber, bevelled and
oiled to facilitate renoval, shall be tacked to the inside of the forms at
the construction joint. Concrete shall be placed to a point 1 inch above

t he underside of the strip. The strip shall be renoved 1 hour after the
concrete has been placed, and any irregularities in the joint line shall be
| eveled off with a wood float, and all laitance shall be renmoved. Prior to
pl aci ng additional concrete, horizontal construction joints shall be
prepared as specified in paragraph Previously Placed Concrete.

.9.2 Contraction Joints in Slabs on G ade

Contraction joints shall be |ocated and detailed as shown on the draw ngs.
Contraction Joints shall be produced by form ng a weakened plane in the
concrete slab by sawing a continuous slot with a concrete saw. Regardl ess
of method used to produce the weakened plane, it shall be 1/4 the depth of
the slab thickness and between 1/8 and 3/16 inch wide. For sawcut joints,
cutting shall be timed properly with the set of the concrete. Cutting
shal |l be started as soon as the concrete has hardened sufficiently to
prevent ravelling of the edges of the saw cut. Cutting shall be conpleted
bef ore shrinkage stresses becone sufficient to produce cracking. Reservoir
for joint sealant shall be forned as previously specified.

9.3 Expansi on Joints
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Installati on of expansion joints and sealing of these joints shall conform
to the requirenents of Section 03150 EXPANSI ON JO NTS, CONTRACTI ON JO NTS,
AND WATERSTOPS and Section 07900 JO NT SEALI NG

3.9.4 WAt er st ops

Wat erstops shall be installed in confornmance with the locations and details
shown on the drawi ngs using materials and procedures specified in Section
03150 EXPANSI ON JO NTS, CONTRACTI ON JO NTS, AND WATERSTOPS

3.9.5 Dowel s and Tie Bars

Dowel s and tie bars shall be installed at the | ocations shown on the

drawi ngs and to the details shown, using naterials and procedures specified
in Section 03200 CONCRETE REI NFORCEMENT and herein. Conventional snooth
"pavi ng" dowels shall be installed in slabs using approved nethods to hold
the dowel in place during concreting within a maxi mum alignnment tol erance
of 1/8 inch in 12 inches. "Structural" type deforned bar dowels, or tie
bars, shall be installed to neet the specified tolerances. Care shall be
taken during placing adjacent to and around dowels and tie bars to ensure
there is no displacenment of the dowel or tie bar and that the concrete
conpl etely enbeds the dowel or tie bar and is thoroughly consolidated.

3.10 FI NI SH NG FORMED SURFACES

Forms, formmaterials, and formconstruction are specified in Section 03100
STRUCTURAL CONCRETE FORMAORK.  Fini shing of formed surfaces shall be as
specified herein. Unless another type of architectural or special finish
is specified, surfaces shall be left with the texture inparted by the forns
except that defective surfaces shall be repaired. Unless painting of
surfaces is required, uniformcolor of the concrete shall be naintai ned by
use of only one mxture w thout changes in materials or proportions for any
structure or portion of structure that requires a Cass A or B finish.
Except for mmjor defects, as defined hereinafter, surface defects shall be
repaired as specified herein within 24 hours after forns are renpved.
Repairs of the so-called "plaster-type" will not be permtted in any

| ocation. Tolerances of forned surfaces shall conformto the requirenents
of ACI 117/117R. These tol erances apply to the finished concrete surface,
not to the fornms thenselves; forms shall be set true to line and grade.
Formtie holes requiring repair and other defects whose depth is at | east
as great as their surface dianmeter shall be repaired as specified in

par agr aph Danp- Pack Mdrtar Repair. Defects whose surface dianmeter is
greater than their depth shall be repaired as specified in paragraph Repair
of Major Defects. Repairs shall be finished flush with adjacent surfaces
and with the sane surface texture. The cenment used for all repairs shal

be a blend of job cenent with white cement proportioned so that the fina

color after curing and aging will be the sane as the adjacent concrete.
Concrete with excessive honeyconb, or other defects which affect the
strength of the nmenber, will be rejected. Repairs shall be denponstrated to

be acceptable and free fromcracks or |oose or drummy areas at the

conpl etion of the contract and, for Class A and B Finishes, shall be

i nconspi cuous. Repairs not neeting these requirenents will be rejected and
shal | be repl aced.

3.10.1 dass B Finish
Class B finish is required in the follow ng areas, all surfaces exposed to

view Fins, ravelings, and |l oose material shall be renoved, all surface
defects over 1/2 inch in dianeter or nore than 1/2 inch deep, shall be
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repai red and, except as otherw se indicated or as specified in Section 03100
STRUCTURAL CONCRETE FORMAORK, holes left by renpval of formties shall be
reamed and filled. Defects nore than 1/2 inch in dianmeter shall be cut

back to sound concrete, but in all cases at least 1 inch deep. The
Contractor shall prepare a sanple panel for approval (as specified in PART
1) before comencing repair, showi ng that the surface texture and col or
match will be attained. Metal tools shall not be used to finish repairs in
Cl ass A surfaces.

3.10.2 Class D Finish

Class Dfinish is required in the follow ng areas, all surfaces not exposed
to view Fins, ravelings, and |l oose material shall be renoved, and, except
as otherw se indicated or as specified in Section 03100 STRUCTURAL CONCRETE
FORMAORK, holes left by renpval of formties shall be reaned and fill ed.
Honeyconb and other defects nore than 1/2 inch deep or nore than 2 inches
in diameter shall be repaired. Defects nore than 2 inches in dianeter

shal | be cut back to sound concrete, but in all cases at least 1 inch deep

3.11 REPAI RS
3.11.1 Danp- Pack Mortar Repair

Formtie holes requiring repair and other defects whose depth is at | east
as great as their surface dianmeter but not over 4 inches shall be repaired
by the damp-pack nmortar nethod. Formtie holes shall be reamed and ot her
simlar defects shall be cut out to sound concrete. The void shall then be
t hor oughl y cl eaned, thoroughly wetted, brush-coated with a thin coat of

neat cenent grout and filled with nortar. Mortar shall be a stiff mx of 1
part portland cement to 2 parts fine aggregate passing the No. 16 nesh
sieve, and m ni rum anmount of water. Only sufficient water shall be used to
produce a nortar which, when used, will stick together on being nolded into
a ball by a slight pressure of the hands and will not exude water but wll

| eave the hands danp. Mrtar shall be nixed and allowed to stand for 30 to
45 mnutes before use with rem xing performed i mediately prior to use.
Mortar shall be thoroughly tanped in place in thin layers using a hanmer
and hardwood bl ock. Holes passing entirely through walls shall be
conpletely filled fromthe inside face by forcing nortar through to the
outside face. Al holes shall be packed full. Danmp-pack repairs shall be
nmoi st cured for at |east 48 hours.

3.11.2 Repair of Major Defects

Maj or defects will be considered to be those nore than 1/2 inch deep or

for Class A and B finishes, nmore than 1/2 inch in dianeter and, for Cass C
and D finishes, nore than 2 inches in dianeter. Also included are any
defects of any kind whose depth is over 4 inches or whose surface dianeter
is greater than their depth. Major defects shall be repaired as specified
bel ow.

3.11.2.1 Surface Application of Mdirtar Repair

Def ective concrete shall be removed, and renmoval shall extend into

conpl etely sound concrete. Approved equi prent and procedures which will

not cause cracking or mcrocracking of the sound concrete shall be used.

If reinforcenent is encountered, concrete shall be renpbved so as to expose
the reinforcement for at least 2 inches on all sides. All such defective
areas greater than 12 square inchesshall be outlined by saw cuts at least 1
inch deep. Defective areas |ess than 12 square inches shall be outlined by
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a linch deep cut with a core drill in lieu of sawing. Al saw cuts shal
be straight lines in a rectangular pattern in line with the formwork
panels. After concrete renoval, the surface shall be thoroughly cleaned by
hi gh pressure washing to renove all |oose material. Surfaces shall be kept
continually saturated for the first 12 of the 24 hours i medi ately before
pl acing nortar and shall be danmp but not wet at the tinme of comencing
nortar placenment. The Contractor, at his option, may use either
hand- pl aced nmortar or nortar placed with a nortar gun. |f hand-pl aced
nortar is used, the edges of the cut shall be perpendicular to the surface
of the concrete. The prepared area shall be brush-coated with a thin coat
of neat cenment grout. The repair shall then be made using a stiff nortar
preshrunk by allowi ng the nmixed nortar to stand for 30 to 45 minutes and

then rem xed, thoroughly tanped into place in thin layers. |f hand-pl aced
nortar is used, the Contractor shall test each repair area for drunm ness
by firmtapping with a hammer and shall inspect for cracks, both in the

presence of the Contracting Officer's representative, inmediately before
conpl etion of the contract, and shall replace any show ng drumr ness or
cracking. |If nortar placed with a nortar gun is used, the gun shall be a
snal | conpressed air-operated gun to which the nortar is slowy hand fed
and which applies the nortar to the surface as a hi gh-pressure stream as

approved. Repairs made using shotcrete equiprment will not be accepted.
The nortar used shall be the sanme nortar as specified for danp-pack nortar
repair. |If gun-placed nortar is used, the edges of the cut shall be

bevel ed toward the center at a slope of 1:1. Al surface applied nortar
repairs shall be continuously noist cured for at |east 7 days. Mist
curing shall consist of several |ayers of saturated burlap applied to the
surface inmedi ately after placenment is conplete and covered with

pol yet hyl ene sheeting, all held closely in place by a sheet of plywod or
simlar material rigidly braced against it. Burlap shall be kept
continually wet.

3.11.2.2 Repair of Deep and Large Defects

Deep and |l arge defects will be those that are nore than 6 i nches deep and
al so have an average dianmeter at the surface nmore than 18 inches or that
are otherwise so identified by the Project Ofice. Such defects shall be
repaired as specified herein or directed, except that defects which affect
the strength of the structure shall not be repaired and that portion of the
structure shall be conmpletely renoved and replaced. Deep and |arge defects
shal | be repaired by procedures approved in advance including form ng and
pl aci ng speci al concrete using applied pressure during hardening.
Preparation of the repair area shall be as specified for surface

application of nortar. |In addition, the top edge (surface) of the repair
area shall be sloped at approximately 20 degrees fromthe horizontal
upward toward the side fromwhich concrete will be placed. The speci al

concrete shall be a concrete mxture with | ow water content and | ow sl unp,
and shall be allowed to age 30 to 60 minutes before use. Concrete

contai ning a specified expanding adm xture nay be used in lieu of the above
m xture; the paste portion of such concrete m xture shall be designed to
have an expansi on between 2.0 and 4.0 percent when tested in accordance
with ASTM C 940. A full width "chi mey" shall be provided at the top of
the formon the placing side to ensure filling to the top of the opening.

A pressure cap shall be used on the concrete in the chimey with

si mul taneous tightening and revibrating the formduring hardening to ensure
atight fit for the repair. The formshall be renoved after 24 hours and

i medi ately the chimey shall be carefully chi pped away to avoi d breaking
concrete out of the repair; the surface of the repair concrete shall be
dressed as required.

SECTI ON 03300 Page 28 (Revised by Amendnent No. 0001)



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

3.

3.

3.

11. 3 Resi nous and Latex Material Repair

In lieu of the portland cenent bonding coats specified above, an epoxy
resin or a |l atex bondi ng agent nay be used.

12 FI NI SH NG UNFORMED SURFACES

The finish of all unfornmed surfaces shall neet the requirenents of
par agraph Tol erances in PART 1, when tested as specified herein

12.1 Cener al

The anbi ent tenperature of spaces adjacent to unformed surfaces being
finished and of the base on which concrete will be placed shall be not |ess
than 50 degrees F. In hot weather all requirements of paragraphs Hot

Weat her Requirements and Prevention of Plastic Shrinkage Cracking shall be
met. Unformed surfaces that are not to be covered by additional concrete

or backfill shall have a float finish, with additional finishing as
speci fied bel ow, and shall be true to the el evation shown on the draw ngs.
Surfaces to receive additional concrete or backfill shall be brought to the

el evati on shown on the draw ngs, properly consolidated, and left true and
regul ar. Unl ess otherw se shown on the draw ngs, exterior surfaces shal
be sl oped for drainage, as directed. Where drains are provided, interior
floors shall be evenly sloped to the drains. Joints shall be carefully
made with a jointing or edging tool. The finished surfaces shall be
protected fromstains or abrasions. Gate tanpers or "jitterbugs" shal

not be used for any surfaces. The dusting of surfaces with dry cenment or
other materials or the addition of any water during finishing shall not be
permtted. |If bleedwater is present prior to finishing, the excess water
shal |l be carefully dragged off or renoved by absorption wth porous
materials such as burlap. During finishing operations, extrene care shal
be taken to prevent over finishing or working water into the surface; this
can cause "crazing" (surface shrinkage cracks which appear after hardening)
of the surface. Any slabs with surfaces which exhibit significant crazing
shal | be renoved and replaced. During finishing operations, surfaces shal
be checked with a 10 foot straightedge, applied in both directions at
regular intervals while the concrete is still plastic, to detect high or

| ow areas.

.12.2 Oritted

.12.3 Fl oat ed Fi ni sh

Sl abs to receive nore than a rough slab finish shall next be given a wood
float finish. The screeding shall be followed i nmediately by darbying or
bull floating before bleeding water is present, to bring the surface to a
true, even plane. Then, after the concrete has stiffened so that it wll
withstand a man's weight without inprint of nmore than 1/4 inch and the

wat er sheen has di sappeared, it shall be floated to a true and even pl ane
free of ridges. Floating shall be perfornmed by use of suitable hand floats
or power driven equiprment. Sufficient pressure shall be used on the floats
to bring a filmof noisture to the surface. Hand floats shall be nade of
wood, magnesium or alum num Lightweight concrete or concrete that

exhi bits stickiness shall be floated with a magnesium float. Care shall be
taken to prevent over-finishing or incorporating water into the surface.

.12. 4 Trowel ed Fi ni sh

Al'l slabs shall be given a trowel finish. After floating is conplete and
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after the surface noisture has di sappeared, unforned surfaces shall be
steel-troweled to a snooth, even, dense finish, free from bl em shes
including trowel marks. In lieu of hand finishing, an approved power

fini shing machine may be used in accordance with the directions of the
machi ne manufacturer. Additional trowelings shall be perforned, either by
hand or machine until the surface has been troweled 2 times, with waiting
peri od between each. Care shall be taken to prevent blistering and if such
occurs, troweling shall inmediately be stopped and operations and surfaces
corrected. A final hard steel troweling shall be done by hand, with the
trowel tipped, and using hard pressure, when the surface is at a point that
the trowel will produce a ringing sound. The finished surface shall be

t horoughly consolidated and shall be essentially free of trowel narks and
be uniformin texture and appearance. The concrete nixture used for
trowel ed finished areas shall be adjusted, if necessary, in order to
provide sufficient fines (cenentitious material and fine sand) to finish

properly.
3.13 OMTTED
3.14  EXTERI OR SLAB AND RELATED | TEMS
3.14.1 Pavenent s

Paverments shall be constructed where shown on the drawi ngs. After forns
are set and underlying material prepared as specified, the concrete shal

be placed uniformy throughout the area and thoroughly vibrated. As soon
as placed and vibrated, the concrete shall be struck off and screeded to
the crown and cross section and to such el evati on above grade that when
consol i dated and finished, the surface of the paverment will be at the
required elevation. The entire surface shall be tamped with the strike
of f, or consolidated with a vibrating screed, and this operation continued
until the required conpaction and reduction of internal and surface voids
are acconplished. Care shall be taken to prevent bringing excess paste to
the surface. Imediately followi ng the final consolidation of the surface,
t he paverment shall be floated longitudinally frombridges resting on the
side forms and spanni ng but not touching the concrete. |f necessary,
addi ti onal concrete shall be placed and screeded, and the float operated
until a satisfactory surface has been produced. The floating operation
shal | be advanced not nore than half the length of the float and then
continued over the new and previously floated surfaces. After finishing is
conpl eted but while the concrete is still plastic, mnor irregularities and
score marks in the pavenent surface shall be elimnated by neans of

| ong- handl ed cutting strai ghtedges. Straightedges shall be 12 feet in

I ength and shall be operated fromthe sides of the pavenent and from

bri dges. A straightedge operated fromthe side of the paverment shall be
equi pped with a handle 3 feet |onger than one-half the width of the
paverment. The surface shall then be tested for trueness with a 12 foot
strai ghtedge held in successive positions parallel and at right angles to
the center line of the pavenent, and the whol e area covered as necessary to
detect variations. The straightedge shall be advanced al ong the pavenent

i n successive stages of not nore than one-half the length of the

strai ghtedge. Depressions shall be imediately filled with freshly m xed
concrete, struck off, consolidated, and refinished. Projections above the
required el evation shall also be struck off and refinished. The

strai ghtedge testing and finishing shall continue until the entire surface
of the concrete is true. Before the surface sheen has di sappeared and wel |
bef ore the concrete becomes nonplastic, the surface of the pavenment shal

be given a nonslip sandy surface texture by belting with approved "belt"
and procedures use of a burlap drag. A strip of clean, wet burlap from3
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to 5 feet wide and 2 feet |onger than the pavenent wi dth shall be carefully
pul | ed across the surface. Edges and joints shall be rounded with an edger
having a radius of 1/8 inch. Curing shall be as specified.

3.14.2 Si dewal ks

Concrete shall be 4 inches mnimumthickness. Contraction joints shall be
provided at 5 feet spaces unless otherwi se indicated. Contraction joints
shall be cut 1 inch deep with a jointing tool after the surface has been
finished. Transverse expansion joints 1/2 inch thick shall be provided at
changes in direction and where sidewal k abuts curbs, steps, rigid pavenent,
or other simlar structures. Sidewal ks shall be given a lightly brooned
finish. A transverse slope of 1/4 inch per foot shall be provided, unless
otherwi se indicated. Variations in cross section shall be linmted to 1/4
inch in 5 feet.

3.14. 3 Curbs and Gutters

Concrete shall be forned, placed, and finished by hand using a properly
shaped "mul e" or constructed using a slipformmachi ne specially designed
for this work. Contraction joints shall be cut 3 inches deep with a
jointing tool after the surface has been finished. Expansion joints (1/2
inch wide) shall be provided at 100 feet naxi mum spaci ng unl ess ot herwi se

i ndi cated. Exposed surfaces shall be finished using a stiff bristled brush.

3.14. 4 Pits and Trenches

Pits and trenches shall be constructed as indicated on the draw ngs.
Bottons and walls shall be placed nmonolithically or waterstops and keys,
shal | be provided as approved.

3.15 CURI NG AND PROTECTI ON
3.15.1 CGener a

Concrete shall be cured by an approved nethod for the period of tine given
bel ow:

Concrete with Type |11 cenent 3 days
Al'l other concrete 7 days

I mredi ately after placenent, concrete shall be protected from prenature
drying, extrenmes in tenperatures, rapid tenperature change, nechanica
injury and danage fromrain and flowing water for the duration of the
curing period. Air and forms in contact with concrete shall be naintained
at a tenperature above 50 degrees F for the first 3 days and at a
tenmperature above 32 degrees F for the remmi nder of the specified curing
peri od. Exhaust funes from conbustion heating units shall be vented to the
out side of the enclosure, and heaters and ducts shall be placed and
directed so as not to cause areas of overheating and drying of concrete
surfaces or to create fire hazards. Materials and equi pnent needed for
adequate curing and protection shall be available and at the site prior to
pl aci ng concrete. No fire or excessive heat, including welding, shall be
permtted near or in direct contact with the concrete at any tinme. Except
as otherw se permitted by paragraph Menbrane Form ng Curing Conpounds,
noi st curing shall be provided for any areas to receive floor hardener, any
paint or other applied coating, or to which other concrete is to be bonded.
Concrete containing silica fume shall be initially cured by fog m sting
during finishing, followed i nmediately by continuous moi st curing. Except
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for plastic coated burlap, inpervious sheeting alone shall not be used for
curing.

3.15.2 Moi st Curi ng

Concrete to be noist-cured shall be naintai ned continuously wet for the
entire curing period, commencing inmediately after finishing. |f water or
curing naterials used stain or discolor concrete surfaces which are to be
per manent |y exposed, the concrete surfaces shall be cleaned as approved.
VWhen wooden forms are left in place during curing, they shall be kept wet

at all tines. |If steel forms are used in hot weather, nonsupporting
vertical forns shall be broken | oose fromthe concrete soon after the
concrete hardens and curing water continually applied in this void. |If the

forns are renoved before the end of the curing period, curing shall be
carried out as on unformed surfaces, using suitable materials. Surfaces
shal | be cured by ponding, by continuous sprinkling, by continuously
saturated burlap or cotton mats, or by continuously saturated plastic
coated burlap. Burlap and mats shall be clean and free from any

contam nati on and shall be conpletely saturated before being placed on the
concrete. The Contractor shall have an approved work systemto ensure that
noi st curing is continuous 24 hours per day.

3.15.3 Ormtted
3.15.4 Onitted
3.15.5 Pondi ng or | mrersion

Concrete shall be continually imrersed throughout the curing period. Water
shall not be nore than 20 degrees F |l ess than the tenperature of the
concrete.

3.15.6 Col d Weat her Curing and Protection

VWhen the daily anbient |low tenperature is | ess than 32 degrees F the
tenperature of the concrete shall be maintained above 40 degrees F for the
first seven days after placing. During the period of protection renoval,
the air tenperature adjacent to the concrete surfaces shall be controlled
so that concrete near the surface will not be subjected to a tenperature
differential of nore than 25 degrees F as determ ned by suitable

t emrper ature measuring devices furnished by the Contractor, as required, and
installed adjacent to the concrete surface and 2 inches inside the surface
of the concrete. The installation of the thernoneters shall be nade by the
Contractor as directed.

3.16 SETTI NG BASE PLATES AND BEARI NG PLATES

After being properly positioned, columm base plates, bearing plates for
beans and simlar structural menbers, and nmachi nery and equi pnent base

pl ates shall be set to the proper line and el evation w th danp-pack beddi ng
nortar, except where nonshrink grout is indicated. The thickness of the
nortar or grout shall be approximately 1/24 the width of the plate, but not
less than 3/4 inch. Concrete and netal surfaces in contact wth grout

shall be clean and free of oil and grease, and concrete surfaces in contact
with grout shall be danp and free of |aitance when grout is placed.

3.16.1 Danp- Pack Beddi ng Mort ar

Danp- pack bedding nortar shall consist of 1 part cement and 2-1/2 parts
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fine aggregate having water content such that a nass of nortar tightly
squeezed in the hand will retain its shape but will crunble when disturbed.
The space between the top of the concrete and bottom of the bearing plate
or base shall be packed with the bedding nortar by tanping or ranming with
a bar or rod until it is conpletely filled.

3.16.2 Nonshri nk G out

Nonshrink grout shall be a ready-m xed material requiring only the addition
of water. \Water content shall be the minimumthat will provide a flowable
m xture and conpletely fill the space to be grouted wi thout segregation

bl eedi ng, or reduction of strength.

3.16.2.1 M xi ng and Pl aci ng of Nonshrink G out

M xi ng and pl aci ng shall be in conformance with the material manufacturer's
instructions and as specified therein. |Ingredients shall be thoroughly
dry-m xed before adding water. After adding water, the batch shall be

m xed for 3 minutes. Batches shall be of size to allow continuous

pl acenent of freshly m xed grout. Gout not used within 30 m nutes after

m xi ng shall be discarded. The space between the top of the concrete or
machi nery-bearing surface and the plate shall be filled solid with the
grout. Forms shall be of wood or other equally suitable material for
conpletely retaining the grout on all sides and on top and shall be renpved
after the grout has set. The placed grout shall be carefully worked by
roddi ng or other nmeans to elimnate voids; however, overworking and
breakdown of the initial set shall be avoided. Gout shall not be
retenpered or subjected to vibration fromany source. Were clearances are
unusual ly small, placenment shall be under pressure with a grout punp.
Tenperature of the grout, and of surfaces receiving the grout, shall be

mai ntai ned at 65 to 85 degrees F until after setting.

3.16.2.2 Treat ment of Exposed Surfaces

For metal - oxi di zi ng nonshrink grout, exposed surfaces shall be cut back 1
inch and inmedi ately covered with a parge coat of nortar consisting of 1
part portland cenment and 2-1/2 parts fine aggregate by weight, with
sufficient water to nmake a plastic nmixture. The parge coat shall have a
snooth finish. For other nmortars or grouts, exposed surfaces shall have a
snoot h-dense finish and be left untreated. Curing shall conply with

par agr aph CURI NG AND PROTECTI ON

3. 17 TESTI NG AND | NSPECTI ON FOR CONTRACTOR QUALI TY CONTROL

The Contractor shall performthe inspection and tests described bel ow and,
based upon the results of these inspections and tests, shall take the
action required and shall submt specified reports. When, in the opinion
of the Contracting Officer, the concreting operation is out of control
concrete placenent shall cease and the operation shall be corrected. The

| aboratory performng the tests shall be onsite and shall conformw th ASTM
C 1077. WMaterials may be subjected to check testing by the Government from
sanmpl es obtained at the manufacturer, at transfer points, or at the project
site. The Governnent will inspect the |aboratory, equipnent, and test
procedures prior to start of concreting operations and at | east once per
nonth thereafter for conformance with ASTM C 1077.

3.17.1 Grading and Corrective Action

3.17.1.1 Fi ne Aggregate
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At | east once during each shift when the concrete plant is operating, there
shal | be one sieve analysis and fineness nodul us determ nation in
accordance with ASTM C 136 and COE CRD-C 104 for the fine aggregate or for
each fine aggregate if it is batched in nore than one size or
classification. The location at which sanples are taken may be sel ected by
the Contractor as the npbst advantageous for control. However, the
Contractor is responsible for delivering fine aggregate to the mxer within
specification limts. Wen the amunt passing on any sieve is outside the
specification limts, the fine aggregate shall be imredi ately resanpl ed and
retested. |If there is another failure on any sieve, the fact shal

i mediately reported to the Contracting O ficer, concreting shall be

st opped, and inmedi ate steps taken to correct the grading.

3.17. 1.2 Coar se Aggregate

At | east once during each shift in which the concrete plant is operating,
there shall be a sieve analysis in accordance with ASTM C 136 for each size
of coarse aggregate. The |ocation at which sanples are taken may be
sel ected by the Contractor as the nobst advantageous for production control
However, the Contractor shall be responsible for delivering the aggregate
to the mxer within specification limts. A test record of sanples of
aggregate taken at the sane | ocations shall show the results of the current
test as well as the average results of the five nbst recent tests including
the current test. The Contractor may adopt limts for control coarser than
the specification limts for sanples taken other than as delivered to the
m xer to allow for degradation during handling. Wen the anpbunt passing
any sieve is outside the specification limts, the coarse aggregate shal
be i medi ately resanpled and retested. |f the second sanple fails on any
sieve, that fact shall be reported to the Contracting Oficer. Were two
consecutive averages of 5 tests are outside specification linmts, the
operation shall be considered out of control and shall be reported to the
Contracting Officer. Concreting shall be stopped and i medi ate steps shal
be taken to correct the grading.

3.17.2 Qual ity of Aggregates

Thirty days prior to the start of concrete placenent, the Contractor shal
performall tests for aggregate quality required by ASTM C 33. In
addition, after the start of concrete placenent, the Contractor shal
performtests for aggregate quality at |east every three nonths, and when
the source of aggregate or aggregate quality changes. Sanples tested after
the start of concrete placenent shall be taken inmediately prior to
entering the concrete m xer.

3.17.3 Scal es, Batching and Recordi ng

The accuracy of the scales shall be checked by test weights prior to start
of concrete operations and at | east once every three nonths. Such tests
shal | al so be nade as directed whenever there are variations in properties
of the fresh concrete that could result frombatching errors. Once a week
t he accuracy of each batching and recording device shall be checked during
a wei ghi ng operation by noting and recording the required weight, recorded
wei ght, and the actual weight batched. At the sane tinme, the Contractor
shall test and ensure that the devices for dispensing adnm xtures are
operating properly and accurately. Wen either the weighing accuracy or
bat chi ng accuracy does not conply with specification requirenents, the

pl ant shall not be operated until necessary adjustnments or repairs have
been nade. Discrepancies in recording accuracies shall be corrected
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i medi atel y.
3.17. 4 Bat ch- Pl ant Contr ol

The neasurenent of concrete materials including cenentitious materials,
each size of aggregate, water, and adm xtures shall be continuously
controlled. The aggregate wei ghts and anobunt of added water shall be

adj usted as necessary to conpensate for free noisture in the aggregates.
The armount of air-entraining agent shall be adjusted to control air content
within specified limts. A report shall be prepared indicating type and
source of cement used, type and source of pozzolan or slag used, anobunt and
source of adm xtures used, aggregate source, the required aggregate and

wat er wei ghts per cubic yard, amobunt of water as free npisture in each size
of aggregate, and the batch aggregate and water wei ghts per cubic yard for
each cl ass of concrete batched during each day's plant operation

3.17.5 Concrete M xture

a. Air Content Testing. Air content tests shall be made when test
specimens are fabricated. In addition, at least two tests for air
content shall be nade on randomy sel ected batches of each
separate concrete m xture produced during each 8-hour period of
concrete production. Additional tests shall be made when
excessive variation in workability is reported by the placing
foreman or Governnent inspector. Tests shall be nmade in
accordance with ASTM C 231 for nornmal wei ght concrete. Test
results shall be plotted on control charts which shall at al
times be readily available to the Governnent and shall be
subm tted weekly. Copies of the current control charts shall be
kept in the field by testing crews and results plotted as tests
are nade. When a single test result reaches either the upper or
lower action limt, a second test shall imediately be nade. The
results of the two tests shall be averaged and this average used
as the air content of the batch to plot on both the air content
and the control chart for range, and for determ ning need for any
renedi al action. The result of each test, or average as noted in
t he previous sentence, shall be plotted on a separate control
chart for each mixture on which an "average line" is set at the
m dpoi nt of the specified air content range from paragraph Air
Entrai nnment. An upper warning limt and a lower warning limt
line shall be set 1.0 percentage point above and bel ow t he average
line, respectively. An upper action linit and a | ower action
limt line shall be set 1.5 percentage points above and bel ow t he
average line, respectively. The range between each two
consecutive tests shall be plotted on a secondary control chart
for range where an upper warning linmt is set at 2.0 percentage
poi nts and an upper action limt is set at 3.0 percentage points.
Sanples for air content may be taken at the m xer, however, the
Contractor is responsible for delivering the concrete to the
pl acenent site at the stipulated air content. |If the Contractor's
materials or transportati on nethods cause air content |oss between
the m xer and the placenment, correlation sanples shall be taken at
the placenent site as required by the Contracting O ficer, and the
air content at the mixer controlled as directed

b. Air Content Corrective Action. Wenever points on the control
chart for percent air reach either warning limt, an adjustnent
shall imrediately be made in the amount of air-entraining
adm xture batched. As soon as practical after each adjustment,
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another test shall be made to verify the result of the adjustment.
Whenever a point on the secondary control chart for range reaches
the warning linmt, the adm xture di spenser shall be recalibrated
to ensure that it is operating accurately and with good

reproduci bility. Wenever a point on either control chart reaches
an action limt line, the air content shall be considered out of
control and the concreting operation shall inmediately be halted
until the air content is under control. Additional air content
tests shall be made when concreting is restarted.

c. Slunp Testing. In addition to slunp tests which shall be nade
when test specinmens are fabricated, at |east four slunp tests
shal |l be nade on randonmly sel ected batches in accordance with ASTM
C 143/ C 143M for each separate concrete m xture produced during
each 8-hour or less period of concrete production each day. Also,
additional tests shall be made when excessive variation in
workability is reported by the placing foreman or Gover nnment
i nspector. Test results shall be plotted on control charts which
shall at all tinmes be readily available to the Governnent and
shall be submtted weekly. Copies of the current control charts
shall be kept in the field by testing crews and results plotted as
tests are made. Wen a single slunmp test reaches or goes beyond
ei ther the upper or lower action limt, a second test shal
i medi ately be nade. The results of the two tests shall be
averaged and this average used as the slunp of the batch to plot
on both the control charts for slunp and the chart for range, and
for determ ning need for any remedial action. Limts shall be set
on separate control charts for slunmp for each type of mnixture.

The upper warning limt shall be set at 1/2 inch bel ow t he maxi mum
al | owabl e sl unp specified in paragraph Slunp in PART 1 for each
type of concrete and an upper action limt [ine and | ower action
limt line shall be set at the nmaxi num and mi ni num al | owabl e
slunps, respectively, as specified in the same paragraph. The
range between each consecutive slunp test for each type of m xture
shall be plotted on a single control chart for range on which an
upper action Ilimt is set at 2 inches. Sanples for slunp shall be
taken at the mxer. However, the Contractor is responsible for
delivering the concrete to the placenent site at the stipulated
slunp. If the Contractor's materials or transportation nethods
cause slunp | oss between the m xer and the placenment, correlation
sanmpl es shall be taken at the placenent site as required by the
Contracting Oficer, and the slunmp at the mixer controlled as

di rect ed.

d. Slunp Corrective Action. \Wenever points on the control charts
for slump reach the upper warning limt, an adjustment shal
i medi ately be made in the batch weights of water and fine
aggregate. The adjustnents are to be nade so that the total water
content does not exceed that anount allowed by the nmaxi mum w c
rati o specified, based on aggregates which are in a saturated
surface dry condition. Wen a single slunp reaches the upper or
ower action I[imt, no further concrete shall be delivered to the
placing site until proper adjustments have been made. |mediately
after each adjustnent, another test shall be made to verify the
correctness of the adjustnent. Whenever two consecutive
i ndi vidual slunp tests, nmade during a period when there was no
adj ustment of batch wei ghts, produce a point on the control chart
for range at or above the upper action limt, the concreting
operation shall imrediately be halted, and the Contractor shal
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t ake appropriate steps to bring the slunmp under control
Additional slunp tests shall be nade as directed.

e. Tenperature. The tenperature of the concrete shall be neasured
when conpressive strength speci nens are fabricated. Measurenent
shal |l be in accordance with ASTM C 1064/ C 1064M The tenperature
shal |l be reported along with the conpressive strength data.

f. Strength Specinmens. At |east one set of test specinmens shall be
made, for conpressive or flexural strength as appropriate, on each
di fferent concrete mxture placed during the day for each 500
cubic yards or portion thereof of that concrete m xture placed
each day. Additional sets of test specinmens shall be nade, as
directed by the Contracting Oficer, when the nixture proportions
are changed or when | ow strengths have been detected. A truly
random (not haphazard) sanpling plan shall be devel oped by the
Contractor and approved by the Contracting Oficer prior to the
start of construction. The plan shall assure that sanpling is
done in a conpletely random and unbi ased nanner. A set of test
speci mens for concrete with a 28-day specified strength per
par agraph Strength Requirenents in PART 1 shall consist of four
speci mens, two to be tested at 7 days and two at 28 days. Test
speci mens shall be nolded and cured in accordance with ASTM C 31/C
31M and tested in accordance with ASTM C 39/C 39M for test
cylinders and ASTM C 78 for test beans. Results of all strength
tests shall be reported inmediately to the Contracting O ficer
Quality control charts shall be kept for individual strength
"tests", ("test" as defined in paragraph Strength Requirenents in
PART 1) noving average of last 3 "tests" for strength, and noving
average for range for the last 3 "tests" for each mixture. The
charts shall be simlar to those found in AClI 214. 3R

3.17.6 I nspection Before Placing

Foundati ons, construction joints, forms, and enbedded itens shall be

i nspected by the Contractor in sufficient tine prior to each concrete
pl acenent in order to certify to the Contracting Oficer that they are
ready to receive concrete. The results of each inspection shall be
reported in witing.

3.17. 7 Pl aci ng

The placing foreman shall supervise placing operations, shall detern ne
that the correct quality of concrete or grout is placed in each |ocation as
specified and as directed by the Contracting O ficer, and shall be
responsi bl e for measuring and recording concrete tenperatures and anbi ent
tenmperature hourly during placing operations, weather conditions, time of
pl acenent, volune placed, and nmethod of placenent. The placing forenan
shall not permit batching and placing to begin until it has been verified
t hat an adequate nunber of vibrators in working order and with conpetent
operators are available. Placing shall not be continued if any pile of
concrete is inadequately consolidated. |If any batch of concrete fails to
neet the tenperature requirenents, inmediate steps shall be taken to

i mprove tenperature controls.

3.17.8 Vi brators

The frequency and anplitude of each vibrator shall be deternmined in
accordance with COE CRD-C 521 prior to initial use and at |east once a
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nont h when concrete is being placed. Additional tests shall be made as
directed when a vibrator does not appear to be adequately consolidating the
concrete. The frequency shall be determned while the vibrator is
operating in concrete with the tachoneter being held against the upper end
of the vibrator head while al nost subnmerged and just before the vibrator is
wi thdrawn fromthe concrete. The anplitude shall be determned with the
head vibrating in air. Two neasurenments shall be taken, one near the tip
and anot her near the upper end of the vibrator head, and these results
averaged. The nake, nodel, type, and size of the vibrator and frequency
and anmplitude results shall be reported in witing. Any vibrator not
neeting the requirements of paragraph Consolidation, shall be imediately
renoved from service and repaired or replaced.

3.17.9 Curing I nspection

a. Mist Curing Inspections. At |east once each shift, and not |ess
than twi ce per day on both work and non-work days, an inspection
shal |l be nade of all areas subject to mpist curing. The surface
noi sture condition shall be noted and recorded.

b. Mist Curing Corrective Action. Wen a daily inspection report
lists an area of inadequate curing, imrediate corrective action
shal |l be taken, and the required curing period for those areas
shal | be extended by 1 day.

c. Menbrane Curing Inspection. No curing compound shall be applied
until the Contractor has verified that the compound is properly
nm xed and ready for spraying. At the end of each operation, the
Contractor shall estimate the quantity of conpound used by
neasur enent of the container and the area of concrete surface
covered, shall conpute the rate of coverage in square feet per
gallon, and shall note whether or not coverage is uniform

3.17.10 Col d- Weat her Protection

At | east once each shift and once per day on non-work days, an inspection
shall be nade of all areas subject to col d-weather protection. Any
deficiencies shall be noted, corrected, and reported.

3.17.11 M xer Uniformty

a. Stationary Mxers. Prior to the start of concrete placing and
once every 6 nonths when concrete is being placed, or once for
every 75,000 cubic yards of concrete placed, whichever results in
the shortest time interval, uniformty of concrete mixing shall be
determ ned in accordance with ASTM C 94/ C 94M

b. Truck Mxers. Prior to the start of concrete placing and at | east
once every 6 nonths when concrete is being placed, uniformty of
concrete mxing shall be determ ned in accordance with ASTM C 94/C
94M  The truck mxers shall be selected randomy for testing.
VWhen satisfactory perfornmance is found in one truck mxer, the
performance of m xers of substantially the same design and
condition of the bl ades may be regarded as satisfactory.

c. Mxer Uniformty Corrective Action. Wen a mxer fails to neet
m xer uniformty requirements, either the mxing time shall be
i ncreased, batchi ng sequence changed, batch size reduced, or
adjustnents shall be nmade to the nmixer until conpliance is
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achi eved.

3.17.12 Reports

Al results of tests or inspections conducted shall be reported informally
as they are conpleted and in witing daily. A weekly report shall be
prepared for the updating of control charts covering the entire period from
the start of the construction season through the current week. During

peri ods of col d-weather protection, reports of pertinent tenperatures shal
be made daily. These requirenents do not relieve the Contractor of the
obligation to report certain failures imediately as required in precedi ng
par agraphs. Such reports of failures and the action taken shall be
confirmed in witing in the routine reports. The Contracting Oficer has
the right to examine all contractor quality control records.

-- End of Section --
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SECTI ON 03311

SHOCK ABSORBI NG CONCRETE ( SACON)
12/ 02

PART 1 GENERAL

1

1 SUMVARY

Shock absorbing concrete (SACON ) is a construction nmaterial system
designed for constructing bullet traps and live-fire facilities. The
design concept of SACON is its unique air void structure within a portland
cenent concrete matrix that allows projectiles, 5.56-mmrounds and hand
grenade fragnents, to penetrate the surface of the SACON and becone
enbedded or trapped within the concrete surface. Fiber reinforcenents are
added to the mixture to reduce spalling of the SACON and to hold the
concrete matri x intact as these projectiles inpact and travel through the
SACON . The alkalinity of portland cenent concrete with additiona

pat ent ed cal ci um phosphat e conpounds and al um num hydr oxi de conpounds react
with the | ead and copper fragnents to produce a coating that passivate the
| ead and copper and prevent further corrosion thus allow ng i mediate

di sposal in conventional landfills.

.2 REFERENCE STANDARDS

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnati on only.

AVERI CAN CONCRETE | NSTI TUTE (ACl) STANDARDS

ACl 117 (1990) Standard Specifications for
Tol erances for Concrete Construction and
Material s

ACl 211.2 (1998) Standard Practice for Selecting
Proportions for Structural Lightweight
Concrete

ACl 301 (1999) Standard Specification for
Structural Concrete

ACl 304R (2000) Guide for Measuring, M xing
Transporting, and Placing Concrete

ACl 305R (1999) Hot Weat her Concreting

ACl 306R (1997) Cold Weat her Concreting

ACl 308 (1997) Standard Practice for Curing
Concrete

ACl 523.1R (1992) Cuide for Cast-In-Place Low Density

Cel l ul ar Concrete

SECTI ON 03311 Page 3 (Revised by Amendment No. 0001)



Ur ban Ass

ACl 523

ACl 523.

ACl 544,

ACl 544,

ACl 544,

ACl 544,
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ASTM C

ASTM C

ASTM C

ASTM C

ASTM C

ASTM C

ASTM C

ASTM C

ASTM C
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. 2R (1996) Quide for Low Density Precast
Concrete Floor, Roof, and Wall Units

3R (1993) Cuide for Cellular Concretes Above
50 PCF and for Aggregate Concrete Above 50
PCF with Conpressive Strengths Less Than
2500 PSI

1R (1996) State-of-the-Art Report in Fiber
Rei nf orced Concrete

2R (1999) Measurenent of Properties of Fiber
Rei nforced Concrete

3R (1998) Cuide for Specifying,
Proportioning, Mxing, Placing, and
Fi ni shing Steel Fiber Reinforced Concrete
4R (1999) Design Considerations for Steel
Fi ber Reinforced Concrete

AMERI CAN ASSCCI ATI ON OF STATE HI GHWAY AND TRANSPORTATI ON OFFI Cl ALS
(AASHTO)
M 182 (1991) Burlap Coth Made From Jute or Kenaf

AVERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

31 (2000) Making and Curing Concrete Test
Specinmens in the Field

33 (2001) Standard Specification for Concrete
Aggr egat e

39 (2001) Standard Test Method for
Conpressive Strength of Cylindrical
Concrete Speci nens

94 (2000) Standard Specifications for
Ready- M xed Concrete

109 (2002) Standard Test Method for
Conpressive Strength of Hydraulic
Cement Mortars

138 (2001) Standard Test Method for Density
(Unit Weight), Yield, and Air Content
(Gravinetric) of Concrete

144 (2002) Standard Specification for
Aggregate for Masonry Mortar

150 (2002) Standard Specification for Portland
Cenment

171 (1997) Standard Specification for Sheet

Materials for Curing Concrete
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ASTM C 172 1999) Standard Practice for Sanpling
Freshly M xed Concrete

ASTM C 309 (1998) Standard Specification for Liquid
Menbr ane- For mi ng Conpounds for Curing
Concrete

ASTM C 567 (2000) Standard Test Method for Unit

Wei ght of Structural Lightweight Concrete

ASTM C 796 (1997) Standard Test Method for Foam ng
Agents for Use in Producing Cellular
Concrete Using Pre-Formed Foam

ASTM C 869 (1999) Standard Specification for Foam ng
Agents Used in Making Pre-Forned Foam for
Cel lul ar Concrete

ASTM C 1116 (2002) Standard Specification for
Fi ber-rei nforced Concrete and Shotcrete

ASTM A 820 (2001) Standard Specification for Steel
Fi bers for Fiber-reinforced Concrete

US ARMY CORPS OF ENG NEERS HANDBOOK FOR CONCRETE AND CEMENT ( CRD)

CRD- C 400 (1963) Requirenments for Water for Use in
M xi ng or Curing Concrete

NATI ONAL READY- M XED CONCRETE ASSOCI ATI ON ( NRMCA)

NRMCA QC 3 (Jan 1990; 9th Rev) Quality Control
Manual : Section 3, Plant Certifications
Checklist: Certification of Ready-M xed
Concrete Production Facilities

NRMCA CPMB 100 (Jan 1990; 9th Rev) Concrete Pl ant
St andar ds

NRMCA TMMVB 1 (1989; 13th Rev) Truck M xer and Agitator
St andar ds

1.3 SUBM TTALS
Submit the following in accordance with Section 03330 SUBM TTAL PROCEDURES:
SD-01 Preconstruction Submittals
Testing Qualifications; G

Qualifications of the testing agency conducting and eval uati ng aggregate
and testing the SACON m xture shall be eval uated.

SD- 03 Product Data

Aggregate; G
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The fine aggregate shall be masonry sand (ASTM C 144). The preferred

m neral conposition is |imestone; natural quartz sand or another

manuf actured sand nmay be substituted for the manufactured |inestone sand.
Fi ne aggregate neeting the ASTM C 33 (general concrete sand) requirenents
may be substituted for the ASTM C 144 (nasonry sand) material if the
producer can provide historical records indicating the |argest particle is
| ess than 3/8-in.

Fi ber reinforcenent; G
The preferred fiber conposition is polypropylene or steel otherw se the
fi ber may be conposed of any fiber reinforcenent provided the fiber has
shown to ninimze spalling in simlar SACON m xtures.

Foam ng agent; G
The preferred foanming agent is a closed cell structure foam otherw se the
foam may be open cell if durability data can be provided to indicate no
i ncreased durability problens and | ong term wear and resistance to
weat hering specifically freezing and thawi ng susceptibility.

Stabilizing agent; G

SD- 04 Sanpl es

SACON Test Panels; G
The results of the trial mxtures along with a statenment giving the
proportions of all ingredients that will be used in the manufacture of
SACON shall be provided, prior to commenci ng SACON placing operations.
Aggregate wei ghts shall be based on the saturated surface dry condition
No substitutions shall be nade in the materials used in the manufacturing
of the SACON

Forms; G

The contractor shall provide a sketch or drawi ng indicating the formwork
di rensi ons and shape.

SD-06 Test Reports
Aggr egat e
Admi xt ures
Curing conpound
The contractor shall provide certified copies of |aboratory test
reports, including all test data. These tests shall be made by an
approved comercial |aboratory or by a | aboratory maintained by
t he manufacturers of the material

SD- 07 Certificates
Cenentitious Materials
The contractor shall maintain manufacturer's certification of

conpliance for portland cement, acconpanied by mll test reports
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attesting that the materials neet the requirenments of the
specification under which it is furnished. No cenent shall be
used until notice of acceptance has been given. The cenment may be
subj ected to check testing by the Governnent from sanpl es obtained
at the mll, at transfer points, or at the project site.

1.4 GENERAL REQUI REMENTS

Tol erances for concrete construction and materials shall be in accordance
with ACl 117.

1.4.1 Shock Absorbing Concrete (SACON)

SACON is comprised of a portland cenent slurry, an air void system of
pre-fornmed foam and fiber reinforcenent.

1.4.1.1 Strength Requirenents

SACON for all work shall have a 28-day unconfined conpressive strength of
1, 000 + 500-psi.

1.4.1.2 Freshly M xed SACON Density

SACON shal |l have a pre-fiber density of 90 + 3 pcf. The post pol ypropyl ene
fiber density shall be 91 + 3-pcf as determined in accordance with ASTM C
138.

1.4.1.3 Slurry

SACON slurry shall be pre-mixed in the mxer. The slurry m xture shal
consi st of portland cenent, nasonry fine aggregate, potable water, foam
stabilizer, calcium phosphate, alum num hydroxi de, and concrete col or
pigments (if required). The slurry shall a density of 131 + 3-pcf. The
check of slurry density provides a quality control tool for the m xing
action of the m xer and the introduction of foaminto the m xer

1.4.1. 4 Air Void Structure

SACON m xtures shall contain from32 to 34 percent of preformed foam

SACON shall not be tested for a air content value. The foam shall be
obt ai ned from an aqueous sol ution of concentrated foam ng agent, water, and
air. A foamgenerating apparatus called a Foam Generator shall be used to
produce the pre-forned foam

1.4.1.5 Sl unmp
SACON shall not be tested for a slunp value. Slunp extenders or high
range water reducers nmay be used in SACON when the haul distances or
anbi ent tenperatures are extrene. These should be included in the trial

batching if any consideration of use is considered to determ ne
conpatibility with the other ingredients primarily the pre-fornmed foam

1.5 M XTURE PROPORTI ON
1.5.1 Trial Batching
Trial batches shall contain materials proposed for use on this project.

Trial mxtures having densities, proportions, and consistencies suitable
for the work shall be nade. Trial mxtures shall be proportioned to
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produce the SACON properties specified up to and including the |ocation
poi nt of conveyance into the formwrk. The density of the SACON shall be
the primary property that controls the mixture proportioning. The density
of freshly mxed SACON without fibers shall be 90 + 3-pcf as deternmined in
accordance with ASTM C 138.

*1

1.5.2 M xture Proportion

The m xture proportion of SACON w thout color pignent and sl unp extender
or high range water reducer shall be as foll ows:

Per Cubic Yard

Portl and Cenent 972 | bs
Fi ne Aggregate (SSD) 972 | bs
Wat er 466 | bs
Cal ci um Phosphat e 9.72 | bs
Al unmi num Hydr oxi de 9.72 | bs
Foam St abilizer 0.25 | bs
Foam (Voi d System 9.0 cu ft
Fi ber (choice of)

Pol ypr opyl ene 1-484.8 | bs
Required Density

(without fibers) 90 pcf

(with pol ypropyl ene fibers) 91 pcf

The col or pignments shall be added when a particular color configuration is
needed to sinmulate the soil, rocks, trees, or buildings and only to the
manuf acturers' suggested anpbunts. Colors shall be as indicated on the
drawi ngs. A slunp extender or high range water reducer may be added to
extend the consistency of the SACON for |ong haul or distance placenents.
The dosage rate shall foll ow the manufacturers' recomendati ons.

1.6 STORAGE OF MATERI ALS

1.6.1 Cenent

Cenent shall be stored in weather-tight buildings, bins, or silos which
wi || exclude noi sture and contani nants.

1.6.2 Aggr egat es
Aggregat e stockpiles shall be arranged and used in a nmanner to avoid
excessi ve segregation and to prevent contamination with other materials or
wi th other sizes of aggregates.

1.6.3 Adm xtures and Agents
Adm xtures, agents, and other materials shall be stored in such a manner as
to avoid contamnmi nation and deterioration. Chemnmical adm xtures shall be
stored in such a nanner at to prevent freezing.

PART 2 PRODUCTS

2.1 CEMENTI TI QUS MATERI ALS
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Cenentitious materials shall each be of one type and from one source when
used in SACON which will have surfaces exposed in the finished structure.
The cenent shall conformto ASTM C 150, Type |I or Il. Pozzolonic additives
are not normally used in the manufacture of SACON due to the | ength of
curing required.

2.2  AGGREGATES

Aggregates shall conformto ASTM C 144. SACON shall not contain aggregate
particles greater than No. 8 sieve. The m nimum gradi ng requirenents for
the fine aggregate shall be those specified in ASTM C 144.

2.3 FI BER RElI NFORCEMENT

Fi ber reinforcenent shall be pol ypropylene or steel as required in ASTM C
1116.

2.3.1 Pol ypr opyl ene Fi ber

Fi ber shall be fully oriented, 100% virgin polypropyl ene, collated
fibrillated fiber, 3/4 in. long, and shall conply with ASTM C 1116, Type
I1l fiber requiremnent.

2.3.2 O her Fiber Reinforcements

Fi bers composed of other conpositions reported in ACI 544. 1R nmay be used if
trial batches of the SACON tested with the penetration of the MB55 round
do not exceed the penetration limts.

2.4  ADM XTURES
2.4.1 Foam ng Agent

Foam ng agent shall conply with ASTM C 869, tested in accordance with ASTM
C 796.

2.4.2 Foam St abi li zi ng Agent

The stabilizing agent shall contain Hydroxypropyl nethylcellul ose powder
[imts shall be 19.0 to 24.0% methoxyl and 7.0 to 12. 0% hydr oxypropoxyl,
simlar to Dow Chenical Co. K100M

2.4.3 Cal ci um Phosphat e

Cal ci um phosphat e additive shall contain a form of cal ci um phosphate
carbonate to permit the formation of |ead phosphate to reduce the corrosion
of the | ead and copper fromthe spent rounds. The cal ci um phosphate nmay be
in any formsuch as granul ated bone neal, bone ash, or precipitated cal ci um
phosphate (technical grade or higher).

2.4.4 Al um num Hydr oxi de
Al umi num hydr oxi de shall contain a formof alumnumto pernit the formation
of | ead al um num phosphate hydrate to further reduce the corrosion of the
| ead and copper by precipitating an insoluble | ead conmpound as a coati ng.
The al um num phosphate nmay be in any form such as netakaolinite or
preci pitated al um num hydroxi de (techni cal grade or higher).

2.4.5 Col or Pignents (if required)
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Col or pignent material shall have manufacturer's certification for usage in
concrete, and shall have no deleterious effects to the SACON . Carbon

bl ack and ot her pigments containing carbon or heavy netal conponents shal
be prohibited from use

2.4.6 H gh Range Water Reduci ng Adm xtures (if required)

Hi gh range water reducing adm xtures (slunp extenders or super plasticiers)
materi al shall have manufacturer's certification for usage in concrete, and
shal | have no deleterious effects to the SACON. |If a high range water
reduci ng admi xture i s being considered due to extended haul distance,

| onger casting periods, or higher ambient tenperatures, then the adm xture
shall be tested in a trial batch of SACON to deternine the conmpatibility
with the other ingredients primarily the pre-fornmed foam

2.5 WATER
Water shall be potable, except that non-potable water may be used if it
conplies with the requirenents of CRD-C 400. Water for curing shall not
contai n any substance injurious to concrete, or which causes staining.
2.6 FORVS
Wal | panels shall be constructed with pre-cast units of specified shapes
and di mensions. Alternative shapes and di nensions shall be all owabl e
pendi ng prior CGovernnent approval

2.6.1 Form Rel ease Coati ngs

Formrel ease coatings may be used to serve as a bond breaker between the
form surface and t he SACON

2.6.2 Silicone Coating
A silicone coating, if used, shall be sprayed onto the form surfaces that
are to be in contact with the SACON. No petrol eum products of any kind
other than the silicone shall be used. Petroleum products have shown a
great tendency to collapse the pre-forned foamin SACON

2.6.3 Pol yet hyl ene Sheeti ng
Pol yet hyl ene sheeting, if used, shall cover the individual form pieces.
The form pi eces shall be individually wapped and stapled or bonded with an
epoxy or glue adhesive prior to assenbly. Sheeting shall be a mninumof 6
mls in thickness.

2.7 EMBEDDED | TEMS

Enbedded itens shall be as indicated, and shall be secured firmy in forms
to prevent novenment during SACON pl acement.

2.8 CURI NG MATERI ALS
2.8.1 Bur | ap
AASHTO M 182, C ass 3 or 4.

2.8.2 | mper vi ous Sheet s
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ASTM C 171, type optional, except that polyethylene film if used, shall be
whi t e opaque.

2.8.3 Menbr ane- For mi ng Compounds

ASTM C 309, Type 1-D, Class Aor B, if used, shall be clear except when
surface color is not required, white nay be used.

PART 3 EXECUTI ON
3.1 PREPARATI ON OF SURFACES

Surfaces to receive SACON shall be clean and free fromfrost, ice, nud,
wat er, and ot her contani nants.

3.2 BATCHI NG, M XI NG AND TRANSPORTI NG SACON

SACON nixed in ready-m xed concrete trucks shall be batched, nm xed, and
transported in accordance with ASTM C 94, except as otherw se specified.
Truck m xers, agitators, and non agitating units shall conmply w th NRMCA
TMMB 1. Ready-m x plant equi pnent and facilities shall be certified in
accordance with NRMCA QC 3. Site-m xed concrete shall be mxed in
accordance with ACI 301. On site plant shall conformto the NRMCA CPMB 100.

3.2.1 Cenent Slurry

The cenent slurry, conprised of portland cenent, fine aggregate, water

foam stabilizer, cal cium phosphate, al um num hydroxi de, and concrete col or
pigment (if used), shall initially be batched in a stationary m xer or
transit (ready-m x) truck and delivered to the casting site for addition of
the other ingredients. The nixer configuration shall be such as to allow
adequate m xing with a mni mum of cenent balling and | unmping. The foam
stabilizer shall be pre-blended with a mninum of equal cenent volune prior
to addition into the mxer.

3.2.2 Air Void Structure

The void material, pre-formed foamshall be added to the cenment slurry to
obtain the required density. The material shall be added in increnents to
reduce the possibility of exceeding the SACON density tol erances. The
recomended procedure is to add the foamin half increnents, i.e. add half
of the foaminitially by time of insertion and calculate the density; if
density remai ns above the upper tolerance, add half of the renaining foam
and re-calculate the density; if density remains above the upper tol erance,
then add half of remaining foamuntil the density tolerance of 3-pcf has
been achi eved.

3.2.2.1 Pr e- For med Foam

The foam shall be pre-formed through a foam generator. A concentrated
foam ng agent shall be mxed with potable water into an aqueous solution in
accordance with manufacturer specifications. The solution is pulled into
the generator by a vacuum and is expanded into a foamas it passes through
a cylinder of glass beads that introduces air into the solution. The foam
generator transfornms the solution into foamat an expansion rate of 30 to
1. The foamshall be added to the slurry in increments. The foam out put
fromthe foam generator shall be verified prior to each day's bat ching.

The output time shall be calculated by determining the time required to
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fill a known volune container with a m ni nrumvol une capacity of 15-gal. A
flowrate in cubic neters per second (cubic feet per second) shall be
cal cul at ed.

3.2.3 Fi ber Rei nforcement

The fibers shall be the final ingredients added to the SACON m xture
following the final density determ nation. Fibers shall be introduced into
the m xture in such a fashion as to mnimze clunping or balling.

3.2.3.1 Pol ypr opyl ene Fi bers

Pol ypropyl ene fibers shall be added by any means into the mixer, but shal
not be added in bulk volume where the fibers have tendencies to ball.

Wat er - sol ubl e bags shall not be tossed directly into the mxer; wthout any
coarse aggregate in the SACON, these bags will not disintegrate.

3.2. 4 Control of M xing Water

No water fromthe truck system or el sewhere shall be added to the cenent
slurry or the SACON mi xture after the initial introduction of mxing water
for the batch.

3.3 SAMPLI NG AND TESTI NG

Sanpling and testing shall be the responsibility of the Contractor, unless
stated ot herwi se, and shall be perforned by an approved testing agency.

3.3.1 Aggr egat e

Aggregates for SACON shall be sanpled and tested in accordance with ASTM C
144. G adation tests shall be perfornmed twice on the first day and every
ot her day thereafter during concrete construction

3.3.2 SACON M xture Sanpling

Initial sanpling of SACON to control the density shall be perforned on the
initial portion of each batch. Additional sanpling shall be perforned as
often as needed to obtain the specified density. SACON sanmples shall not
be rodded or vibrated; the sides of the nolds shall be lightly tapped to
obtain a smooth surface and screeded to the top of the nold rim

3.3.2.1 Density

Tests for density of freshly m xed SACON shall be performed on the initia
portion of each batch. Tests shall be conducted as often thereafter as
needed to control the density. The 0.5-cubic feet cylindrical sanple nolds
(ASTM C 138) filled with SACON shall be weighed for density measurenent
and then returned to the nmixer (if desired). The sanple used for density
determ nations nmay be returned to the mixer for further use or may be

di scarded. Following the final density determ nation, the batch shall be
sanmpled twice for continuity. The density of freshly m xed SACON shal

not vary nore than 3-pcf fromthe corresponding density of the approved
proportions. The fiber reinforcement shall be added after the fina
density determination. Additional sanmples of SACON for hardened SACON
density and unconfi ned conpressive strength tests shall be taken in
accordance with ASTM C 172. Al strength test cylinder sanples shall be
taken at the point of SACON delivery into the formwork.
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3.3.3 Eval uati on and Acceptance of SACON

The initial evaluation and acceptance of SACON shall be by the density
determination. |If the density of any batch of SACONis |ess than the
required density, that batch shall be inmediately discarded wi thout any
attenpts to increase the density. Densities higher than the required limt
may be reduced to acceptable lints by foam addition

3.3.3.1 Frequency of Testing

Each batch of SACON shall be sanpled and tested for density and unconfined
conpressive strength.

3.3.3.2 Testing Procedures

Cylindrical specinens of SACON for testing shall be nolded in accordance
with ASTM C 31 except the roddi ng procedure shall not be perforned. The
speci mens shall be cured identically to the cast SACON objects. They shal
be stored at the casting site and protected from di sturbance. Cylinders
shall be tested for density and unconfined conpressive strength

determ nati on i n accordance with ASTM C 39.

3.3.4 Eval uati on and Acceptance of SACON Panel s and Cbjects

SACON density and conpressive strength shall be determined to verify the
structural stability of the wall panels and other cast objects and to
determ ne the date on which the objects can be placed into the structure.
In addition, each SACON wall panel and cast object shall be penetration
tested to determ ne when the panels can be placed into service. Testing
and eval uation of the SACON shall be conpleted within 30 cal endar days
after the panels and objects have arrived at the testing site.

3.3.4.1 Penetrati on Testing

All SACON wall panels and other cast objects shall be individually tested

with a live-fire test of an MB55 round fired froman ML6A2 rifle at a

di stance of 25-m and neasured for penetration depth to the back of the

bull et. Any penetration depth |ess than 25-nm (1-in.) or greater than 5-in
shall constitute a failure. Those objects failing to nmeet the penetration
depth requirement shall be discarded without further testing or

nodi fications. Penetration tests may be conducted from any safe distance
equi valent to the final usage distances (i.e. test fire from984-ft or from
6.5-ft if the SACON wll be live-fired fromthat distance); the
penetration depths shall be within the sane bullet depth requirenents.

3.4  CONVEYI NG

3.4.1 Requi renent s
SACON shal |l be conveyed fromm xer to forns as rapidly as possible and
within 60 mnutes after the fibers have been added by methods which will
prevent segregation, loss of ingredients, or changes in density.

3.4.2 Chut es

When SACON can be placed directly froma transit mxer or other
transporting equi pment, chutes attached to this equi pnent nay be used.

3.4.3 Bucket s
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Bucket design shall be such that SACON can be di scharged wi thout |oss of
materials. Bucket gates shall be essentially grout tight when closed. The
bucket shall provide neans for positive regul ations of the anmpunt and rate
of deposit of concrete in each dunping position. The bucket shall be of
such design as to allow no nore than a 2 feet drop into the forns.

3.4.4 Belt Conveyors

Belt conveyors shall be designed for conveying grouts and shall be operated
to assure a uniformflow of SACON to the final place of deposit w thout
segregation or |loss of material. Conveyors shall be provided with positive
nmeans for preventing segregation of the SACON at transfer points and point
of placenent.

3.4.5 Punps

Punpi ng SACON , if approved, shall be conveyed by positive displacenent
punps. Punps shall be the piston or squeeze pressure type. Pipelines
shal | be steel pipe or heavy-duty flexible hose. |If a reducer is required
fromthe punp to the hose, then a cone reducer with a 1-inch reduction for
each twel ve inches of reducer shall be used. The punp and hose size shal
be matched to elimnate unnecessary backpressures and fl ow constraints.

Di stance to be punped shall not exceed the linmts recomended by the punp
manuf acturer. SACON shall be supplied to the punp continuously. When
punping is conpleted, the SACON renmining in the pipeline shall be ejected
wi t hout contam nating the SACON already in place. After each use, the
equi prent shall be thoroughly cleaned. Flushing water shall be wasted

out side the forns.

3.5 SETTI NG M SCELLANEQUS MATERI AL

Pl ace and secure anchors and bolts, pipe sleeves, conduits, and other such
items in position before SACON placenent. Tenporarily fill voids in
sleeves with readily renovable material to prevent the entry of SACON

3.6 PLACEMENT

SACON which is transported in transit mxers or agitators or SACON which is
truck m xed, shall be discharged within 1 hour or before the drum has

revol ved 300 revol uti ons, whichever conmes first after the introduction of
the fibers to the mxture. Wen the SACON tenperature exceeds 85 degrees F
the tine shall be reduced to 45 m nutes. SACON shall be placed in the
formse within 15 mnutes after it has been discharged fromthe truck

3.6.1 Pl aci ng Operation

SACON shall be handled fromthe nmixer to forms in a continuous nmanner

until the approved batch of SACON has been placed. Adequate scaffol ding,
ranps, and wal kways shall be provided so that personnel and equi pnent are
not supported by in-place reinforcement. Placing shall not be permitted
when the sun, heat, wind, or Iimtations of facilities furnished by the
Contractor prevent proper consolidation, finishing, and curing. SACON
shal | be deposited as close as possible to its final position in the forns,
and there shall be no vertical drop greater than 2-ft except where suitable
equi prent i s provided to prevent segregation and where specifically

aut horized. Depositing of the SACON shall be so regulated that it will be
ef fectively consolidated in horizontal |ayers not nore than 2-ft thick

SECTI ON 03311 Page 14 (Revised by Amendnent No. 0001)



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

3.

except that all slabs shall be placed in a single layer. Fiber dispersion
in the mxture shall be nonitored continuously at the point of discharge
into the forms. Should fiber clunping or balling be observed, the SACON
pl acenent operation shall be tenporarily suspended until the fibers are

t horoughly di spersed in the m xture.

.6.2 Consol i dati on

SACON shal |l be consolidated by nmeans of a screed vibrated very slightly to
snooth the surface or light tapping of formmrk with a mallet. Excessive

vi bration of SACON may result in the collapse of the pre-forned foam and

shal | not be all owed.

.6.3 Col d Weat her Requirenents

Col d weat her concreting shall be performed in accordance with ACI 306R
except as specified herein. Special protective neasures shall be taken to
protect freshly-m xed SACON if freezing tenperatures are anticipated before
the expiration of a specified 14 day initial curing period. The anbient
tenperature of the air where SACON is to be placed and the tenperature of
surfaces to receive SACON shall be not |less than 40 degrees F. The
tenmperature of SACON when pl aced shall be not |ess than 50 degrees F nor
nore than 75 degrees F. The m xing water shall be heated, if necessary, to
regul ate the SACON placing tenmperature. Materials entering the nm xer

shall be free fromice, snow, or frozen lunps. Salt, chemicals or other
mat eri al admi xtures shall not be incorporated in SACON in an attenpt to
prevent freezing.

.6.3.1 Speci al Protective Measures

In the event that freezing tenperatures are likely to occur during the
initial 14-day curing period, the forns shall be placed in an area
protected fromthe freezing tenperatures. The area shall be protected by
nmeans of heaters and may include storage buildings, tents, warehouses, etc.
The initial curing period of SACON shall not be less than 14 days. The
fornms shall not be stacked to gain space nor noved to a protected area
after placement and prior to the full initial curing period.

.6.4 Hot Weat her Requirenents

Hot weat her concreting shall be performed in accordance with ACI 305R
except as specified herein. The placing of SACON during the daylight hours
of warm weat her shall be |imted by the maxi mum at nospheric tenperature and
wi nd velocity. The tenperature of SACON pl aced duri ng warm weat her shal

not exceed 85 degrees F. The mixing water and fine aggregates shall be
cooled, if necessary, to nmaintain a satisfactory placing tenperature. In
no case shall the placing tenperature exceed 95 degrees F. Wnd velocities
shall be Iimted to prevent blow ng dust fromcontaninating the naterials,
the SACON, or the forns.

.7 FI NI SHI NG

7.1 For med Surfaces

The formed surfaces of SACON shall be as smpoth and flat as the formork
except where |large protrusions may occur that shall be sanded or ground to
an even finish.

7.2 Unf ormed Sur f aces
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The unforned surfaces of SACON shall not be finished other than screeding
to a level surface. Any additional finishing to the surface nmay cause the
surface of the SACON to be excessively hard.

. 8 CURI NG AND PROTECTI ON

.8.1 Gener al

SACON shall be initially cured for a period not |less than 14 days with no
noverent, deform ng, or freezing tenperatures. Sides of forns that will be
reused may be renpved after 3 days. |Imediately after placenent, SACON

shal |l be protected fromprenmature drying extrenes in hot tenperatures and
hi gh wi nds, rapid tenperature changes, nechanical injury, and injury from
rain and flowing water. Air and forns in contact with SACON shall be

mai nt ai ned at a tenperature above freezing for the first day and at

temper atures above 0 degrees C for the remmi nder of a specified 14 day
curing period. Exhaust funmes from conbustion heating units shall be vented
to the outside of the enclosure and heaters and ducts shall be placed and
directed so as not to cause areas of overheating and drying of concrete
surfaces or to create fire hazards. Al materials and equi pment needed for
adequate curing and protection shall be available and at the site prior to
pl acing SACON. No fire or excessive heat shall be permitted near or in
direct contact with SACON at any tine. Curing shall be acconplished by any
of the foll owi ng nethods, or conbination thereof, as approved.

.8.2 Moi st Curi ng

SACON to be noist-cured shall be maintai ned continuously wet for the entire
14 day curing period. Wen wooden forns are left in place during curing,
they shall be kept wet at all tines. |If the forns are renoved before the
end of the curing period, curing shall be carried out as on unforned
surfaces, using suitable materials. Horizontal surfaces shall be cured by
pondi ng, by covering with a 2 in. mnimmthickness of continuously
saturated sand, or by covering wth waterproof paper, polyethyl ene sheet,
pol yet hyl ene-coated burlap or saturated burlap

.8.3 Menbrane Curi ng

The curing compound sel ected shall be conpatible with any subsequent paint,
roofing, waterproofing or flooring specified. Menbrane curing conpound
shal |l not be used on surfaces that are nmintained at curing tenperatures
with free steam Curing conpound shall be applied to forned surfaces

i Mmediately after the forns are renoved and prior to any patching or other
surface treatment except the cleaning of |oose sand, nortar, and debris
fromthe surface. Surfaces shall be thoroughly noistened with water and
the curing compound shall be applied to slab surfaces as soon as the

bl eedi ng wat er has di sappeared, with the tops of joints being tenporarily
seal ed to prevent entry of the conmpound and to prevent noisture |oss during
the curing period. Conpound shall be applied in a one-coat continuous
operation by mechani cal spraying equi pnent, at a uniform coverage in
accordance with the manufacturer's printed instructions. SACON surfaces
whi ch have been subjected to rainfall within 3 hours after curing conpound
has been applied shall be re-sprayed by the nethod and at the coverage
specified. Surfaces coated with curing conpound shall be kept free of foot
and vehicular traffic, and fromother sources of abrasion and contani nation
during the curing period.

9 ERECTI ON
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The SACON panels shall be constructed and erected as precast units. The
units shall be supported during tilting operations to avoid cracking.

-- End of Section --
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UFGS- 03410A (May 1998)
SECTI ON 03410A

PRECAST/ PRESTRESSED CONCRETE FLOCR AND ROCF UNI TS
05/ 98

PART 1 GENERAL
1.1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic

desi gnation only.
ACI | NTERNATI ONAL ( ACl)

ACl 318/ 318R (1995) Building Code Requirenents for
Structural Concrete and Commentary

AMVERI CAN VELDI NG SOCI ETY ( AWB)
AWS D1.1 (1998) Structural Welding Code - Steel
PRECAST/ PRESTRESSED CONCRETE | NSTI TUTE (PCl)
PClI MNL-116 (1985) Manual for Quality Control for
Pl ants and Production of Precast and

Prestressed Concrete Products

PClI MNL-120 (1992) PCl Design Handbook - Precast and
Prestressed Concrete

1.2 SUBM TTALS
CGovernment approval is required for submttals with a "G' designation;
submittals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office

that will review the submittal for the Governnent. The follow ng shall be
submitted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs
Precast/Prestressed Units; G

Detail drawi ngs shall consist of erection instructions and the
foll owi ng as appli cabl e:

a. Anchorage for work of other trades.
b. Anchorage to supporting construction, if required by the

desi gn.
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c. Headers for openings where additional structural work is
required.

d. Joints between units and between units and ot her
constructi on.

e. Reinforcing including prestressing steel details.
f. Pick-up points for handling units.

g. Mninmum concrete conpressive strengths at initia
prestress and 28 days, initial prestress to be applied, and
m ni mum r el ease strength.

h. Shoring, unless structural conputations are submitted
showi ng that all owabl e concrete stresses during the work will not
be exceeded when shoring is not used.

i. Layout plan and nenber identification marks.
SD- 03 Product Data
Precast/Prestressed Units; G

Conpl et e design anal ysis and | oad charts signed by a
pr of essi onal engi neer and in booklet formfor the units to be
furni shed. Analysis shall include nixture proportion; concrete
strength; stress cal cul ations; conpl ete canber cal cul ati on show ng
initial canber, estimated | ong term canber, and anticipated |ong
term canber and deflection. Design analysis shall indicate which
code the design was based on

SD- 06 Test Reports
Tests; G

Certified copies of test reports including all data and results
of tests perfornmed as required by PCl ML-116.

3 GENERAL REQUI REMENTS

Precast/prestressed units shall be produced under plant-controlled
conditions conformng to PCIl MNL-116 by a firmcertified under the PCl
Plant Certification Program and specializing in providing
precast/prestressed concrete floor and roof units and rel ated services.

.4 DESI GN

Design of units shall be perforned by structural analysis in accordance
with ACI 318/ 318R or PCI M\L-120 whi chever is customary with the
fabricator. Structural analysis shall include evaluations of the effects
of connections, holes, discontinuities, concentrated |oads, and joints.
Units shall be designed for the | oad conditions and spans indi cated and any
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addi ti onal |oads inposed by openings; work of other trades; concrete
topping indicated; and all |oading and restraining conditions from
fabrication, handling, and erection. The sumof the inmredi ate defl ection
due to live load and additional |ong-termdeflection shall not exceed the
deflection limtations indicated. The design shall conpensate for the

wei ght of the additional topping required by the canber in order to achieve
the m ni mum t oppi ng thickness used in the design

.5 HANDLI NG AND STORAGE

Units shall be cured prior to delivery to the jobsite. Units shall be
stored of f the ground and protected from soil age, marring, danage, or
overl oad. Stacked nmenbers shall be separated by battens across the ful
wi dt h at bearing points.

PART 2 PRODUCTS

2.

1 FABRI CATI ON

Fabrication of the units shall be in accordance with the requirenents of

PCI MNL-116. Units shall be nade available for inspection by the
Contracting Oficer at the manufacturer's plant. Shape of units shall be
hol | owcore slabs as indicated. Unit spans shall be as shown. Units shal
be fabricated within the dinensional tolerances given in PCI ML-116.
Inserts, anchor bolts, bearing plates, and other enbedded itens shall be

| ocated as required or indicated. Were required, units shall be nmarked to
facilitate sequential erection. Openings for nechanical and utility
systens and for architectural purpose shall be as shown. Prestressing
eccentricity and force applied shall be adjusted to the extent possible so
that the canber provided is the m ni num anount needed to produce an

approxi nate | evel slab after dead | oads are applied. Surfaces that will be
conceal ed fromview shall be free of surface holes over 1/2 inch in
diameter. Surfaces to receive subsequent applications other than painting
shal |l be suitable for the purpose intended and free of any coatings that
would interfere with adhesion or bond. Surfaces that will be painted or
exposed to view shall be snooth, free of formnarks, and shall have surface
bl em shes filled and finished to match adj oi ning concrete in color and
texture. Top surfaces which are to receive concrete topping shall be
roughened to a full anplitude of approximately 1/4 inch

.2 TESTS

Tests, as required by PCI M\L-116, shall be perfornmed by an i ndependent
testing laboratory or in the manufacturer's approved | aboratory if the
manuf acturer has a PCl certified plant with proof of current certification

PART 3 EXECUTI ON

3.

1 ERECTI ON

Erection shall be in accordance with the approved detail drawings. Field
wel di ng shall be in accordance with AWS D1.1. |Installation of equipnent
required by other trades shall be acconplished as the work progresses if
required by design. Field-cut openings for utilities penetrations will not
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be permitted unless recomrended by the nanufacturer and approved by the
Contracting O ficer. Bearing surfaces shall be |level and free from
irregularities. Irregularities in masonry bearing surfaces shall be

| evel ed as recommended by the manufacturer or with a stiff cement grout.
Grout shall be allowed to harden before installing the units. Units shal
be installed at right angles to bearings, drawn up tight w thout forcing or
di stortion, and with sides plunb. Slab ends shall be aligned. Underside
of slabs shall present true ceiling surface when the ceiling is exposed to
view. Wiere shown on approved detail draw ngs, the keyways between units
and ot her spaces shall be cleaned and filled solid with grout. G out that
may have seeped through to surfaces in spaces bel ow shall be renpved before
hardening. Joints in ceilings that will be exposed to view or painted
shal | be caul ked as specified in Section 07900 JO NT SEALI NG Erected
units shall be tenporarily covered until finish roofing is applied.

3.2 CONCRETE TOPPI NG

Concrete topping reinforced with welded wire fabric shall be applied to
tops of units continuous over the entire span. Wl ded wire fabric of the
size indicated shall be as specified in Section 03200 CONCRETE

REI NFORCEMENT. Tops of units shall be clean and free of any material that
woul d reduce adhesi on or bond. The concrete topping shall be a m ni num of
2 inches thick of 3,000 psi mnimum conpressive strength at 28 days.
Concrete materials, quality, placing, curing, and finishing shall be as
specified in Section 03300 CAST-I N PLACE STRUCTURAL CONCRETE

-- End of Section --
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SECTI ON 04200A

MASONRY
10/ 01

PART 1  GENERAL
1.1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.
ACI | NTERNATI ONAL ( ACl)
ACl SP-66 (1994) AClI Detailing Manua

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 82 (1997a) Steel Wre, Plain, for Concrete
Rei nf or cenent

ASTM A 153/ A 153M (2000) Zinc Coating (Hot-Dip) on Iron and
St eel Hardware

ASTM A 615/ A 615M (2000) Deforned and Plain Billet-Stee
Bars for Concrete Reinforcenent

ASTM C 67 (2000) Sanpling and Testing Brick and
Structural Cay Tile

ASTM C 90 (2000) Loadbearing Concrete Masonry Units

ASTM C 91 (1999) Masonry Cenent

ASTM C 270 (2000) Mortar for Unit Masonry

ASTM C 476 (1999) G out for Masonry

ASTM C 494/ C 494M (1999a) Chenical Adnmi xtures for Concrete

ASTM C 641 (1982; R 1998el) Staining Materials in

Li ght wei ght Concrete Aggregates

ASTM C 780 (2000) Preconstruction and Construction
Eval uation of Mortars for Plain and
Rei nforced Unit Masonry

ASTM C 1019 (2000) Sanpling and Testing G out

ASTM C 1072 (2000) Measurenent of Masonry Fl exura
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Bond Strength

ASTM D 2000 (1999) Rubber Products in Autonotive
Appli cations
ASTM D 2240 (2000) Rubber Property - Duroneter Hardness
ASTM D 2287 (1996a) Nonrigid Vinyl Chloride Polyner
and Copol yner Ml di ng and Extrusion
Conpounds

.2 SUBM TTALS

CGovernment approval is required for submttals with a "G' designation;
submittals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs
Masonry Work; G

Drawi ngs i ncludi ng plans, elevations, and details of wall
reinforcenment; details of reinforcing bars at corners and wall
i ntersections; offsets; tops, bottonms, and ends of walls; contro
and expansion joints; and wall openings. Bar splice |ocations
shall be shown. Drawi ngs shall be provided showi ng the |ocation
and | ayout of glass block units. Bent bars shall be identified
on a bendi ng diagram and shall be referenced and | ocated on the
drawi ngs. Wall dinensions, bar clearances, and wall openings
greater than one nasonry unit in area shall be shown. No approva
will be given to the shop drawi ngs until the Contractor certifies
that all openings, including those for nechanical and el ectrica
service, are shown. |f, during construction, additional masonry
openi ngs are required, the approved shop draw ngs shall be
resubmtted with the additional openings shown along with the
proposed changes. Location of these additional openings shall be
clearly highlighted. The mininumscale for wall elevations shal
be 1/4 inch per foot. Reinforcenent bending details shall conform
to the requirenents of ACl SP-66.

SD- 04 Sanpl es
Concrete Masonry Units (CWMJ)
Col or sanples of three stretcher units and one unit for each
type of special shape. Units shall show the full range of color
and texture.

Anchors, Ties, and Bar Positioners

Two of each type used.
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Expansi on-Joi nt Materi al
One piece of each type used.
Joi nt Rei nforcenent

One piece of each type used, including corner and wall
i ntersection pieces, showing at |least two cross wires.

I nsul ati on

One piece of board type insulation, not |less than 16 by 24 inches
in size, containing the |label indicating the rated perneance and
R-val ues.

SD- 06 Test Reports

Ef fl orescence Test
Field Testing of Mrtar
Field Testing of Gout
Prismtests

Masonry Cement
Fire-rated CMJ

Test reports from an approved i ndependent |aboratory. Test
reports on a previously tested naterial shall be certified as the
sanme as that proposed for use in this project.

Speci al | nspection

Copi es of mmsonry inspector reports.

SD-07 Certificates

Concrete Masonry Units (CWMJ)

Joi nt Rei nforcenent

Rei nforcing Steel Bars and Rods

Masonry Cenent

Mortar Admi xtures

Grout Admi xtures

Certificates of conpliance stating that the naterials neet the
speci fied requirenents.

1.3 OM TTED
1.4 DELI VERY, HANDLI NG, AND STORAGE

Materials shall be delivered, handled, stored, and protected to avoid
chi ppi ng, breakage, and contact with soil or contam nating naterial.

1.4.1 Masonry Units

Concrete masonry units shall be covered or protected fromincl ement weather.
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In addition, glass block units and prefaced concrete units shall be
stored with their finish surfaces covered. Prefabricated Iintels shall be
marked on top sides to show either the Iintel schedul e nunber or the nunber
and size of top and bottom bars.

.4.2 Rei nforcenent, Anchors, and Ties

Steel reinforcing bars, coated anchors, ties, and joint reinforcenent shal
be stored above the ground. Steel reinforcing bars and uncoated ties shal
be free of |loose m |l scale and rust.

. 4.3 Cenentitious Materials, Sand and Aggregates

Cenentitious and other packaged materials shall be delivered in unopened
containers, plainly narked and | abel ed with manufacturers' nanes and
brands. Cenentitious material shall be stored in dry, weathertight

encl osures or be conpletely covered. Cenent shall be handled in a nanner
that will prevent the inclusion of foreign naterials and danage by water or
danpness. Sand and aggregates shall be stored in a manner to prevent
contam nati on or segregation

PART 2 PRODUCTS

2.

2.

1 GENERAL REQUI REMENTS

The source of naterials which will affect the appearance of the finished
wor k shall not be changed after the work has started except with
Contracting O ficer's approval.

.2  OMTTED
.3  OMTTED
.4 CONCRETE MASONRY UNI TS (CMJ)

Hol | ow and solid concrete nasonry units shall conformto ASTM C 90. Cenent
shall have a |l ow al kali content and be of one brand.

.4.1 Aggr egat es

Li ght wei ght aggregates and bl ends of |ightweight and heavier aggregates in
proportions used in producing the units, shall conply with the follow ng
requi renents when tested for stain-producing iron conpounds in accordance
with ASTM C 641: by visual classification nmethod, the iron stain deposited
on the filter paper shall not exceed the "light stain" classification

. 4.2 Ki nds and Shapes

Units shall be nodular in size and shall include closer, janb, header
lintel, and bond beam units and speci al shapes and sizes to conplete the
work as indicated. Units used in exposed nmasonry surfaces in any one
buil ding shall have a uniformfine to mediumtexture and a uniform col or

5 OM TTED
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2.6 OM TTED
2.7 OM TTED
2.8 PRECAST CONCRETE | TEMS

Trim lintels, copings, splashblocks and door sills shall be factory-nade
units froma plant regularly engaged i n produci ng precast concrete units.
Unl ess ot herwi se indicated, concrete shall be 4,000 psi m ni num conform ng
to Section 03300 CAST-1 N PLACE STRUCTURAL CONCRETE using 1/2 inch to No. 4
nom nal - si ze coarse aggregate, and mninumrei nforcenent shall be the
reinforcement required for handling of the units. Cearance of 3/4 inch
shal | be nmaintai ned between reinforcenent and faces of units. Unless
precast-concrete itens have been subjected during manufacture to

satur at ed-steam pressure of at least 120 psi for at least 5 hours, the
itens, after casting, shall be either danp-cured for 24 hours or

steam cured and shall then be aged under cover for 28 days or |onger
Cast-concrete nenbers wei ghing over 80 pounds shall have built-in | oops of
gal vani zed wire or other approved provisions for lifting and anchori ng.
Units shall have beds and joints at right angles to the face, with sharp
true arises and shall be cast with drip grooves on the underside where
units overhang walls. Exposed-to-view surfaces shall be free of surface
voi ds, spalls, cracks, and chi pped or broken edges. Precast units
exposed-to-view shall be of uniform appearance and color. Unl ess ot herwi se
specified, units shall have a smooth dense finish. Prior to use, each item
shall be wetted and i nspected for crazing. |Itenms show ng evi dence of
dusting, spalling, crazing, or having surfaces treated with a protective
coating will be rejected.

2.8.1 Lintels
Precast lintels, unless otherw se shown, shall be of a thickness equal to
the wall and reinforced with two No. 4 bars for the full length. Top of
lintels shall be |abeled "TOP" or otherwi se identified and each linte
shall be clearly marked to show | ocation in the structure

2.8.2 Sills and Copi ngs
Sills and copings shall be cast with washes. Sills for wi ndows having
nmul | ions shall be cast in sections with head joints at nullions and a 1/4
inch allowance for nortar joints. The ends of sills, except a 3/4 inch
wi de margi n at exposed surfaces, shall be roughened for bond. Treads of
door sills shall have rounded nosings.

2.8.3 Spl ash Bl ocks

Spl ash bl ocks shall be as detailed. Reinforcenent shall be the
manuf acturer's standard.

2.9 OM TTED

2.10 MORTAR
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Mortar shall be Type S in accordance with the proportion specification of
ASTM C 270 except Type S cenment-line nortar proportions shall be 1 part
cenent, 1/2 part lime and 4-1/2 parts aggregate; when nasonry cenent ASTM C
91 is used the maximumair content shall be linted to 12 percent and
performance equal to cenent-lime nortar shall be verified. Verification of
masonry cenent performance shall be based on ASTM C 780 and ASTM C 1072.
Cenent shall have a low al kali content and be of one brand. Aggregates
shall be from one source

2.10.1 Adni xt ures

In cold weat her, a non-chloride based accel erating adm xture may be used
subj ect to approval. Accelerating adm xture shall be non-corrosive, shall
contain less than 0.2 percent chlorides, and shall conformto ASTM C 494/C
494M Type C.

2.11 GROUT

Grout shall conformto ASTM C 476. Cenent used in grout shall have a | ow
al kali content. G out slunp shall be between 8 and 10 i nches. G out shall
be used subject to the limtations of Table Ill. Proportions shall not be
changed and naterials with different physical or chemical characteristics
shall not be used in grout for the work unless additional evidence is
furni shed that the grout nmeets the specified requirenents.

2.11.1 Admi xt ures
In cold weat her, a non-chloride based accel erating adm xture may be used
subj ect to approval. Accelerating adm xture shall be non-corrosive, shall

contain less than 0.2 percent chlorides, and shall conformto ASTM C 494/C
494M Type C.

2.11.2 Grout Barriers

Grout barriers for vertical cores shall consist of fine nesh wire,
fiberglass, or expanded netal.

2.12 ANCHORS, TIES, AND BAR POSI TI ONERS
Anchors and ties shall be fabricated w thout drips or crinps and shall be
zinc-coated in accordance with ASTM A 153/ A 153M Cdass B-2. Steel wre
used for anchors and ties shall be fabricated fromsteel wire conformng to
ASTM A 82. Anchors and ties shall be sized to provide a mninum of 5/8 inch
nortar cover fromeither face.

2.12.1 Wre Mesh Ties
Wre nesh for tying 4 inch thick concrete nasonry unit partitions to other
i ntersecting nmasonry partitions shall be 1/2 inch nmesh of mininum 16 gauge
steel wire. Mnimmlengths shall be not |ess than 12 inches.

2.12.2 Val |l Ties

Wal |l ties shall be rectangul ar-shaped or Z-shaped fabricated of 3/16 inch
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di ameter zinc-coated steel wire. Rectangular wall ties shall be no Iless
than 4 inches wide. Wall ties may al so be of a continuous type conform ng
to paragraph JO NT REI NFORCEMENT. Adjustable type wall ties, if approved
for use, shall consist of two essentially U shaped el enments fabricated of
3/ 16 inch dianeter zinc-coated steel wire. Adjustable ties shall be of the
double pintle to eye type and shall allow a maxi mumof 1/2 inch
eccentricity between each elenment of the tie. Play between pintle and eye
openi ng shall be not nore than 1/16 inch. The pintle and eye el enents
shall be formed so that both can be in the sane pl ane.

2.12.3 Dovet ail Anchors

Dovetail anchors shall be of the flexible wire type, 3/16 inch dianeter
zinc-coated steel wire, triangular shaped, and attached to a 12 gauge or
heavi er steel dovetail section. These anchors shall be used for anchorage
of veneer wythes or conposite-wall facings extending over the face of
concrete columms, beans, or walls. Cells within vertical planes of these
anchors shall be filled solid with grout for full height of walls or
partitions, or solid units nmay be used. Dovetail slots are specified in
Section 03300 CAST-| N PLACE STRUCTURAL CONCRETE

2.12. 4 Adj ust abl e Anchors

Adj ust abl e anchors shall be 3/16 inch dianmeter steel wre,

triangul ar-shaped. Anchors attached to steel shall be 5/16 inch dianeter
steel bars placed to provide 1/16 inch play between flexible anchors and
structural steel nenbers. Spacers shall be welded to rods and col ums.
Equi val ent wel ded-on steel anchor rods or shapes standard with the

fl exi bl e-anchor manufacturer may be furni shed when approved. Welds shal
be cl eaned and given one coat of zinc-rich touch up paint.

2.12.5 Bar Positioners

Bar positioners, used to prevent displacenent of reinforcing bars during
the course of construction, shall be factory fabricated from9 gauge stee
wire or equivalent, and coated with a hot-di p gal vani zed finish. Not nore
than one wire shall cross the cell.

2.13 JOA NT REI NFORCEMENT

Joint reinforcenent shall be factory fabricated fromsteel w re conformng
to ASTM A 82, wel ded construction. Tack welding will not be acceptable in
rei nforcement used for wall ties. Wre shall have zinc coating conformng
to ASTM A 153/ A 153M Cass B-2. Al wires shall be a mninumof 9 gauge.
Rei nf orcenment shall be | adder type design, having one longitudinal wire in
the nortar bed of each face shell for hollow units and one wire for solid
units. Joint reinforcenent shall be placed a m nimumof 5/8 inch cover
fromeither face. The distance between crosswi res shall not exceed 16
inches. Joint reinforcenent for straight runs shall be furnished in flat
sections not less than 10 feet long. Joint reinforcenent shall be provided
with factory forned corners and intersections. |f approved for use, joint
rei nforcement nmay be furnished with adjustable wall tie features.

2.14 RElI NFORCI NG STEEL BARS AND RODS
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Rei nforcing steel bars and rods shall conformto ASTM A 615/ A 615M G ade
60.

.15 CONTRCL JO NT KEYS

Control joint keys shall be a factory fabricated solid section of natura

or synthetic rubber (or conbination thereof) conform ng to ASTM D 20000r

pol yvi nyl chloride conformng to ASTM D 2287. The material shall be
resistant to oils and solvents. The control joint key shall be provided
with a solid shear section not |less than 5/8 inchthick and 3/8 inch thick
flanges, with a tolerance of plus or minus 1/16 inch. The control joint
key shall fit neatly, but without forcing, in masonry unit janb sash
grooves. The control joint key shall be flexible at a tenperature of m nus
30 degrees F after five hours exposure, and shall have a duroneter hardness
of not less than 70 when tested in accordance with ASTM D 2240.

.16 EXPANSI ON- JO NT MATERI ALS

Backer rod and seal ant shall be adequate to accombdate joi nt conpression
equal to 50 percent of the width of the joint. The backer rod shall be
conpressi bl e rod stock of polyethylene foam pol yurethane foam butyl
rubber foam or other flexible, nonabsorptive material as reconmended by
t he seal ant manufacturer. Seal ant shall conformto Section 07900JO NT
SEALI NG

.17 OM TTED

.18 FLASHI NG

Fl ashing shall be as specified in Section 07600 SHEET METALWORK, GENERAL.

.19  WVEEP HOLE VENTI LATORS

Weephol e ventilators shall be prefabricated alum numgrill type vents
designed to prevent insect entry with nmaximumair entry. Ventilators shal
be sized to match nodul ar construction with a standard 3/8 inch nortar
joint.

PART 3 EXECUTI ON

3.

3.

3.

1 ENVI RONVENTAL REQUI REMENTS
1.1 Hot Weat her Installation

The foll owi ng precautions shall be taken if masonry is erected when the

anbient air tenperature is nore than 99 degrees F in the shade and the
relative humdity is less than 50 percent. All masonry materials shall be

shaded fromdirect sunlight; nortar beds shall be spread no nore than 4 feet
ahead of masonry; masonry units shall be set within one mnute of

spreading nortar; and after erection, masonry shall be protected from
direct exposure to wind and sun for 48 hours.

1.2 Col d Weat her Installation
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3.

Bef ore erecting masonry when anbi ent tenperature or nean daily air
tenperature falls bel ow 40 degrees F, a witten statenent of proposed cold
weat her construction procedures shall be submitted for approval. The

foll owi ng precautions shall be taken during all cold weather erection

.1.2.1 Preparation

Ice or snow formed on the masonry bed shall be thawed by the application of
heat. Heat shall be applied carefully until the top surface of the nmasonry
is dry to the touch. Sections of masonry deened frozen and danaged shal

be renobved before continuing construction of those sections.

a. Air Tenperature 40 to 32 Degrees F. Sand or mixing water shall be
heated to produce nortar tenperatures between 40 and 120 degrees F.

b. Air Tenperature 32 to 25 Degrees F. Sand and ni xi ng water shal
be heated to produce nortar tenperatures between 40 and 120
degrees F. Tenperature of nortar on boards shall be naintained
above freezing.

c. Air Tenperature 25 to 20 Degrees F. Sand and m xi ng wat er shal
be heated to provide nortar tenperatures between 40 and 120
degrees F. Tenperature of nortar on boards shall be naintained
above freezing. Sources of heat shall be used on both sides of
wal | s under construction. W ndbreaks shall be enpl oyed when w nd
is in excess of 15 nph.

d. Air Tenperature 20 Degrees F and below. Sand and mi xi ng water
shal | be heated to provide nortar tenperatures between 40 and 120
degrees F. Enclosure and auxiliary heat shall be provided to
mai ntain air tenperature above 32 degrees F. Tenperature of units
when laid shall not be |less than 20 degrees F.

.1.2.2 Conpl et ed Masonry and Masonry Not Bei ng Wrked On

a. Mean daily air tenperature 40 to 32 degrees F. Masonry shall be
protected fromrain or snow for 24 hours by covering with
weat her -resi stive menbrane.

b. Man daily air tenperature 32 to 25 degrees F. Masonry shall be
conpl etely covered with weather-resi stant nenbrane for 24 hours.

c. Mean Daily Air Tenperature 25 to 20 degrees F. Masonry shall be
conpletely covered with insulating blankets or equally protected
for 24 hours.

d. Mean Daily Tenperature 20 degrees F and Bel ow. Masonry
tenperature shall be maintained above 32 degrees F for 24 hours by
encl osure and suppl enentary heat, by electric heating bl ankets,
infrared heat |anps, or other approved nethods.

2 LAYl NG MASONRY UNI TS
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Masonry units shall be laid in running bond pattern. Facing courses shal
be | evel with back-up courses, unless the use of adjustable ties has been
approved in which case the tolerances shall be plus or mnus 1/2 inch

Each unit shall be adjusted to its final position while nortar is stil

soft and plastic. Units that have been disturbed after the nortar has
stiffened shall be renoved, cleaned, and relaid with fresh nortar. Air
spaces, cavities, chases, expansion joints, and spaces to be grouted shal
be kept free fromnortar and other debris. Units used in exposed nmasonry
surfaces shall be selected fromthose having the | east anpbunt of chi pped
edges or other inperfections detracting fromthe appearance of the finished
work. Vertical joints shall be kept plunb. Units being laid and surfaces
to receive units shall be free of water filmand frost. Solid units shal
be laid in a nonfurrowed full bed of nortar. Mrtar for veneer wythes
shal | be bevel ed and sl oped toward the center of the wthe fromthe cavity
side. Units shall be shoved into place so that the vertical joints are
tight. Vertical joints of brick and the vertical face shells of concrete
masonry units, except where indicated at control, expansion, and isolation

joints, shall be conpletely filled with nortar. Mrtar will be permtted
to protrude up to 1/2 inch into the space or cells to be grouted. Means
shal |l be provided to prevent nmortar fromdropping into the space below. In

doubl e wthe construction, the inner wthe nay be brought up not nore than
16 i nches ahead of the outer wthe. Collar joints shall be filled with
nortar or grout during the laying of the facing wthe, and filling shal

not lag the laying of the facing wthe by nore than 8 inches.

3.2.1 Surface Preparation

Surfaces upon which nasonry is placed shall be cleaned of laitance, dust,
dirt, oil, organic matter, or other foreign materials and shall be slightly
roughened to provide a surface texture with a depth of at least 1/8 inch
Sandbl asting shall be used, if necessary, to renpove |laitance from pores and
to expose the aggregate.

3.2.2 Forns and Shores

Fornms and shores shall be sufficiently rigid to prevent deflections which
may result in cracking or other danage to supported nasonry and
sufficiently tight to prevent |eakage of nortar and grout. Supporting
fornms and shores shall not be renoved in | ess than 10 days.

3.2.3 Concrete Masonry Units

Units in piers, pilasters, columms, starting courses on footings, solid
foundation walls, lintels, and beans, and where cells are to be filled with
grout shall be full bedded in nortar under both face shells and webs.

Q her units shall be full bedded under both face shells. Head joints shal
be filled solidly with nortar for a distance in fromthe face of the unit
not | ess than the thickness of the face shell. Foundation walls bel ow
grade shall be grouted solid. Janb units shall be of the shapes and sizes
to conformwith wall units. Solid units nmay be incorporated in the masonry
wor k where necessary to fill out at corners, gable slopes, and el sewhere as
approved. Double walls shall be stiffened at wall-nounted pl unbing
fixtures by use of strap anchors, two above each fixture and two bel ow each
fixture, located to avoid pipe runs, and extending fromcenter to center of
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be adequately reinforced for

support of wall-hung plunbing fixtures when chair carriers are not

speci fi ed.
3.2. 4 Ontted
3.2.5 Tol er ances

Masonry shall be laid plunmb, true to |line,
pattern shall be kept plunb throughout.
not ed ot herwi se.
units, masonry shal
unl ess ot herwi se noted):

TABLE 11
TOLERANCES

Variation fromthe plunb in the Iines
and surfaces of columms, walls and arises

with courses |evel.
Corners shal
Except for walls constructed of prefaced concrete nasonry
be laid within the follow ng tol erances (plus or

Bond
be square unl ess

m nus

In adj acent masonry units 1/8 inch
In 10 feet 1/4 inch
In 20 feet 3/ 8 inch
In 40 feet or nore 1/2 inch
Variations fromthe plunb for external corners,

expansi on joints, and other conspicuous |ines

In 20 feet 1/4 inch
In 40 feet or nore 1/2 inch
Variations fromthe level for exposed lintels,

sills, parapets, horizontal grooves, and other

conspi cuous |ines

In 20 feet 1/4 inch
In 40 feet or nore 1/2 inch
Variation fromlevel for bed joints and top

surfaces of bearing walls

In 10 feet 1/4 inch
In 40 feet or nore 1/2 inch
Variations from horizontal |ines

In 10 feet 1/4 inch
In 20 feet 3/ 8 inch
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TOLERANCES
In 40 feet or nore 1/ 2 inch

Variations in cross sectional dinmensions of
colums and in thickness of walls

M nus 1/4 inch
Pl us 1/ 2 inch

3.2.6 Cutting and Fitting

Full units of the proper size shall be used wherever possible, in lieu of
cut units. Cutting and fitting, including that required to acconmpdate the
wor k of others, shall be done by masonry mechani cs usi ng power nasonry
saws. Concrete masonry units nay be wet or dry cut. Wet cut units, before
being placed in the work, shall be dried to the sanme surface-dry appearance
as uncut units being laid in the wall. Cut edges shall be clean, true and
sharp. Openings in the masonry shall be nmade carefully so that wal

pl ates, cover plates or escutcheons required by the installation wll

conpl etely conceal the openings and will have bottons parallel with the
masonry bed joints. Reinforced masonry lintels shall be provided above
openi ngs over 12 inches wide for pipes, ducts, cable trays, and other wal
penetrations, unless steel sleeves are used.

3.2.7 Jointing
Joints shall be tooled when the nortar is thunbprint hard. Horizonta
joints shall be tooled last. Joints shall be brushed to renove all |oose
and excess nmortar. Mrtar joints shall be finished as follows:

3.2.7.1 Fl ush Joints

Joints in conceal ed masonry surfaces and joints at electrical outlet boxes
in wet areas shall be flush cut. Flush cut joints shall be nade by cutting

off the nortar flush with the face of the wall. Joints in unparged nmasonry
wal | s bel ow grade shall be pointed tight. Flush joints for architectural
units, such as fluted units, shall conpletely fill both the head and bed
joints.

3.2.7.2 Tool ed Joints

Joints in exposed exterior and interior masonry surfaces shall be tool ed
slightly concave. Joints shall be tooled with a jointer slightly |arger
than the joint width so that conplete contact is nade al ong the edges of
the unit. Tooling shall be performed so that the nortar is conpressed and
the joint surface is sealed. Jointer of sufficient length shall be used to
obtain a straight and true nortar joint.

3.2.7.3 Door and W ndow Frame Joints
On the exposed interior side of exterior frames, joints between franes and

abutting masonry walls shall be raked to a depth of 3/8 inch. On the
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exterior side of exterior frames, joints between franmes and abutting
masonry walls shall be raked to a depth of 3/8 inch

3.2.8 Joint Wdths
Joint widths shall be as foll ows:
3.2.8.1 Concrete Masonry Units

Concrete masonry units shall have 3/8 inch joints, except for prefaced
concrete masonry units.

3.2.9 Enbedded | tens

Spaces around built-in itens shall be filled with nortar. Openings around
flush-nount electrical outlet boxes in wet |ocations shall be pointed with
nortar. Anchors, ties, wall plugs, accessories, flashing, pipe sleeves and
other itens required to be built-in shall be enbedded as the nmasonry work
progresses. Anchors, ties and joint reinforcenent shall be fully enbedded
inthe nortar. Cells receiving anchor bolts and cells of the first course
bel ow bearing plates shall be filled with grout.

3.2.10 Unfi ni shed Work

Unfi ni shed work shall be stepped back for joining with new work. Toothing
may be resorted to only when specifically approved. Loose nortar shall be
renoved and the exposed joints shall be thoroughly cleaned before |aying
new wor K.

3.2.11 Masonry Wall Intersections

Each course shall be masonry bonded at corners and el sewhere as shown.
Masonry wal ls shall be anchored or tied together at corners and

i ntersections with bond beamreinforcenment and prefabricated corner or tee
pi eces of joint reinforcenent as shown.

3.2.12 Partitions

Partitions shall be continuous fromfloor to underside of floor or roof
deck where shown. Openings in firewalls around joists or other structura
nmenbers shall be filled as indicated or approved. Where suspended ceilings
on both sides of partitions are indicated, the partitions other than those
shown to be continuous nmay be stopped approxinmately 4 i nches above the
ceiling level. An isolation joint shall be placed in the intersection

bet ween partitions and structural or exterior walls as shown. Interior
partitions having 4 inch nominal thick units shall be tied to intersecting
partitions of 4 inch units, 5 inches into partitions of 6 inch units, and 7
inches into partitions of 8 inch or thicker units. Cells within vertica

pl ane of ties shall be filled solid with grout for full height of partition
or solid masonry units may be used. |Interior partitions having masonry
wal I s over 4 inches thick shall be tied together with joint reinforcenent.
Partitions containing joint reinforcement shall be provided with
prefabricated pieces at corners and intersections or partitions.
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3.3 OM TTED
3.4  WEEP HOLES

Weep hol es shall be provided not nore than 24 inches on centers in nortar
joints of the exterior wythe above wall flashing, over foundations, bond
beans, and any other horizontal interruptions of the cavity. Woep holes
shall be formed by placing short |engths of well-greased No. 10,5/16 inch
nom nal dianeter, braided cotton sash cord in the nortar and wi thdraw ng
the cords after the wall has been conpleted. Oher approved nethods nay be
used for providing weep holes. Wep holes shall be kept free of nortar and
ot her obstructions.

3.5 OM TTED
3.6 OM TTED
3.7 OM TTED
3.8 OM TTED
3.9 MORTAR

Mortar shall be mxed in a nechanically operated nortar mxer for at |east
3 mnutes, but not nore than 5 m nutes. Measurenent of ingredients for
nortar shall be by volune. Ingredients not in containers, such as sand,
shal | be accurately nmeasured by the use of neasuring boxes. Water shall be
mxed with the dry ingredients in sufficient anbunt to provide a workable
m xture which will adhere to the vertical surfaces of masonry units.

Mortar that has stiffened because of | oss of water through evaporation
shal |l be retenpered by adding water to restore the proper consistency and
workability. Mortar that has reached its initial set or that has not been
used within 2-1/2 hours after mxing shall be discarded.

3.10 REI NFORCI NG STEEL

Rei nf orcenment shall be cl eaned of |oose, flaky rust, scale, grease, nortar,
grout, or other coating which mght destroy or reduce its bond prior to
placing grout. Bars with kinks or bends not shown on the draw ngs shal

not be used. Reinforcenent shall be placed prior to grouting. Unless

ot herwi se indicated, vertical wall reinforcement shall extend to within 2

i nches of tops of walls.

3.10.1 Posi ti oning Bars

Vertical bars shall be accurately placed within the cells at the positions
i ndicated on the drawings. A mninmumclearance of 1/2 inch shall be

mai nt ai ned between the bars and nmasonry units. M ni num cl earance between
paral |l el bars shall be one diameter of the reinforcenent. Vertica
reinforcing may be held in place using bar positioners |ocated near the
ends of each bar and at internediate intervals of not nore than 192

di ameters of the reinforcenent. Colum and pilaster ties shall be wired in
position around the vertical steel. Ties shall be in contact with the
vertical reinforcenent and shall not be placed in horizontal bed joints.
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.10.2 Splices

Bars shall be | apped a m ni num of 48 dianeters of the reinforcenent.
Wel ded or nmechani cal connections shall devel op at | east 125 percent of the
specified yield strength of the reinforcenent.

11 JOA NT REI NFORCEMENT

Joint reinforcenent shall be installed at 16 inches on center or as

i ndicated. Reinforcenent shall be |apped not |ess than 6 inches.
Prefabricated sections shall be installed at corners and wal
intersections. The longitudinal wires of joint reinforcenent shall be

pl aced to provide not less than 5/8 inch cover to either face of the unit.

.12 PLACI NG GROUT

Cells containing reinforcing bars shall be filled with grout. Hollow
masonry units in walls or partitions supporting plunbing, heating, or other
nmechani cal fixtures, voids at door and wi ndow janbs, and other indicated
spaces shall be filled solid with grout. Cells under lintel bearings on
each side of openings shall be filled solid with grout for full height of
openings. Walls below grade, lintels, and bond beans shall be filled solid
with grout. Units other than open end units nay require grouting each
course to preclude voids in the units. Gout not in place within 1-1/2
hours after water is first added to the batch shall be discarded.
Sufficient tinme shall be allowed between grout lifts to preclude

di spl acenent or cracking of face shells of masonry units. |If blowouts,
flowouts, msalignment, or cracking of face shells should occur during
construction, the wall shall be torn down and rebuilt.

.12.1 Vertical Grout Barriers for Fully Grouted Walls

Grout barriers shall be provided not nore than 30 feet apart, or as
required, to limt the horizontal flow of grout for each pour

.12.2 Hori zontal Grout Barriers

Grout barriers shall be enbedded in nortar below cells of hollow units
recei ving grout.

.12.3 Grout Hol es and d eanouts
.12.3.1 Grout Hol es

Grouting holes shall be provided in slabs, spandrel beans, and ot her

i n-pl ace overhead construction. Holes shall be |ocated over vertica
reinforcing bars or as required to facilitate grout fill in bond beans.
Addi ti onal openings spaced not nore than 16 inches on centers shall be
provi ded where grouting of all hollow unit masonry is indicated. Qpenings
shall not be less than 4 inches in diameter or 3 by 4 inches in horizontal
di mensi ons. Upon conpl etion of grouting operations, grouting hol es shal
be pl ugged and finished to match surroundi ng surfaces.
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3.12.3.2 Cl eanouts for Hollow Unit Masonry Construction

Cl eanout hol es shall be provided at the bottom of every pour in cores
contai ning vertical reinforcenent when the height of the grout pour exceeds
5 feet. Were all cells are to be grouted, cleanout courses shall be
constructed using bond beamunits in an inverted position to permt
cleaning of all cells. deanout holes shall be provided at a nmaxi mum
spaci ng of 32 inches where all cells are to be filled with grout. A new
series of cleanouts shall be established if grouting operations are stopped
for nore than 4 hours. Ceanouts shall not be less than 3 by 4 inch

openi ngs cut fromone face shell. Mnufacturer's standard cutout units nay
be used at the Contractor's option. C eanout holes shall not be closed
until masonry work, reinforcement, and final cleaning of the grout spaces
have been conpleted and i nspected. For walls which will be exposed to

vi ew, cl eanout holes shall be closed in an approved manner to match
surroundi ng nmasonry.

3.12. 4 Grouti ng Equi pnent
3.12. 4.1 G out Punps

Punpi ng t hrough al um numtubes will not be permitted. Punps shall be
operated to produce a continuous stream of grout w thout air pockets,
segregation, or contam nation. Upon conpletion of each day's punping
waste materials and debris shall be renoved fromthe equi pnent, and
di sposed of outside the masonry.

3.12. 4.2 Vi brators

Internal vibrators shall nmmintain a speed of not |ess than 5,000 inpul ses
per mnute when subnerged in the grout. At |east one spare vibrator shal
be maintained at the site at all times. Vibrators shall be applied at
uniformy spaced points not further apart than the visible effectiveness of
the machine. Duration of vibration shall be limted to tine necessary to
produce satisfactory consolidation w thout causing segregation

3.12.5 Grout Pl acenent

Masonry shall be laid to the top of a pour before placing grout. G out
shall not be placed in two-wythe solid unit masonry cavity until nortar
joints have set for at |east 3 days during hot weather and 5 days during
cold danp weather. Grout shall not be placed in hollow unit masonry until
nortar joints have set for at |least 24 hours. Gout shall be placed using
a hand bucket, concrete hopper, or grout punp to conpletely fill the grout
spaces W t hout segregation of the aggregates. Vibrators shall not be
inserted into |lower pours that are in a sem-solidified state. The height
of grout pours and type of grout used shall be limted by the dinensions of
grout spaces as indicated in Table Ill. Lowlift grout nethods nay be used
on pours up to and including 5 feet in height. H gh-lift grout nethods
shal | be used on pours exceeding 5 feet in height.

3.12.5.1 Low Lift Method

Grout shall be placed at a rate that will not cause displacenent of the
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masonry due to hydrostatic pressure of the grout. Mbrtar protruding nore
than 1/2 inch into the grout space shall be renpved before begi nning the
grouting operation. Gout pours 12 inches or less in height shall be
consol i dated by nechanical vibration or by puddling. G out pours over 12
i nches in height shall be consolidated by nmechanical vibration and
reconsol i dated by nechanical vibration after initial water |oss and

settl enent has occurred. Vibrators shall not be inserted into | ower pours
that are in a sem-solidified state. Lowlift grout shall be used subject
tothe limtations of Table II1

3.12.5.2 Hgh-Lift Method

Mortar droppings shall be cleaned fromthe bottomof the grout space and
fromreinforcing steel. Mortar protruding nore than 1/4 inch into the
grout space shall be renpbved by dislodging the projections with a rod or
stick as the work progresses. Reinforcing, bolts, and enbedded connections
shall be rigidly held in position before grouting is started. CMJ units
shall not be pre-wetted. Gout, fromthe mxer to the point of deposit in
t he grout space shall be placed as rapidly as practical by punping and

pl aci ng nmet hods which will prevent segregation of the m x and cause a
m ni mum of grout splatter on reinforcing and masonry surfaces not being
i medi ately encased in the grout lift. The individual lifts of grout shal

be linmted to 4 feet in height. The first lift of grout shall be placed to
a uniformheight within the pour section and vibrated thoroughly to fill

all voids. This first vibration shall follow imediately behind the
pouring of the grout using an approved nechanical vibrator. After a

wai ting period sufficient to pernmit the grout to becone plastic, but before
it has taken any set, the succeeding |lift shall be poured and vibrated 12
to 18 inches into the preceding lift. |If the placing of the succeedi ng
lift is going to be del ayed beyond the period of workability of the
precedi ng, each lift shall be reconsolidated by reworking with a second

vi brator as soon as the grout has taken its settlenent shrinkage. The

wai ting, pouring, and reconsolidation steps shall be repeated until the top
of the pour is reached. The top |ift shall be reconsolidated after the
required waiting period. The high-lift grouting of any section of wal

bet ween vertical grout barriers shall be conpleted to the top of a pour in
one worki ng day unl ess a new series of cleanout holes is established and
the resulting horizontal construction joint cleaned. Hi gh-1ift grout shal
be used subject to the limtations in Table I11I.

TABLE |11
POUR HEI GHT AND TYPE OF GROUT FOR VARI QUS GROUT SPACE DI MENSI ONS

M ni mum Di nensi ons of the
Total Clear Areas Wthin G out

Maxi mum Spaces and Cells (in.) (1,2)
Grout Pour
Hei ght Grout Grouting Mul ti wyt he Hol | ow uni t
(feet) (4) Type Procedure Masonry (3) Masonry

1 Fi ne Low Lift 3/4 1-1/2 x 2
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TABLE 11

POUR HEI GHT AND TYPE OF GROUT FOR VARI QUS GROUT SPACE DI MENSI ONS

M ni mum Di nensi ons of the

Total Clear Areas Wthin G out
Maxi mum Spaces and Cells (in.) (1,2)
Grout Pour
Hei ght Gr out Grouting Mul ti wyt he Hol | ow uni t
(feet) (4) Type Procedure Masonry (3) Masonry
5 Fi ne Low Lift 2 2 x 3
8 Fi ne H gh Lift 2 2 x 3
12 Fi ne H gh Lift 2-1/2 2-1/2 x 3
24 Fi ne H gh Lift 3 3 x 3
1 Coar se Low Lift 1-1/2 1-1/2 x 3
5 Coar se Low Lift 2 2-1/2 x 3
8 Coar se H gh Lift 2 3 x 3
12 Coar se H gh Lift 2-1/2 3 x 3
24 Coar se H gh Lift 3 3 x 4
Not es:
(1) The actual grout space or cell dinension nust be larger than the
sum of the follow ng itens:
a) The required mni rum di nensions of total clear areas given in
t he tabl e above;
b) The width of any nortar projections within the space;
c) The horizontal projections of the dianeters of the horizontal
reinforcing bars within a cross section of the grout space or cell
(2) The m ni num di nensions of the total clear areas shall be nmade up
of one or nore open areas, with at | east one area being 3/4 inch
or greater in wdth.
(3) For grouting spaces between nmasonry wyt hes.
(4) Where only cells of hollow nmasonry units containing reinforcenent
are grouted, the naxi num hei ght of the pour shall not exceed the
di stance between horizontal bond beans.
3.13 BOND BEANMS

Bond beans shal
dr awi ngs.
retain the grout as required.
around corners,
ot herwi se indicated on the draw ngs.
continuity,
cl earance of 1/2 inch shal

interior

3. 14

be filled with grout and reinforced as indicated on the
barriers shall be installed under bond beamunits to

Rei nf orcement shal |l be continuous, including
except through control joints or expansion joints, unless
VWhere splices are required for

be | apped 48 bar dianeters. A mininmm

be mai ntai ned between reinforcenment and

G out

rei nf orcenent shal

faces of units.

CONTROL JA NTS
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Control joints shall be provided as indicated and shall be constructed by
using nortar to fill the head joint in accordance with the details shown on
the drawi ngs. Sash janb units shall have a 3/4 by 3/4 inch groove near the
center at end of each unit. The vertical nortar joint at control joint

| ocations shall be continuous, including through all bond beanms. This
shal | be accomplished by utilizing half blocks in alternating courses on
each side of the joint. The control joint key shall be interrupted in
courses containing continuous bond beamsteel. In single wthe exterior
masonry walls, the exterior control joints shall be raked to a depth of 3/4
i nch; backer rod and seal ant shall be installed in accordance with Section
07900 JO NT SEALI NG  Exposed interior control joints shall be raked to a
depth of 1/4 inch. Concealed control joints shall be flush cut.

3.15 OMTTED

3.16 OM TTED

3.17 LI NTELS

3.17. 1 Masonry Lintels
Masonry lintels shall be constructed with Iintel units filled solid with
grout in all courses and reinforced with a mninmumof two No. 4 bars in the
bottom course unl ess otherwi se indicated on the drawings. Linte
rei nforcement shall extend beyond each side of masonry opening 40 bar
di anmeters or 24 inches, whichever is greater. Reinforcing bars shall be
supported in place prior to grouting and shall be located 1/2 i nch above
the bottominside surface of the lintel unit.

3.17.2 Precast Concrete and Steel Lintels
Precast concrete and steel lintels shall be as shown on the draw ngs.
Lintels shall be set in a full bed of nmortar with faces plunmb and true.

Steel and precast lintels shall have a mninum bearing |length of 8 inches
unl ess ot herwi se indicated on the draw ngs.

3.18 SI LLS AND COPI NGS

Sills and copings shall be set in a full bed of nortar with faces plunb and
true.

3.19  ANCHORAGE TO CONCRETE AND STRUCTURAL STEEL

3.19.1 Anchorage to Concrete
Anchorage of masonry to the face of concrete colums, beans, or walls shal
be with dovetail anchors spaced not over 16 inches on centers vertically
and 24 inches on center horizontally.

3.19.2 Anchorage to Structural Stee
Masonry shall be anchored to vertical structural steel framng with

adj ustabl e steel wire anchors spaced not over 16 inches on centers
vertically, and if applicable, not over 24 inches on centers horizontally.
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3.

3.

3.

3.

20 OM TTED

21 OM TTED

22 SPLASH BLOCKS

Spl ash bl ocks shall be | ocated as shown.
23 PO NTI NG AND CLEANI NG

After nortar joints have attained their initial set, but prior to
hardeni ng, nortar and grout daubs or splashings shall be conpletely renoved
frommasonry-unit surfaces that will be exposed or painted. Before
conpletion of the work, defects in joints of masonry to be exposed or

pai nted shall be raked out as necessary, filled with nortar, and tooled to
match existing joints. |Imediately after grout work is conpleted, scum and
stai ns which have percol ated through the masonry work shall be renoved
using a high pressure streamof water and a stiff bristled brush. Msonry
surfaces shall not be cleaned, other than renoving excess surface nortar,
until nortar in joints has hardened. WMasonry surfaces shall be left clean
free of nmortar daubs, dirt, stain, and discoloration, including scum from
cl eaning operations, and with tight nortar joints throughout. Metal tools
and netal brushes shall not be used for cleaning.

.23.1 Concrete Masonry Unit and Concrete Brick Surfaces

Exposed concrete masonry unit and concrete brick surfaces shall be
dry-brushed at the end of each day's work and after any required pointing,
using stiff-fiber bristled brushes.

.24 OM TTED

. 25 PROTECTI ON

Facing materials shall be protected against staining. Top of walls shal

be covered w th nonstaining waterproof covering or nmenbrane when work is
not in progress. Covering of the top of the unfinished walls shal

continue until the wall is waterproofed with a conplete roof or parapet
system Covering shall extend a m ninmumof 2 feet down on each side of the
wal | and shall be held securely in place. Before starting or resuning, top
surface of masonry in place shall be cleaned of |oose nortar and foreign
mat eri al

. 26 TEST REPCRTS

.26.1 Field Testing of Mortar

At | east three specinmens of nmortar shall be taken each day. A layer of
nortar 1/2 to 5/8 inch thick shall be spread on the nasonry units and
allowed to stand for one mnute. The specinens shall then be prepared and
tested for conpressive strength in accordance with ASTM C 780.

3.26.2 Field Testing of G out
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Field sampling and testing of grout shall be in accordance with the
appl i cabl e provisions of ASTM C 1019. A nminimum of three speci nens of
grout per day shall be sanpled and tested. Each specinen shall have a
mnimumul ti mate conpressive strength of 2000 psi at 28 days.

3.26.3 Ef f1 orescence Test
Brick which will be exposed to weathering shall be tested for
ef florescence. Tests shall be schedul ed far enough in advance of starting
masonry work to permit retesting if necessary. Sanpling and testing shal
conformto the applicable provisions of ASTM C 67. Units neeting the
definition of "effloresced” will be subject to rejection

-- End of Section --
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UFGS- 05090A ( Sept enber 1998)

SECTI ON 05090A

VELDI NG, STRUCTURAL
09/ 98

PART 1 GENERAL

1

1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.
AMERI CAN | NSTI TUTE OF STEEL CONSTRUCTI ON ( Al SC)
Al SC ASD Spec S335 (1989) Specification for Structural Steel
Buil dings - Al owabl e Stress Design
Pl asti c Design
AMERI CAN SOCI ETY FOR NONDESTRUCTI VE TESTI NG ( ASNT)
ASNT RP SNT-TC- 1A (1996) Recommended Practice SNT-TC- 1A

AVERI CAN VELDI NG SOCI ETY ( AVS)

AVS A2. 4 (1998) Standard Synbols for Wl ding,
Brazi ng and Nondestructive Exam nation

AV A3.0 (1994) Standard Vel ding Ternms and
Definitions

AWS D1.1 (1998) Structural Welding Code - Stee

AWS Z749. 1 (1999) Safety in Wlding and Cutting and

Al lied Processes

.2 DEFI NI TI ONS

Definitions of welding terns shall be in accordance with AWS A3. 0.

.3 GENERAL REQUI REMENTS

The desi gn of wel ded connections shall conformto Al SC ASD Spec S335 unl ess
otherwi se indicated or specified. WMterial with welds will not be accepted
unl ess the welding is specified or indicated on the drawi ngs or otherw se
approved. Welding shall be as specified in this section, except where
addi ti onal requirenents are shown on the drawings or are specified in other
sections. Wlding shall not be started until welding procedures,

i nspectors, nondestructive testing personnel, welders, welding operators,
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and tackers have been qualified and the submittals approved by the
Contracting O ficer. Qualification testing shall be perforned at or near
the work site. Each Contractor perform ng welding shall maintain records
of the test results obtained in welding procedure, welder, welding
operator, and tacker performance qualifications.

1.4 SUBM TTALS

Government approval is required for submttals with a "G' designation
submittals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office
that will reviewthe submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 03 Product Data
Wel di ng Procedure Qualifications; G

Copi es of the welding procedure specifications; the procedure
qualification test records; and the welder, welding operator, or
tacker qualification test records.

SD- 06 Test Reports
Quality Control; G
A qual ity assurance plan and records of tests and inspections.
1.5 VEELDI NG PROCEDURE QUALI FI CATI ONS

Except for prequalified (per AW D1.1) and previously qualified procedures,
each Contractor perform ng welding shall record in detail and shall qualify
t he wel di ng procedure specification for any wel ding procedure followed in
the fabrication of weldnents. Qualification of welding procedures shal
conformto AWS D1.1 and to the specifications in this section. Copies of

t he wel di ng procedure specification and the results of the procedure
qualification test for each type of welding which requires procedure
qualification shall be submtted for approval. Approval of any procedure,
however, will not relieve the Contractor of the sole responsibility for
produci ng a finished structure neeting all the requirenents of these
specifications. This information shall be submtted on the forms in
Appendi x E of AW5 D1.1. Welding procedure specifications shall be
individually identified and shall be referenced on the detail draw ngs and
erection drawi ngs, or shall be suitably keyed to the contract drawings. In
case of conflict between this specification and AW D1.1, this

speci fication governs.

1.5.1 Previ ous Qualifications

Wel di ng procedures previously qualified by test may be accepted for this
contract without requalification if the follow ng conditions are net:

a. Testing was perforned by an approved testing |aboratory, technica
consul tant, or the Contractor's approved quality control organi zation
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b. The qualified welding procedure conforns to the requirenents of
this specification and is applicable to welding conditions encountered
under this contract.

c. The welder, welding operator, and tacker qualification tests
conformto the requirenents of this specification and are applicable to
wel di ng conditi ons encountered under this contract.

1.5.2 Prequal i fi ed Procedures

Wel di ng procedures which are considered prequalified as specified in AW
D1.1 will be accepted without further qualification. The Contractor shall
submit for approval a listing or an annotated drawing to indicate the
joints not prequalified. Procedure qualification shall be required for

t hese joints.

1.5.3 Ret est s

If welding procedure fails to neet the requirenents of AWS D1.1, the
procedure specification shall be revised and requalified, or at the
Contractor's option, welding procedure may be retested in accordance with
AWS D1.1. If the welding procedure is qualified through retesting, al
test results, including those of test welds that failed to neet the

requi renents, shall be submtted with the wel ding procedure.

1.6 WELDER, WELDI NG OPERATOR, AND TACKER QUALI FI CATI ON

Each wel der, wel ding operator, and tacker assigned to work on this contract
shall be qualified in accordance with the applicable requirenments of AWS
D1.1 and as specified in this section. Wl ders, welding operators, and
tackers who make acceptabl e procedure qualification test welds will be
considered qualified for the wel ding procedure used.

1.6.1 Previ ous Personnel Qualifications

At the discretion of the Contracting O ficer, welders, welding operators,
and tackers qualified by test within the previous 6 nonths nay be accepted
for this contract without requalification if all the follow ng conditions
are met:

a. Copies of the welding procedure specifications, the procedure
qualification test records, and the welder, welding operator, and tacker
qualification test records are subnmtted and approved in accordance with
the specified requirements for detail draw ngs.

b. Testing was performed by an approved testing | aboratory, technica
consul tant, or the Contractor's approved quality control organi zation

c. The previously qualified welding procedure conforns to the
requirenents of this specification and is applicable to wel ding conditions
encountered under this contract.

d. The welder, welding operator, and tacker qualification tests
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conformto the requirenents of this specification and are applicable to
wel di ng conditi ons encountered under this contract.

1.6.2 Certificates

Bef ore assigning any wel der, welding operator, or tacker to work under this
contract, the Contractor shall submt the nanmes of the welders, welding
operators, and tackers to be enployed, and certification that each
individual is qualified as specified. The certification shall state the
type of welding and positions for which the wel der, wel ding operator, or
tacker is qualified, the code and procedure under which the individual is
qualified, the date qualified, and the nane of the firmand person
certifying the qualification tests. The certification shall be kept on
file, and 3 copies shall be furnished. The certification shall be kept
current for the duration of the contract.

1.6.3 Renewal of Qualification

Requal i fication of a welder or welding operator shall be required under any
of the foll ow ng conditions:

a. It has been nore than 6 nonths since the welder or welding
operator has used the specific welding process for which he is qualified.

b. There is specific reason to question the welder or wel ding
operator's ability to nake welds that neet the requirenents of these
speci fications.

c. The welder or welding operator was qualified by an enpl oyer other
than those firns perform ng work under this contract, and a qualification
test has not been taken within the past 12 nonths. Records show ng peri ods
of enpl oynent, nane of enpl oyer where wel der, or welding operator, was |ast
enpl oyed, and the process for which qualified shall be submitted as
evi dence of confornance.

d. A tacker who passes the qualification test shall be considered
eligible to performtack welding indefinitely in the positions and with the
processes for which he is qualified, unless there is sonme specific reason
to question the tacker's ability. 1In such a case, the tacker shall be
required to pass the prescribed tack wel ding test.

1.7 I NSPECTOR QUALI FI CATI ON

I nspector qualifications shall be in accordance with AW D1. 1.
Nondestructive testing personnel shall be qualified in accordance with the
requi renents of ASNT RP SNT-TC-1A for Levels | or Il in the applicable
nondestructive testing nethod. The inspector may be supported by assistant
wel di ng i nspectors who are not qualified to ASNT RP SNT-TC 1A, and

assi stant inspectors nmay perform specific inspection functions under the
supervision of the qualified inspector

1.8 SYMBOLS

Synbol s shall be in accordance with AWS A2.4, unless otherw se indicated.
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1.9 SAFETY

Saf ety precautions during welding shall conformto AWS Z49. 1.
PART 2 PRODUCTS
2.1 VEELDI NG EQUI PMENT AND MATERI ALS

Al'l wel ding equi pnent, electrodes, welding wire, and fluxes shall be
capabl e of producing satisfactory welds when used by a qualified welder or
wel di ng operator performng qualified welding procedures. Al welding
equi pmrent and materials shall conmply with the applicable requirenents of
AWS D1. 1.

PART 3 EXECUTI ON
3.1  WELDI NG OPERATI ONS
3.1.1 Requi renent s

Wor kmanshi p and techni ques for wel ded construction shall conformto the
requi renents of AWS D1.1 and Al SC ASD Spec S335. Wen AWS D1.1 and the
Al SC ASD Spec S335 specification conflict, the requirements of AWS D1.1
shal | govern

3.1.2 I dentification
Wel ds shall be identified in one of the foll owi ng ways:

a. Witten records shall be subnmtted to indicate the | ocation of
wel ds made by each wel der, wel ding operator, or tacker

b. Each wel der, welding operator, or tacker shall be assigned a
nunber, letter, or synbol to identify welds nade by that individual. The
Contracting O ficer may require welders, welding operators, and tackers to
apply their synbol next to the weld by neans of rubber stanp, felt-tipped
mar ker wi th waterproof ink, or other nmethods that do not cause an
indentation in the netal. For seamwelds, the identification mark shall be
adjacent to the weld at 3 foot intervals. Identification with die stanps
or electric etchers shall not be all owed.

3.2 QUALI TY CONTRCL

Testing shall be done by an approved inspection or testing |aboratory or
technical consultant; or if approved, the Contractor's inspection and
testing personnel nmay be used instead of the comercial inspection or
testing laboratory or technical consultant. The Contractor shall perform
vi sual and ultrasonic, inspection to determ ne conformance w th paragraph
STANDARDS OF ACCEPTANCE. Procedures and techniques for inspection shall be
in accordance with applicable requirements of AWS D1.1, except that in

radi ographic inspection only filmtypes designated as "fine grain," or
"extra fine," shall be enpl oyed.
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3.

3 STANDARDS OF ACCEPTANCE

Di mensi onal tol erances for wel ded construction, details of welds, and
quality of welds shall be in accordance with the applicabl e requirenents of
AWS D1.1 and the contract drawi ngs. Nondestructive testing shall be by

vi sual inspection and ultrasonic methods. The m ni mrum extent of
nondestructive testing shall be random 25 percent of welds or joints.

.3.1 Nondestructi ve Exami nation
The wel di ng shall be subject to inspection and tests in the mll, shop, and
field. Inspection and tests in the mll or shop will not relieve the

Contractor of the responsibility to furnish weldnents of satisfactory
quality. Wen materials or workmanship do not conformto the specification
requi renents, the Governnent reserves the right to reject nmaterial or

wor kmanshi p or both at any tine before final acceptance of the structure
contai ning the wel dment .

.3.2 Destructive Tests

When net al | ographi ¢ speci nens are renmoved fromany part of a structure, the
Contractor shall nake repairs. The Contractor shall enploy qualified

wel ders or wel ding operators, and shall use the proper joints and wel di ng
procedures, including peening or heat treatment if required, to devel op the
full strength of the nmenbers and joints cut and to relieve residual stress.

.4 GOVERNMENT | NSPECTI ON AND TESTI NG

In addition to the inspection and tests perforned by the Contractor for
quality control, the Governnment will performinspection and testing for
acceptance to the extent determ ned by the Contracting Oficer. The costs
of such inspection and testing will be borne by the Contractor if
unsatisfactory welds are discovered, or by the Governnent if the welds are
sati sfactory. The work may be perforned by the Governnment's own forces or
under a separate contract for inspection and testing. The Governnent
reserves the right to perform suppl enental nondestructive and destructive
tests to determ ne conpliance wth paragraph STANDARDS OF ACCEPTANCE

.5 CORRECTI ONS AND REPAI RS

When inspection or testing indicates defects in the weld joints, the welds
shal |l be repaired using a qualified welder or welding operator as
applicable. Corrections shall be in accordance with the requirenents of
AWS D1.1 and the specifications. Defects shall be repaired in accordance
with the approved procedures. Defects discovered between passes shall be
repaired before additional weld nmaterial is deposited. Wherever a defect
is renoved and repair by welding is not required, the affected area shal
be bl ended into the surrounding surface to elimnate sharp notches,
crevices, or corners. After a defect is thought to have been renoved, and
before rewel ding, the area shall be exanined by suitable nethods to ensure
that the defect has been elinmnated. Repair welds shall neet the

i nspection requirenents for the original welds. Any indication of a defect
shal | be regarded as a defect, unless reeval uation by nondestructive

nmet hods or by surface conditioning shows that no unacceptable defect is
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present.

-- End of Section --

SECTI ON 05090a Page 8



Urban Assault Course Conpl ex, Fort Benning, GA

SECTI ON TABLE OF CONTENTS

DI VISION 05 - METALS

SECTI ON 05120A

STRUCTURAL STEEL

01/ 02

PART 1 GENERAL

>
4
w

[ N e

REFERENCES

GENERAL REQUI REMENTS
SUBM TTALS

STORACE

VEELDI NG | NSPECTCR

ab~hwnNPE

RT 2 PRODUCTS

ww

w

NNNNNNNDND

STRUCTURAL STEEL

1.1 Carbon Grade Steel

1.2 Hi gh-Strength Low Al |l oy Steel
STRUCTURAL TUBI NG
STEEL PI PE
OM TTED
H GH STRENGTH BOLTS AND NUTS
CARBON STEEL BOLTS AND NUTS
NUTS DI MENSI ONAL STYLE
WASHERS
PAI NT

EXECUTI ON

FABRI CATI ON

ERECTI ON
.1 Structural Connections
.2 Base Pl ates and Bearing Pl ates
.3 Field Primng

VELDI NG

wwwwN e
NDNDN

End of Section Table of Contents --

SECTI ON 05120a Page 1

DACA21- 03- R- 0022



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

UFGS- 05120A (January 2002)

SECTI ON 05120A

STRUCTURAL STEEL
01/ 02

PART 1  GENERAL

1.1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic

desi gnation only.

AMERI CAN | NSTI TUTE OF STEEL CONSTRUCTI ON ( Al SC)

Al SC ASD Manual (1989) Manual of Steel Construction
Al'l onabl e Stress Design

Al SC ASD/ LRFD Vol I (1992) Manual of Steel Construction Vol
I'1: Connections

Al SC Design Guide No. 10 (1989) Erection Bracing of Low Rise
Structural Steel Franes

Al SC FCD (1995a) Quality Certification Program

Al SC LRFD Vol | (1995) Manual of Steel Construction Load &

Resi st ance Factor Design, Vol I:
Structural Menbers, Specifications & Codes

Al SC LRFD Vol 11 (1995) Manual of Steel Construction Load &
Resi st ance Factor Design, Vol I1I:
Structural Menbers, Specifications & Codes

Al SC S303 (2000) Code of Standard Practice for Steel
Bui | di ngs and Bri dges

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 307 (2000) Carbon Steel Bolts and Studs, 60
000 PSI Tensile Strength

ASTM A 325 (2000) Structural Bolts, Steel, Heat
Treated, 120/105 ksi M ninum Tensil e
Strength

ASTM A 36/ A 36M (2000a) Carbon Structural Steel

ASTM A 490 (2000) Heat-Treated Steel Structural

Bolts, 150 ksi M nimum Tensile Strength
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ASTM A 500 (1999) Col d- Forned Wl ded and Seani ess
Carbon Steel Structural Tubing in Rounds
and Shapes

ASTM A 53/ A 53M (2001) Pipe, Steel, Black and Hot-D pped,
Zi nc- Coat ed, Wl ded and Seani ess

ASTM A 572/ A 572M (2000a) Hi gh-Strength Low Al |l oy
Col unbi um Vanadi um Structural Steel

ASTM A 6/ A 6M (2001) CGeneral Requirenents for Rolled
Structural Steel Bars, Plates, Shapes, and
Sheet Piling

ASTM F 844 (2000) Washers, Steel, Plain (Flat),
Unhar dened for General Use

ASTM F 959 (1999a) Conpressi bl e-Washer-Type Direct
Tension Indicators for Use with Structural
Fast eners

AVERI CAN VELDI NG SOCI ETY ( AVS)

AVS A2. 4 (1998) Standard Synbols for Wl ding,
Brazi ng and Nondestructive Exam nation

AWS D1.1 (2000) Structural Welding Code - Steel
ASME | NTERNATI ONAL ( ASME)

ASME B46. 1 (1995) Surface Texture (Surface Roughness,
Wavi ness, and Lay)

THE SOCI ETY FOR PROTECTI VE COATI NGS ( SSPC)

SSPC Pai nt 25 (1991) Red Iron Oxide, Zinc Oxide, Raw
Linseed G| and Al kyd Priner (Wthout Lead
and Chromate Pignments)

1.2 GENERAL REQUI REMENTS

Structural steel fabrication and erection shall be perforned by an

organi zati on experienced in structural steel work of equival ent nagnitude.
The Contractor shall be responsible for correctness of detailing,
fabrication, and for the correct fitting of structural nenbers.
Connections, for any part of the structure not shown on the contract

drawi ngs, shall be considered sinple shear connections and shall be
designed and detail ed in accordance with pertinent provisions of Al SC ASD
Manual and Al SC LRFD Vol 11. Substitution of sections or nodification of
connection details will not be accepted unl ess approved by the Contracting
Oficer. AISC ASD Manual and Al SC ASD/ LRFD Vol |l or AISC LRFD Vol | and
Al SC LRFD Vol 11l shall govern the work. Welding shall be in accordance
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with AWS D1.1; except that welding for critical applications shall be in
accordance with Section 05090A VELDI NG STRUCTURAL or paragraph VWELDI NG
Hi gh-strength bolting shall be in accordance with Al SC ASD Manual or Al SC
LRFD Vol 1.

1.3 SUBM TTALS
CGovernment approval is required for submttals with a "G' designation;
submittals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office

that will reviewthe submittal for the Governnent. The follow ng shall be
submitted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs

Structural Steel System G
Structural Connections; G

Shop and erection details including nenbers (with their
connections) not shown on the contract draw ngs. Wlds shall be
i ndi cated by standard wel di ng synbols in accordance with AW A2. 4.
SD- 03 Product Data
Erection; G
Prior to erection, erection plan of the structural steel franing
describing all necessary tenporary supports, including the
sequence of installation and renoval .
wel ding; G
WPS not prequalified.
WPS prequalified.
SD-07 Certificates
MIIl Test Reports; G
Certified copies of mll test reports for structural steel
structural bolts, nuts, washers and other related structural stee
itens, including attesting that the structural steel furnished
contains no less than 25 percent recycled scrap steel and neets
the requirenents specified, prior to the installation

Wel der Qualifications

Certified copies of welder qualifications test records show ng
qualification in accordance with AWS DI1. 1.

Wel di ng | nspector

Wel di ng I nspector qualifications.
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Fabri cati on

A copy of the AISC certificate indicating that the fabrication
pl ant neets the specified structural steelwork category.

1.4 STORACE

Material shall be stored out of contact with the ground in such manner and
location as will mnimze deterioration.

1.5 VEELDI NG | NSPECTOR
Wel di ng I nspector qualifications shall be in accordance with AWS D1.1
PART 2  PRODUCTS
2.1 STRUCTURAL STEEL
2.1.1 Carbon Grade Steel
Carbon grade steel shall conformto ASTM A 36/ A 36M
2.1.2 H gh-Strength Low Al |l oy Steel
Hi gh-strength lowalloy steel shall conformto ASTM A 572/ A 572M G ade 50.
2.2 STRUCTURAL TUBI NG
Structural tubing shall conformto ASTM A 500, Grade B.
2.3 STEEL PI PE
St eel pipe shall conformto ASTM A 53/ A 53M G ade B.
2.4 OM TTED
2.5 H GH STRENGTH BOLTS AND NUTS
Hi gh strength bolts shall conformto ASTM A 325, Type 1 with carbon steel
nuts conformng to ASTM A 563, Grade C or ASTM A 490, Type 1 with carbon
steel nuts confornmng to ASTM A 563, G ade DH.
2.6 CARBON STEEL BOLTS AND NUTS

Car bon steel bolts shall conformto ASTM A 307, Grade A with carbon steel
nuts confornmng to ASTM A 563, Grade A

2.7 NUTS DI MENSI ONAL STYLE

Carbon steel nuts shall be Heavy Hex style when used with ASTM A 307 bolts
or Heavy Hex style when used with ASTM A 325 or ASTM A 490 bolts.

2.8 WASHERS

SECTI ON 05120a Page 5



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

2.

Pl ai n washers shall conformto ASTM F 844. (Oher types, when required,
shall conformto ASTM F 959

9 PAI NT

Pai nt shall conformto SSPC Paint 25.

PART 3 EXECUTI ON

3.

1 FABRI CATI ON

Fabrication shall be in accordance with the applicable provisions of Al SC
ASD Manual . Fabrication and assenbly shall be done in the shop to the
greatest extent possible. The fabricating plant shall be certified under
the Al SC FCD for Category A structural steelwork. Conpression joints
dependi ng on contact bearing shall have a surface roughness not in excess
of 500 nmicro inches as deternined by ASME B46. 1, and ends shall be square
within the tolerances for mlled ends specified in ASTM A 6/ A 6M
Structural steelwork, except surfaces of steel to be encased in concrete,
surfaces to be field welded, surfaces to be fireproofed, and contact
surfaces of friction-type high-strength bolted connections shall be
prepared for painting in accordance with endorsement "P" of Al SC FCD and
primed with the specified paint.

.2 ERECTI ON

a: FErection of structural steel, except as indicated in itemb.
bel ow, shall be in accordance with the applicable provisions of
Al SC ASD Manual or AISC LRFD Vol |. FErection plan shall be
revi ewed, stanped and seal ed by a structural engineer |icensed by
the state in which the project is |ocated.

b. For lowrise structural steel buildings ( 60 feet tall or |ess and
a maxi mum of 2 stories), the erection plan shall conformto Al SC
S303 and the structure shall be erected in accordance wi thAl SC
Desi gn Guide No. 10

2.1 Structural Connections

Anchor bolts and other connections between the structural steel and
foundati ons shall be provided and shall be properly located and built into
connecting work. Field welded structural connections shall be conpl eted
before load is applied.

. 2.2 Base Pl ates and Bearing Pl ates

Col um base plates for colums and bearing plates for beans, girders, and
simlar menbers shall be provided. Base plates and bearing plates shall be
provided with full bearing after the supported nenbers have been pl unbed
and properly positioned, but prior to placing superinposed | oads. Separate
setting plates under columm base plates will not be permitted. The area
under the plate shall be danp-packed solidly with bedding nortar, except
where nonshrink grout is indicated on the drawings. Bedding nortar and
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grout shall be as specified in Section 03300 CAST-I| N PLACE STRUCTURAL
CONCRETE.

3.2.3 Field Primng
After erection, the field bolt heads and nuts, field welds, and any
abrasions in the shop coat shall be cleaned and prined with paint of the
sanme quality as that used for the shop coat.

3.3 VELDI NG
The contractor shall develop and submt the Welding Procedure
Specifications (WPS) for all welding, including welding done using
prequalified procedures. Prequalified procedures may be subnitted for
i nfornmati on only; however, procedures that are not prequalified shall be
subm tted for approval

-- End of Section --
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UFGS- 05500A (January 2002)
SECTI ON 05500A

M SCELLANEQUS METAL
01/ 02

PART 1 GENERAL

1

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.

ALUM NUM ASSOCI ATI ON ( AA)

AA DAF- 45 (1997) Designation System for Al um num
Fi ni shes

AMERI CAN NATI ONAL STANDARDS | NSTI TUTE ( ANSI)

ANSI Al4.3 (1992) Ladders - Fixed - Safety
Requi renent s

AMERI CAN SCCI ETY FOR TESTI NG AND MATERI ALS ( ASTM

ASTM A 123/ A 123M (2001) Zinc (Hot-Di p Gal vani zed) Coati ngs
on Iron and Steel Products

ASTM A 36/ A 36M (2000a) Carbon Structural Stee

ASTM A 53/ A 53M (2001) Pipe, Steel, Black and Hot-D pped,

Zi nc- Coat ed, Wl ded and Seani ess

ASTM A 653/ A 653M (2000) Steel Sheet, Zinc-Coated
(Gl vani zed) or Zinc-lron All oy-Coated
(Gl vanneal ed) by the Hot-Di p Process

ASTM A 924/ A 924M (1999) General Requirenents for Stee
Sheet, Metallic-Coated by the Hot-Dip
Process

AMERI CAN WELDI NG SOCI ETY ( AWS)
AWS D1.1 (2000) Structural Welding Code - Stee
NATI ONAL FI RE PROTECTI ON ASSOCI ATI ON ( NFPA)

NFPA 211 (2000) Chi meys, Fireplaces, Vents, and
Sol id Fuel -Burning Appliances

U S. GENERAL SERVI CES ADM NI STRATI ON ( GSA)
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1.

CID A-A-344 (Rev B) Lacquer, Cear doss, Exterior,
Interior

2 SUBM TTALS

CGovernment approval is required for submttals with a "G' designation;
submittals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office
that will reviewthe submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs
M scel | aneous Metal Itenms; G
Detail drawi ngs indicating material thickness, type, grade, and
cl ass; dinensions; and construction details. Draw ngs shal

i nclude catalog cuts, erection details, manufacturer's descriptive
data and installation instructions, and tenpl ates.

.3 GENERAL REQUI REMENTS

The Contractor shall verify all neasurements and shall take all field
nmeasur enents necessary before fabrication. Wlding to or on structura
steel shall be in accordance with AW D1.1. |Itens specified to be

gal vani zed, when practicable and not indicated otherw se, shall be hot-dip
gal vani zed after fabrication. Galvanizing shall be in accordance with ASTM
A 123/ A 123M ASTM A 653/ A 653M or ASTM A 924/ A 924M as applicable.
Exposed fastenings shall be conpatible nmaterials, shall generally match in
color and finish, and shall harnonize with the material to which fastenings
are applied. WMaterials and parts necessary to conplete each item even

t hough such work is not definitely shown or specified, shall be included.
Poor nmatching of holes for fasteners shall be cause for rejection
Fast eni ngs shall be conceal ed where practicable. Thickness of netal and
details of assenbly and supports shall provide strength and stiffness.

Joi nts exposed to the weather shall be formed to exclude water

.4 DI SSI M LAR MATERI ALS

Where dissimilar netals are in contact, or where aluminumis in contact
with concrete, nmortar, masonry, wet or pressure-treated wood, or absorptive
materials subject to wetting, the surfaces shall be protected with a coat
of bitum nous paint or asphalt varnish.

.5 VORKMANSHI P

M scel | aneous netal work shall be well forned to shape and size, with sharp
lines and angles and true curves. Drilling and punching shall produce
clean true lines and surfaces. Welding shall be continuous al ong the
entire area of contact except where tack welding is pernmtted. Exposed
connections of work in place shall not be tack wel ded. Exposed wel ds shall
be ground snooth. Exposed surfaces of work in place shall have a snmpoth
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finish, and unl ess otherw se approved, exposed riveting shall be flush.
Where tight fits are required, joints shall be mlled. Corner joints shal
be coped or mitered, well formed, and in true alignment. Wrk shall be
accurately set to established |ines and el evations and securely fastened in
place. Installation shall be in accordance w th nanufacturer's
installation instructions and approved draw ngs, cuts, and details.

.6 ANCHORAGE

Anchor age shall be provided where necessary for fastening niscellaneous
netal items securely in place. Anchorage not otherw se specified or

i ndi cated shall include slotted inserts nmade to engage with the anchors,
expansi on shields, and power-driven fasteners when approved for concrete;
toggle bolts and through bolts for nasonry; nmachine and carriage bolts for
steel; and lag bolts and screws for wood.

.7 ALUM NUM FI NI SHES

Unl ess ot herwi se specified, alum numitens shall have standard m Il finish.
The thickness of the coating shall be not |ess than that specified for
protective and decorative type finishes for itens used in interior

| ocations or architectural Class | type finish for itens used in exterior

| ocations in AA DAF-45. |Itens to be anodi zed shall receive a polished
satin finish. Al umnumsurfaces to be in contact with plaster or concrete
during construction shall be protected with a field coat conformng to CID
A- A- 344,

. 8 SHOP PAI NTI NG

Surfaces of ferrous netal except gal vani zed surfaces, shall be cleaned and
shop coated with the manufacturer's standard protective coating unless

ot herwi se specified. Surfaces of itens to be enbedded in concrete shal

not be painted. Itens to be finish painted shall be prepared according to
manuf acturer's recommendati ons or as specified.

PART 2 PRODUCTS

2.

1 ACCESS DOORS AND PANELS

Doors and panels shall be flush type unless otherw se indicated. Franes
for access doors shall be fabricated of not lighter than 16 gauge stee

with welded joints and finished with anchorage for securing into
construction. Access doors shall be a mninmumof 14 by 20 inches and of
not lighter than 14 gauge steel, with stiffened edges, conplete with
attachments. Access doors shall be hinged to frame and provided with a
flush face, screw driver operated |latch. Exposed netal surfaces shall have
a shop applied prinme coat.

.2 VENTS

Vents shall be designed and constructed in accordance with NFPA 211

Unl i ned stacks shall be constructed of black-steel plates not |ess than

3/ 16 inchthick conformng to ASTM A 36/ A 36M Seans and joints shall be
wel ded, except that an angle flange shall be provided for connection to the
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boi |l er, other equi pnent, and stack support.
2.3 OM TTED
2.4 OM TTED
2.5 OM TTED
2.6 OM TTED
2.7 Pl PE GUARDS

Pi pe guards shall be heavy duty steel pipe conformng to ASTM A 53/ A 53M
Type E or S, weight STD, black finish.

2.8 OM TTED

2.9 OM TTED

2.10 OM TTED

2.11 OM TTED

2.12 OM TTED

2.13 OM TTED

2.14 HANDRAI LS
Handrails shall be designed to resist a concentrated | oad of 200 pounds in
any direction at any point of the top of the rail or 20 pounds per foot
applied horizontally to top of the rail, whichever is nore severe.

2.14. 1 Steel Handrails, Including Carbon Steel Inserts
Steel handrails, including inserts in concrete, shall be steel pipe
conforming to ASTM A 53/A 53M Steel railings shall be 1-1/2 inch nom nal

size. Railings shall be shop painted. Pipe collars shall be steel

a. Joint posts, rail, and corners shall be fabricated by one of the
fol |l owi ng net hods:

(1) Flush type rail fittings of comrercial standard, wel ded and
ground snmooth with railing splice | ocks secured with 3/8 inch
hexagonal recessed-head setscrews.

(2) Mtered and welded joints by fitting post to top rail and
internmediate rail to post, mitering corners, groove wel ding
joints, and grinding snooth. Railing splices shall be butted and
reinforced by a tight fitting interior sleeve not |less than 6

i nches | ong.

(3) Railings may be bent at corners in lieu of jointing, provided
bends are nade in suitable jigs and the pipe is not crushed.
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b. Renovabl e sections, toe-boards, and brackets shall be provided as
i ndi cat ed.

2.15 OM TTED
2.16 LADDERS

Ladders shall be steel or alum num fixed rail type in accordance with ANS|
Al4. 3.

2.17 OM TTED

2.18 OMTTED

2.19 M SCELLANEQUS
M scel | aneous pl ates and shapes for itens that do not forma part of the
structural steel framework, such as lintels, sill angles, mscellaneous
nounti ngs, and franes, shall be provided to conplete the work.

2.20 OMTTED

2.21 OM TTED

2.22 OM TTED

2.23 OM TTED

2.24 OMTTED

2.25 OMTTED

2.26 STEEL STAI RS
Steel stairs shall be conmplete with structural or fornmed channel stringers,
steel plate treads and risers, |andings, columms, handrails, and necessary
bolts and other fastenings as indicated. Structural steel shall conformto
ASTM A 36/ A 36M Stairs and accessories shall be steel.

2.27 STEEL DOOR FRAMES
Steel door franmes built fromstructural shapes shall be neatly mtered and
securely welded at the corners with all welds ground snooth. Janbs shall
be provided with 2 by 1/4 by 12 inch bent, adjustable netal anchors spaced
not over 2 feet 6 inches on centers. Provision shall be nmade to stiffen
the top nmenber for all spans over 3 feet. Continuous door stops shall be
made of 1-1/2 by 5/8 inch bars.

PART 3 EXECUTI ON

3.1 GENERAL | NSTALLATI ON REQUI REMENTS

Al items shall be installed at the |ocations shown and according to the
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manuf acturer's recommendations. |Itens |isted bel ow require additional
procedures as specified.

3.2 OM TTED

3.3 OM TTED

3.4 OMTTED

3.5 OMTTED

3.6 OM TTED

3.7  ATTACHMENT OF HANDRAI LS
Toeboards and brackets shall be installed where indicated. Splices, where
required, shall be nade at expansion joints. Renpovable sections shall be
installed as indicated.

3.7.1 Installation of Steel Handrails
Installation shall be in pipe sleeves enbedded in concrete and filled with
nolten | ead or sul phur with anchorage covered with standard pi pe collar
pi nned to post and nmasonry w th expansi on shields and bolts or toggle
bolts.. Rail ends shall be secured by steel pipe flanges through-bolted to
a back plate or by 1/4 inch lag bolts to studs or solid backing.

3.8 OMTTED

3.9 OM TTED

3.10 OMTTED

3.11 OM TTED

3.12 OM TTED

3.13 OM TTED

3.14 DOOR FRAMES
Door frames shall be secured to the floor slab by neans of angle clips and
expansi on bolts. Continuous door stops shall be welded to the franme or tap
screwed with countersunk screws at no nore than 18 inch centers, assuring
in either case full contact with the franme. Any necessary reinforcenents
shall be nade and the frames shall be drilled and tapped as required for

har dwar e.

-- End of Section --
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UFGS- 06100A (February 2002)
SECTI ON 06100A

ROUGH CARPENTRY
02/ 02

PART 1 GENERAL
1.1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.
AMERI CAN FOREST & PAPER ASSCCI ATI ON ( AF&PA)
AF&PA TO1 (1991; Supple 1993; Addenda Apr 1997
Suppl e T02) Nati onal Design Specification
for Whod Construction

AF&PA T11 (1988) Manual for Wod Frame Construction
* %

AMERI CAN | NSTI TUTE OF Tl MBER CONSTRUCTI ON (Al TC)

Al TC 111 (1979) Recommended Practice for Protection
of Structural dued Lam nated Ti nber
During Transit, Storage and Erection

Al TC 190.1 (1992) Wbod Products - Structural d ued
Lam nat ed Ti nber

Al TC TC Manual (1994) Ti nber Construction Manual
AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 307 (2000) Carbon Steel Bolts and Studs, 60
000 PSI Tensile Strength

ASTM D 3498 (1999) Standard Specification for
Adhesi ves for Field-d uing Plywod to
Lunber Framing for Floor Systens

ASTM E 154 (1988; R 1999) Water Vapor Retarders Used
in Contact with Earth Under Concrete
Sl abs, on Walls, or as G ound Cover

ASTM E 96 (2000) Water Vapor Transni ssion of
Materi al s
ASTM F 547 (1977; R 1995) Definitions of Terns

Relating to Nails for Use with Wod and
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Wod- Based Material s
AMERI CAN WOOD- PRESERVERS' ASSOCI ATI ON ( AWPA)

AVWPA C2 (2000) Lunber, Tinber, Bridge Ties and
M ne Ties - Preservative Treatnent by
Pressure Processes

AVWPA C9 (1997) Plywood - Preservative Treatnment by
Pressure Processes

AVWPA M4 (1999) Standard for the Care of
Preservati ve- Treated Whod Products

AVWPA P5 (2000) Standards for Waterborne
Preservatives

APA - THE ENG NEERED WOOD ASSOCI ATI ON ((APA)

APA EW5 R540C (1996) Builder Tips Proper Storage and
Handl i ng of d ul am Beans

APA EW5 T300C (1997) Technical Note d ul am Connection
Details

APA PRP- 108 (1980; Rev Jan 1996) Perfornmance Standards

and Policies for Structural -Use Panel s
FACTORY MUTUAL ENG NEERI NG AND RESEARCH (FM

FM LPD 1-49 (1995) Loss Prevention Data Sheet -
Peri neter Fl ashing

SOQUTHERN PI NE | NSPECTI ON BUREAU ( SPI B)

SPI B Rul es (1994; Supple 8 thru 11) Standard G adi ng
Rul es for Southern Pine Lunber

TRUSS PLATE | NSTI TUTE (TPI)
TPl 1 (1995; Errata) National Design Standard
for Metal Pl ate-Connected Wod Truss

Construction and Commentary; and Appendi x 1

TPI H B (1991) Handling, Installing and Bracing of
Metal Pl ate Connected Wod Trusses

U. S. DEPARTMENT OF COWMVERCE ( DOC)
PS-1 (1995) Construction and I ndustrial Plywood

PS- 2 (1993) Whod-Base Structural -Use Panel s
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1.

2 SUBM TTALS

CGovernment approval is required for submttals with a "G' designation;
submittals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs

Structural Wod Menbers; G
Installation of Fram ng; G

Drawi ngs of structural |ani nated nenbers, fabricated wood
trusses, engi neered wood joists and rafters, and other fabricated
structural nenbers indicating naterials, shop fabrication, and
field erection details; including nethods of fastening.

Nailers and Nailing Strips

Drawi ngs of field erection details, including materials and
met hods of fastening nailers in conformance with Factory Mitual
wind uplift rated systens specified in other Sections of these
speci fications.

SD- 03 Product Data

Structural Wod Menbers; G

Desi gn anal ysis and cal cul ations of structural | am nated
menbers, fabricated wood trusses, and other fabricated structural
menbers showi ng design criteria used to acconplish the applicable
anal ysi s.

Product Installations

Li st containing nane and | ocation of successful installation of
simlar type of fabricated structural nenbers specified herein.

SD-07 Certificates

Gradi ng and Marki ng
Manufacturer's certificates (approved by an Anerican Lunber

St andar ds approved agency) attesting that |unber and material not
normal Iy grade narked neet the specified requirenents.
Certificate of Inspection for grade marked material by an Anerican
Lunber Standards Conmittee (ALSC) recogni zed i nspection agency
prior to shipnent.

I nsul ati on

Certificate attesting that the cellul ose, perlite, glass and
m neral fiber,glass mat gypsum roof board, polyurethane, or
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pol yi socyanurate insul ation furnished for the project contains
recovered nmaterial, and showi ng an esti mated percent of such
recovered materi al

1.3 DELI VERY AND STORAGE

Materials shall be delivered to the site in undamaged condition, stored off
ground in fully covered, well ventilated areas, and protected from extrene
changes in tenperature and humdity. Lam nated tinber shall be handl ed and
stored in accordance with AITC 111 or APA EWS R540C.

PART 2 PRODUCTS

2.1 LUVBER AND SHEATHI NG
2.1.1 Gradi ng and Marki ng
2.1.1.1 Lunber Products

Solid sawn and finger-jointed |unmber shall bear an authorized gradestanp or
grademar k recogni zed by ALSC, or an ALSC recogni zed certification stanp,
mark, or hammerbrand. Surfaces that are to be exposed to view shall not
bear gradenarks, stanps, or any type of identifying nark. Hamer narKking
will be pernmitted on tinmbers when all surfaces will be exposed to view

2.1.1.2 Fabricated Structural Menbers

Wyod trusses shall be fabricated in accordance with TPl 1. Lam nated
timbers shall be marked with a quality mark indicating confornance to Al TC
190.1. Engi neered wood joists and rafters shall be fabricated using an
approved quality control systemto neet specified requirenents.

2.1.1.3 Pl ywood and O her Sheat hi ng Products

Materials shall bear the grademark or other identifying marks indicating
grades of material and rules or standards under which produced, including
requirenents for qualifications and authority of the inspection

organi zation. Except for plywod and wood structural panels, bundle
marking will be permitted in lieu of marking each individual piece.
Surfaces that are to be exposed to view shall not bear grademarks or ot her
types of identifying marks.

2.1.2 Si zes
Lunber and material sizes shall conformto requirements of the rules or
st andards under which produced. Unless otherw se specified, |unber shal
be surfaced on four sides. Unless otherw se specified, sizes indicated are
nom nal sizes, and actual sizes shall be within manufacturing tol erances
al l owed by the standard under which the product is produced.
2.1.3 Tr eat ment

Exposed areas of treated wood that are cut or drilled after treatnent shal
receive a field treatnment in accordance with AWPA MA. Itens of all-heart

SECTI ON 06100a Page 6



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

material of cedar, cypress, or redwood will not require preservative
treatment, except when in direct contact with soil. Except as specified
for all-heart naterial of the previously nmentioned species, the follow ng
itens shall be treated

a. Wod nmenbers in contact with or within 18 inches of soil

b. Whod nmenbers in contact with water

c. Whod nenbers exposed to the weather and those used in roofing
systenms or as nailing strips or nailers over fiberboard or gypsum board
wal | sheathing as a base for wood siding.

d. Wod nenmbers set into concrete regardless of |ocation, including
flush-wi t h-deck wood nailers for roofs.

e. Wod nmenbers in contact with concrete that is in contact with soi
or water or that is exposed to weather.

2.1.3.1 Lunber and Ti nbers

Lunber and tinbers shall be treated in accordance with AWPA C2 with
wat er borne preservatives listed in AWPA P5 to a retention |evel as follows:

a. 0.25 pcf intended for above ground use.
b. 0.40 pcf intended for ground contact and fresh water use.
2.1.3.2 Pl ywood

Pl ywood shall be treated in accordance with AWPA C9 wi th wat er borne
preservatives listed in AWPA P5 to a retention level as follows:

a. 0.25 pcf intended for above ground use.
b. 0.40 pcf intended for ground contact and fresh water use.
2.1.4 Mbi st ure Cont ent

At the tinme lunber and other materials are delivered and when installed in
the work their noisture content shall be as foll ows:

a. Treated and Untreated Lunber Except Roof Planking: 4 inches or
| ess, nom nal thickness, 19 percent naximum 5 inches or nore, nonina
t hi ckness, 23 percent naximumin a 3 inch perineter of the tinber
cross-section.

b. Roof Planking: 15 percent naxinmm

c. Materials G her Than Lunber: |In accordance with standard under
whi ch product is produced.

2.1.5 OM TTED
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2.

1.6 Structural Wod Menbers

Speci es and grades shall be as listed in AF&PA TO1l. Structural |unber used
in fabrication of bolted trusses and other fabricated structural menbers
for engi neered uses, except |ani nated nenbers, shall have all owabl e design
val ues of 1050 psi in bending; 700 psi in tension parallel to the grain
300 psi in conpression perpendicular to the grain; 300 psi in conpression
parallel to the grain; 60 psi in horizontal shear; and a nodul us of
elasticity of 1,200,000 psi. Joists, rafters including trussed type,

decki ng, and headers shall have design val ues of 1,200 psi in bending for
repetitive nmenber uses. Design of menbers and fastenings shall conformto
Al TC TC Manual. Oher stress graded or dinensioned itens such as bl ocking,
carriages, and studs shall be No. 2 grade.

.1.6.1 Trussed Rafters

As an option to standard rafters, trussed rafters nay be provided. The
design shall be as indicated. Connections shall be nade with |ight-netal
pl at e-connectors. Light-netal -pl ate-connected wood trusses shall be
designed and fabricated in confornmance with TPl 1. Wen new plate
configuration is proposed, |load testing of trusses is required and shal
conformto Appendix D of TPl 1.

.1.6.2 Ontted

.1.6.2 Engi neered Wod Joists and Rafters

As an option to standard rafters, engineered wood joists and rafters may be
provi ded. Engineered wood rafters shall be wood |-joists manufactured in
accordance with a nationally recognized code and installed in accordance
with the manufacturer's recomendati ons.

1.7 Sheat hi ng

Sheat hi ng shall be plywod or wood structural panels for wall sheathing;
and pl ywood, or wood structural panels for roof sheathing.

L1.7.1 Ontted
.1.7.2 Ontted

.1.7.3 Pl ywood

Pl ywood shall conformto PS-1, APA PRP-108 or PS-2, Exterior Grade C-D or
exterior sheathing grade with exterior glue. Sheathing for roof and walls
wi t hout corner bracing of frami ng shall have a span rating of 16/0 or
greater for supports 16 inches on center and a span rating of 24/0 or
greater for supports 24 inches on center

.1.7.4 Wood Structural Panels

Panel s shall neet the qualification requirements of APA PRP-108 or PS-2 for
rated sheathing, Exterior or Structural | rated sheathing, Exterior
Sheathing for roofs or walls w thout corner bracing of fram ng shall have a
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span rating of 16/0 or greater for supports 16 inches on center and shal
have a span rating of 24/0 or greater for supports 24 inches on center

.1.8 Subf | oori ng
.1.8.1 Pl ywood

Pl ywood shall conformto PS-1, APA PRP-108 or PS-2; Exterior Grade C-D or
Exterior Sheathing grade with exterior glue for uses not otherw se
specified. Mninmumspan rating for subflooring shall be 24/16 for supports
16 inches on center, and 48/ 24 for supports 24 inches on center. M ninum
span rating for conbination subfl oor-underl aynent shall be 16/ 0 for
supports 16 inches on center and 24/ 0O for supports at 24 inches on center

.1.8.2 Wood Structural Panels

Rat ed wood structural panels shall be qualified for subflooring or

conbi nati on subfl oor-underl ayment under APA PRP-108 or PS-2, Exterior

Subfl ooring shall be rated sheathing with a span rating of 24/16 or greater
for supports 16 inches on center and shall have span rating of 48/ 24 or
greater for supports 24 inches on center. Conbination

subfl oor -underl aynent shall have a span rating of 16/0O or greater for
supports 16 inches on center and shall have span rating for 24/ 0O or greater
for supports 24 inches on center

.1.9 Oritted

.1.10 Shear Wl |l Panel s

Panel s used in shear wall construction shall be of the span rating and

t hi ckness shown and shall be plywood confornming to PS-1 or PS-2, Exterior
Grade C-D, Structural I; or wood structural panels conform ng to APA PRP-108
or PS-2, Structural | rated sheathing, Exterior

.1.11 Ontted

.1.12 M scel | aneous Wod Menbers

.1.12.1 Nonstress Graded Menbers

Menbers shall include bridging, corner bracing, furring, grounds, and
nailing strips. Menbers shall be in accordance with TABLE | for the

speci es used. Sizes shall be as follows unless otherw se shown:

Member Si ze (inch)

Bri dgi ng 1 x 3 o0or 1x 4 for use between nenbers
2 x 12 and smaller; 2 x 4 for use
bet ween nmenbers | arger than 2 x 12.
Cor ner bracing 1 x 4.

Furring 1x 2.
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Member Si ze (inch)
Grounds Pl aster thickness by 1-1/2
Nai ling strips 1 x 3 or 1 x 4 when used as shingle

base or interior finish, otherw se
2 inch stock.

2.1.12.2 OQnritted
2.1.12.3 Sill Plates
Sill plates shall be standard or nunber 2 grade.
2.1.12. 4 Bl ocki ng
Bl ocki ng shall be standard or nunber 2 grade.
2.1.12.5 Rough Bucks and Franes
Rough bucks and franes shall be straight standard or nunber 2 grade.
2.2 ACCESSORI ES AND NAI LS

Mar ki ngs shall identify both the strength grade and t he manufacturer
Accessories and nails shall conformto the follow ng:

2.2.1 Anchor Bolts
ASTM A 307, size as indicated, conplete with nuts and washers.
2.2.2 Bolts: Lag, Toggle, and M scell aneous Bolts and Screws

Type, size, and finish best suited for intended use. Finish options
i ncl ude zinc conpounds, cadm um and al um num paint inpregnated finishes.

2.2.3 dip Angles

Steel, 3/16 inch thick, size best suited for intended use; or zinc-coated
steel or iron comercial clips designed for connecting wood nenbers.

2.2. 4 Expansi on Shi el ds
Type and size best suited for intended use.

2.2.5 Joi st Hangers
Steel or iron, zinc-coated, size to fit nmenbers where used, sufficient
strength to develop the full strength of supported nenber, conplete with

any special nails required.

2.2.6 Met al Bridgi ng
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Optional to wood bridging; zinc-coated steel, size and design to provide
rigidity equivalent to specified wood bridgi ng.

2.2.7 Nai | s and Stapl es

ASTM F 547, size and type best suited for purpose; staples shall be as
recomended by the manufacturer of the materials to be joined. For

sheat hing and subflooring, length of nails shall be sufficient to extend 1
inch into supports. 1In general, 8-penny or larger nails shall be used for
nailing through 1 inch thick lunber and for toe nailing 2 inch thick

| unber; 16-penny or larger nails shall be used for nailing through 2 inch
thick lumber. Nails used with treated |unber and sheathing shall be

gal vani zed. Nailing shall be in accordance with the reconmended nailing
schedul e contained in AF&PA T1l. \Where detailed nailing requirenents are
not specified, nail size and spacing shall be sufficient to devel op an
adequate strength for the connection. The connection's strength shall be
verified against the nail capacity tables in AF&PA TOl. Reasonable

j udgenent backed by experience shall ensure that the designed connection
wi Il not cause the wood to split. |If a load situation exceeds a reasonable
limt for nails, a specialized connector shall be used.

2.2.8 Ti nber Connectors

Unl ess ot herwi se specified, tinmber connectors shall be in accordance with
TPI 1, APA EWs T300C or AITC TC Manual

2.3 OM TTED
2.4  VAPCOR RETARDER

Vapor retarder shall be pol yethyl ene sheeting conform ng to ASTM E 154 or
ot her equivalent nmaterial. Vapor retarder shall have a naxi mum vapor
pernmeance rating of 0.5 perns as determned in accordance with ASTM E 96,
unl ess ot herwi se specified.

PART 3 EXECUTI ON
3.1 | NSTALLATI ON OF FRAM NG
3.1.1 Cener a

CGeneral framng shall be in accordance with AF&PA T11l. Menbers shall be
closely fitted, accurately set to required lines and levels, and rigidly
secured in place. Menbers shall be cut, notched, or bored in accordance
wi th applicable requirenments of AF&PA TO1l for the passage of pipes, wres,
or conduits. Rafters, purlins, and joists shall be set with crown edge up

Fram ng shall be kept at least 2 inches away from chi meys and 4 inches
away fromfireplace backwalls. When joists, beans, and girders are pl aced
on masonry or concrete, a wood base plate shall be positioned and | evel ed
with grout. The joist, beam or girder shall then be placed on the plate.
When joists, beans, and girders are set into nasonry or concrete, a pocket
shall be formed into the wall. The joist, beam or girder shall then be
pl aced into the pocket and |leveled with a steel shim
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3.

1.2 Structural Menbers

Menbers shall be adequately braced before erection. Menbers shall be
aligned and all connections conpleted before renoval of bracing.

I ndi vidual |y wapped nenbers shall be unw apped only after adequate
protection by a roof or other cover has been provided. Scratches and
abrasi ons of factory-applied sealer shall be treated with two brush coats
of the sane sealer used at the factory.

. 1.3 Partition and Wall Fran ng

Unl ess ot herwi se shown, studs shall be spaced 16 inches on centers. Studs
shal | be doubl ed at openings. Unless otherw se indicated, headers for
openi ngs shall be nmade of two pieces of stud material set on edge or solid
| unber of equival ent size, and corners shall be constructed of not |ess
than three full nembers. End studs of partitions abutting concrete or
masonry shall be anchored thereto with expansion bolts, one near each end
of each stud and at internediate intervals of not nore than 4 feet. Plates
of partitions resting on concrete floors shall be anchored in place with
expansi on bolts, one near each end of each piece and at internediate
intervals of not nore than 6 feet between bolts. 1In |lieu of expansion
bolts, anchoring into concrete nay be acconplished with powder-driven

t hreaded studs of suitable type and size and spaced at 3 feet on center
Wal I's and | oad bearing partitions shall be provided with double top plates
with nenmbers | apped at |least 2 feet and well spiked together

. 1.4 Fl oor (Ceiling) Franing

Except where otherw se indicated joists shall have bearings not |ess than 4
i nches on concrete or masonry and 1-1/2 inches on wood or netal. Joists,
trimrers, headers, and beans frami ng into carrying nmenbers at the sane
relative levels shall be carried on joist hangers. Joists shall be | apped
and spi ked together at bearings or butted end-to-end with scab ties at
joint and spiked to plates. Qpenings in floors shall be framed with
headers and trimrers. Headers carrying nore than two tail joists and
trimmers supporting headers carrying nore than one tail joist shall be
doubl ed, unless otherw se indicated. Joists shall be doubl ed under
partitions parallel with floor joists. Joists built into masonry shall be
provided with a beveled fire cut so that the top of the joist does not
enter the wall nore than 1 inch. Engineered wood joists shall be installed
in accordance with distributor's instructions.

.1.5 Roof Framing or Rafters

Tops of supports or rafters shall forma true plane. Valley, ridge, and
hip menbers shall be of depth equal to cut on rafters where practicabl e,
but in no case |less than depth of rafters. Valleys, hips, and ridges shal
be straight and true intersections of roof planes. Necessary crickets and
wat er sheds shall be formed. Rafters, except hip and valley rafters, shal
be spiked to wall plate and to ceiling joists with no | ess than three
8-penny nails. Rafters shall be toe-nailed to ridge, valley, or hip
menbers with at | east three 8-penny nails. Rafters shall be braced to
prevent novenent until pernanent bracing, decking or sheathing is
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3.

3.

installed. H p and valley rafters shall be secured to wall plates by clip
angles. Openings in roof shall be franed with headers and tri mrers.

Unl ess ot herwi se indicated, headers carrying nore than two rafters and
trimmers supporting headers carrying nore than one rafter shall be double.
Hip rafters longer than the avail able | unber shall be butt jointed and
scabbed. Valley rafters |onger than the avail able | unber shall be doubl e,
wi th pieces |apped not less than 4 feet and well spiked together. Trussed
rafters shall be installed in accordance with TPl H B. Engi neered wood
joists shall be installed in accordance with distributor's instructions.

.1.6 Stair Fram ng

Stair fram ng nenbers shall be well spiked together. Rough carriages shal
be cut to exact shape required to receive finish treads and risers. R sers
shal |l be of uniformheight, and treads shall be of uniformw dth except as
ot herwi se shown. Trimers, blocking, and other fram ng necessary for
support of finish treads, risers, newels, and railing shall be provided.

.2 | NSTALLATI ON OF SHEATHI NG
2.1 Ontted
.2.2 Ontted

. 2.3 Pl ywood and Wbod Structural Panels

Sheat hing shall be applied with edges 1/8 inch apart at side and end
joints, and nailed at supported edges at 6 inches on center and at

i nternedi ate supports 12 inches on center unless otherwi se shown. Nailing
of edges shall be 3/8 inchfromthe edges. Wll sheathing shall extend over
top and bottomplates, and if applied horizontally the vertical joints
shal | be nade over supports and staggered. Wall sheathing over which wood
shingles are to be applied shall be applied horizontally. Roof sheathing
shall be applied with [ong dinension at right angles to supports, end
joints nmade over supports, and end joints staggered.

.3 | NSTALLATI ON OF SUBFLOORI NG

. 3.1 Pl ywood and Whod Structural Pane

Subfl ooring shall be applied with | ong dinension at right angles to the
supports, with edges 1/8 inch apart at side and end joints, and nailed at
supported edges 6 inches on center and at internediate supports 12 inches
on center unless otherwi se shown. Subflooring may be installed with
adhesi ve confornmng to ASTM D 3498 and nails spaced at 12 inches on center
unl ess ot herwi se shown. Each panel shall have end joints nade over
supports and end joints staggered. Were finish flooring of different

t hi cknesses is used in adjoining areas, wood strips of the thickness
required to bring the finish flooring surfaces into the sane plane shall be
used under the plywood subfl oor

4 OM TTED

5 | NSTALLATI ON OF SHEAR WALLS
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Pl ywood or wood structural panels shall be installed with the |ong

di rensi on parallel or perpendicular to the supports. Bl ocking shall be
provi ded behi nd edges not |ocated over supports. Shear wall construction
nailing, and top and bottom anchorage shall be as shown.

.6 | NSTALLATI ON OF M SCELLANEOUS WOCOD MEMBERS
.6.1 Bri dgi ng

Wbod bridgi ng shall have ends accurately bevel-cut to afford firm contact
and shall be nailed at each end with two nails. Metal bridging shall be
installed as recomended by the manufacturer. The |ower ends of bridging
shal |l be driven up tight and secured after subflooring or roof sheathing
has been laid and partition franmi ng install ed.

.6.2 Cor ner Bracing

Corner bracing shall be installed when required by type of sheathing used
or when siding, other than panel siding, is applied directly to studs.
Corner bracing shall be let into the exterior surfaces of the studs at an
angl e of approximately 45 degrees, shall extend conpletely over wal

pl ates, and shall be secured at each bearing with two nails.

.6.3 Bl ocki ng

Bl ocki ng shall be provided as necessary for application of siding,
sheat hi ng, subfl ooring, wallboard, and other materials or building itens,
and to provide firestopping. Blocking for firestopping shall ensure a

maxi mum di nensi on of 8 feet for any conceal ed space. Blocking shall be cut
to fit between fram ng nenbers and rigidly nail ed thereto.

.6.4 Nailers and Nailing Strips

Nai |l ers and nailing strips shall be provided as necessary for the
attachment of finish materials. Nailers used in conjunction with roof deck
installation shall be installed flush with the roof deck system Stacked
nail ers shall be assenbled with spikes or nails spaced not nore than 18

i nches on center and staggered. Beginning and ending nails shall not be
nore than 6 inches for nailer end. Ends of stacked nailers shall be offset
approximately 12 inches in long runs and alternated at corners. Anchors
shal |l extend through the entire thickness of the nailer. Strips shall be
run in lengths as long as practicable, butt jointed, cut into wood fram ng
nmenbers when necessary, and rigidly secured in place. Nailers and nailer
installation for Factory Miutual wind uplift rated roof systens specified in
ot her Sections of these specifications shall conformto the recommendations
contained in FM LPD 1-49

.6.5 Wod G ounds
Wbod grounds shall be provided as necessary for attachnment of trim finish,

and other work to plaster. G ounds shall be run in lengths as |ong as
practicable, butt jointed, and rigidly secured in place.
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3.

6.6 Furring Strips

Furring strips shall be provided at the |ocations shown. Furring strips
shall be installed at 16 inches on center unless otherwi se shown, run in
| engths as |l ong as practicable, butt jointed and rigidly secured in place.

.6.7 Rough Bucks and Franes

Rough bucks shall be set straight, true, and plunb, and secured with
anchors near top and bottom of each wood nmenber and at internedi ate
intervals of not nore than 3 feet. Anchors for concrete shall be expansion
bolts, and anchors for nasonry shall be 3/16 x 1-1/4 inch steel straps
extending not |less than 8 inches into the masonry and turned down 2 inches
into the masonry.

.6.8 Wod Bunpers

Wbod bumnpers shall be bored, countersunk and securely bolted in place.

.6.9 Sill Plates

Sill plates shall be set |evel and square and anchor bolted at not nore
than 6 feet on centers and not nore than 12 inches fromend of each piece.
A mni mum of two anchors shall be used for each piece.

.7 | NSTALLATI ON OF Tl MBER CONNECTORS

Installation of tinmber connectors shall conformto applicable requirenents
of AF&PA TO1.

. 8 OM TTED

.9 | NSTALLATI ON OF VAPCR RETARDER

Vapor retarder shall be applied to provide a continuous barrier at w ndow
and door franes, and at all penetrations such as electrical outlets and
swi tches, plunmbing connections, and utility service penetrations. Joints
in the vapor retarder shall be | apped and seal ed according to the

manuf acturer's recomendati ons.

.10 OM TTED

11 OM TTED

.12 TABLES
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TABLE |I. SPECI ES AND GRADE

Subf | oori ng, Roof Sheathing, Wall Sheathing, Furring

Gradi ng Const No. 2 No. 2 No. 3
Rul es Speci es Standard Conm Board Conmm Conmm
SPI B Rul es
Sout hern Pi ne X
TABLE Il. SPECI ES AND GRADE
Wbod Bunpers
Gradi ng Rul es Speci es No. 1 No. 2
SPI B Rul es
Sout hern Pi ne X

-- End of Section --
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UFGS- 07131A ( Sept enber 1998)
SECTI ON 07131A

ELASTOVERI C MEMBRANE WATERPROOFI NG
09/ 98

PART 1 GENERAL

1.

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM D 297 (1993; R 1998) Rubber Products - Cheni cal
Anal ysi s
ASTM D 412 (1998a) Vul cani zed Rubber and

Ther nopl asti ¢ Rubbers and Thernopl astic
El astoners - Tension

ASTM D 471 (1998el ) Rubber Property - Effect of
Li qui ds
ASTM D 624 (1991; R 1998) Tear Strength of

Conventi onal Vul cani zed Rubber and
Ther nopl astic El astoners

ASTM D 1171 (1999) Rubber Deterioration - Surface
Ozone Cracki ng Qutdoors or Chanber
(Triangul ar Speci nen)

ASTM D 4637 (1996) EPDM Sheet Used in Single-Ply Roof
Menbr ane

ASTM E 96 (1995) Water Vapor Transni ssion of
Materi al s

ASTM E 154 (1988; R 1999) Water Vapor Retarders Used

in Contact with Earth Under Concrete
Sl abs, on Walls, or as G ound Cover

ASTM G 21 (1996) Determ ning Resistance of Synthetic
Pol yneric Materials to Fungi

.2 SUBM TTALS

CGovernment approval is required for submttals with a "G' designation;
submttals not having a "G' designation are for infornmation only. Wen
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used, a designation following the "G' designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs

Wat er proofi ng

Detail drawi ngs showi ng size of sheets, position of sheets and
splices, flashing and ternination details, and expansion joint
details.

SD- 03 Product Data

Install ation

Manuf acturer's instructions for installation of the elastoneric
menbrane, including procedures for preparing the nenbrane for use,
flashing, and splicing. Instructions shall include reconmended or
required protective covering and procedures for safe handling and
use of cleaners, adhesives, and seal ants.

SD-07 Certificates

Material s

Certificates of conpliance attesting that the materials neet
specification requirenents. Certificates may show qualification
of the identical conpound in the specified test.

1.3 DELI VERY, STORAGE, AND HANDLI NG

Materials shall be delivered to the job site in unopened containers bearing
t he manufacturer's name, brand name, and description of contents.

Menbrane, flashing, and adhesives shall be stored in clean, dry areas.
Storage tenperature for adhesives shall be between 60 and 80 degrees F.
Protection board shall be stored flat and off the ground.

PART 2 PRODUCTS

2.1 MATERI ALS

Adhesi ves, nastics, cenents, tapes, and priners shall be as reconmended by
t he menbrane manufacturer and shall be conpatible with the material to
which they are to be bonded.

2.1.1 Per f or mance Requi renents

Al'l nmenbranes shall neet the followi ng requirenents when tested by the
ref erenced ASTM st andards:

ASTM E 154
Puncture Resi stance 40 pounds, (mn.)
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ASTM E 96, Procedure B
Wat er Vapor Transni ssion at 0. 25 perns (nax.)
80 degrees F Perneance

ASTM G 21 or
ASTM E 154
Resi stance to Soil Bacteria or Fungi No sustained growth or
di scol oration after 21 days

2.1.1.1 But yl Rubber

Thi ckness, plus or mnus 10 percent 60 mls

ASTM D 297

Specific Gavity 1.2 plus or mnus 0.05
ASTM D 412

Tensile Strength 1200 psi (mn.)

ASTM D 624

El ongati on 300 percent (min.)
ASTM D 624

Tear Resi stance 125 I b./inch (mn.)
ASTM D 471

Wat er Absorption 168 hours plus 2 percent (max.)

@ 158 degrees F
ASTM D 1171
Ozone Resi stance 50 pphmin air 20 percent
100 hours @ 104 degrees F
2.1.1.2 Oritted
2.1.1.3 Conposite Sel f-Adhering Menbrane

Menbrane shall be a polyneric sheeting integrally bonded to rubberized
asphalt with a mnimmthickness of 60 mls.

2.1.1.4 Chl ori nated Pol yet hyl ene (CPE) Sheeti ng

Menbrane shall be uncured chlorinated pol yethyl ene, synthetic el astoneric
sheeting of 40 mls noninal thickness.

2.1.1.5 Chl or opr ene

Chl oroprene nenbrane shall conformto ASTM D 4637, Type Il, Grade 1, d ass
U, 60 mls mninumthickness.

2.1.1.6 Et hyl ene Propyl ene Di ene Mononer (EPDM Menbrane
EPDM nenbrane shall conformto ASTM D 4637, Type |, Grade |, Cass U, 60

mls mnimumthi ckness.
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2.

2  ACCESSCRI ES

Fl ashi ng, counterflashing, expansion joint covers and corner fillets shal
be as recommended by the nenbrane manufacturer.

PART 3 EXECUTI ON

3.

1 PREPARATI ON

Surfaces to which waterproofing is to be applied shall be clean, snooth,
and free fromdeleterious materials and projections. Holes, honeyconb,
cracks, or cavities shall be pointed or filled and finished flush with
Portland cenment nortar. Top surfaces of projecting nasonry or concrete

| edges bel ow grade, except footings, shall be beveled. Before

wat erproofing is applied, the surfaces to be covered shall be swept to
renove all dust and foreign matter. Concrete surfaces shall be cured 30
days prior to receiving elastoneric waterproofing and shall not be cured
wi t h compounds containing wax or oil. Masonry surfaces to be waterproofed
shal | have joints struck flush.

.2 APPLI CATI ON

Wat er proofing shall not be applied to wet surfaces. The anbi ent and
surface tenperatures shall be above 40 degrees F during application

Menbr ane under sl abs shall be carried up abutting vertical surfaces to the
| evel of finish of floor or to within 1/2 inch of the top edge of base
where base is shown and cemented solid to the substrate. Menbrane shal

not be continuous through walls, floors, piers, and col ums unl ess

ot herwi se shown. Concrete surfaces shall be primed to receive the
nmenbrane. Menbranes shall be handl ed and installed in accordance with the
approved installation instructions. Priners, adhesives, and nastics shal
be applied in accordance with the nmenbrane manufacturer's printed
instructions. Laps shall be oriented so that water will flow over the | ap
and not into them As soon as the mastic is fully set and dry, joints
shal | be checked. Were any openings or fishnouths appear, joints shall be
resealed and rerolled. Winkles and buckl es shall be avoided in applying
nmenbrane and joint reinforcenent. Nonadhering nenbranes shall be unrolled
and allowed to remain flat for at |east 2 hours before application
Menbranes shall be drawn tight during installation w thout stretching.

Sel f -adheri ng nenbrane shall be installed by renoving the rel ease sheets on
t he back of the nenbrane and applying the tacky surface onto the prined
surface. Laps and splices shall be sealed prior to conpletion of a day's
wor k.

2.1 Butyl Rubber Installation

Each sheet shall be | apped at sides and ends a mnimumof 6 inches over the
precedi ng sheet. Lap and splice areas of nenbrane shall be cleaned wth
hept ane, hexane, or white gasoline. Unvulcanized conpounded butyl tape, 6
inch wide shall be applied between | apped splices so that the tape extends
approximately 1/4 inch beyond the exposed sheeting edge. The tape shall be
rolled firmy into place as it is applied. Tape backing shall be renpved
and the | apped sheeting rolled or pressed into place. Splicing adhesive
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shall be applied to the | apped area 3-1/2 inches on either side of the

| apped edge. The splice adhesive shall be allowed to dry thoroughly and
the lap reinforced with 6 inch wi de unvul cani zed conpounded butyl tape.

Full contact shall be made for all lap areas. Corner splices and flashing
overl aps shall be reinforced with a 12 inch wide strip of menbrane over one
| ayer of butyl tape or with a prefabricated corner of butyl rubber

3.2.2 Onmtted
3.2.3 Conposite Sel f-Adhering Menbrane Installation

On vertical surfaces, nenbrane shall be applied in lengths up to 8 feet
starting at the bottom Each sheet shall be | apped at edges and ends a

m ni mum of 2-1/2 inches over the preceding sheets. The nmenbrane shall be
rolled to adhere with the substrate. Corners and joints shall be

doubl e-covered by first applying a 12 inch wi dth of nmenbrane centered al ong
the corner or joint. |Inside and outside corners shall then be covered with
menbrane. Exposed term nation edges of nenbrane on horizontal or vertica
surfaces shall be finished with a trowel ed bead of mastic. Mastic shall be
applied around term nati on edges of nmenbrane and around drains and
projections. Mastic shall be applied at the terminati on of each day's work.

3.2. 4 Chl ori nated Pol yet hyl ene (CPE) Sheeting Installation

Sheets shall be | apped at edges and ends a m ni mum of 2-1/2 inches over the
precedi ng sheet. All horizontal nenbranes shall overlap vertical surfaces
by at |east 3 inches.

3.2.5 Chl or opr ene Rubber Sheeting

Each sheet shall overlap the previously installed sheet by a mninumof 3

i nches. Sheet shall be folded | engthwi se to expose one half of the
undersi de of the sheet for cleaning the sheet with cleaner reconmended by
the manufacturer. Adhesive shall be applied to sheet and substrate. Two
coats of adhesive are required on the substrate with 1/2 hour between
coats. Sheet shall not be bonded to substrate until adhesive does not come
off at a dry finger touch. Chalk lines or nasking tape shall be used as
gui des for adhesive application and positioning sheets. After adhesive has
dried, sheet shall be folded back onto the substrate or previously applied
sheet nenbrane. Menbrane shall be rolled to obtain conplete adhesion. The
exposed edge of each sheet shall be further sealed with a fillet-shaped
bead of adhesive, tooled to obtain positive contact with the surface of
bot h sheets.

3.3 TESTS

When required, and after the systemis cured, the nenbranes on horizonta
surfaces shall be tested by flooding the entire waterproofed area with a
m ni mum of 2 inches head of water for a period of 24 hours. There shall be
no wat er added after the start of the period. Wter |level shall be
neasured at the beginning and at the end of the 24 hour period. |If the
water level falls, renpve the water and inspect the waterproofing nenbrane.
Leak sites shall be marked, dried and repaired, and the test shall be
repeat ed
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3.4 PROTECTI ON

Hori zontal applications of nenbrane shall be protected fromtraffic during
installation. No equipnent shall be allowed directly on the nenbrane.

Pl ywood, or simlar material, overlaynent shall be provided for wheel -ways.
Wal kways shal|l be provi ded where heavy traffic fromother trades is
expected. Materials shall not be stored on the nenbrane. A protective
covering shall be installed over the menbrane i mediately after
installation or testing. |If menbrane is to be exposed, a tenporary
covering shall be applied to protect the nenbrane until the protection
board is installed.

3.4.1 Proj ections

Proj ecti ons passing through nenbrane shall be flashed as recommended by the
manuf acturer of the waterproofing nenbrane.

3.4.2 Count er fl ashi ng
Wat er proofing connecting with work exposed to the weather shall be
counterflashed to forma watertight connection. Upper edge of nenbrane
wat er proofi ng and protective covering shall be counterfl ashed.

3.4.3 Expansi on Joints and Fillets

Expansion joints and corner fillets shall be installed as reconmended by
t he manufacturer of the waterproofing nenbrane.

-- End of Section --
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UFGS- 07311N ( Sept enber 1999)
SECTI ON 07311N

ASPHALT SHI NGLES
09/ 99

PART 1  GENERAL

1.1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by the

basi ¢ designation only.

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM D 41 (1994) Asphalt Priner Used in Roofing,
Danpproofing, and Water proofing

ASTM D 226 (1997; Rev. A) Asphalt-Saturated Organic
Felt Used in Roofing and Waterproofing

ASTM D 3018 (1990; R 1994) d ass A Asphalt Shingles
Surfaced with Mneral G anules

ASTM D 3462 (1997; Rev. A) Asphalt Shingles Made from
G ass Felt and Surfaced with M neral
Granul es

ASTM D 4586 (1993) Asphalt Roof Cenent, Asbestos-Free

UNDERWRI TERS LABCRATORI ES (UL)

UL 790 (1997) Fire Resistance of Roof Covering
Materi al s
UL 997 (1995) Wnd Resistance of Prepared Roof

Covering Materials
1.2 DEFI NI TI ONS

a. Top lap: That portion of shingle overlapping shingle in course
bel ow.

b. Head lap: The triple coverage portion of top lap which is the
shortest distance fromthe butt edge of an overlapping shingle to
t he upper edge of a shingle in the second course bel ow.

c. Exposure: That portion of a shingle exposed to the weather after
installation.

1.3 SUBM TTALS
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Submit the following in accordance with Section 01330, "Subnitta
Procedures."

SD- 03 Product Data
Shi ngl es

Submit data including type, weight, class, UL |abels, and specia
types of underlaynent and eave fl ashi ng.

SD- 04 Sanpl es
Shingles; G
Col or charts; G
SD- 08 Manufacturer's Instructions
Appli cation
1.4 DELI VERY AND STORAGE
Deliver materials in the manufacturer's unopened bundl es and contai ners
bearing the manufacturer's brand nane. Keep materials dry, conpletely
covered, and protected fromthe weather. Store according to manufacturer's
witten instructions.
1.5 WARRANTI ES
Warranties shall begin on the date of Governnent acceptance of the work.

1.5.1 Manuf acturer's Warranty

Furni sh the asphalt shingle manufacturer's standard 25 year warranty for
t he asphalt shingles. The warranty shall run directly to the Government.

1.5.2 Contractor's Warranty
The Contractor shall warrant for 5 years that the asphalt shingle roofing
system as installed, is free fromdefects in workmanship. Wen repairs
due to defective workmanship are required during the Contractor's warranty
peri od, the Contractor shall mnmmke such repairs within 72 hours of
notification. Wen repairs are not perfornmed within the specified tineg,
energency repairs performed by others will not void the warranty.

PART 2 PRODUCTS

2.1 MATERI ALS

2.1.1 Shi ngl es
M neral granul e-surfaced asphalt shingles, self-sealing, square tab, strip

ASTM D 3018, Type |, and ASTM D 3462, wei ghing not |ess than 210 pounds
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per 100 square feet. Shingles shall neet the fire resistance requirenents
of UL 790 for Cass A and the wind resistance requirenments of UL 997.
Col or shall be as selected fromthe manufacturer's standard col or charts.
2.1.2 Oritted
2.1.3 Oritted
2.1. 4 Shi ngl e Under | ayment
Asphal t-saturated felt confornming to ASTM D 226, Type |, without
perforations or other material specified by the shingle manufacturer for
use as underl| aynent.

2.1.5 Sel f - Adheri ng Menbr ane

Sel f - adhering rubberized asphaltic nmenbrane, a mninumof 40 mls thick,
and recommended by the shingle manufacturer for use as eaves fl ashing.

2.1.6 Nai | s for Applying Shingles and Asphalt-Saturated Felt
Al umi num or hot -di pped gal vani zed steel with sharp points and flat heads
3/8 to 7/16 inch in dianeter. Shank dianmeter of nails shall be a m ninum
of 0.105 inch and a naxi mum of 0.135 inch. Nails shall be |ong enough to
penetrate conpletely through or extend a mnimum of 3/4 inch into roof
deck, whichever is |less, when driven through materials to be fastened.

2.1.7 Asphal t Roof Cenent
ASTM D 4586, Type I1.

2.1.8 Asphal t Priner
ASTM D 41.

PART 3 EXECUTI ON

3.1 VERIFI CATI ON OF CONDI TI ONS
Ensure that roof deck is snoboth, clean, dry, and w thout |oose knots.

3.2 SURFACE PREPARATI ON
Cover knotholes and cracks with sheet netal nailed securely to sheathing.
Fl ash and secure vents and other roof projections, and drive projecting
nails firmy hone.

3.3 APPLI CATI ON

Apply roofing materials as specified herein unless specified or recomended
ot herwi se by shingle manufacturer's witten instructions.

3.3.1 Under | aynment
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Provide for roof slopes 4 inches per foot and greater. Apply one |ayer of
shi ngl e underl aynent to roof deck. Lay underlaynent parallel to roof
eaves,

| aps,

starting at eaves. Provide mininmum2 inch head |aps, 4 inch end
and 6 inch laps fromboth sides over hips and ridges. Nai

sufficiently to hold until shingles are applied. Turn up vertical surfaces
a mnimum of 4 inches.

3.

3.

2

3

Ontted

Eave Fl ashi ng

Provide for roof slopes 4 inches per foot and greater. Provide eave
flashing strips consisting of snmooth-surfaced roll roofing. Flashing
strips shall overhang netal drip edge 1/4 inch to 3/8 inch and extend up
the slope far enough to cover a point 12 inches inside interior face of
exterior wall. \Were overhangs require flashings w der than 36 inches,

| ocate | aps outside exterior wall face. Laps shall be at |east 2 inches
wi de and cenented with asphalt roof cenent over entire length of lap. Lap
end 12 inches and cenent.

3.4

Starter Strip

Apply starter strip at eaves, using 9 inch wide strip of mneral-surfaced
roofing of a color to match shingles. Optionally, use a row of
shingles with tabs renoved and trimed to ensure that joints are not
exposed at shingle cutouts. Apply starter strip along eaves, overlaying
and finishing even with | ower edge of eave flashing strip; fasten in a line

roll

paral | el

to and 3 to 4 inches above eave edge. Place nails so top of nai

is not exposed in cutouts of first course of shingles. Wen roll roofing
is provided, seal tabs of first course of shingles with asphalt roof

cenment .

Fasten with 6 nails per strip of shingles or space nails at 6

inches o.c. for roll roofing.

3.

5

Shi ngl e Cour ses

Start first course with full shingle, and apply succeedi ng courses with
joints staggered at thirds or halves. Butt-end joints of shingles shal
not align vertically nore often than every fourth course. Apply shingle
courses as follows:

3.

6

a.

Fastening: Do not drive fasteners into or above the
factory-applied adhesi ve unl ess adhesive is |located 5/8 inch or
closer to top of cutouts. Place fasteners so they are conceal ed
by shingle top |ap and penetrate the head | ap.

Shingles applied with nails: Nominal 5 inch exposure. Apply each
shingle with mininumof four nails. Place one nail one inch from
each end, and evenly space nails on a horizontal |ine a m ni mum of
5/8 inch above top of cutouts.

H ps and R dges

Formwith 9 by 12 inch individual shingles or with 12 by 12 inch shingles
cut from12 by 36 inch strip shingles. Bend shingles |engthw se down
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center with equal exposure on each side of hip or ridge. Lap shingles to
provide a nmaxi mum5 inch exposure, and nail each side in unexposed area 5
1/2 inches frombutt and one inch in from edge.

3.3.7 Val | eys
3.3.7.1 Cl osed Cut Valleys

Provide 36 inch wide valley lining of single |ayer of snooth-surfaced or
m neral -surfaced roll roofing, with mneral-surface facing down, for ful
I ength of valley as foll ows:

a. Center lining in valley over underlaynment. Provide m ninmum 12 inch
end laps in the lining and seal laps with asphalt roof cenent.
Fasten lining to hold it in place until shingles are applied.

b. Apply first regular course of shingles along eaves of one of the
i ntersecting roof planes and across valley. Extend course at
| east 12 inches onto adjoining roof.

c. Apply succeeding courses in sane manner as first course, extending
across vall ey and onto adjoi ning roof.

d. Press shingles tightly into valley and nail in normal nanner
except apply nails not closer than 6 inches to valley centerline,
and apply additional nail in top corner of each shingle crossing
val | ey.

e. Apply shingles on the adjoining roof plane, starting al ong eaves
and across valley onto previously applied shingles. Trim
over | apping courses back to a line parallel to and a m ni rumof 2
i nches back fromvalley centerline.

f. Trimone inch on a 45 degree angle from upper corner of each end
shingle. Enbed end shingles in a 3 inch wide band of asphalt roof
cenent .

3.3.7.2 Woven Val | eys

Provide valley lining as specified for closed cut valley. Lay valley
shingles over lining by either of the foll ow ng nethods:

a. Method I: Apply regular shingles on both roofs sinultaneously.
Weave each course in turn over the valley. Lay the first regular
course of shingles along eaves of roof up to and over vall ey.

Ext end course al ong adj oi ning roof deck at least 12 inches. Carry
first regular course of shingles of adjoining roof over valley on
top of previously applied shingles. Lay succeeding courses
alternately, weaving valley shingles over each other for ful

| ength of valley.

b. Method Il: Apply regular shingles on each roof surface separately

to a line about 3 feet fromcenter of valley, and weave valley
shingles in place later, as specified for Method |
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In followi ng either nmethod, press shingles tightly into valley, and fasten
in normal nanner; except apply nails not closer than 6 inches to valley
centerline, and apply additional nail in top corner of term nal shingle on
both sides of valley.

3.3.7.3 OQrmtted

3.3.7.4 Open Sheet Metal Vall eys
Sheet nmetal flashing for valleys is specified in Section 07600N, "Flashing
and Sheet Metal." Before installing and fastening flashing in place with

netal cleats:

a. Install single layer of 36 inch wide, asphalt-saturated felt,
centered on valley and extending entire length of valley over felt
under | aynent .

b. Cut regular shingle courses on each roof on true line 2 inches
fromvalley centerline at top of valley, and increase width
between lines by one inch for each 8 feet of valley |ength,
continuing to eaves.

c. Apply 2 inch band of asphalt roof cenent over flashing, along and
under side of shingles adjoining valley.

d. Press shingles tightly into cenent, and nail in normal nanner
except apply nails not closer than 5 inches to valley centerline.
Do not drive nails through valley flashing.

e. Provide a 4 inch band of asphalt roof cenent for fastening shingle
tabs down al ong open netal gutters.

3.3.8 FI ashi ng
3.3.8.1 St epped Fl ashi ng

For sloping roofs which abut vertical surfaces, provide stepped netal
flashing as specified in Section 07600N, "Flashing and Sheet Metal."

-- End of Section --
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UFGS- 07416A (November 2001)
SECTI ON 07416A

STRUCTURAL STANDI NG SEAM METAL ROOF ( SSSMR) SYSTEM
11/01

PART 1 GENERAL
1.1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.
ALUM NUM ASSCCI ATI ON ( AA)
AA Desi gn Manual (2000) Al umi num Desi gn Manual :
Specification & CGuidelines for Al um num
Structures
AMERI CAN | NSTI TUTE OF STEEL CONSTRUCTI ON (Al SC)
Al SC ASD Spec S335 (1989) Specification for Structural Steel
Bui l dings - Al owable Stress Design,
Pl asti c Design
AMERI CAN | RON AND STEEL | NSTI TUTE (Al SI)
Al SI Col d- For ned Mnl (1996) Col d- Forned Steel Design Manual
AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 463/ A 463M (2000) Steel Sheet, Al um num Coated, by
the Hot-Di p Process

ASTM A 653/ A 653M (2000) Steel Sheet, Zinc-Coated
(Gl vani zed) or Zinc-lron All oy-Coated
(Gl vanneal ed) by the Hot-Di p Process

ASTM A 792/ A 792M (1999) Steel Sheet, 55% Al um num Zi nc
Al'l oy-Coated by the Hot-Di p Process

ASTM C 518 (1998) Steady-State Heat Flux Measurenents
and Thernal Transm ssion Properties by
Means of the Heat Fl ow Meter Apparatus

ASTM C 991 (1998) Flexible A@ass Fiber Insulation for
Pr e- Engi neered Metal Buil dings

ASTM D 1308 (1987; R 1998) Effect of Household
Chemicals on dear and Pignented O ganic
Fi ni shes
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ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM D

ASTM E

ASTM E

ASTM E

ASTM G

1654

2244

2247

2794

3359

4214

4397

522

5894

610

714

968

1592

84

96

154

Fort

Benni ng, GA DACA21- 03- R- 0022

(1992) Eval uation of Painted or Coated
Speci nens Subj ected to Corrosive
Envi ronnent s

(1995) Calculation of Color Differences
fromlnstrunentally Measured Col or
Coor di nat es

(1999) Testing Water Resistance of
Coatings in 100% Rel ative Hum dity

(1993; R 1999el) Resistance of Organic
Coatings to the Effects of Rapid
Def ormati on (I npact)

(1997) Measuring Adhesion by Tape Test

(1998) Eval uating Degree of Chal king of
Exterior Paint Filns

(1996) Pol yet hyl ene Sheeting for
Construction, Industrial, and Agricul tural
Appli cations

(1993a) Mandrel Bend Test of Attached
Organi ¢ Coati ngs

(1996) Standard Practice for Cyclic Salt
Fog/ UV Exposure of Painted Metal,
(Al'ternating Exposures in a Fog/Dry

Cabi net and a UV/ Condensati on Cabi net)

(1995) Eval uating Degree of Rusting on
Pai nted Steel Surfaces

(1987; R 1994el) Eval uating Degree of
Blistering of Paints

(1993) Abrasion Resistance of Organic
Coatings by Falling Abrasive

(1998) Structural Perfornmance of Sheet
Met al Roof and Siding Systens by Uniform
Static Air Pressure Difference

(2000a) Surface Burning Characteristics of
Bui l ding Materials

(2000) Water Vapor Transni ssion of
Materi al s

(2000ael ) Standard Practice for Qperating
Fl uorescent Light Apparatus for W

SECTI ON 07416a Page 4



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

Exposure of Nonnetallic Materials
AMERI CAN SOCI ETY OF CIVIL ENG NEERS ( ASCE)

ASCE 7 (1998) M ni num Desi gn Loads for Buildi ngs
and Ot her Structures

1.2 GENERAL REQUI REMENTS

The Contractor shall furnish a comrercially avail able roofing system which
satisfies all requirements contained herein and has been verified by |oad
testing and i ndependent design anal yses to neet the specified design

requi renents.

1.2.1 Structural Standi ng Seam Metal Roof (SSSMR) System

The SSSMR system covered under this specification shall include the entire
roofing system the standing seam netal roof panels, fasteners, connectors,
roof securenent conponents, and assenblies tested and approved in
accordance with ASTM E 1592. In addition, the system shall consist of
panel finishes, slip sheet, insulation, vapor retarder, all accessories,
conponents, and trimand all connections with roof panels. This includes
roof penetration itens such as vents, curbs, skylights; interior or
exterior gutters and downspouts; eaves, ridge, hip, valley, rake, gable,
wal |, or other roof systemflashings installed and any other conponents
specified within this contract to provide a weathertight roof system

1.2.2 Manuf act ur er

The SSSMR system shall be the product of a nanufacturer who has been in the
practice of manufacturing and desi gning SSSMR systens for a period of not

| ess than 3 years and has been involved in at |east five projects sinmlar
in size and conplexity to this project.

1.2.3 Installer

The installer shall be certified by the SSSMR system nmanufacturer to have
experience in installing at |east three projects that are of conparable
size, scope and conplexity as this project for the particular roof system
furnished. The installer may be either enployed by the nanufacturer or be
an i ndependent installer.

1.3 DESI GN REQUI REMENTS
The design of the SSSMR system shall be provided by the Contractor as a
conpl ete system Menbers and connections not indicated on the draw ngs
shal | be designed by the Contractor. Roof panels, conponents, transitions,
accessories, and assenblies shall be supplied by the sane roofing system
manuf act urer.

1.3.1 Design Criteria

Design criteria shall be in accordance with ASCE 7.
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1.3.2 Dead Loads

The dead | oad shall be the weight of the SSSMR system Coll ateral | oads
such as sprinklers, mechanical and el ectrical systens, and ceilings shal
not be attached to the panels.

1.3.3 Li ve Loads
1.3.3.1 Concentrated Loads

The panel s and anchor clips shall be capable of supporting a 300 pound
concentrated | oad. The concentrated |oad shall be applied at the pane

m dspan and will be resisted by a single standing seam netal roof panel
assuned to be acting as a beam The undeforned shape of the panel shall be
used to deternine the section properties.

1.3.3.2 Uni f or m Loads

The panel s and conceal ed anchor clips shall be capable of supporting a
mnimumuniformlive | oad of 20 psf.

1.3.4 Roof Snow Loads
The desi gn roof snow | oads shall be as shown on the contract draw ngs.
1.3.5 Wnd Loads

The design wind uplift pressure for the roof systemshall be as shown on
the contract drawi ngs. The design uplift force for each connection
assenbly shall be that pressure given for the area under consideration
multiplied by the tributary |oad area of the connection assenbly. The
safety factor |isted below shall be applied to the design force and
conpared against the ultinmate capacity. Prying shall be considered when
figuring fastener design | oads.

a. Single fastener in each connection......... 3.0
b. Two or nore fasteners in each connection...2.25
1.3.6 Ther mal Loads
Roof panels shall be free to nove in response to the expansion and
contraction forces resulting froma total tenperature range of 220 degrees F
during the life of the structure.
1.3.7 Franmi ng Menbers Supporting the SSSVR System
Any additions/revisions to fram ng nenbers supporting the SSSMR systemto
accommodat e the manufacturer/fabricator's design shall be the Contractor's
responsibility and shall be subnmitted for review and approval. New or
revi sed fram ng nmenbers and their connections shall be designed in

accordance with Al SC ASD Spec S335. Maxi mum defl ecti on under applied |live
| oad, snow, or wind |oad shall not exceed 1/180 of the span | ength.
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3.8 Roof Panel s Desi gn

St eel panels shall be designed in accordance with Al SI Col d- Forned wnl .

Al umi num panel s shall be designed in accordance with AA Design Manual. The
structural section properties used in the design of the panels shall be

det erm ned usi ng the unl oaded shape of the roof panels. The calcul ated
panel deflection fromconcentrated | oads shall not exceed 1/180 of the span
| ength. The cal cul ated panel deflection under applied |live | oad, snow, or
wi nd | oad shall not exceed 1/180 tinmes the span |l ength. Deflections shal
be based on panel s being continuous across three or nore supports.

Defl ection shall be cal cul ated and neasured al ong the major ribs of the
panel s.

.3.9 Accessories and Their Fasteners

Accessories and their fasteners shall be capable of resisting the specified
design wind uplift forces and shall allow for thermal noverment of the roof
panel system Exposed fasteners shall not restrict free novenent of the
roof panel systemresulting fromthermal forces. There shall be a m ninmum
of two fasteners per clip. Single fasteners with a mninumdiameter of 3/8
inch will be allowed when the supporting structural nenbers are prepunched
or predrill ed.

.4 PERFORVANCE REQUI REMENTS

The SSSMR shall be tested for wind uplift resistance in accordance with
ASTM E 1592; SSSMR systens previously tested and approved by the Corps of
Engi neers' STANDARD TEST METHOD FOR STRUCTURAL PERFORMANCE OF SSMRS BY
UNI FORM STATI C Al R PRESSURE DI FFERENCE nay be acceptable. Two tests shal
be performed. Test 1 shall simulate the edge condition with one end havi ng
crosswi se restraint and other end free of crosswi se restraint. The maxi mum
span length for the edge condition shall be 30 inches. Test 2 shal
sinmulate the interior condition with both ends free of crossw se restraint.
The maxi mum span length for the interior condition shall be 5.0 feet.
External reinforcenent, such as clanps on the ribs, shall not be installed
to inprove uplift resistance. Bolts through seans shall not be install ed.

.5 SUBM TTALS

Government approval is required for submttals with a "G' designation
submttals not having a "G' designation are for infornmation only. Wen
used, a designation following the "G' designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
subm tted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Dr awi ngs
Structural Standing Seam Metal Roof System G
Met al roofing drawi ngs and specifications and erection draw ngs;
shop coating and finishing specifications; and other data as

necessary to clearly describe design, materials, sizes, |ayouts,
standi ng seam configuration, construction details, provisions for
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thermal novenent, line of panel fixity, fastener sizes and

spaci ngs, sealants and erection procedures. Draw ngs shal

reflect the intent of the architectural detailing using the

manuf acturer's proprietary products and fabricated itens as
required. The SSSWMR system shop drawi ngs shall be provided by the
met al roofing manufacturer.

SD- 03 Product Data
Desi gn Anal ysis; G
Desi gn anal ysis signed by a Regi stered Professional Engineer
enpl oyed by the SSSMR nmanufacturer. The design anal ysis shal
include a list of the design | oads, and conplete cal cul ations for
the support system (when provided by the Contractor), roofing
systemand its conponents; valley designs, gutter/downspout
cal cul ations, screw pullout test results, and shall indicate how
expected thernal novenents are accommobdat ed.
Qualifications
Qualifications of the manufacturer and installer
SD- 04 Sanpl es

Accessori es

One sanpl e of each type of flashing, trim closure, thernal
spacer block, cap and simlar itens. Size shall be sufficient to
show construction and configuration

Roof Panel s

One piece of each type to be used, 9 inches long, full width.
Factory Col or Finish

Three 3 by 5 inches sanpl es of each type and col or
Fast eners

Two sanpl es of each type to be used, with statenment regarding
i ntended use. If so requested, random sanples of bolts, nuts, and
washers as delivered to the job site shall be taken in the
presence of the Contracting O ficer and provided to the
Contracting Oficer for testing to establish conpliance with
speci fied requirenents.
I nsul ation

One piece, 12 by 12 inches, of each type and thickness to be
used, with a label indicating the rated perneance (if faced) and

R-val ues. The flane spread, and snoke devel oped rating shall be
shown on the label or provided in a letter of certification
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Gaskets and I nsul ati ng Conpounds
Two sanpl es of each type to be used and descriptive data.
Seal ant
One sanple, approximtely 1 pound, and descriptive data.
Conceal ed Anchor dips
Two sanpl es of each type used
Subpurlins
One piece, 9 inches |ong.
EPDM Rubber Boots
One piece of each type
SD- 06 Test Reports
Test Report for Uplift Resistance of the SSSMR, G
The report shall include the follow ng information

a. Details of the SSSMR system showi ng the roof pane
cross-section with di nensions and thi ckness.

b. Details of the anchor clip, dinensions, and thickness.

c. Type of fasteners, size, and the nunber required for each
connecti on.

d. Purlins/subpurlins size and spacing used in the test.

e. Description of the seaning operation including equi pnent
used.

f. Maxinmum allowable uplift pressures. These pressures are
deternmned fromthe ultimte | oad divided by a factor of safety
equal to 1.65

g. Any additional information required to identify the SSSWR
system t est ed.

h. Signature and seal of an independent registered engi neer
who witnessed the test.

SD-07 Certificates

Structural Standing Seam Metal Roof System G
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a. Certification that the actual thickness of uncoated
sheets used in SSSMRS conponents including roofing panels,
subpurlins, and conceal ed anchor clips conplies with specified
requirenents.

b. Certification that materials used in the installation are
mll certified.

c. Previous certification of SSSVMR system tested under the
Cor ps of Engineers' Standard Test Method in lieu of ASTM E 1592
testing.

d. Certification that the sheets to be furnished are
produced under a continuing quality control programand that a
representative sanple consisting of not |less than three pieces has
been tested and has net the quality standards specified for
factory color finish.

e. Certification of installer. Installer certification
shal | be furnished.

f. Warranty certificate. At the conpletion of the project
the Contractor shall furnish signed copies of the 5-year Warranty
for Structural Standing Seam Metal Roof (SSSMR) System a sanple
copy of which is attached to this section, and the 20-year
Manuf acturer's Material Warranties.

I nsul ation; G

Certificate attesting that the polyisocyanurate insulation
furni shed for the project contains recovered material, and show ng
an estimated percent of such recovered naterial

6 DELI VERY AND STORAGE

Materials shall be delivered to the site in a dry and undanaged condition
and stored out of contact with the ground. Materials shall be covered with
weat hertight coverings and kept dry. Storage conditions shall provide good
air circulation and protection from surface staining.

.7 WARRANTI ES

The SSSMR system shall be warranted as outlined below. Any energency
tenporary repairs conducted by the owner shall not negate the warranties.

. 7.1 Contractor's Watherti ghtness Warranty

The SSSMR system shall be warranted by the Contractor on a no penal sum
basis for a period of five years against material and workmanshi p
deficiencies; systemdeterioration caused by exposure to the el enents

and/ or i nadequate resistance to specified service design | oads, water

| eaks, and wind uplift damage. The SSSWMR system covered under this
warranty shall include the entire roofing systemincluding, but not limted
to, the standing seam netal roof panels, fasteners, connectors, roof
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secur enent components, and assenblies tested and approved in accordance
with ASTM E 1592. In addition, the systemshall consist of panel finishes,
slip sheet, insulation, vapor retarder, all accessories, conponents, and
trimand all connections with roof panels. This includes roof penetration
itenms such as vents, curbs, and skylights; interior or exterior gutters and
downspouts; eaves, ridge, hip, valley, rake, gable, wall, or other roof
system fl ashings installed and any other conponents specified within this
contract to provide a weathertight roof system and itens specified in

ot her sections of these specifications that are part of the SSSMR system
Al material and worknmanshi p deficiencies, systemdeterioration caused by
exposure to the el ements and/or inadequate resistance to specified design

| oads, water |eaks and wi nd uplift damage shall be repaired as approved by
the Contracting Officer. See the attached Contractor's required warranty
for issue resolution of warrantabl e defects. This warranty shall warrant
and cover the entire cost of repair or replacenent, including all material
| abor, and related nmarkups. The Contractor shall supplement this warranty
with witten warranties fromthe installer and system manufacturer, which
shall be submtted along with Contractor's warranty; however, the
Contractor shall be ultimately responsible for this warranty. The
Contractor's witten warranty shall be as outlined in attached WARRANTY FOR
STRUCTURAL STANDI NG SEAM METAL ROOF (SSSMR) SYSTEM and shall start upon
final acceptance of the facility. It is required that the Contractor
provi de a separate bond in an anpbunt equal to the installed total roofing
system cost in favor of the owner (Government) covering the Contractor's
warranty responsibilities effective throughout the five year Contractor's
warranty period for the entire SSSMR system as outlined above.

.7.2 Manuf acturer's Material Warranties.

The Contractor shall furnish, in witing, the follow ng nanufacturer's
material warranties which cover all SSSMR system conponents such as roof
panel s, anchor clips and fasteners, flashing, accessories, and trim
fabricated fromcoil nmaterial

a. A manufacturer's 20 year material warranty warranting that the
al um num zinc-coated steel, alumnumzinc alloy coated steel or
al um num coated steel as specified herein will not rupture, structurally
fail, fracture, deteriorate, or becone perforated under nornal design
at nospheric conditions and service design |loads. Liability under this
warranty shall be limted exclusively to the cost of either repairing or
repl aci ng nonconformng, ruptured, perforated, or structurally failed coi
mat eri al

b. A manufacturer's 20 year exterior material finish warranty on the
factory colored finish warranting that the finish, under normal atnobspheric
conditions at the site, will not crack, peel, or delam nate; chalk in
excess of a nunerical rating of eight, as determined by ASTM D 4214 test
procedures; or change color in excess of five CIE or Hunter Lab col or
difference (delta E) units in accordance with ASTM D 2244. Liability under
this warranty is exclusively limted to refinishing with an air-drying
version of the specified finish or replacing the defective coated nateri al

8 COORDI NATI ON MEETI NG
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A coordi nation neeting shall be held 30 days prior to the first submttal
for mutual understanding of the Structural Standing Seam Metal Roof (SSSMR)
System contract requirenments. This neeting shall take place at the

buil ding site and shall include representatives fromthe Contractor, the
roof system manufacturer, the roofing supplier, the erector, the SSSMR
desi gn engi neer of record, and the Contracting Oficer. Al itens required

by paragraph SUBM TTALS shal |l be discussed, including applicable standard
manuf acturer shop drawi ngs, and the approval process. The Contractor shal
coordinate tinme and arrangenents for the neeting.

PART 2 PRODUCTS

2.

1 ROOF PANELS

Panel s shall be steel and shall have a factory color finish. Length of
sheets shall be sufficient to cover the entire length of any unbroken roof
sl ope for slope lengths that do not exceed 30 feet. Wen |length of run
exceeds 30 feet and panel |aps are provided, each sheet in the run shal
extend over three or nore supports. Sheets |onger than 100 feet may be
furnished if approved by the Contracting Oficer. Wdth of sheets shal
provide not nmore than 24 inches of coverage in place. SSSMR systemw th
roofing panels greater than 12 inches in width shall have standi ng seans
rolled during installation by an electrically driven seam ng nachi ne.

Hei ght of standing seans shall be not less than 1-1/2 inch for rolled seam
and 1-1/2 inches for seanms that are not rolled.

1.1 St eel Panel s

Steel panels shall be zinc-coated steel confornming to ASTM A 653/ A 653M
al umi num zinc alloy coated steel conformng to ASTM A 792/ A 792M AZ 55
coating; or alum numcoated steel conformng to ASTM A 463/ A 463M Type 2,
coating designation T2 65. Zinc, zinc-alumnumalloy or alum num coated
panel s shall be 0.023 inch thick minimum Panels shall be within 95
percent of reported tested thickness as noted in wind uplift resistance
testing required in paragraph PERFORMANCE REQUI REMENTS.

.2 CONCEALED ANCHOR CLI PS

Conceal ed anchor clips shall be the sane as the tested roofing system
Clip bases shall have factory punched or drilled holes for attachnent.
Cips shall be nmade fromnultiple pieces with the allowance for the tota
thermal nmovenent required to take place within the clip. Single piece
clips may be acceptabl e when the nanufacturer can substantiate that the
system can accommpdate the thernmal cyclic nmovenment under sustained |ive or
snow | oads.

.3  ACCESSORI ES

Flashing, trim metal closure strips, caps and simlar nmetal accessories
shal |l be the manufacturer's standard products. Exposed netal accessories
shall be finished to match the panels furnished. Die cast netal closures
shall be installed with double bead tape seal ant and fasteners that stitch
the panel to a 16 gage prefornmed backer plate to ensure a positive
conpressi on of the tape sealant. The use of a continuous angle butted to
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the panel ends to forma closure will not be all owed.
2.4 FASTENERS

Fasteners for steel roof panels shall be zinc-coated steel, alum num
corrosion resisting steel, or nylon capped steel, type and size specified
bel ow or as ot herwi se approved for the applicable requirenents. Fasteners
for alum numroof panels shall be al um num or corrosion resisting steel
Fasteners for structural connections shall provide both tensile and shear
ultimate strengths of not |ess than 750 pounds per fastener. Fasteners for
accessories shall be the nanufacturer's standard. Exposed roof fasteners
shal | be seal ed or have seal ed washers on the exterior side of the roof to
wat er proof the fastener penetration. Wsher material shall be conpatible
with the roofing; have a mninumdianeter of 3/8 inch for structura
connections; and gasketed portion of fasteners or washers shall be neoprene
or other equally durable elastoneric material approximtely 1/8 inch thick

Exposed fasteners for factory color finished panels shall be factory
finished to match the col or of the panels.

2.4.1 Scr ews

Screws for attaching anchor devices shall be not less than No. 14. Actua
screw pull out test results shall be perforned for the actual material gage
and yield strength of the structural purlins or subpurlins to which the
clipis to be anchored/attached. Qher screws shall be as recomended by
the manufacturer to neet the strength design requirenments of the panels.

2.4.2 Bol ts

Bolts shall be not less than 1/4 inch dianeter, shoul dered or plain shank
as required, with | ocking washers and nuts.

2.4.3 Structural Blind Fasteners

Blind screwtype expandabl e fasteners shall be not less than 1/4 inch
diameter. Blind (pop) rivets shall be not less than 9/32 inch mni num
di aneter.

2.5 SUBPURLI NS

Cold fornmed supporting structural nenbers/subpurlins shall have a m ni num

t hi ckness of 0.059 inches and a minimumtensile yield strength of 50000 psi.
Hot rolled structural nmenbers shall have a mini num thi ckness of 0.25

inches and a minimumtensile yield strength of 36000 psi. Subpurlins shal

be shop painted.

2.6 FACTORY COLCOR FI NI SH

Panel s shall have a factory applied polyvinylidene fluoride finish on the
exposed side. The exterior finish shall consist of a baked-on topcoat with
an appropriate prime coat. Color shall match the color indicated on the
drawi ngs. The exterior coating shall be a nominal 1 ml thickness
consisting of a topcoat of not less than 0.7 ml dry filmthickness and the
pai nt manufacturer's recomended priner of not less than 0.2 mil thickness.
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The interior color finish shall consist of a nomi nal a backer coat with a
dry filmthickness of 0.5 ml a 0.2 m!| thick prinme coat. The exterior
color finish shall neet the test requirenents specified bel ow.

2.6.1 Salt Spray Test

A sanpl e of the sheets shall withstand a cyclic corrosion test for a

m ni mum of 2016 hours in accordance with ASTM D 5894, including the scribe
requirenent in the test. |Imediately upon renoval of the panel fromthe
test, the coating shall receive a rating of not less than 10, no
blistering, as determ ned by ASTM D 714; 10, no rusting, as deternined by
ASTM D 610; and a rating of 6, over 2 1/16 to 1/8 inch failure at scri be,
as determned by ASTM D 1654.

2.6.2 Fornmability Test

When subjected to testing in accordance with ASTM D 522 Method B, 1/8 inch
di anmeter mandrel, the coating filmshall show no evidence of cracking to
t he naked eye.

2.6.3 Accel erat ed Weat hering, Chal ki ng Resi stance and Col or Change

A sanpl e of the sheets shall be tested in accordance with ASTM G 154, test
condition UVA-340 | anp, 4h UV at 60 degrees C foll owed by 4h CON at 50
degrees C for 8 total hours. The coating shall withstand the weat hering
test without cracking, peeling, blistering, |oss of adhesion of the
protective coating, or corrosion of the base netal. Protective coating
with an adhesion rating | ess than 4B when tested in accordance with ASTM D
3359, Test Method B, shall be considered as an area indicating | oss of
adhesi on. Follow ng the accel erated weathering test, the coating shal

have a chalk rating not | ess than No. 8 in accordance with ASTM D 4214 test
procedures, and the col or change shall not exceed 5 CIE or Hunter Lab col or
difference (delta E) units in accordance with ASTM D 2244. For sheets
required to have a low gloss finish, the chalk rating shall be not |ess
than No. 6 and the color difference shall be not greater than 7 units.

2.6.4 Hum dity Test
When subjected to a hum dity cabinet test in accordance with ASTM D 2247
for 1000 hours, a scored panel shall show no signs of blistering, cracking,
Ccreepage or corrosion.

2.6.5 | npact Resi stance
Fact ory- pai nted sheet shall wi thstand direct and reverse inpact in
accordance with ASTM D 2794 0.500 i nch di ameter hem spherical head
i ndenter, equal to 1.5 times the netal thickness in nils, expressed in
i nch-pounds, wi th no cracking.

2.6.6 Abr asi on Resi stance Test
When subjected to the falling sand test in accordance with ASTM D 968,

Met hod A, the coating systemshall withstand a nminimumof 50 liters of sand
bef ore the appearance of the base netal. The term "appearance of base
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netal" refers to the netallic coating on steel or the al um num base netal
2.6.7 Ontted
2.6.8 Pol l uti on Resi stance

Coating shall show no visual effects when covered spot tested in a 10
percent hydrochloric acid solution for 24 hours in accordance with ASTM D
1308.

2.7 I NSULATI ON

Thermal resistance of insulation shall be not [ess than the R-val ues shown
on the contract drawi ngs. R-values shall be determined at a nean
tenperature of 75 degrees F in accordance with ASTM C 518. Insul ation
shal |l be a standard product with the insulation nanufacturer, factory
marked or identified with insulation manufacturer's name or trademark and
R-value. Identification shall be on individual pieces or individua
packages. Insulation shall have a flame spread not in excess of 25 and a
snoke devel oped rating not in excess of 50 when tested in accordance with
ASTM E 84. The stated R-value of the insulation shall be certified by an
i ndependent Regi stered Professional Engineer if tests are conducted in the
i nsul ation manufacturer's laboratory. Contractor shall conply with EPA
requi renents in accordance with Section 01670 RECYCLED / RECOVERED

MATERI ALS.

2.7.1 Omtted
2.7.2 Bl anket | nsul ation

Bl anket insulation shall conformto ASTM C 991
2.8 I NSULATI ON RETAI NERS

Insulation retainers shall be type, size, and design necessary to
adequately hold the insulation and to provide a neat appearance. Metallic
retai ni ng nenbers shall be nonferrous or have a nonferrous coating.
Nonnetal I ic retai ning nmenbers, including adhesives used in conjunction with
nmechani cal retainers or at insulation seans, shall have a fire resistance
classification not less than that permtted for the insulation

2.9 SEALANT

Seal ants shall be elastonmeric type containing no oil or asphalt. Exposed
seal ant shall be colored to match the applicable building color. Sealant
placed in the roof panel standing seamribs shall be provided in accordance
with the manufacturer's recomendati ons.

2.10  GASKETS AND | NSULATI NG COVPOUNDS
Gaskets and insul ati ng conpounds shall be nonabsorptive and suitable for

i nsul ating contact points of inconpatible materials. Insulating conmpounds
shal | be nonrunning after drying.
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2.11  VAPOR RETARDER
2.11.1 Vapor Retarders as Integral Facing

Insul ation facing shall have a perneability of 0.02 permor |ess when
tested in accordance with ASTM E 96. Facing shall be white reinforced

pol ypropyl ene kraft |amnate (PSK). Facings and finishes shall be factory
appl i ed.

2.11.2 Vapor Retarders Separate from | nsul ation

Vapor retarder material shall be polyethyl ene sheeting conformng to ASTM D
4397. A single ply of 10 m | polyethyl ene sheet; or, at the Contractor's
option, a double ply of 6 m| polyethylene sheet shall be used. A fully
conpati bl e pol yethyl ene tape whi ch has equal or better water vapor control
characteristics than the vapor retarder material shall be provided. A
cloth industrial duct tape in a utility grade shall also be provided to use
as needed to protect the vapor retarder from puncturing.

2.12 EPDM RUBBER BOOTS

Fl ashi ng devi ces around pi pe penetrations shall be flexible, one-piece
devi ces nol ded from weat her-resistant EPDM rubber. Rubber boot materia
shal |l be as recomended by the manufacturer. The boots shall have base
rings nmade of alum num or corrosion resisting steel that conformto the
contours of the roof panel to forma weather-tight seal

2.13 PREFABRI CATED CURBS AND EQUI PVMENT SUPPORTS

Prefabricated curbs and equi pnment supports shall be of structural quality,
hot - di pped gal vani zed or gal vani zed sheet steel, factory prined and
prepared for painting with mtered and welded joints. Integral base plates
and water diverter crickets shall be provided. M ninmum height of curb
shall be 8 inches above finish roof. Curbs shall be constructed to match
roof slope and to provide a |evel top surface for nounting of equipnent.
Curb flange shall be constructed to match configuration of roof panels.
Curb size shall be coordinated, prior to curb fabrication, with the
nmechani cal equi pment to be supported. Strength requirenents for equi pnent
supports shall be coordinated to include all anticipated |oads. Flashings
shall not be rigidly attached to underline structure.

PART 3 EXECUTI ON
3.1 | NSTALLATI ON

Installation shall be in accordance with the manufacturer's erection
instructions and drawings. Dissimlar materials which are not conpatible
when contacting each other shall be insulated by means of gaskets or

i nsul ati ng conpounds. Mblded closure strips shall be installed wherever
roofing sheets terninate in open-end configurations, exclusive of
flashings. The closure strip installation shall be weather-tight and
seal ed. Screws shall be installed with a clutching screw gun, to assure
screws are not stripped. Field test shall be conducted on each gun prior
to starting installation and periodically thereafter to assure it is
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adjusted properly to install particular type and size of screw as
recommended by manufacturer's literature. |nproper or nislocated dril

hol es shall be plugged with an oversize screw fastener and gasketed washer
however, sheets with an excess of such holes or with such holes in critica
| ocations shall not be used. Exposed surfaces and edges shall be kept
clean and free from seal ant, netal cuttings, hazardous burrs, and ot her
foreign material. Stained, discolored, or danaged sheets shall be renpved
fromthe site.

3.1.1 Field Form ng of Panels for Unique Area

When roofing panels are formed fromfactory-color-finished steel coils at
the project site, the sane care and quality control neasures that are taken
in shop form ng of roofing panels shall be observed. Rollformer shall be
operated by the netal roofing manufacturer's representative. 1In cold

weat her conditions, preheating of the steel coils to be field fornmed shal
be performed as necessary just prior to the rolling operations.

3.1.2 Subpurlins

Unl ess ot herwi se shown, subpurlins shall be anchored to the purlins or
other structural fram ng nenmbers with bolts or screws. Attachnent to the
substrate (when provided) or to the panels is not permtted. The subpurlin
spaci ng shall not exceed 30 inches on centers at the corner, edge and ridge
zones, and 5 foot maxi mum on centers for the renmai nder of the roof.

Corner, edge, and ridge zones are as defined in ASCE 7.

3.1.3 Roof Panel Installation

Roof panels shall be installed with the standing seans in the direction of
the roof slope. The side seam connections for installed panels shall be
conpleted at the end of each day's work. Method of applying joint seal ant
shall conformto the manufacturer's reconmmendation to achieve a conplete
weat her-tight installation. End |aps of panels shall be provided in
accordance with the nanufacturer's instructions. Cosures, flashings, EPDM
rubber boots, roof curbs, and related accessories shall be installed
according to the manufacturer's drawi ngs. Fasteners shall not puncture
roofing sheets except as provided for in the manufacturer's instructions
for erection and installation. Expansion joints for the standing seam roof
system shall be installed at |ocations indicated on the contract draw ngs
and other |ocations indicated on the manufacturer's draw ngs.

3.1. 4 Conceal ed Anchor dips

Conceal ed anchor clips shall be fastened directly to the structural fram ng
nmenbers. Attachment to the substrate (when provided) or to the nmetal deck
is not permtted. The nmaxi num di stance, parallel to the seans, between
clips shall be 30 inches on center at the corner, edge, and ridge zones,
and 5 feet nmaxi numon centers for the remainder of the roof.

3.2 | NSULATI ON | NSTALLATI ON

I nsul ation shall be continuous over entire roof surface. Were expansion
joints, term nations, and other connections are made, the cavity shall be
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filled with batt insulation with vapor retarder providing equival ent
R-val ue and permrating as remaining insulation. Insulation shall be
installed as indicated and in accordance with manufacturer's instructions.

3.2.1 Ontted
3.2.2 Bl anket | nsul ati on

Bl anket insulation shall be installed between and parallel to the purlins
with tabs of a facer lapping on the top face of the purlins. Thernal

bl ocks shall be provided over purlins, between clips. A second |ayer of
unfaced insul ation shall be added between purlins to provide full R-value.
Bl anket insulation shall be supported by an integral facing or other
commercially avail abl e support system

3.3 OMTTED
3.4  VAPOR RETARDER | NSTALLATI ON
3.4.1 Integral Facing on Bl anket |nsul ation

Integral facing on blanket insulation shall have the facing | apped and
sealed with a conpatible tape to provide a vapor tight nenbrane.

3.5 OM TTED
3.6 CLEANI NG AND TOUCH- UP

Exposed SSSMR systens shall be cleaned at conpletion of installation

Debris that could cause discoloration and harmto the panels, flashings,

cl osures and ot her accessories shall be renoved. Gease and oil filmns,
excess seal ants, and handling nmarks shall be renoved and the work shall be
scrubbed cl ean. Exposed netal surfaces shall be free of dents, creases,
waves, scratch marks, and solder or weld marks. |Inmediately upon

det ection, abraded or corroded spots on shop-painted surfaces shall be wire
brushed and touched up with the sane material used for the shop coat.
Factory color finished surfaces shall be touched up with the nmanufacturer's
recommended touch up paint.

SECTI ON 07416a Page 18



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

CONTRACTOR' S FI VE (5) YEAR NO PENAL SUM WARRANTY
FOR
STRUCTURAL STANDI NG SEAM METAL ROOF ( SSSMR) SYSTEM

FACI LI TY DESCRI PTI ON

BU LDl NG NUMBER:

CORPS OF ENG NEERS CONTRACT NUMBER:

CONTRACTOR

CONTRACTOR:

ADDRESS:

PO NT OF CONTACT:

TELEPHONE NUMBER:

OMNNER

ONNER:

ADDRESS:

PO NT OF CONTACT:

TELEPHONE NUMBER:

CONSTRUCTI ON AGENT

CONSTRUCTI ON AGENT:

ADDRESS:

PO NT OF CONTACT:

TELEPHONE NUMBER:
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CONTRACTOR' S FIVE (5) YEAR NO PENAL SUM WARRANTY
FOR
STRUCTURAL STANDI NG SEAM METAL ROOF ( SSSMR) SYSTEM
(conti nued)

THE SSSMR SYSTEM | NSTALLED ON THE ABOVE NANMED BU LDI NG | S WARRANTED BY

FOR A PERIOD OF FI VE (5) YEARS AGAI NST
WORKMANSHI P AND MATERI AL DEFI Cl ENCES, W ND DAMAGE, STRUCTURAL FAI LURE, AND
LEAKAGE. THE SSSMR SYSTEM COVERED UNDER THI S WARRANTY SHALL | NCLUDE, BUT
SHALL NOT BE LIMTED TO, THE FOLLOAN NG  THE ENTI RE ROOFI NG SYSTEM
MANUFACTURER SUPPLI ED FRAM NG AND STRUCTURAL NMEMBERS, METAL ROOF PANELS,
FASTENERS, CONNECTORS, ROOF SECUREMENT COVPONENTS, AND ASSEMBLI ES TESTED AND
APPROVED | N ACCORDANCE W TH ASTM E 1592. I N ADDI TI ON, THE SYSTEM PANEL

FI NI SHES, SLIP SHEET, | NSULATION, VAPOR RETARDER, ALL ACCESSCRI ES,
COVPONENTS, AND TRI M AND ALL CONNECTI ONS ARE | NCLUDED. THI S | NCLUDES ROOF
PENETRATI ON | TEMS SUCH AS VENTS, CURBS, SKYLIGHTS; | NTERI OR OR EXTERI OR
GQUTTERS AND DOMNSPQUTS; EAVES, RIDGE, HI P, VALLEY, RAKE, GABLE, WALL, OR
OTHER ROOF SYSTEM FLASHI NGS | NSTALLED AND ANY OTHER COMPONENTS SPECI FI ED

W THI N THI S CONTRACT TO PROVI DE A WEATHERTI GHT ROOF SYSTEM AND | TEMVS

SPECI FI ED I N OTHER SECTI ONS OF THE SPECI FI CATI ONS THAT ARE PART OF THE SSSMR
SYSTEM

ALL MATERI AL DEFI Cl ENCI ES, W ND DAVAGE, STRUCTURAL FAILURE, AND LEAKAGE
ASSOCI ATED W TH THE SSSMR SYSTEM COVERED UNDER THI S WARRANTY SHALL BE

REPAI RED AS APPROVED BY THE CONTRACTI NG OFFI CER. TH S WARRANTY SHALL COVER
THE ENTI RE COST OF REPAI R OR REPLACEMENT, | NCLUDI NG ALL MATERI AL, LABOR, AND
RELATED MARKUPS. THE ABOVE REFERENCED WARRANTY COMMENCED ON THE DATE OF

FI NAL ACCEPTANCE ON AND WLL REMAIN I N EFFECT
FOR STATED DURATI ON FROM THI S DATE.

S| GNED, DATED, AND NOTARI ZED (BY COVPANY PRESI DENT)

(Conpany Presi dent) (Dat e)
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CONTRACTOR' S FIVE (5) YEAR NO PENAL SUM WARRANTY
FOR
STRUCTURAL STANDI NG SEAM METAL ROOF ( SSSMR) SYSTEM
(conti nued)

THE CONTRACTCOR SHALL SUPPLEMENT THI S WARRANTY W TH WRI TTEN WARRANTI ES FROM
THE MANUFACTURER AND/ OR | NSTALLER OF THE SSSMR SYSTEM WHI CH SHALL BE

SUBM TTED ALONG W TH THE CONTRACTOR S WARRANTY. HOWEVER, THE CONTRACTOR W LL
BE ULTI MATELY RESPONSI BLE FOR THI S WARRANTY AS QOUTLI NED I N THE SPECI FI CATI ONS
AND AS | NDI CATED IN THI S WARRANTY EXAMPLE.

EXCLUSI ONS FROM COVERAGE

1. NATURAL DI SASTERS, ACTS OF GOD (LI GHTNI NG FI RE, EXPLOSI ONS, SUSTAI NED
W ND FORCES | N EXCESS OF THE DESI GN CRI TERI A, EARTHQUAKES, AND HAIL).

2.  ACTS OF NEGLI GENCE OR ABUSE OR M SUSE BY GOVERNVENT OR OTHER PERSONNEL,
I NCLUDI NG ACCI DENTS, VANDALI SM CIVIL DI SOBEDI ENCE, WAR, OR DAMAGE CAUSED BY
FALLI NG OBJECTS.

3. DAMAGE BY STRUCTURAL FAI LURE, SETTLEMENT, MOVEMENT, DI STORTION, WARPACE,
OR DI SPLACEMENT OF THE BU LDI NG STRUCTURE OR ALTERATI ONS MADE TO THE BUI LDI NG

4. CORRCSI ON CAUSED BY EXPOSURE TO CORRCOSI VE CHEM CALS, ASH OR FUMES
GENERATED OR RELEASED | NSI DE CR QUTSI DE THE BUI LDI NG FROM CHEM CAL PLANTS,
FOUNDRI ES, PLATI NG WORKS, KILNS, FERTILIZER FACTORIES, PAPER PLANTS, AND THE
LI KE.

5. FAILURE OF ANY PART OF THE SSSMR SYSTEM DUE TO ACTI ONS BY THE OANER TO
I NH BI T FREE DRAI NAGE OF WATER FROM THE ROOF AND GUTTERS AND DOWNSPOUTS OR
ALLOW PONDI NG WATER TO CCOLLECT ON THE ROCOF SURFACE. CONTRACTOR S DESI GN
SHALL | NSURE FREE DRAI NAGE FROM THE ROOF AND NOT ALLOW PONDI NG WATER.

6. TH' S WARRANTY APPLIES TO THE SSSMR SYSTEM | T DOES NOT | NCLUDE ANY
CONSEQUENTI AL DAMAGE TO THE BUI LDI NG | NTERI OR OR CONTENTS WHI CH | S COVERED BY
THE WARRANTY OF CONSTRUCTI ON CLAUSE | NCLUDED I N THI' S CONTRACT.

7. TH' S WARRANTY CANNOT BE TRANSFERRED TO ANOTHER OWNER W THOUT WRI TTEN

CONSENT OF THE CONTRACTOR; AND TH S WARRANTY AND THE CONTRACT PROVI SI ONS W LL
TAKE PRECEDENCE OVER ANY CONFLI CTS W TH STATE STATUTES.

* %
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CONTRACTOR' S FIVE (5) YEAR NO PENAL SUM WARRANTY
FOR
STRUCTURAL STANDI NG SEAM METAL ROOF ( SSSMR) SYSTEM
(conti nued)

**REPORTS OF LEAKS AND SSSMR SYSTEM DEFI Cl ENCI ES SHALL BE RESPONDED TO W THI N
48 HOURS OF RECEI PT OF NOTI CE, BY TELEPHONE OR I N WRI TI NG, FROM EI THER THE
OMER OR CONTRACTI NG OFFI CER. EMERGENCY REPAI RS TO PREVENT FURTHER ROOF
LEAKS SHALL BE I NI TI ATED | MVEDI ATELY; A WRI TTEN PLAN SHALL BE SUBM TTED FOR
APPROVAL TO REPAI R OR REPLACE THI S SSSMR SYSTEM W THI N SEVEN (7) CALENDAR
DAYS. ACTUAL WORK FOR PERMANENT REPAI RS OR REPLACEMENT SHALL BE STARTED

W THI N 30 DAYS AFTER RECEI PT OF NOTI CE, AND COVWPLETED W THI N A REASONABLE
TIVME FRAME. | F THE CONTRACTCOR FAILS TO ADEQUATELY RESPOND TO THE WARRANTY
PROVI SI ONS, AS STATED I N THE CONTRACT AND AS CONTAI NED HEREI N, THE

CONTRACTI NG OFFI CER MAY HAVE THE SSSMR SYSTEM REPAI RED OR REPLACED BY OTHERS
AND CHARCGE THE COST TO THE CONTRACTOR.

IN THE EVENT THE CONTRACTOR DI SPUTES THE EXI STENCE OF A WARRANTABLE DEFECT,
THE CONTRACTOR MAY CHALLENGE THE OMER S DEMAND FOR REPAI RS ANDY OR
REPLACEMENT DI RECTED BY THE OANER OR CONTRACTI NG OFFI CER ElI THER BY REQUESTI NG
A CONTRACTI NG OFFI CER S DECI SI ON UNDER THE CONTRACT DI SPUTES ACT, OR BY
REQUESTI NG THAT AN ARBI TRATOR RESOLVE THE | SSUE. THE REQUEST FOR AN

ARBI TRATCR MUST BE MADE W THI N 48 HOURS OF BEI NG NOTI FI ED OF THE DI SPUTED
DEFECTS. UPON BEI NG | NVOKED, THE PARTI ES SHALL, W THI N TEN (10) DAYS,

JO NTLY REQUEST A LI ST OF FIVE (5) ARBI TRATORS FROM THE FEDERAL MEDI ATI ON AND
CONCI LI ATI ON SERVI CE. THE PARTI ES SHALL CONFER W THI N TEN (10) DAYS AFTER
RECEI PT OF THE LI ST TO SEEK AGREEVMENT ON AN ARBI TRATOR | F THE PARTI ES
CANNOT AGREE ON AN ARBI TRATOR, THE CONTRACTI NG OFFI CER AND THE PRESI DENT OF
THE CONTRACTOR S COMPANY W LL STRIKE ONE (1) NAME FROM THE LI ST ALTERNATI VELY
UNTIL ONE (1) NAME REMAINS. THE REMAI NI NG PERSON SHALL BE THE DULY SELECTED
ARBI TRATCR. THE COSTS OF THE ARBI TRATI ON, | NCLUDI NG THE ARBI TRATOR S FEE AND
EXPENSES, COURT REPCRTER, COURTROOM OR SI TE SELECTED, ETC., SHALL BE BORNE
EQUALLY BETWEEN THE PARTIES. ElI THER PARTY DESI RING A COPY OF THE TRANSCRI PT
SHALL PAY FOR THE TRANSCRI PT. A HEARI NG WLL BE HELD AS SOON AS THE PARTI ES
CAN MUTUALLY AGREE. A WRITTEN ARBI TRATOR S DECI SI ON W LL BE REQUESTED NOT
LATER THAN 30 DAYS FOLLOW NG THE HEARI NG  THE DECI SI ON OF THE ARBI TRATCR

W LL NOT BE BINDING HOWEVER, | T WLL BE ADM SSI BLE I N ANY SUBSEQUENT APPEAL
UNDER THE CONTRACT DI SPUTES ACT.

A FRAMED COPY OF THI S WARRANTY SHALL BE POSTED I N THE MECHANI CAL ROOM OR
OTHER APPROVED LOCATI ON DURI NG THE ENTI RE WARRANTY PERI OD.

-- End of Section --
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SECTI ON 07570

TRAFFI C BEARI NG WATERPROOFI NG

PART 1 GENERAL

1.1 DESCRI PTI ON

1.1.1 Rel ated Work Specified El sewhere
A. Expansion and Contraction Joints
B. Seal ants

1.1.2 Description of System

A. The traffic deck coating shall be a conplete system of conpatible
materials top create a seanl ess wat er proof nenbrane

B. The traffic deck coating shall be designated for application on
the specific type of deck indicated on the draw ngs.

1.2  QUALITY ASSURANCE
1.2.1 Supplier Qualifications
Manuf acturer shall provide i ndependently verified listings of at |ease 100
projects using product subnmitted. Projects nust be at |least6 5 years old
and total no less than 3 mllion square feet.
1.2.2 Applicator Qualifications
Applicators shall be approved by manufacturer as |license applicators
1.2.3 Requi rements of Regul atory Agenci es
A The vehi cul ar deck coating systemshall be rated Oass "A" by
Underwiters Laboratories (ASTM E 108/ UL 790). Containers to bear

Underwiters Laboratories |abels.

B. Materials used in the vehicular deck coating systemshall neet
Federal, State, and |local VOC regul ati ons.

1.3 SUBM TTALS
SD- 03 Product Data
Submit product literature and installation instructions.

Proj ect Reference List
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Submit list of projects as required by this specification
SD- 04 Sanpl es

Submit sanples of specified traffic deck coating system Sanples
shal | be construed as exanpl es of finished color and texture of
traffic deck coating systemonly.

Li cense Docunent

Submit a copy of current Applicator Agreenment issued by

manuf acturer. The Applicator Agreenent outlines the |ega
responsibility of the manufacturer and applicator when there is a
warranty claim Note: A joint and several Mintenance Agreenent
cannot be offered by the Manufacturer and Applicator if an
agreenent between the two parties does not exist.

Mai nt enance Agr eenent
Submit a copy of the Maintenance Agreenent that states the
mat eri al s and worknmanship involved in this application shall be
jointly and severally guaranteed to the Ower on a single docunent
by manufacturer and the licensed Applicator for a period of five
years.

1.4 PRODUCT DELI VERY, STORAGE AND HANDLI NG

1.4.1 Del i very

Materials shall be delivered in original sealed containers, clearly marked
with supplier's nane, brand nane, and a type of nmterial

1.4.2 St orage and Handl i ng
Recomended material storage tenperature is 75 degrees F. Handl e products

to avoid damage to containers. Do not store for |ong periods in direct
sunl i ght.

1.5 JOB CONDI TI ONS
1.5.1 Envi ronnmental Conditi ons

A. Do not proceed with application of materials when deck tenperature
is less than 40 degrees F.

B. Do not apply nmaterials unless surface to receive coating is clean
and dry, or if precipitation is inmnent.

1.5.2 Safety and Health Conditions

A. During coating application, it is essential that naximumeffort is
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made to protect the coating nechanic and others near the work
pl ace from breat hing vapors and comng in contact of naterial

B. In confined areas, the best form of protection against organic
solvents or other potentially sentisizing vapors is a . For
maxi mum protection, it is recomended to use a N OSH MsSHA approved
sel f-contai ned breathing apparatus with a full-face piece operated
in a positive pressure node

C. In unrestricted (open outdoor) areas, it is recommended to wear a
sui tabl e mask or respirator of a type approved by N OSH MSHA

D. To prevent excessive skin contact with the material, it is
recomended to use fabric coveralls and neoprene or other
resi stant gloves. To prevent eye contact, wear a full-face nask
or OSHA- approved protective goggl es

1.5.3 Protection

A.  Keep products away from heat, sparks, and flanes. Do not allow
use of spark produci ng equi pnent during application and unti
vapors are gone. Post "No Snoki ng" signs.

B. The overspray and/or solvents from coatings can carry consi derabl e
di stances and care should be taken to do the foll ow ng:

(1) Post warning signs a nminimmof 100 feet fromthe work area.

(2) Mask off or cover all air intakes near the work area to
prevent odors fromentering occupi ed areas of the building or
structure.

(3) Set up wi nd breaks when needed.

(4) M ni m ze or exclude all personnel not directly involved with
the coating application

(5) Have CO2 or other dry chenmical fire extinguishers available at
the job site.

(6) Provi de adequate ventilation
C. After conpletion of application, do not allow traffic on coated
surfaces for a period of at |east 48 hours at 75 degrees F and 50%

R H, or until conpletely cured.

D. Protect plants, vegetation, and animals which night be affected by
coating. Use drop cloths or masking as required.

PART 2 PRODUCTS
2.1 MATERI ALS

2.1.1 Vehi cul ar Traffic Deck Coating Mterial
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A Priner: 7760/7761, 7780/7781 or 70714/ 70715 epoxy priner, or other
prinmers approved by nmanufacturer.

B. Sheet Fl ashing:

86330 (6" w de) or 84000 (12" wi de) uncured

non- st ai ni ng neoprene el astoneric sheet flashing naterial having a
m ni rum t hi ckness of 60 mils.

C. Liquid Flashing:

D. Aggregate:

70420 or 7430 series pol yurethane coating.

7992 uniformy graded aggregate (16/30 nesh) having a

m ni mum hardness of 6.5+ on Mah's scal e or other aggregate
approved by Neogard.

E. Elastoneric Coating Material:

coati ng.

F. Sealant: 80991 seal ant,

Neogar d.

2.2 MATERI AL PERFORVANCE CRI TERI A

70420 or 7430 series pol yurethane

or ot her pol yurethane seal ant approved by

M ni mum performance requirenents for the pol yurethane coating systemto be

used on this project are:

PERFORVMANCE REQUI REMENTS OF CURED FI LM

Physi cal Properties

Tensile Strength, psi
El ongati on @ Br eak
@75 Degrees F.,
% m ni mum

Per manent Set @
Break, % ni ni mum

Har dness Shore "A"

Tear Resistance, | bs.
per linear inch

Abr asi on Resi st ance
@ CS-17 \Wheel s

Adhesi on To Substrate,
I bs./in. mnimum

Ther mal Shock

Test Met hod Resul ts
ASTM D412 2500 psi
ASTM D412 450%
ASTM D 412 10%
ASTM D 2240 78 to 87
ASTM D 1004 200- 250
C501 Taber <10 ny.
Abr asi on 1000 | oss
Rev. with 1000
gm wheel
ASTM D 903 30 I bs.in.
Al ternate No Loss of
Heat / Col d Adhesi on
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Weat heri ng Resi stance ASTM D 822 Sli ght
Chal ki ng
Mbi st ure Vapor ASTM E 96 1. 08 Perns
Transm ssi on Procedure B @36 mils
Resi stance to Water ASTM D 471 3%

% Change in Wi ght

"Standard Specifications ASTM C 957 Exceeds

for Hi gh-Solids Content,
Col d- Appl i ed El astomeric
Wat er pr oof i ng Menbr ane
with Integral Waring
Sur f ace"

PART 3 EXECUTI ON

3.

3.

3.

3.

3.

1 | NSPECTI ON
1.1 Concrete

Verify that the work done under other sections neets the follow ng
requi renents:

A The concrete deck surface is free of ridges and sharp projections
If metal fornms or decks are used, they should be ventilated to
pernmt adequate drying of concrete on exterior exposed deck

B. The concrete was cured for a mnimumof 28 days. (M nimum of
4,000 psi conpressive strength). Water-cured treatnment of
concrete is preferred. The use of concrete curing agents, if any,
shal |l be of the sodiumsilicate base only; others require witten
approved by Neogard.

C. The concrete was finished by a power or hand steel trowel
foll owed by soft hair broomto obtain light texture or "sidewal k"
finish.

D. Damaged areas of the concrete deck are restored to match adj acent
areas. Use 100% solids epoxy and sand for filling and |eveling.

2 PREPARATI ON

2.1 d eani ng

Surfaces contaminated with oil or grease shall be vigorously scrubbed with
a power broom and a strong non-sudsi ng detergent. Thoroughly wash, clean
and dry. Areas where oil or other contam nants penetrate deep in top the
concrete may require renoval by mechanical nethods.

2.2 Shot Bl asti ng
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Steel shot blasting is the preferred method to renove laitance from
concrete surfaces. Proper care and procedure should be taken to | eave the
concrete surface as unopened as possible. Inproper shot blasting can
destroy the surface finish of the concrete. Shot blasting does not renpve
deep penetrating oils, grease, tar, or asphalt stains. Proper cleaning
procedures should be followed to insure proper bonding of the deck coating.
Note: |If shot blasting is not partial, treat concrete surfaces with 10%
to 15% solution of nuriatic acid to renove laitance and inpurities. After
acid has stopped foaning or boiling, immediately rinse thoroughly with
water. Re-rinse as required to renpve nuriatic acid solution. Acid
et chi ng does not renove deep penetrating oils, grease, tar, or asphalt
stains. Proper cleaning procedures should be followed to insure proper
bondi ng of the deck coati ng.

3.2.3 Cracks and Cold Joints

Visible hairline cracks (up to 1/16" in width)in concrete and cold joints
shal |l be cleaned, prinmed, and treated w th pol yurethane deck coating
material a mninmumdistance of 2" on each side of crack to yield a tota

t hi ckness of 30 dry mils. Large cracks (over 1/16" in width) shall be
routed and seal ed with 70991 seal ant or other pol yurethane seal ant approved
by Neogard. Seal ant shall be applied to inside area of crack only, not
applied to deck surface. Detail sealed cracks w th pol yurethane deck
coating material a distance of 2" on each side of crack to yield a tota

t hi ckness of 30 dry mls.

3.2.4 Control Joints
Seal secondary control joints with 70991 seal ant or ot her pol yurethane
seal ant approved by manufacturer. Sealant shall be applied to inside area
of joint only, not applied to deck surface. Detail sealed joints with
pol yur et hane deck coating naterial a distance of 2" on each side of joint
to yield a total thickness of 30 dry mls.

3.2.5 Sheet Fl ashi ng

Install sheet flashing where indicated on the drawi ngs prior to the
application of base coats.

3.2.6 Surface Condition

Surface shall be clean and dry prior to coating.

3.3  APPLI CATI ON

3.3.1 Primer
Apply epoxy primer at a minimumrate of 1/3 gallon per 100 square feet to
all concrete surfaces in strict accordance with procedures outlined by

Neogard. Wthin 24 hours of application of priner, base coat nust be
applied. |If base coat cannot be applied within 24 hours, re-prine.
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3.3.2 Base Coat

Apply 1-2/3 gallons per 100 square feet of elastomeric coating naterial to
deck surfaces to yield an average 20 dry nmils in strict accordance with
procedures outlined by Neogard. Extend base coat over cracks and control
joints which have received treatnent.

3.3.3 Weari ng Surface Coat

Apply 2/ 3 gallon per 100 square feet of elastomeric coating naterial to
yi el d and average of 8 dry mls and i nmedi ately broadcast 7992 aggregate
evenly distributed, at the rate of 15 pounds per 100 square feet of

el astomeric coating naterial to yield an average of 12 dry mls. Tota
system coating thickness averages 40 dry mls exclusive of aggregate.

3.3.4 Doubl e Texturi ng

For heavy traffic areas subjected to extrenmely high traffic abrasion
doubl e-texturing is required. |In such areas, apply double-texturing as
follows: After the coat to receive aggregate (the first wearing surface
coat) has dried and | oose aggregate has been renoved, apply 1 gallon per
100 square feet of elastoneric coating material to yield an average of 12
dry mls and i mmedi ately broadcast additional 7992 aggregate at a rate of
10 pounds per 100 square feet to yield an average of 12 dry mls.

Doubl e-textured areas will yield an average of 52 dry mls, exclusive
aggr egat e.

3.4 CLEANI NG

Renove debris resulting fromconpl etion of coating operation fromthe
project site.

-- End of Section --

SECTI ON 07570 Page 8



Urban Assault Course Conpl ex, Fort Benning, GA

PART 1

e
DWN R

NN NNDD D =
PREPRERERPRERERERERERERRRERERER

PART 3

PWWRRRRPRRRRREPRERRRRRE

OCO~NOUPR~WNE

OCO~NOUTRARWNE

SECTI ON TABLE OF CONTENTS

DI VISION 07 - THERVAL & MJ STURE PROTECTI ON

*1 SECTI ON 07600

FLASHI NG AND SHEET METAL

02/ 03

GENERAL

REFERENCES

CGene

ral Requirements

SUBM TTALS

DELI

VERY, HANDLI NG AND STORAGE

PRODUCTS

MATERI ALS

Exposed Sheet Metal Itens
Dr ai nage
Copper, Sheet and Strip
Lead- Coat ed Copper Sheet
Lead Sheet
St eel Sheet, Zinc-Coated (Gal vani zed)
Ornitted
St ai nl ess St eel
Oritted
Al unmi num Al | oy Sheet and Pl ate
Oritted
Ornitted
Ornitted
Ornitted
Oritted
Asphal t Pri ner
Thr ough-Wal | Fl ashi ng
Fast eners

EXECUTI ON

| NSTALLATI ON

Oritted

Ornitted

Ornitted

Ornitted

Oritted

Oritted

Oritted

Ornitted

Ornitted

Ornitted

Oritted
Count er f 1 ashi ng
Met al Reglets

.1 Caul ked Reglets
.2 Friction Reglets
Ornitted

DACA21- 03- R- 0022

SECTI ON 07600 Page 1 (Added by Amendnent No. 0001)



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

.15 Gravel Stops and Fasci as

.1.15.1 Edge Strip

.1.15.2 Joints

16 Metal Drip Edge

17 Cutters

18 Downspout s

.1.18.1 Term nati ons

19 Oritted

20 Scuppers

21 Conduct or Heads

22 Spl ash Pans

23 Open Val |l ey Fl ashing

24 Eave Fl ashing

25 Sheet Metal Covering on Flat, Sloped, or Curved Surfaces
26 Expansi on Joints

.1.26.1 Omitted

.1.26.2 Fl oor and Wal | Expansion Joints

27 Fl ashi ng at Roof Penetrations and Equi pnent Supports
28 Singl e Pipe Vents

29 St epped Fl ashi ng

Www

WwWwwwwowow
PRPRPPROOERRERRERRROERERRLOOR

3.

3.

3.

3.1.30 Copi ngs
3.2 PAI NTI NG

3.2.1 Al um num Sur f aces
3.3 CLEANI NG
3.4 REPAI RS TO FI NI SH
3.5 FI ELD QUALI TY CONTROL

3.

51 Pr ocedur e

-- End of Section Table of Contents --

SECTI ON 07600 Page 2 (Added by Amendnent No. 0001)



Urban Assault Course Conpl ex, Fort Benning, GA DACA21- 03- R- 0022

UFGS- 07600 (February 2003)
*1 SECTI ON 07600

FLASHI NG AND SHEET METAL
02/ 03

PART 1 GENERAL

1

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by the
basi c designation only.

AVERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 167 (1999) Stainless and Heat - Resi sting
Chrom um Ni ckel Steel Plate, Sheet, and
Strip

ASTM A 653/ A 653M (2001, Rev A) Steel Sheet, Zinc-Coated

(Gl vani zed) or Zinc-lron All oy-Coated
(Gl vanneal ed) by the Hot-Di p Process

ASTM B 101 (2001) Lead- Coated Copper Sheet and Strip
for Building Construction

ASTM B 209 (2001) Al umi num and Al um num Al | oy Sheet
and Pl ate

ASTM B 370 (1998) Copper Sheet and Strip for Building

Constructi on

ASTM D 41 (1994) Asphalt Priner Used in Roofing,
Danpproofing, and Water proofing

.2 CGeneral Requirenents

Sheet metal work shall be acconplished to form weat hertight construction
wi t hout waves, warps, buckles, fastening stresses or distortion, and shal

al | ow for expansion and contraction. Cutting, fitting, drilling, and other
operations in connection with sheet netal required to accomvbdate the work
of other trades shall be performed by sheet metal mechanics. Installation

of sheet netal items used in conjunction with roofing shall be coordi nated
with roofing work to pernmit continuous roofing operations. Sheet netal work
pertaining to heating, ventilating, and air conditioning is specified in
Section 15.

.3 SUBM TTALS

Covernment approval is required for submittals with a "G' designation;
submittals not having a "G' designation are for information only or as
ot herwi se desi gnated. Wen used, a designation followi ng the "G
designation identifies the office that will review the submttal for the
Government. The following shall be submitted in accordance with Section
01330 SUBM TTAL PROCEDURES:
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1

SD- 02 Shop Drawi ngs
Covering on flat, sloped, or curved surfaces; G
Qutters; G
Downspouts; G
Expansion joints; G
Gravel stops and fascias; G
Spl ash pans; G
Fl ashing for roof drains; G
Base flashing; G
Counterflashing;, G

Fl ashing at roof penetrations; G

Reglets; G
Scuppers; G
Copi ngs; G

Drip edge; G
Conduct or heads; G
Open valley flashing;, G
Eave flashing; G
I ndi cat e thicknesses, dinensions, fastenings and anchoring
net hods, expansion joints, and other provisions necessary for
t hermal expansion and contraction. Scaled manufacturer's catal og
data may be subnitted for factory fabricated itens.
SD- 11 d oseout Subnittals
Quality Control Plan

Submit for sheet netal work in accordance w th paragraph entitled
"Field Quality Control."

4 DELI VERY, HANDLI NG AND STORAGE

Package and protect materials during shipnent. Uncrate and inspect
material s for damage, danpness, and wet-storage stains upon delivery to the
job site. Renpbve fromthe site and replace damaged material s that cannot
be restored to |ike-new condition. Handle sheet netal itens to avoid
damage to surfaces, edges, and ends. Store materials in dry,

weat her-tight, ventilated areas until immediately before installation

PART 2 PRODUCTS
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2.

1 VATERI ALS

Lead, |ead-coated netal, and gal vani zed steel shall not be used. Any neta
listed by SMACNA Arch. Manual for a particular itemmy be used, unless

ot herwi se specified or indicated. WMaterials shall conformto the

requi renents specified below and to the thicknesses and configurations
established in SMACNA Arch. Manual. Different itenms need not be of the
same nmetal, except that if copper is selected for any exposed item al
exposed items shall be copper

Furni sh sheet netal itens in 8 to 10 foot |engths. Single pieces |less than
8 feet long nay be used to connect to factory-fabricated inside and outside
corners, and at ends of runs. Factory fabricate corner pieces with mninum
12 inch legs. Provide accessories and other itens essential to conplete
the sheet nmetal installation. These accessories shall be made of the sane
materials as the itens to which they are applied. Fabricate sheet neta
items of the materials specified below and to the gage, thickness, or

wei ght shown in Table | at the end of this section. Sheet netal itens
shall have m Il finish unless specified otherwise. Were nore than one
material is listed for a particular itemin Table |, each is acceptable and
may be used except as follows:

.11 Exposed Sheet Metal Itens
Shall be of the same nmaterial. The following itens shall be considered as
exposed sheet netal: gutters, including hangers; downspouts; gravel stops

and fascias; cap, valley, steeped, base, and eave flashings and rel ated
accessori es.

1.2 Dr ai nage

Do not use copper for an exposed itemif drainage fromthat itemw || pass
over exposed mamsonry, stonework or other netal surfaces. |In addition to
the netals listed in Table |, |ead-coated copper may be used for such itens.

. 1.3 Copper, Sheet and Strip

ASTM B 370, cold-rolled tenper, H 00 (standard).
1.4 Lead- Coat ed Copper Sheet

ASTM B 101.

.1.5 Lead Sheet

M ni mum wei ght 4 pounds per square foot.

1.6 St eel Sheet, Zinc-Coated (Gal vani zed)
ASTM A 653/ A 653M

1.7 Ornitted

.1.8 Stai nl ess Stee

ASTM A 167, Type 302 or 304, 2D Finish, fully anneal ed, dead-soft tenper.

.1.9 Omntted
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2.1.10 Alum num Al |l oy Sheet and Pl ate
ASTM B 209, anodized formalloy, and tenper appropriate for use.
2.1.11 Ornitted
2.1.12 Onitted
2.1.13 Ornitted
2.1.14 Ormitted
2.1.15 Oritted
2.1.16 Asphal t Pri ner
ASTM D 41.
2.1.17 Thr ough-Wal | Fl ashi ng

Through-wal | flashing for masonry is specified in Section 04200, "Unit
Masonry. "

2.1.18 Fast eners

Use the sane netal or a netal conpatible with the itemfastened. Use
stainl ess steel fasteners to fasten dissimlar material s.

PART 3  EXECUTI ON

3.1 | NSTALLATI ON

3.1.1 Ontted

3.1.2 Ontted

3.1.3 Onritted

3.1.4 Ontted

3.1.5 Ontted

3.1.6 Onritted

3.1.7 Ontted

3.1.8 Onmtted

3.1.9 Onritted

3.1.10 Onitted

3.1.11 Onmitted

3.1.12 Count er fl ashi ng

Except where indicated or specified otherw se, insert counterflashing in

reglets located from9 to 10 i nches above roof decks, extend down verti cal
surfaces over upturned vertical |eg of base flashings not |ess than 3 inches.
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Fol d the exposed edges of counterflashings 1/2 inch. Were stepped
counterflashings are required, they may be installed in short |engths a
m ni mum 8 inch by 10 inch or may be of the preforned one-piece type.
Provide end laps in counterflashings not |less than 3 inches and make it

weat hertight with plastic cenent. Do not make | engths of netal
counterflashings exceed 10 feet. Formthe flashings to the required shapes
before installation. Factory-formthe corners not less than 12 inches

fromthe angle. Secure the flashings in the reglets with | ead wedges and
space not nore than 18 inches apart; on short runs, place wedges cl oser
together. Fill caul ked-type reglets or raked joints which receive
counterflashing with caul king compound. Caulking is covered in Section
07900N, "Joint Sealants." Turn up the conceal ed edge of counterfl ashings
built into masonry or concrete walls not |less than 1/4 inch and extend not
less than 2 inches into the walls. Install counterflashing to provide a
spring action agai nst base flashing. Were bitum nous base flashings are
provi ded, the counter flashing shall extend down as close as practicable to
the top of the cant strip. Counter flashing shall be factory formed to
provi de spring action agai nst the base flashing.

3.1.13 Met al Reglets

Caul ked type or friction type reglets shall be factory fabricated with a
m ni mum openi ng of 1/4 inch and a depth of 1 1/4 inches, as approved.

3.1.13.1 Caul ked Reglets

Provide with rounded edges and netal strap brackets or other anchors for
securing to the concrete forms. Provide reglets with a core to protect
themfrominjury during the installation. Provide built-up mtered corner
pi eces for internal and external angles. Wdge the flashing in the reglets
with | ead wedges every 18 inches, caul ked full and solid with an approved
conpound.

3.1.13.2 Friction Reglets

Provide with flashing receiving slots not I ess than 5/8 inch deep, one inch
jointing tongues, and upper and | ower anchoring flanges installed at 24

i nches maxi mum snapl ock receiver. Insert the flashing the full depth of

the slot and |l ock by indentations made with a dull-pointed tool, wedges,

and filled with a sealant. For friction reglets, install flashing snapl ock
receivers at 24 inches o.c. maxi mum \Wen the flashing has been inserted
the full depth, caulk the slot and lock and fill with seal ant.

3.1.14 Onitted
3.1.15 Gravel Stops and Fasci as

Prefabricate in the shapes and sizes indicated and in | engths not |ess than
8 feet. Extend flange at |east 4 inches onto roofing. Provide
prefabricated, mtered corners internal and external corners. Instal

gravel stops and fascias after all plies of the roofing nenbrane have been
applied, but before the flood coat of bitumen is applied. Prine roof

fl ange of gravel stops and fascias on both sides with an asphalt primer.
After prinmer has dried, set flange on roofing nmenbrane and strip-in as
specified. Nail flange securely to wood nailer with | arge-head,

bar bed- shank roofing nails 1.5 inches |ong spaced not nore than 3 inches
on centers, in two staggered rows.

3.1.15.1 Edge Strip
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Hook the | ower edge of fascias at least 3/4 inch over a continuous strip of
the sane material bent outward at an angle not nore than 45 degrees to form
a drip. Nail hook strip to a wood nailer at 6 inches nmaxi mum on centers.
VWere fastening is made to concrete or nmasonry, use screws spaced 12 inches
on centers driven in expansion shields set in the concrete or nasonry.

Where horizontal wood nailers are slotted to provide for insulation

venting, install strips to prevent obstruction of vent slots. Were
necessary, install strips over 1/16 inch thick conpatible spacer or washers.

.1.15.2 Joints

Leave open the section ends of gravel stops and fascias 1/4 inch and backed
with a formed flashing plate, nechanically fastened in place and | appi ng
each section end a mnimumof 4 inches set laps in plastic cement. Face
nailing will not be permtted. Install prefabricated al um num gravel stops
and fascias in accordance with the manufacturer's printed instructions and
details.

.1.16 Metal Drip Edge

Provide a netal drip, designed to allow water run-off to drip free of
underlying construction, at eaves and rakes prior to the application of
roofing shingles. Apply directly on the wood deck at the eaves and over
the underlay along the rakes. Extend back fromthe edge of the deck not
nore than 3 inches and secure with conpatible nails spaced not nore than 10
i nches on center al ong upper edge.

.1.17 Cutters

The hung type of shape indicated and supported on underside by brackets
that permt free thermal novenent of the gutter. Provide gutters in sizes
i ndi cated conplete with nmtered corners, end caps, outlets, brackets, and
ot her accessories necessary for installation. Bead with henmed edge or
reinforce the outer edge of gutter with a stiffening bar not less than 3/4
by 3/16 inch of material conpatible with gutter. Fabricate gutters in
sections not less than 8 feet. Lap the sections a mnimmof one inch in
the direction of flow or provide with conceal ed splice plate 6 inches
mnimm Join the gutters, other than alum num by riveted and sol dered
joints. Alum numgutters shall be joined with riveted sealed joints.
Provi de expansion-type slip joints mdway between outlets. Install gutters
bel ow sl ope line of the roof so that snow and ice can slide clear. Support
gutters on by continuous cleats or by cleats spaced not |ess than 36 inches
apart. Adjust gutters to slope uniformy to outlets, with high points
occurring mdway between outlets. Fabri cate hangers and fastenings from
nmetal s conpatible with the gutters.

.1.18 Downspout s

Supports for downspouts shall be spaced according to the manufacturer's
recommendati on for the substrate. Types, shapes and sizes are indicated.
Provi de conpl ete including el bows and offsets. Provide downspouts in
approximately 10 foot |lengths. Provide end joints to tel escope not |ess than

1/2 inch and lock longitudinal joints. Provide gutter outlets with wire
ball strainers for each outlet. Provide strainers to fit tightly into
outlets and be of the same material used for gutters. Keep downspouts not
| ess than one inch away fromwalls. Fasten to the walls at top, bottom
and at an internediate point not to exceed 5 feet on centers with | eader
straps or conceal ed rack-and-pin type fasteners. Form straps and
fasteners of metal conpatible with the downspouts.
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3.1.18.1 Term nati ons

Neatly fit into the drainage connection the downspouts term nating in
drainage lines and fill the joints with a portland cement nortar cap sl oped
away fromthe downspout. Provide downspouts term nating in splash bl ocks
with el bowtype fittings. Concrete splash block is specified in Section
03300N, "Cast-In-Place Concrete." Provide splash pans as specified.

3.1.19 Omitted
3.1.20 Scuppers

Line interior of scupper openings with sheet nmetal. Extend the lining
t hrough and project outside of the wall to forma drip on the bottom edge
and formto return not | ess than one inch against the face of the outside
wal |l at the top and sides. Fold outside edges under 1/2 inch on all sides.
Provide the perimeter of the Iining approximately 1/2 inch less than the
perimeter of the scupper. Join the top and sides of the |ining on the roof
deck side to a closure flange by a | ocked and soldered joint. Join the
bott om edge by a | ocked and soldered joint to the closure flange, where
required, formwith a ridge to act as a gravel stop around the scupper
inlet. Provide surfaces to receive the scupper lining and coat with
bi tum nous plastic cenent. Mechani cally fasten joints in al um num and
seal

3.1.21 Conduct or Heads

Type indicated and fabricated of the same material as the downspouts. Set
the depth of top opening equal to two-thirds of the width. Provide outl et
tubes not less than 4 inches long. Flat-lock solder the seans except the
nmechani cally fastened aluminumjoints filled with a hard setting seal ant.
VWer e conductor heads are used in conjunction with scuppers, set the
conductor a m ni mum of 2 inches wi der than the scupper. Attach conductor
heads to the wall w th nasonry fasteners, and | oose-lock to provide
conductor heads with screens of the sane naterial. Securely fasten screens
to the heads.

3.1.22 Spl ash Pans

Install splash pans where downspouts di scharge on roof surfaces and at
other locations as indicated. Unless otherw se shown, provide pans not

| ess than 24 inches long by 18 inches wide with netal ribs across the
bottom of the pan. Formthe sides of the pan with vertical baffles not

| ess than one inch high in the front, and 4 inches high in the back doubl ed
over and forned continuous with horizontal roof flanges not |ess than 4
inches wide. Bend the rear flange of the pan to contour of cant strip and
extend up 6 inches under the side wall covering or to height of base
flashing under counterflashing. Bed the pans and roof flanges in plastic
bi tum nous cenent and strip-flash as specified in Roofing Section

3.1.23 Open Val | ey Fl ashing

Provide valley flashing free of |ongitudinal seans, of width sufficient to
extend not less than 6 inches under the roof covering on each side.
Provide a 1/2 inch fold on each side of the valley flashing. Lap the
sheets not less than 6 inches in the direction of flow and secure to
roofing construction with cleats attached to the fold on each side. Nai
the tops of sheets to roof sheathing. Space the cleats not nore than 12
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i nches on centers. Provide exposed flashing not less than 4 inches in
width at the top and increase one inch in width for each additional 8 feet
in length. \Where the slope of the valley is 4.5 inches or |ess per foot,

or the intersecting roofs are on different slopes, provide an inverted
V-joint, one inch high, along the centerline of the valley; and extend the
edge of the valley sheets 8 inches under the roof covering on each side.
Val l ey flashing for asphalt shingle roofs is specified in Section 07311
"Asphalt Shingles."

3.1.24 Eave Fl ashing

One piece in width, applied in 8 to 10 foot | engths with expansion joints
spaced as specified in paragraph entitled "Expansion and Contraction."
Provide a 3/4 inch continuous fold in the upper edge of the sheet to engage
cl eats spaced not nmore than 10 inches on centers. Locate the upper edge of
flashing not less than 18 inches fromthe outside face of the building,
nmeasured al ong the roof slope. Fold |ower edge of the flashing over and

| oose-1ock into a continuous edge strip on the fascia. Were eave flashing
intersects netal valley flashing, secure with one inch flat |ocked joints
with cleats that are 10 inches on centers. Place eave flashing over

underl aynment and in plastic bitum nous cenent.

3.1.25 Sheet Metal Covering on Flat, Sloped, or Curved Surfaces

Except as specified or indicated otherw se, cover and flash all mnor flat,
sl oped, or curved surfaces such as crickets, bul kheads, dorners and snall
decks with metal sheets of the material used for flashing; nmaximm size of
sheets, 16 by 18 inches. Fasten sheets to sheathing with netal cleats.
Lock seans and solder. Lock alum numseans and fill with sealer as
recommended by al umi num manuf acturer. Provide an underlaynment of building
paper for all sheet netal covering.

3.1.26 Expansi on Joints
Provi de expansion joints for roofs, walls, and floors as specified.
Expansion joints in continuous sheet netal shall be provided at 40 foot
intervals for copper and stainless steel and at 32 foot intervals for
al um num al um num gravel stops and fascias which shall have expansion
joints at not nore than 12 foot spacing. Joints shall be evenly spaced.
An additional joint shall be provided where the distance between the | ast

expansion joint and the end of the continuous run is nmore than half the
required interval spacing. Conformto the requirenents of Table |

3.1.26.1 OQOritted
3.1.26.2 Fl oor and Wal | Expansion Joints

Provi de U-shape with extended flanges for expansion joints in concrete and
masonry walls and in floor slabs.

3.1.27 Fl ashi ng at Roof Penetrations and Equi pnent Supports
Provide netal flashing for all pipes, ducts, and conduits projecting
t hrough the roof surface and for equi pment supports, guy wire anchors, and
simlar itens supported by or attached to the roof deck

3.1.28 Singl e Pipe Vents

See Table I, footnote (d). Set flange of sleeve in bitum nous plastic
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cenent and nail 3 inches on centers. Bend the top of sleeve over and
extend down into the vent pipe a mnimmof 2 inches. For long runs or
long rises above the deck, where it is inpractical to cover the vent pipe
with | ead, use a two-piece formed netal housing. Set metal housing with a
netal sl eeve having a 4 inch roof flange in bitum nous plastic cenent and
nailed 3 inches on centers. Extend sleeve a mnimmof 8 inches above the
roof deck and | apped a m nimumof 3 inches by a metal hood secured to the
vent pipe by a draw band. Seal the area of hood in contact with vent pipe
wi th an approved seal ant. Seal ants are covered under Section 07900N
"Joint Seal ants."

3.1.29 St epped Fl ashi ng

St epped flashing shall be installed where sloping roofs surfaced with
shi ngl es abut vertical surfaces. Separate pieces of base flashing shall be
pl aced in alternate shingle courses.

3.1.30 Copi ngs

Provi de copi ng using copper sheets 8 or 10 feet long joined by a 3/4 inch
| ocked and sol dered seam Term nate outer edges in edge strips. Instal
with sealed lap joints as indicated.

3.2 PAI NTI NG

Fi el d-pai nt sheet netal for separation of dissinilar materials. Finish
painting is specified in Section 09900, "Paints and Coatings."

3.2.1 Al um num Sur f aces

Shal | be sol vent cl eaned and gi ven one coat of zinc-nolybdate priner and
one coat of alum num paint as specified in Section 09900, "Paints and
Coatings."

3.3 CLEANI NG

Cl ean exposed sheet netal work at conpletion of installation. Renpbve
grease and oil filnms, handling marks, contam nation from steel wool,
fittings and drilling debris, and scrub-clean. Free the exposed neta
surfaces of dents, creases, waves, scratch marks, and sol der or weld marks.

3.4 REPAI RS TO FI NI SH

Scrat ches, abrasions, and minor surface defects of finish my be repaired
in accordance with the nmanufacturer's printed instructions and as approved.
Repai r damaged surfaces caused by scratches, bl em shes, and variations of
color and surface texture. Replace itenms which cannot be repaired.

3.5 FI ELD QUALI TY CONTROL
Establish and maintain a Quality Control Plan for sheet metal used in

conjunction with roofing to assure conpliance of the installed sheet
metal work with the contract requirements. Wrk not in conpliance with the

contract shall be pronptly renoved and replaced or corrected. Quality
control shall include, but not be limted to, the foll ow ng:
a. Cbservation of environnental conditions; nunber and skill |evel of

sheet netal workers; condition of substrate.
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3.

b. Verification that specified material is provided and install ed.

c. Inspection of sheet netal work, for proper size(s) and
t hi ckness(es), fastening and joining, and proper installation

5.1 Pr ocedur e

Submit for approval prior to start of roofing work. Include a checklist of
points to be observed. Docunent the actual quality control observations
and inspections. Furnish a copy of the docunentation to the Contracting
Oficer at the end of each day.

TABLE |. SHEET METAL WVEEI GHTS, THI CKNESSES, AND GAGES
Copper, Zi nc-
Qunces Ter ne- Coat ed
Per St ai nl ess Coat ed St eel
Sheet Metal Itens Squar e Al um num St eel St eel u. s
Foot I nch I nch I nch Std.
Gage
Downspout s and
leaders ............. 16 . 032 . 015 . 015 24
Downspout clips
and anchors ......... - .040 clip - - -
- . 125 anchor - - -
Downspout straps,
2-inch .............. 48( a) . 060 . 050 - -
Conduct or heads ..... 16 . 032 . 015 . 015 -
Scupper lining ...... 20 . 032 . 015 . 015 -
Fl ashi ngs:
Base ................ 20 . 040 .018 .018 24
Cap (Counter-flashing) 16 . 032 . 015 . 015 26
Eave ................ 16 - . 015 . 015 24
Spandrel beam....... 10 - . 010 . 010 -
Bond barrier ........ 16 - . 015 . 015 -
Stepped ............. 16 . 032 . 015 . 015 -
Valley .............. 16 . 032 . 015 . 015 -
Roof drain .......... 16(b)
Pi pe vent sl eeve(d)
Extrusions .......... - . 075 - - -
Sheet s,
corrugated .......... 16 . 032 . 015 . 015 -
Sheets, snoboth ...... 20 . 050 . 018 . 018 24
Edge strip .......... 24 . 050 . 025 - -
Qutters:
Gutter section....... 16 . 032 . 015 . 015 24
Continuous cleat..... 16 . 032 . 015 . 015 24
Hanger s,
dimensions ......... 1inch x 1 inch x 1 inch x - -
1/8 inch .080 inch . 037 inch
(a) (c)
Splash pans ......... 16 . 040 . 018 . 018 -

(a) Brass.
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TABLE |. SHEET METAL VEI GHTS, THI CKNESSES, AND GAGES
Copper, Zi nc-
Qunces Ter ne- Coat ed
Per St ai nl ess Coat ed St eel
Sheet Metal Itens Squar e Al um num St eel St eel u. s
Foot I nch I nch I nch St d.
Gage

(b) May be | ead wei ghing 4 pounds per square foot.
(c) May be polyvinyl chloride.

(d) 2.5 pound minimum |l ead sleeve with 4 inch flange. Where |ead sl eeve
is inmpractical, refer to paragraph entitled "Single Pipe Vents" for
optional materi al

TABLE 11. SHEET METAL JO NTS
TYPE OF JO NT
Copper, Terne-

Coat ed
[tem Steel, Zinc-Coated
Desi gna- Steel and
tion St ai nl ess
St eel Al unmi num Remar ks
Joint cap 1.25 inch 1.25 inch - - -
for singl e | ock, singl e | ock
bui | di ng st andi ng st andi ng
expansi on seam cl eated
seam cl eated
joint at
r oof
Fl ashi ngs
Base One inch One inch Al um num producer's
3 inch lap flat |ocked, recomended hard
for expansion sol dered; seal ed; setting seal ant for
j oi nt 3 inch lap for | ocked al um num
expansi on j oi nt joints. Fil
each neta
expansi on j oi nt
with a joint
seal i ng conpound
conpound. See
Secti on 07900N
"Joint Seal ants."
Cap-in 3 inch lap 3 inch lap Seal groove with
regl et joint sealing
conpound. See
Secti on 07900N
"Joint Seal ants."
Regl et s Butt j oint - - - Seal reglet groove
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TABLE 11. SHEET METAL JO NTS
TYPE OF JO NT
Copper, Terne-

Coat ed
[tem Steel, Zinc-Coated
Desi gna- Steel and
tion St ai nl ess
St eel Al um num Remar ks
with joint sealing
conpound. See
Secti on 07900N
"Joint Seal ants."
Eave One inch flat One inch flat Same as base
| ocked, cleated | ocked, | ocked, fl ashi ng
One inch cl eated one inch
| oose | ocked, | oose | ocked, seal ed
expansi on expansi on j oi nts,
joint cleated cl eat ed
St epped 3 inch lap 3 inch lap - - -
Val | ey. 6 inch lap cleated 6 inch lap cleated - - -
Edge But t But t - - -
strip
G avel
st ops:

Extrusions - - - Butt with 1/2 inch Use sheet fl ashing

space beneat h and a cover
pl at e.

Sheet , Butt with 1/4 inch Butt with 1/4 inch Use sheet fl ashing
snoot h space space backup pl ate.

Sheet Butt with 1/4 inch Butt with 1/4 inch Use sheet fl ashing
corru- space space beneat h and a cover
gat ed plate or a

conbi nati on unit
Qutters 1.5 inch | ap, One inch flat |ocked, Al um num producers
riveted and riveted, and seal ed recomended hard
sol dered setting seal ant for
| ocked al unmi num
joints.
(a) El astomeric flashing shall have 3 inch lap with manufacturer's
recommended seal ant.
(b) Pol yvi nyl chloride reglet shall be sealed with nanufacturer's

reconmended seal ant.

-- End of Section --
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UFGS- 07900A (June 1997)
*1 SECTI ON 07900A

JO NT SEALI NG
06/ 97

GENERAL

REFERENCES

The publications listed below forma part of this specification to the

ext ent

referenced. The publications are referred to in the text by basic

desi gnation only.

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM C 509 (1994) El astoneric Cellular Preforned
Gasket and Sealing Materi al

ASTM C 920 (1998) El astoneric Joint Seal ants

ASTM D 1056 (1998) Flexible Cellular Materials -
Sponge or Expanded Rubber

2 SUBM TTALS

CGovernnment approval is required for subnmittals with a "G' designation
submttals not having a "G' designation are for information only. Wen

used,

a designation following the "G' designation identifies the office

that will reviewthe submttal for the Governnent. The follow ng shall be
submtted in accordance with Section 01330 SUBM TTAL PROCEDURES:

3

SD- 03 Product Data

Backi ng.
Bond- Br eaker .
Seal ant .

Manuf acturer's descriptive data including storage requirenents,
shelf life, curing time, instructions for mxing and application
and priner data (if required). A copy of the Material Safety Data
Sheet shall be provided for each solvent, primer or seal ant
mat eri al

SD-07 Certificates

Seal ant; C.

Certificates of conpliance stating that the materials conformto
the specified requirenments.

ENVI RONVENTAL REQUI REMENTS

The anbi ent tenperature shall be within the limts of 40 to 90 degrees F

SECTI ON 07900A Page 2 (Added by Anendment No. 0001)
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when the seal ants are applied.

.4 DELI VERY AND STORAGE

Materials shall be delivered to the job in the manufacturer's original
unopened contai ners. The container |abel or acconpanying data sheet shal
include the following infornmation as applicable: manufacturer, name of
material, fornula or specification nunber, |ot nunber, color, date of
manuf acture, mixing instructions, shelf life, and curing tinme at the
standard conditions for |aboratory tests. Materials shall be handl ed and
stored to prevent inclusion of foreign materials. Materials shall be
stored at tenperatures between40 and 90 degrees F unl ess otherw se

speci fied by the nanufacturer

PART 2 PRODUCTS

2.

1 BACKI NG

Backi ng shall be 25 to 33 percent oversize for closed cell and 40 to 50
percent oversize for open cell naterial, unless otherw se indicated.

1.1 Rubber

Cel I ul ar rubber sponge backi ng shall be ASTM D 1056, Type 1, open cell
Class A round cross section

1.2 Omntted

.1.3 Synt heti ¢ Rubber

Synt heti c rubber backi ng shall be ASTM C 509, Option |, Type | preforned
rods or tubes.

.1.4 Neopr ene

Neopr ene backi ng shall be ASTM D 1056, open cell neoprene sponge Type 1,
Cass C

.2 BOND- BREAKER

Bond- br eaker shall be as recommended by the seal ant nmanufacturer to prevent
adhesi on of the sealant to backing or to bottomof the joint.

.3 PRI MER

Primer shall be non-staining type as recomended by seal ant nanuf act urer
for the application.

.4 OM TTED
.5 SEALANT
.5.1 Omntted

.5.2 ELASTOVERI C

El astomeric seal ants shall conformto ASTM C 920 and the foll ow ng:

a. Polysulfide Sealant: Type S, Grade NS, Cass 25, Use NI.

SECTI ON 07900A Page 3 (Added by Anendment No. 0001)
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b. Polyurethane sealant: Gade NS, Cass 25, Use NT

c. Silicone sealant: Type S, Gade NS, Cass 25, Use NT.
2.5.3 Onitted
2.5.4 Ontted
2.5.5 PREFORMED

Prefornmed seal ant shall be pol ybutyl ene or isoprene-butylene based pressure
sensitive weather resistant tape or bead seal ant capabl e of sealing out

noi sture, air and dust when installed as recommended by the nanufacturer

At tenperatures frommnus 30 to plus 160 degrees F, the seal ant shall be
non- bl eedi ng and shall have no | oss of adhesion.

2.6 SCLVENTS AND CLEANI NG AGENTS

Sol vent's, cleaning agents, and accessory materials shall be provided as
recommended by the manuf acturer

PART 3 EXECUTI ON
3.1  GENERAL
3.1.1 Surface Preparation

The surfaces of joints to receive sealant or caul k shall be free of al
frost, condensation and noisture. GQ1l, grease, dirt, chalk, particles of
nortar, dust, |loose rust, loose nmll scale, and other foreign substances
shal |l be renpved from surfaces of joints to be in contact with the seal ant.
G| and grease shall be removed with solvent and surfaces shall be w ped
dry with clean cloths. For surface types not |isted bel ow, the seal ant
manuf acturer shall be contacted for specific reconmendations.

3.1.2 Concrete and Masonry Surfaces

VWere surfaces have been treated with curing conpounds, oil, or other such
materials, the materials shall be renoved by sandbl asting or w re brushing.
Laitance, efflorescence and | oose nortar shall be renpbved fromthe joint
cavity.

3.1.3 St eel Surfaces

Steel surfaces to be in contact with seal ant shall be sandblasted or, if
sandbl asti ng woul d not be practical or woul d damage adjacent finish work,
the netal shall be scraped and wire brushed to renove | oose mll scale.
Protective coatings on steel surfaces shall be renpbved by sandbl asting or
by a solvent that |eaves no residue.

3.1.4 Al um num Sur f aces

Al umi num surfaces to be in contact with sealants shall be cleaned of
tenporary protective coatings. Wen masking tape is used for a protective
cover, the tape and any residual adhesive shall be renmoved just prior to
appl ying the sealant. Solvents used to renove protective coating shall be
as reconmended by the manufacturer of the alum numwork and shall be
non- st ai ni ng.
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3.1.5 Wood Surfaces

Whod surfaces to be in contact with sealants shall be free of splinters and
sawdust or other |oose particles.

3.2  APPLI CATI ON
3.2.1 Maski ng Tape

Maski ng tape may be placed on the finish surface on one or both sides of a
joint cavity to protect adjacent finish surfaces frompriner or seal ant
snears. Masking tape shall be renmpbved within 10 minutes after joint has
been filled and tool ed.

3.2.2 Backi ng

Backi ng shall be installed to provide the indicated seal ant depth. The
installation tool shall be shaped to avoid puncturing the backing.

3.2.3 Bond- Br eaker

Bond- br eaker shall be applied to fully cover the bottom of the joint
wi t hout contam nating the sides where seal ant adhesion is required.

3.2. 4 Pri nmer

Primer shall be used on concrete masonry units, wood, or other porous
surfaces in accordance with instructions furnished with the seal ant.
Primer shall be applied to the joint surfaces to be seal ed. Surfaces
adj acent to joints shall not be prined.

3.2.5 Seal ant

Seal ant shall be used before expiration of shelf [ife. Milti-conponent

seal ants shall be mi xed according to manufacturer's printed instructions.
Seal ant in guns shall be applied with a nozzle of proper size to fit the
width of joint. Joints shall be sealed as detailed in the draw ngs.

Seal ant shall be forced into joints with sufficient pressure to expel air
and fill the groove solidly. Sealant shall be installed to the indicated
dept h wi t hout displacing the backing. Unless otherw se indicated,

speci fied, or recommended by the manufacturer, the installed seal ant shal
be dry tooled to produce a uniformy smooth surface free of winkles and to
ensure full adhesion to the sides of the joint; the use of solvents, soapy
water, etc., will not be allowed. Sealants shall be installed free of air
pockets, foreign enbedded matter, ridges and sags. Sealer shall be applied
over the seal ant when and as specified by the seal ant nanuf acturer

3.3 CLEANI NG

The surfaces adjoining the sealed joints shall be cleaned of smears and
other soiling resulting fromthe seal ant application as work progresses.

-- End of Section --
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SUBM TTALS
DELI VERY, STORAGE, AND HANDLI NG
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STANDARD STEEL DOORS
Classification - Level, Perfornmance,
1.1 Onitted
1.2
. 1.3 Onitted
1.4 Maxi mum Duty Doors
STOM HOLLOW METAL DOORS
OM TTED
OM TTED
ACCESSORI ES
Onitted
Louvers
.1 Onitted
.2 Exteri or Louvers
Astragal s

.4 Mol di ngs

OM TTED

STANDARD STEEL FRAMES
Onitted

Knock- Down Fr amnes
Onitted

Onitted

Onitted

Onitted

Anchor s

~NOoO o~ WN PP

L7.7.1 Wal | Anchors
L7.7.2 Fl oor Anchors

OM TTED

WEATHERSTRI PPl NG
HARDWARE PREPARATI ON
FI NI SHES

2.11.1 Factory-Prined Finish

.12

FABRI CATI ON AND WORKMANSHI P

2.12.1 Grout ed Franes
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UFGS- 08110 (May 2001)

SECTI ON 08110
STEEL DOORS AND FRAMES
05/ 01

PART 1  GENERAL
1.1 REFERENCES

The publications listed below forma part of this specification to the

extent referenced. The publications are referred to in the text by the

basi ¢ designation only.

AMERI CAN NATI ONAL STANDARDS | NSTI TUTE ( ANSI)

ANSI A250. 6 (1997) Hardware on Standard Steel Doors
(Rei nforcenent - Application)

ANSI A250. 8 (1998) SDI-100 Recommended Specifications
for Standard Steel Doors and Franes
DOOR AND HARDWARE | NSTI TUTE (DHI)
DH Al15 (1991) Steel Door Preparation Standards
(Consi sting of A115.1 through Al115.6 and
A115. 12 through A115. 18)
HOLLOW METAL MANUFACTURERS ASSOCI ATI ON ( HMIVAR)
HVWA HW (1992) Hol |l ow Metal Manual

STEEL DOOR | NSTI TUTE (SDOI )

SDI 105 (1998) Recommended Erection Instructions
for Steel Franes

SDI 111-F Recommended Exi sting Wall Anchors for
Standard Steel Doors and Franes

1.2 SUBM TTALS

Submit the following in accordance with Section 01330, "Subnitta
Procedures."

SD- 02 Shop Drawi ngs

Doors; G
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1

Franmes; G
Accessori es

Show el evations, construction details, netal gages, hardware
provi sions, nethod of glazing, and installation details.

Submit door and frame | ocations.
SD- 03 Product Data

Doors; G

Frames; G

Accessori es

Submit manufacturer's descriptive literature for doors, franes,
and accessories. Include data and details on door construction
panel (internal) reinforcenent, insulation, and door edge
construction. Wen "custom holl ow netal doors" are provided in
lieu of "standard steel doors," provide additional details and
data sufficient for conparison to ANSI A250.8 requirenents.

3 DELI VERY, STORAGE, AND HANDLI NG

Del i ver doors, franes, and accessories undamaged and with protective

wr appi ngs or packaging. Provide tenporary steel spreaders securely
fastened to the bottom of each welded frane. Store doors and franes on

pl atforns under cover in clean, dry, ventilated, and accessible |ocations,
with 1/4 inch airspace between doors. Renpove danp or wet packagi ng

i mediately and wi pe affected surfaces dry. Replace damaged materials with
new.

PART 2 PRODUCTS

2.

N

1 STANDARD STEEL DOCRS

ANSI A250. 8, except as specified otherwise. Prepare doors to receive
hardware specified in Section 08710, "Door Hardware." Undercut where

i ndi cated. Exterior doors shall have top edge closed flush and sealed to
prevent water intrusion. Doors shall be 1 3/4 inches thick, unless

ot herw se indi cat ed.

1.1 Classification - Level, Performance, Mbde
.1.1.1 Onitted

.1.1.2 Ontted
.1.1.3 Ontted

.1.1.4 Maxi mum Duty Doors
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ANSI A250.8, Level 4, physical perfornance Level A Mdel 1 with core
construction as required by the manufacturer for interior doors and for
i ndi cated exterior doors, of size(s) and design(s) indicated. Were
vertical stiffener cores are required, the space between the stiffeners
shall be filled with mneral board insulation

2.2 CUSTOM HOLLOW METAL DOORS

Provi de custom hol | ow netal doors where nonstandard steel doors are
indicated. At the Contractor's option, custom holl ow netal doors may be
provided in lieu of standard steel doors. Door size(s), design, naterials,
construction, gages, and finish shall be as specified for standard stee
doors and shall conmply with the requirenment of HWA HW Fill all spaces
in doors with insulation. Cose top and bottom edges with steel channels
not lighter than 16 gage. Prepare doors to receive hardware specified in
Section 08710, "Door Hardware." Doors shall be 1-3/4 inches thick, unless
ot herw se indi cat ed.

2.3 OM TTED

2.4 OM TTED

2.5 ACCESSORI ES

2.5.1 Omtted

2.5.2 Louvers

2.5.2.1 Omtted

2.5.2.2 Exterior Louvers

Louvers shall be inverted "V' type with mninumof 60 percent net-free
opening. Weld or tenon |ouver blades to continuous channel frame and weld
assenbly to door to formwatertight assenbly. Form/louvers of hot-dip

gal vani zed steel of sane gage as door facings. Louvers shall have

steel -franed i nsect screens secured to roomside and readily renovabl e.
Provide alumnumwire cloth, 18 by 18 or 18 by 16 i nch nmesh, for insect
screens.

2.5.3 Astragal s

For pairs of exterior steel doors which will not have al um num astragals or
renovabl e nullions, as specified in Section 08710, "Door Hardware," provide
over | appi ng steel astragals with the doors.

2.5. 4 Mol di ngs

Provi de nol di ngs around gl ass of interior and exterior doors and | ouvers of
interior doors. Provide nonrenovabl e nol di ngs on outside of exterior doors
and on corridor side of interior doors. Oher noldings nay be stationary
or renpvable. Secure inside noldings to stationary noldings, or provide
snap-on moldings. Mintins shall interlock at intersections and shall be
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fitted and wel ded to stationary noldings.

2.6 OM TTED

2.7 STANDARD STEEL FRAMES
ANSI A250. 8, except as otherwi se specified. Formfranmes to sizes and
shapes indicated, with knock-down fiel d-assenbl ed corners. Provide stee
frames for doors, unless otherw se indicated.

2.7.1 Oritted

2.7.2 Knock- Down Franes
Design corners for sinple field assenbly by conceal ed tenons, splice
pl ates, or interlocking joints that produce square, rigid corners and a
tight fit and naintain the alignnent of adjoining nmenbers. Provide
| ocknuts for bolted connections.

2.7.3 Oritted

2.7.4 Oritted

2.7.5 Oritted

2.7.6 Oritted

2.7.7 Anchor s
Provi de anchors to secure the frame to adjoining construction. Provide
steel anchors, zinc-coated or painted with rust-inhibitive paint, not
lighter than 18 gage.

2.7.7.1 Wall Anchors
Provide at | east three anchors for each janb. For frames which are nore
than 7.5 feet in height, provide one additional anchor for each janb for

each additional 2.5 feet or fraction thereof.

a. Masonry: Provide anchors of corrugated or perforated steel straps
or 3/16 inch dianmeter steel wire, adjustable or T-shaped;

b. Stud partitions: Weld or otherw se securely fasten anchors to
backs of franmes. Design anchors to be fastened to cl osed stee
studs with sheet netal screws, and to open steel studs by wiring
or wel di ng;

c. Conpleted openings: Secure franes to previously placed concrete
or masonry with expansion bolts in accordance with SDI 111-F; and

d. Solid plaster partitions: Secure anchors solidly to back of
franes and tie into the lath. Provide adjustable top strut
anchors on each side of frane for fastening to structural nenbers
or ceiling construction above. Size and type of strut anchors

SECTI ON 08110 Page 6
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shal | be as recommended by the frane nmanufacturer
2.7.7.2 FI oor Anchors

Provi de floor anchors drilled for 3/8 inch anchor bolts at bottom of each
j anb nenber.

2.8 OM TTED
2.9 WEATHERSTRI PPl NG

As specified in Section 08710, "Door Hardware."
2.10 HARDWARE PREPARATI ON

Provi de m ni mum hardware rei nforci ng gages as specified in ANSI A250. 6.
Drill and tap doors and franes to receive finish hardware. Prepare doors
and franes for hardware in accordance with the applicable requirenents of
ANSI A250.8 and ANSI A250.6. For additional requirenments refer to DH Al115.
Drill and tap for surface-applied hardware at the project site. Build
additional reinforcing for surface-applied hardware into the door at the
factory. Locate hardware in accordance with the requirenents of ANSI A250. 8,
as applicable. Punch door franes to receive a mninmumof two rubber or
vi nyl door silencers on lock side of single doors and one silencer for each
| eaf at heads of double doors. Set lock strikes out to provide clearance
for silencers.

2.11 FI NI SHES
2.11.1 Factory-Prined Finish

Al surfaces of doors and franes shall be thoroughly cleaned, chemcally
treated and factory prined with a rust inhibiting coating as specified in
ANSI A250. 8.

2.12 FABRI CATI ON AND WORKMANSHI P

Fi ni shed doors and frames shall be strong and rigid, neat in appearance,
and free fromdefects, waves, scratches, cuts, dents, ridges, holes, warp
and buckle. Mol ded nenbers shall be clean cut, straight, and true, with
joints coped or mtered, well fornmed, and in true alignnent. Dress exposed
wel ded and sol dered joints smooth. Design door franme sections for use with
the wall construction indicated. Corner joints shall be well forned and in
true alignnment. Conceal fastenings where practicable. Design other frames
in exposed masonry walls or partitions to allow sufficient space between
the inside back of trimand nmasonry to receive cal king conmpound.

2.12.1 Grout ed Franes

For franes to be installed in exterior walls and to be filled with nortar

or grout, fill the stops with strips of rigid insulation to keep the grout
out of the stops and to facilitate installation of stop-applied head and
janb seal s.
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PART 3 EXECUTI ON

3.1 | NSTALLATI ON

3.1.1 Fr anes
Set franes in accordance with SDI 105. Plunb, align, and brace securely
until permanent anchors are set. Anchor bottons of frames with expansion
bolts or powder-actuated fasteners. Build in or secure wall anchors to
adj oi ning construction. For frames in exterior walls, ensure that stops
are filled with rigid insulation before grout is placed.

3.1.2 Door s

Hang doors in accordance with clearances specified in ANSI A250.8. After
erection and gl azing, clean and adjust hardware.

3.2 PROTECTI ON
Protect doors and frames from danmage. Repair damaged doors and franes
prior to conpletion and acceptance of the project or replace with new, as
directed. Wre brush rusted frames until rust is removed. C ean
t horoughly. Apply an all-over coat of rust-inhibitive paint of the sane
type used for shop coat.

3.3 CLEANI NG

Upon conpl etion, clean exposed surfaces of doors and franes thoroughly.
Renove nmastic snears and ot her unsightly nmarks.

-- End of Section --
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UFGS- 08520A ( March 2000)

SECTI ON 08520A

ALUM NUM W NDOWS * 2
03/ 00

PART 1 GENERAL

1.

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
designation only.

ALUM NUM ASSCCI ATI ON ( AA)

AA DAF- 45 (1997) Designation System for Al um num
Fi ni shes

AMERI CAN ARCHI TECTURAL MANUFACTURERS ASSCCI ATl ON ( AAVA)

AANVA 101 (1997) Vol untary Specifications for
Al umi num Vinyl (PVC) and Wod W ndows and
G ass Doors

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM E 283 (1991) Determning the Rate of Air Leakage
Through Exterior Wndows, Curtain Wlls,
and Doors Under Specified Pressure
Di fferences Across the Specinen

ASTM E 330 (1997el) Structural Performance of
Exterior Wndows, Curtain Walls, and Doors
by Uniform Static Air Pressure Difference

ASTM E 547 (1996) Water Penetration of Exterior
W ndows, Curtain Walls, and Doors by
Cyclic Static Air Pressure Differenti al

ASME | NTERNATI ONAL ( ASME)

ASME A39.1 (1995; A39.1la; A39.1b) Safety Requirenents
for Wndow d eani ng

NATI ONAL FENESTRATI ON RATI NG COUNCI L ( NFRC)

NFRC 100 (1997) Procedure for Determ ning
Fenestrati on Product U-factors

NFRC 200 (1997) Procedure for Deternining

Fenestration Product Sol ar Heat Gain
Coefficients at Normal |ncidence
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NATI ONAL FI RE PROTECTI ON ASSOCI ATI ON ( NFPA)

NFPA 101 (1997; Errata 97-1; TIA-97-1) Life Safety
Code

.2 W NDOW PERFORMANCE

Al umi num wi ndows shall meet the foll owi ng performance requirenents.
Testing requirements shall be performed by an independent testing
| aboratory or agency.

2.1 Structural Perfornance

Structural test pressures on wi ndow units shall be for positive |oad
(inward) and negative load (outward) in accordance with ASTM E 330. After
testing, there shall be no gl ass breakage, permanent damage to fasteners,
hardware parts, support arns or actuating nechani sns or any other danage
whi ch coul d cause wi ndow to be inoperable. There shall be no pernmanent
deformati on of any main frame, sash or ventilator nmenber in excess of the
requi renents established by AAVA 101 for the w ndow types and
classification specified in this section.

. 2.2 Air Infiltration

Air infiltration shall not exceed the anpunt established by AAMA 101 for
each wi ndow type when tested in accordance with ASTM E 283.

.2.3 Wat er Penetration

Wat er penetration shall not exceed the ampunt established by AAVA 101 for
each wi ndow type when tested in accordance with ASTM E 547.

. 2.4 Onitted
.2.5 Oritted
. 2.6 Life Safety Criteria

W ndows shall conformto NFPA 101 Life Safety Code when rescue and/or
second means of escape are indicated.

.3 SUBM TTALS

Covernment approval is required for submittals with a "G' designation;
submttals not having a "G' designation are for information only. Wen
used, a designation following the "G designation identifies the office
that will review the submittal for the Governnent. The follow ng shall be
submitted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs

Al um num W ndows; G
I nsect Screens; G

Drawi ngs indicating el evati ons of w ndow, rough-opening
di rensi ons for each type and size of w ndow, full-size sections,
t hi cknesses of netal, fastenings, nmethods of installation and
anchorage, connections with other work, type of wall construction,
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size and spaci ng of anchors, nethod of glazing, types and
| ocations of operating hardware, nullion details, and w ndow
schedul es showi ng | ocati ons of each w ndow type.
SD- 03 Product Data
Al umi num W ndows; G

Manuf acturer's descriptive data and catal og cut sheets.

Manuf acturer's preprinted installation instructions and cl eani ng
i nstructions.

SD- 04 Sanpl es
Al umi num W ndows; G
Manuf acturer's standard col or sanples of the specified finishes.
SD- 06 Test Reports
Al umi num W ndows; G
Reports for each type of al um num wi ndow attesting that
i dentical wi ndows have been tested and neet all perfornance
requi renents established under paragraph W NDOW PERFORVANCE.
SD-07 Certificates
Al umi num W ndows; G
Certificates stating that the al umi num w ndows are AAVA
certified conformng to requirenments of this section. Labels or
mar ki ngs permanently affixed to the window will be accepted in
lieu of certificates. Product ratings determ ned using NFRC 100
and NFRC 200 shall be authorized for certification and properly
| abel ed by the nmanufacturer.
1.4  QUALI FI CATI ON
W ndow manuf acturer shall specialize in designing and manufacturing the
type of al um num wi ndows specified in this section, and shall have a
m ni mum of 5 years of docunented successful experience. Mnufacturer shall
have the facilities capable of neeting contract requirenents, single-source
responsibility and warranty.
1.5 OM TTED
1.6 DELI VERY AND STORAGE
Al umi num wi ndows shall be delivered to project site and stored in
accordance with manufacturer's recomendati ons. Damaged wi ndows shall be
repl aced with new wi ndows.

1.7 WARRANTY

Manuf acturer's standard performance guarantees or warranties that extend
beyond a 1 year period shall be provided.
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PART 2 PRODUCTS

2.

1 ALUM NUM W NDOW TYPES

Al umi num wi ndows shal | consist of conplete units including sash, glass,
frame, weatherstripping, and hardware. Wndows shall conformto AAMA 101
W ndows shall be single-glazed. Thernal barrier shall be neoprene, rigid
vinyl, or polyurethane and shall be resistant to weather. Wndow nenbers
shal |l be heli-arc wel ded or angle-reinforced and nmechanically joined and
seal ed. Exposed wel ded joints shall be dressed and finished. Joints shal
be pernmanent and weathertight. Franmes shall be constructed to provide a
m nimum 1/4 inch thermal break between the exterior and interior frane
surfaces. Sash corners shall be internally sealed to prevent air and water
| eaks. Inner sash shall be key-controlled to swing to the interior to

al | ow mai nt enance and repl acenment of the glass. Operable w ndows shal
permt cleaning the outside glass frominside the building.

1.1 Ontted
1.2 Omntted

.1.3 Si ngl e- Hung and Doubl e- Hung W ndows

Al umi num si ngl e-hung (H) and doubl e-hung (H) w ndows shall conformto AAVA
101 H LC25 type which operate vertically with the weight of sash offset by
a counterbal anci ng mechani sm mounted in wi ndow to hold the sash stationary
at any open position. Wndows shall be provided with a tilt-in sash.

Si ngl e- hung and doubl e- hung wi ndows shall be provided w th | ocki ng devices
to secure the sash in the closed position. Counterbal anci ng nechani sns
shal |l be easily replaced after installation

.1.4 Fi xed W ndows

Al umi num fixed (F) wi ndows shall conformto AAVA 101 F-LC25 type
non- operabl e gl azed frane, conplete with provisions for reglazing in the
field.

.2 WEATHERSTRI PPI NG

Weat herstripping for ventilating sections shall be of type designed to neet
wat er penetration and air infiltration requirenments specified in this
section in accordance with AAVMA 101, and shall be manufactured of materia
conpatible with alum num and resistant to weather. Watherstrips shall be
factory-applied and easily replaced in the field. Neoprene or

pol yvi nyl chl ori de weat herstri pping are not acceptable where exposed to

di rect sunlight.

.3 OM TTED

.4 ACCESSORI ES

.4.1 Fast eners

Fast eni ng devi ces shall be w ndow manufacturer's standard desi gn nade from
al um num non-magnetic stainless steel, cadm umpl ated steel

ni ckel / chrome-pl ated steel in conmpliance with AAMA 101. Sel f-tappi ng sheet
metal screws will not be acceptable for material thicker than 1/16 inch
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2.4.2 Har dwar e

Har dware shall be as specified for each wi ndow type and shall be fabricated
of alum num stainless steel, cadm umplated steel, zinc-plated steel or

ni ckel / chrome-pl ated steel in accordance with requirenments established by
AAMVA 101

2.4.3 W ndow Anchor s

Anchoring devices for installing wi ndows shall be nmade of al um num
cadm um pl ated steel, stainless steel, or zinc-plated steel conforming to
AAMVA 101

2.4. 4 W ndow Cl eaner Anchors

W ndow cl eaner anchors shall be manufactured of stainless-steel conformng
to ASME A39.1. Wndow franmes shall be reinforced to recei ve wi ndow cl eaner
anchors. Locations of w ndow cl eaner anchors shall be as shown.

2.5 GLASS AND GLAZI NG

Al umi num wi ndows shal |l be designed for inside glazing, field glazing, and
for glass types schedul ed on drawi ngs and specified in Section 08810 G.ASS
AND GLAZING. Units shall be conplete with glass and gl azing provisions to
neet AAMA 101. G azing nmaterial shall be conpatible with alum num and
shal | not require painting.

2.6 FI NI SH
2.6.1 Anodi zed Al um num Fi ni sh

Exposed surfaces of al um num w ndows shall be finished with anodic coating
conform ng to AA DAF-45: Architectural Cass |, AA-MO-C22-A44, color
anodic coating, 0.7 ml| or thicker. Finish shall be free of scratches and
ot her bl em shes.

2.6.2 Oritted

2.6.3 Omitted

2.6.4 Col or
Col or shall be to match building.

PART 3 EXECUTI ON

3.1 | NSTALLATI ON
Al umi num wi ndows shall be installed in accordance w th approved shop
drawi ngs and manufacturer's published instructions. Al um numsurfaces in
contact with masonry, concrete, wood and dissinilar nmetals other than
stainless steel, zinc, cadmumor small areas of white bronze, shall be
protected fromdirect contact using protective materials recommended by
AANVA 101. The conpleted window installation shall be watertight in
accordance with Section 07900 JO NT SEALING d ass and gl azing shall be
installed in accordance with requirenents of this section and Section 08810
GLASS AND GLAZI NG

3.2 ADJUSTMENTS AND CLEANI NG
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3.2.1 Har dwar e Adj ustnents

Fi nal operating adjustments shall be made after glazing work is conplete.
Operating sash or ventilators shall operate smoothly and shall be
weat hertight when in | ocked position.

3.2.2 C eani ng

Al umi num wi ndow fini sh and gl ass shall be cleaned on exterior and interior
sides in accordance with wi ndow manufacturer's reconmendati ons. Al kaline

or abrasive agents shall not be used. Precautions shall be taken to avoid
scratching or narring wi ndow finish and gl ass surfaces.

-- End of Section --
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UFGS- 08710 (February 2002)
SECTI ON 08710

DOOR HARDWARE
02/ 02

PART 1 GENERAL

1.

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by the
basi c designation only.

AVERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM E 283 (1991) Rate of Air Leakage Through
Exterior Wndows, Curtain Walls, and Doors
Under Specified Pressure Differences
Across the Speci nen

BU LDERS HARDWARE MANUFACTURERS ASSOCI ATI ON ( BHVA)

BHVA A156. 1 (1997) Butts and Hi nges (BHMA 101)

BHVA A156. 3 (1994) Exit Devices (BHVA 701)

BHVA A156. 7 (1988) Tenpl ate H nge Di nensi ons

BHVA A156. 13 (1994) Mortise Locks & Latches (BHVA 621)
BHVA A156. 16 (1997) Auxiliary Hardware

BHVA A156. 18 (1993) Materials and Fini shes (BHVA 1301)
BHVA A156. 21 (1996) Threshol ds

BHVA A156. 22 (1996) Door Gasketing Systemns

STEEL DOOR | NSTI TUTE (SDOI)

SDI 100 (1991) Standard Steel Doors and Frames

.2 SUBM TTALS

Submit the following in accordance with Section 01330, "Subnmittal
Procedures. "

SD- 02 Shop Drawi ngs
Har dwar e schedule; G
Keyi ng system

SD- 03 Product Data
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Hardware items; G
SD- 08 Manufacturer's Instructions
Instal | ation
SD-10 Operation and Mai ntenance Data
Har dwar e Schedul e itens, Data Package 1; G

Submit data package in accordance with Section 01781, "Qperation
and Mai ntenance Data."

SD-11 Cl oseout Submittals
Key bitting
1.3 HARDWARE SCHEDULE

Prepare and submt hardware schedule in the follow ng form

Ref erence Mr. UL Mark

Publ i - Nane Key (If fire BHVA
Har d- cation and Con- rated Fi ni sh
war e Quan- Type Catalog trol and Desi gha-
Iltem tity Size No. Fi ni sh No. Synbol s |isted) tion

1.4 KEY BI TTI NG CHART REQUI REMENTS

Submit key bitting charts to the Contracting Oficer prior to conpletion of
the work. |Include:

a. Complete listing of all keys (AAl, AA2, etc.).

b. Conmplete listing of all key cuts (AAl-123456, AA2-123458).
c. Tabul ation showi ng which key fits which door.

d. Copy of floor plan show ng doors and door nunbers.

e. Listing of 20 percent nore key cuts than are presently required in
each master system

1.5 QUALI TY ASSURANCE

1.5.1 Har dwar e Manuf acturers and Modifications
Provide, as far as feasible, |ocks, hinges, and closers of one | ock, hinge,
or closer manufacturer's nake. Modify hardware as necessary to provide
features indicated or specified.

1.6 DELI VERY, STORAGE, AND HANDLI NG
Deliver hardware in original individual containers, conplete with necessary
appurtenances including fasteners and instructions. Mrk each individual
container with item nunber as shown in hardware schedul e.

PART 2 PRODUCTS
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2.

1 TEMPLATE HARDWARE

Hardware to be applied to netal shall be nade to tenplate. Promptly
furnish tenplate information or tenplates to door and frame manufacturers.
Tenpl ate hi nges shall conformto BHVA A156.7. Coordinate hardware itenms to
prevent interference with other hardware.

.2 OM TTED

.3 HARDWARE | TEMS

Hi nges, pivots, |ocks, latches, exit devices, bolts, and closers shall be
clearly and pernanently marked with the manufacturer's nane or trademark
where it will be visible after the itemis installed. For closers with
covers, the nane or trademark nay be beneath the cover.

. 3.1 Hi nges

BHVA A156.1, 4 1/2 by 4 1/2 inches unl ess otherw se specified. Construct
| oose pin hinges for exterior doors and reverse-bevel interior doors so
that pins will be nonrenovabl e when door is closed. Qher antifriction
beari ng hinges may be provided in lieu of ball-bearing hinges.

.3.2 Ontted
.3.3 Ontted
.3.4 Locks and Latches

.3.4.1 Morti se Locks and Lat ches

BHVA A156. 13, Series 1000, Operational Grade 1, Security Grade 2. Knobs
and roses of nortise |ocks shall have screw ess shanks and no exposed
SCrews.

.3.5 Exit Devices

BHVA A156.3, Grade 1. Provide adjustable strikes for rimtype and vertica
rod devices. Provide open back strikes for pairs of doors with nortise and
vertical rod devices.

.3.6 Ontted

. 3.7 Cylinders and Cores

Provi de cylinders and cores for new | ocks, including |ocks provided under
ot her sections of this specification. Cylinders and cores shall have six
pin tunblers. Cylinders shall be products of one manufacturer, and cores
shal | be the products of one manufacturer

.3.8 Keyi ng System

Provi de a grand master keying system

.3.9 Lock Trim
.3.9.1 Onitted

.3.9.2 Lever Handl es
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Provide lever handles in lieu of knobs. Lever handles for exit devices
shal |l neet the test requirenents of BHVA A156.13 for nortise |ocks. Lever
handl e | ocks shall have a breakaway feature to prevent irreparable damage
to the I ock when a force in excess of that specified in BHVA Al156.13 is
applied to the I ever handle. Lever handles shall return to within 1/2 inch
of the door face.

2.3.9.3 Omtted

2.3.10 Keys

Furni sh one file key, one duplicate key, and one worki ng key for each key
change and for each naster keying system Furnish one additional working
key for each lock of each keyed-alike group. Stanp each key with
appropriate key control symbol and "U. S. property - Do not duplicate."” Do
not place room number on keys.

2.3.11 Oritted

2.3.12 Omitted

2.3.13 Omitted

2.3.14 Oritted

2.3.15 Omitted

2.3.16 Omitted

2.3.17 Door Stops and Silencers

BHVA A156.16. Silencers Type L03011. Provide three silencers for each
singl e door, two for each pair

2.3.18 Onitted
2.3.19 Thr eshol ds

BHVA A156.21. Use J35100, with vinyl or silicone rubber insert in face of
stop, for exterior doors opening out, unless specified otherw se.

2.3.20 Weather Stripping Gasketing

BHVA A156.22. Provide the type and function designati on where specified in
par agraph entitled "Hardware Schedule". A set shall include head and janb
seals, and, for pairs of doors, astragals. Air |eakage of weather
stripped doors shall not exceed 0.5 cubic feet per ninute of air per square
foot of door area when tested in accordance with ASTM E 283. Wat her
stripping shall be one of the foll ow ng:

2.3.20.1 Ext ruded Al unm num Ret ai ners
Extruded al um numretai ners not |ess than 0.050 inch wall thickness with
vi nyl, neoprene, silicone rubber, or polyurethane inserts. Al umi num shal
be cl ear anodi zed.

2.3.21 Onitted

*1
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2.3.22 Rain Drips

Extruded al um num not |ess than 0.08 inch thick, clear anodized. Set
drips in sealant conformng to Section 674920N07900, "Joint Seal i ngants, "
and fasten with stainless steel screws.

2.3.22.1 Door Rain Drips

Approximately 1 1/2 inches high by 5/8 inch projection. Align bottomwith
bott om edge of door

2.4 OM TTTED
2.5 FI NI SHES

BHVA A156. 18. Hardware shall have BHMA 630 finish (satin stainless steel),
unl ess specified otherwise. Provide itenms not manufactured in stainless
steel in BHVA 626 finish (satin chromum plated) over brass or bronze,
except surface door closers which shall have al um num paint finish, and
except steel hinges which shall have BHMA 652 finish (satin chrom um

pl at ed) .

PART 3 EXECUTI ON

3.1 | NSTALLATI ON
Install hardware in accordance with manufacturers' printed instructions.
Fasten hardware to wood surfaces with full-threaded wood screws or sheet
metal screws. Provide nachine screws set in expansion shields for
fastening hardware to solid concrete and nmasonry surfaces. Provide toggle
bolts where required for fastening to hollow core construction. Provide
t hrough bolts where necessary for satisfactory installation

3.1.1 Weat her Stripping Installation

Handl e and install weather stripping so as to prevent damage. Provide ful
contact, weather-tight seals. Doors shall operate w thout binding.

3.1.1.1 St op- Appl i ed Weat her Stri ppi ng

Fasten in place with col or-matched sheet netal screws not nmore than 9
inches o.c. after doors and franes have been finish painted.

3.1.1.2 Interlocking Type Wather Stripping
Provi de interlocking, self-adjusting type on heads and janbs and flexible
hook type at sills. Nail weather stripping to door one inch o.c. and to
heads and janbs at 4 inches o.c.

3.1.2 Oritted

3.1.3 Threshol d I nstall ation
Extend thresholds the full w dth of the opening and notch end for janb
stops. Set thresholds in a full bed of sealant and anchor to floor with
cadm um pl ated, countersunk, steel screws in expansion sl eeves.

3.2 OM TTED
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3.

3.

3.

3  HARDWARE LOCATI ONS

SDI 100, unless indicated or specified otherw se.
4 OMTTED

5 FIELD QUALI TY CONTROL

After installation, protect hardware from paint, stains, blem shes, and

ot her damage until acceptance of work. Submt notice of testing 15 days
bef ore schedul ed, so that testing can be wi tnessed by the Contracting

O ficer. Adjust hinges, locks, latches, bolts, holders, closers, and other
itenms to operate properly. Denpnstrate that permanent keys operate
respective | ocks, and give keys to the Contracting Officer. Correct,
repair, and finish, as directed, errors in cutting and fitting and damage
t o adj oi ni ng worKk.

.6 HARDWARE SETS

Har dwar e for alum num doors shall be provided under this section. Deliver
Har dwar e tenpl ates and hardware, except field-applied hardware to the

al um num door and frame manufacturer for use in fabricating the doors and
frames.

HW 1

Each to receive:

3 Hi nges A5112 4.5 x 4.5 NRP

1 Deadl ock EOC6191 626

1 Cyl i nder E09211 626

1 Door O oser C02021 689

1 Push Plate J304 4 x 16 630

1 Pull Plate J405 4 x 16 630

1 Kick Plate J-102 8 x 2 LDW 630

1 Thr eshol d 425A @ LAR (NGP Products or Equal)

1 Door Bottom 200NA @ LAR (NGP Products or Equal)

3 Si | encers L03011 G ey

1 Fl oor Stop L02181 626
HW 2

3 Hi nges A5112 4.5 x 4.5 NRP

1 Lockset ECs 630

1 Cyli nder E09211 626

1 Door C oser C02021 689

1 Kick Plate J102 8 x 2 LDW 630

1 Set W Strip 160VA @LAR (NGP Products or Equal)

1 Thr eshol d 425A @ LAR (NGP Products or Equal)

1 Door Bottom 200NA @ LAR (NGP Products or Equal)
HW 3

3 Hi nges A5112 4.5 x 4.5 NRP

1 Lockset EO7 630

1 Cyl i nder E09211 626

1 Door C oser C02021 689

1 Kick Plate J102 8 x 2 LDW 630

1 wvall Stop L02101 630
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HW 4

3

WRRPRRRRPEPW

Si | encers L03011 G ey

Hi nges A5112 4.5 x 4.5 NRP

Lockset EX4 630

Cyl i nder E09211 626

Door C oser C02021 689

Kick Plate J102 8 x 2 LDW 630

Set W Strip 160VA @LAR (NGP Products or Equal)
Thr eshol d 425A @ LAR (NGP Products or Equal)
Door Bottom 200NA @ LAR (NGP Products or Equal)

End of Section --
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UFGS- 09900 (February 2002)
SECTI ON 09900

PAI NTS AND COATI NGS
02/ 02

PART 1 GENERAL

1.

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to within the text by the
basi ¢ designation only.

AMERI CAN CONFERENCE OF GOVERNMENTAL | NDUSTRI AL HYG ENI STS ( ACA H)

ACAH Limt Val ues (1991-1992) Threshold Linit Values (TLVS)
for Chenical Substances and Physi cal
Agents and Bi ol ogi cal Exposure |ndices
( BEl s)

ACA H TLV- DOC Docunent ati on of Threshold Lint Val ues
and Bi ol ogi cal Exposure |ndices

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM
ASTM D 235 Standard Specification for Mneral Spirits

(Petroleum Spirits) (Hydrocarbon Dry
d eani ng Sol vent)

ASTM D 523 (1999) Standard Test Method for Specul ar
d oss
ASTM D 4263 (1983; R 1999) Indicating Misture in

Concrete by the Plastic Sheet Method

ASTM D 4444 (1998) Standard Test Met hods for Use and
Calibration of Hand-Held Mi sture Meters

ASTM F 1869 (1998) Measuring Misture Vapor Em ssion
Rate of Concrete Subfloor Using Anhydrous
Cal ci um Chl ori de
CODE OF FEDERAL REGULATI ONS ( CFR)
29 CFR 1910. 1000 Air Contam nants
FEDERAL STANDARDS ( FED- STD)
FED- STD- 313 (Rev. C WMaterial Safety Data,

Transportation Data and Di sposal Data for
Hazardous Materials Furnished to

SECTI ON 09900 Page 3



Urban Assault Course Conpl ex,

Benni ng, GA DACA21- 03- R- 0022

CGovernnent Activities

MASTER PAI NTERS | NSTI TUTE (MPI)

VPl 10

VPl 16

VPl 23

VPl 26

VPl 27

MPl 44

VPl 50

VPl 79

VPl 94

VPl 95

VPl 107

VPl 138

(2001) Interior/Exterior Latex Block Filler
(2001) Exterior QI Wod Priner

(2001) Exterior Al kyd, Flat

(2001) Exterior Al kyd Enanel

(2001) Exterior Latex, Flat

(2001) Exterior Solid Color Latex Stain
(2001) Surface Tolerant Metal Priner

(2001) Cenentitious Gal vani zed Metal Primer

(2001) Exterior / Interior Al kyd Fl oor
Enanmel, d oss

Interior Latex, doss Level 2

(2001) Interior Latex Priner Sealer

(2001) Marine Al kyd Metal Priner

(2001) Exterior Al kyd, Sem -d oss

(2001) Fast Drying Metal Priner

(2001) Rust Inhibitive Primer (Water-Based)

(2001) Hi gh Performance Latex, Wite and
Tints - MPI doss Level 2

SCl ENTI FI C CERTI FI CATI ON SYSTEMs ( SCS)

SCS- EPP- SPO1- 01

(2001) Environnentally Preferable Product
Specification for Architectural and
Anti-Corrosive Paints

STEEL STRUCTURES PAI NTI NG COUNCI L ( SSPC)

SSPC PA 1

SSPC PA 3

SSPC VIS 1

(2000) Shop, Field, and Mi ntenance
Pai nti ng

(1995) Safety in Paint Application
(1989) Visual Standard for Abrasive Bl ast

O eaned Steel (Standard Reference
Phot ogr aphs)

SECTI ON 09900 Page 4
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SSPC VIS 3 (1993) Visual Standard for Power- and
Hand- Tool C eaned Steel (Standard
Ref er ence Phot ogr aphs)

SSPC VIS 4 (2001) Guide and Reference Photographs for
Steel Surfaces Prepared by Waterjetting

SSPC SP 1 (1982) Sol vent d eani ng

SSPC SP 2 (1995) Hand Tool d eaning

SSPC SP 3 (1995) Power Tool C eaning

SSPC SP 6 (1994) Commercial Blast Cd eaning

SSPC SP 7 (1994) Brush-Of Blast d eaning

SSPC SP 10 (1994) Near-Wiite Blast O eaning

SSPC SP 12 (1995) Surface Preparation and C eani ng of

Steel and Ot her Hard Materials by Hi gh-and
Utra high-Pressure Water Jetting Prior to
Recoati ng

1.2 SUBM TTALS

Submit the following in accordance with Section 01330, "Subnitta
Procedures."

The current MPl, "Approved Product List" which lists paint by brand, | abel
product nane and product code as of the date of contract award, will be
used to deternine conpliance with the submttal requirenents of this
specification. The Contractor may choose to use a subsequent MPI " Approved
Product List", however, only one list may be used for the entire contract
and each coating systemis to be froma single manufacturer. Al coats on
a particular substrate nust be froma single manufacturer. No variation
fromthe MPI Approved Products List is acceptable.

Sanpl es of specified materials may be taken and tested for conpliance with
speci fication requirenments.

In keeping with the intent of Executive Oder 13101, "Geening the
CGovernment through Waste Prevention, Recycling, and Federal Acquisition"
products certified by SCS as neeti ng SCS- EPP- SP01-01 shall be given
preferential consideration over registered products. Products that are
regi stered shall be given preferential consideration over products not
carrying any EPP designation

SD- 03 Product Data

Coating;,